ELMENDORF/KULIS QUESTION #6 – ATTCHMENTS

Below are the attachments in word format to questions posted to DESC website, ELMENDORF/KULIS QUESTION #6 PDF document:

2.  Please provide a copy of the transformer spreadsheet that the shop maintains.

    ANSWER:  Transformer Spreadsheet is attached.  
[image: image1.emf]Feeder database.xls


7.  Please provide base and substation peak demands, energy and kVAR for the past 36 months.

    ANSWER:  Attached are the electrical demands for the last 3 FY's, however, kVAR data is not reported on a regular basis and is not available.

 


[image: image2.emf]EAFB Peak  Demands.doc


16. J-43 Specialized Training, Exhibits A, B, C and D are attached below.  


[image: image3.emf]J-43 Exhibit A -  Sample Course block description.doc



[image: image4.emf]J-43 Exhibit B -  Sample Course Block Listing.xls



[image: image5.emf]J-43 Exhibit C -  Sample Course Outline.doc



[image: image6.emf]J-43 Exhibit D-  Sample Course Block Calendar.pub
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		UTILITY COMPANY OFFEROR 
 Course Instructional Block Listing

		Course 
Title		Course Description		Level of Training		Course Days		Prerequisites		Offerings Per Year		Minimum Student Load		Maximum Student Load

		UGT 1		Overhead Distribution; Utility Poles -- Install, inspect, climb, traverse Poles. Conduct Pole top rescue		UGT		5		3-level		8		2		10

		QT 1		Overhead Distribution;  Poles — Install, inspect, climb, traverse Poles. Conduct Pole top rescue		QT		3		5/7-level		8		2		10

		UGT 2		Overhead Distribution; Install conductors, service drops, laterals; replace conductor supports		UGT		5		3-level		4		3		10

		QT 2		Overhead Distribution; Install conductors, service drops,  laterals; replace conductor supports		QT		3		5/7-level		4		3		10

		UGT 3		Overhead Distribution; install equipment, install grounding sets, isolate faults, splice/transfer conductors		UGT		5		3-level; 
Complete UGT 1		4		2		10

		QT 3		Overhead Distribution; install equipment, install grounding sets, isolate faults, splice/transfer conductors		QT		3		5/7-level		4		2		10

		UGT 4		Underground Distribution; install transformers on pads/ vaults, Install grounding sets to transformer		UGT		2		3-level; Complete UGT 5		4		4		10

		QT 4		Underground Distribution; install transformers on pad / vaults  Install grounding sets to transformer		QT		1		5/7-level		4		4		10

		UGT 5		Underground (UG) Dist; Install buried cable, duct systems; Inspect/splice/terminate UG cable		UGT		4		3-level		4		4		10

		QT 5		Underground (UG) Dist; Install buried cable, duct systems; Inspect/splice/terminate UG cable		QT		3		5/7-level		4		4		10



&L&"Times New Roman,Bold"&12Exhibit B -- &"Times New Roman,Bold Italic"Course Instructional Block Listing

NOTE:  Exhibit B depicts a sample training course listing complete with course titles,  descriptions, training levels (QT or UGT), prerequisites, annual offerings, and min/max class size requirements.   Variations of this sample can be used to aid in development of the offeror's proposed training plan (Section 1; J43.1.1).  Please consult the government user UETM for details on preferred format and required information preferences
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Course Title:  UGT 8










INSTALL GROUNDING SET 



Install Grounding Set


Task Training Guide

		STS Reference Number/Title:

		· 18.1.5 – Underground distribution systems, install grounding set



		Training References:

		· CDC 3E051B VOL3


· Lineman’s and Cableman’s Handbook


· AFI 32-1064 Electrical Safe Practices


· National Electric Safety Code(NESC)


· National Electric Code (NEC)






		Prerequisites:

		· Possess as a minimum a, 3E031 AFSC






		Equipment/Tools/


PPE Required:

		· Grounding Set


· Hand Tools 


· Personal Protective Equipment


· Rubber Protective Equipment






		Learning Objective:

		· Given equipment, install grounding set on pad mounted transformer






		Samples of Behavior:

		· Follow approved methods while installing grounding set


· Know safety requirements for installing grounding set






		Notes:



		· Any safety violation may be grounds for an automatic failure.


· Trainer will brief trainee on the components of the particular transformer to be grounded as well as describe operation of the grounding set used.








Background: The purpose of a grounding set is to ground the high voltage side of transformers to bleed off any stray voltage.  This voltage could be from the high voltage cables feeding the transformer or from possible back feeds from the secondary side of the transformer.  In either case it is important to removed the voltage and ground the transformer.  This is done so that work may be accomplished safely around and on the transformer.  Grounding sets will have four connection points, three will connect to the transformer while the fourth will connect to the system ground or a temporary ground rod.  Grounding sets will have one of two types of connectors: an elbow type or grounding clamp type.  Each has similar procedures for installation.  Each will be covered in this training package.


Grounding equipment in partially energized substations and vaults.


It is often impractical to leave the equipment being worked on grounded. In the case of indoor equipment, it may be possible to permanently ground the equipment on the outside.  This would be possible where oil circuit breakers are being inspected one at a time with disconnects open between the circuit breaker and the bus. By grounding on the outside and closing the oil circuit breaker, everything in the bay is grounded. In other instances, it may be practical to ground on the deenergized side of the open disconnects. Care must be taken to avoid confusion in tracing out the feeder being worked on between the outside and inside construction. Where the feeder is grounded on the outside, the equipment to be worked on should be checked with an approved high voltage testing device and then grounding cables attached before touching it. Where it is practical to leave the equipment grounded while work is in progress, it is mandatory that each phase of the equipment to be worked on is tested to see that it is de-energized and then touched with a grounded cable before the work begins. This should be done even though all disconnects or other devices for clearing the equipment or jumpers to be worked on are in plain view.


To perform this task, follow these steps:


Step 1: Inspect ground set.


The ground set should be inspected to ensure that all the connectors work properly and that the grounding conductor and connectors used are the proper size.  The grounding conductor should be inspected for cracked or splitting insulation and tight connection to the connectors.






Step 2: Inspect the system ground.


The system ground should be checked for loose connections, signs of corrosion, and room to place the grounding conductor.






Step 3: Clean contact points.


Clean the area on the ground with a wire brush to remove any oxidation and dirt that may cause poor connection with the grounding set. Clean the contact point or closing jaws of the clamp with the wire brush.  All four connectors should be cleaned at this time.




Step 4: Connect set to ground.


The first connection made is to the ground point (ground rod).  The three other ends should be laid out so that they are not to close to the cables feeding the transformer.


Step 5: De-energize the transformer.




· Isolate the secondary feed from the building by opening the main breaker or switch.


· Open the primary fuses or primary switch on the transformer if installed.


· Isolate the primary feeding the transformer.  Opening the feed from its source (i.e. fuses, vacuum switch, or air break switch) does this.




· Test for primary voltage by using a high voltage phase tester (Phasing set or audible noise tester). 


· Test the secondary for voltage using an appropriate voltage tester or meter.








Step 7: Connect grounds.


Dead Front Transformers.


Connect the remaining connectors one each to a primary bushing of the transformer.






Live Front Transformers. Place the grounding elbows one-each on the feed-through bushing and close the feed through switch if present.  If feed through bushing are not present or in use the input cables should be removed from the transformer bushings and placed on two way parking bushings.  Next the grounding elbows are place on the two way parking bushing to ground the in put cables, then on the transformer bushing elbow to ground it.


Review Questions


For


Install Grounding Set


		Question

		Answer



		1. The grounding conductors are inspected for _____________.




		a. Cracked insulation with loose connections.


b. Splitting insulation and loose connections.


c. Cracked or splitting insulation and loose connections.


d. Cracked or splitting insulation and tight connections.



		2. What is used to clean the contact surfaces of the ground rod and the connector?




		a. Sand paper


b. A wire brush


c. A rat-tail file


d. Chem.-wipes



		3. What is the grounding set connected too first?

		a. The ground.


b. The A phase conductor.


c. The ground drip on the termination.


d. The parking bushing.



		4. If the ground rod is to cluttered or inaccessible what is used as a ground point? 

		a. The transformer case.


b. Nothing just lay the ground on the ground.


a. The secondary neutral.


b. A temporary ground rod.



		5. How many sources can a feed through transformer be fed from?

		b. 4


c. 3


d. 2


e. 1



		6. What is done after the power has been isolated to a transformer?

		a. You should check for continuity.


b. You should check for amperage.


c. You should check for ohms.


d. You should check for voltage.



		7. On transformers with one input what should be done with cables that have load-break elbows on them?




		a. They should be removed and placed out of the way.


b. They should be removed and placed on parking bushings.


c. They should be removed and place on double breaking brushes.


d. They should be removed and placed on double-parking bushings.  





INSTALL GROUNDING SET


		Performance Checklist



		Step

		Yes

		No



		1. Can the individual explain the need to ground the transformer? 

		

		



		2. When opening the transformer did the individual use proper safety procedures? 

		

		



		3. Did the trainee perform an inspection of the grounding set prior to use? 

		

		



		4. If needed, were contact points on connectors cleaned with a wire brush? 

		

		



		5. Was ground rod inspected for serviceability? 

		

		



		6. Was power disconnected from all possible sources? 

		

		



		7. Was transformer tested for the lack of voltage prior to grounding? 

		

		



		8. Was test equipment verified for proper operation prior to and after checking for voltage? 

		

		



		9. Was care taken while handling the bushings so not to damage them? 

		

		



		10. Were proper procedures used when removing and placing load-break elbows? 

		

		





FEEDBACK: Trainer should provide both positive and/or negative feedback to the trainee immediately after the task is performed.  This will ensure the issue is still fresh in the mind of both the trainee and the trainer.


SAFETY:



THE GROUNDING SET SHOULD BE ABLE TO HANDLE THE MAXIMUM FAULT CURRENT THE SOURCE CAN SUPPLY TO THE JOB LOCATION.







NOTE: 



The cable to connector connection for the elbow type set may not be visible however they may be checked with an ohmmeter.







NOTE:



If the transformer’s system ground is too cluttered or if there is not enough space to make the connection then a temporary ground rod must be used.







NOTE:



If the transformer has a primary and a secondary bonded ground either may be use.







NOTE:



The contact pin on the elbow type should be visibly inspected; cleaning with a wire brush may not be possible.







NOTE:



Prior to making any connection to the transformer inspect it to see what types of primary connections are used, is it feed through, is it switched, look at the data plate.  This will determine the accessories needed to properly ground the transformer.  







NOTE:



Feed through transformers can be fed from two sources and both feeds will need to be isolated.







NOTE:



All testers and meters should be checked for proper operation on a known energized circuit prior to being used on de-energized circuits and re-verified after use to ensure that they have not been damaged.







NOTE:



Testing   the secondary side of the transformer is important because of possible back-feed from another power source (a generator in a different section of the building).  With the primary switch or fuses for that transformer open you may not see the back-feed on the primary side when you check it for voltage.







NOTE:



If the transformer has load-break-elbows with the capacitor button you will be able to check for voltage by removing the cap with a universal grip-all stick and placing the tester against the metal button.  If using the capacitive type phase tester your reading will be slightly lower than normal for the voltage used on your installation. 







NOTE:



Care must be taken when making the connection not to pull down too hard on the bushings; an action that could break the seal, cause a leak, or break the bushing.







NOTE:



When making the connection use the appropriate hot stick , there will be a small arch when first contact is made.  This is bleeding the residual voltage off the cables and can hurt or kill if not properly protected against.







Exhibit C – Sample Lesson Plan/Course Objective
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Overhead Distribution – Installation of Utility Poles and Components


1.
Course Description.  This course provides training to selected Department of Defense personnel in the knowledge and skills needed to perform the installation of various sized utility poles and applicable components.  The scope of training includes procedures on loading and unloading poles, transporting poles, framing poles, and setting poles.  Additionally, this course will provide instruction on the installation of guys, overhead line conductors, and anchors.  


2.
Applicable AF Tasks.  16.3.1, Load/Unload Poles; 16.3.2, Transport Poles; 16.3.3, Frame Poles; 16.3.4, Set Utility Poles; 16.4.1, Install Guys; 16.4.2, Install Overhead Line Conductors; and 16.4.3, Install Anchors.


3.
Course length.  2 – Weeks


4.
Frequency.  Semi-annual


5.
Target Audience.   Certification/Upgrade Training   (UGT)


6.
Course Prerequisites.  Completion of the Air Force Apprentice Training Course 


7.
Required Personal Protective Equipment.   N/A


8.
Classroom Protocols.  No foods/beverages in classroom settings; smoking allowed in designated smoking areas only; horseplay will not by tolerated; etc…..


9.
Comments.  Information contained within this course shall be “performance” trained and evaluated to the Go/No-Go criteria.  Instructional block completion combined with related evaluations of said material by the appropriate Air Force certifying official, signifies the successful completion of this course.  


Exhibit A -- Sample Instructional Block Description
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High  PCB'S

		Feeder		Priority		Master Seq #		Feeder Seq #		Old Facility #		Facility #		Facility Description		Xformer Total		Xformer #		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole #		JC/LB #		Pole Total		Pole #		Riser		Switch #		Lateral		Date Tested		PPM Amount

		24		5				142				9361		Snowbarn				1644		225		12.4D-120/208		F52741264P		GE		Test		Pd, 3ph, FT, LpS, LF														END L2		25-May-01		167

		23				282		185				8326		Age				938		225		4.1/2.4-120/240		C864244		CP		Test		Pd, 3ph																25-May-01		43.3

		23				283		186				8326		Age				339		225		4.1/2.4-120/240		136A9844		CP		Test		Pd, 3ph														END R		25-May-01		49.4

		42		10						11-470		10571		Hanger 3				1947						C861931		GE		Test		PD,3PH																		141



&CPCB's Transformers

Rick.Wolfe:
Sun Ohio will keep coming
back to flush and test
until it passes under 50
ppm. ( Env Contract)

Rick.Wolfe:
#'s 1730 and 1726
in storage yard, will work

Rick.Wolfe:
We have no 4160
Transformers in stock

Rick.Wolfe:
We have no 4160
Transformers in stock



Master

		Feeder		Priority		Master Seq #		Feeder Seq #		Old Facility #		Facility #		Facility Description		Xformer Total		Xformer #		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole #		JC/LB #		Pole Total		Pole #		Riser		Switch #		Lateral

		25						43				5385		Satcom				1		750		12.4D-277/480		86JC630221		Westinghouse		79		Pd, 3ph, S														END L2

		25						44				5385		Satcom				2		750		12.4D-277/480		86JC630211		Westinghouse		79		Pd, 3ph, S														END L3

		25						37				5333		Vertical				6		37.5		7.2/12.4 Y-120/240		861024002		RTE		86		Pole, 1ph								25-14-R4

		25						38				5333		Vertical				7		37.5		7.2/12.4 Y-120/240		861024003		RTE		86		Pole, 1ph								25-14-R4

		25						39				5333		Vertical/Streetlights				8		15		7.2/12.4 Y-120/240		871101261		RTE		87		Pole, 1ph								25-14-R4

		25						34				5333		Vertical/Paint Shop				9		50		7.2/12.4 Y-120/240		87A262005		Westinghouse		87		Pole, 1ph								25-14-R3

		25						35				5333		Vertical/Paint Shop				10		50		7.2/12.4 Y-120/240		87A262004		Westinghouse		87		Pole, 1ph								25-14-R3

		25						36				5333		Vertical/Paint Shop				11		50		7.2/12.4 Y-120/240		87A262003		Westinghouse		87		Pole, 1ph								25-14-R3

		25						54				6326		Civil Engineer Blding				18		75		7.2/12.4 Y-120/240		85A043477		Westinghouse		85		Pole, 1ph								25-16

		25						55				6326		Civil Engineer Blding				19		75		7.2/12.4 Y-120/240		85A043476		Westinghouse		85		Pole, 1ph								25-16

		25						56				6326		Civil Engineer Blding				20		75		7.2/12.4 Y-120/240		85A043476		Westinghouse		85		Pole, 1ph								25-16

		25						24				5329		Zone 1,2				21		25		7.2/12.4 Y-120/240		70VB287054		Magnetic Electric		Test		Pole, 1ph								25-12-R3						END R

		25						25				5329		Zone 1,2				22		25		7.2/12.4 Y-120/240		70VC377018		Magnetic Electric		Test		Pole, 1ph								25-12-R3						"

		25						26				5329		Zone 1,2				23		25		7.2/12.4 Y-120/240		70VC377015		Magnetic Electric		Test		Pole, 1ph								25-12-R3						"

		25						18				5326		Alarm Shop/Utility Shop				24		50		7.2/12.4 Y-120/240		851135563		RTE		85		Pole, 1ph								25-11

		25						19				5326		Alarm Shop/Utility Shop				25		50		7.2/12.4 Y-120/240		74V5150		Van Tran		74		Pole, 1ph								25-11

		25						20				5326		Alarm Shop/Utility Shop				26		50		7.2/12.4 Y-120/240		74V5132		Van Tran		74		Pole, 1ph								25-11

		YARD																28		37.5		120/240		911063715		CP		NON		POLE

		41						93		4-830		8481		Wildlife Museum				30		25		120/240		3591487		AC		NON		P,1PH								41-42

		24		5				40		22-047		6315		Parachute Shop				31		15		7.2-120/240		S57A3511		WH		Test		P, 1PH								24-4

		24		5				41		22-047		6315		Parachute Shop				32		15		7.2-120/240		S57A3509		WH		Test		P, 1PH								24-4

		24		5				42		22-047		6315		Parachute Shop				33		15		7.2-120/240		S57A2706		WH		Test		P, 1PH								24-4						END S

		24		5				32		22-041		5312		SABER / Safety / Environmental				34		25		7.2-120/240		F9494416k4		GE		Test		P, 1PH								23/24-14

		24		5				33		22-041		5312		SABER / Safety / Environmental				35		25		7.2-120/240		35F94943664K		GE		Test		P, 1PH								23/24-14

		24		5				34		22-041		5312		SABER / Safety / Environmental				36		25		7.2-120/240		F94943764K		GE		Test		P, 1PH								23/24-14

		24		5				35		22-039		5303		Prime Beef				37		15		7.2-120/240		861129349		RTE		86		P, 1PH								23/24-15

		24		5				36		22-039		5303		Prime Beef				38		15		7.2-120/240		871018484		RTE		87		P, 1PH								23/24-15

		24		5				37		22-039		5303		Prime Beef				39		15		7.2-120/240		861129347		RTE		86		P, 1PH								23/24-15

		34		16				2								1		54		25		7.2-120/240		3587191		Allies Chambers		Test		Pole Mt., 1ph						2		32-34-3

		23				117		20		22-064		6253		PMEL				55		100		12470D-120/240		881030856		RTE		1988		Pole, 1ph								23-20-R1						END R

		23				118		21		22-064		6253		PMEL				56		100		12470D-120/240		881030857		RTE		1988		Pole, 1ph								23-20-R1						"

		23				119		22		22-064		6253		PMEL				57		100		12470D-120/240		881030855		RTE		1988		Pole, 1ph								23-20-R1						"

		34		16				86		21-885		6260		Headquarters 611 CES E. end		22		58		100		12470/7200Y-277/480		90NF041005		Cooper Industry		90		Pole Mt., 1ph						59		34-71

		34		16				87		21-885		6260		Headquarters 611 CES E. end		23		59		100		12470/7200Y-277/480		90NF041004		Cooper Industry		90		Pole Mt., 1ph						59		34-71

		34		16				88		21-885		6260		Headquarters 611 CES E. end		24		60		100		12470/7200Y-277/480		90NF041002		Cooper Industry		90		Pole Mt., 1ph						59		34-71

		24		5				133		9-580		9387		Officers Club				61		100		12.4/7.2-120/240		GV184902		LM		Test		P, 1PH								24-47						END R

		24		5				134		9-580		9387		Officers Club				62		100		12.4/7.2-120/240		GV184901		LM		Test		P, 1PH								24-47						"

		24		5				135		9-580		9387		Officers Club				63		100		12.4/7.2-120/240		GV184903		LM		Test		P, 1PH								24-47						"

		YARD																64		25		7.2/12.4Y-120/240		1305865		Line Materials		Test		Pole, 1ph

		YARD																65		25		7.2/12.4Y-120/240		1274729		Line Materials		Test		Pole, 1ph

		YARD																67		37.5		12.4/7.2-120/240		G94974367K		GE		TEST		POLE

		YARD																69		37.5		12.4Y/7.2-120-240		G749267-67K		GE		TEST		POLE

		21		18		47		30		21-883		5250		GSA/BOM/CEMAS Self Help		4		70		75		7.2/12.4Y-120/240		G748490-67K		General Electric		Test		Pole, 1ph						30		21-19

		21		18		48		30				5257		Base Supply		4		70		75		7.2/12.4Y-120/240		G748490-67K		General Electric		Test		Pole, 1ph						30		21-19

		21		18		49		30		21-883		5250		GSA/BOM/CEMAS Self Help		5		71		75		7.2/12.4Y-120/240		G748491-67K		General Electric		Test		Pole, 1ph						30		21-19

		21		18		50		30				5257		Base Supply		5		71		75		7.2/12.4Y-120/240		G748491-67K		General Electric		Test		Pole, 1ph						30		21-19

		21		18		51		30		21-883		5250		GSA/BOM/CEMAS Self Help		6		72		75		7.2/12.4Y-120/240		G7448489-67K		General Electric		Test		Pole, 1ph						30		21-19

		21		18		52		30				5257		Base Supply		6		72		75		7.2/12.4Y-120/240		G7448489-67K		General Electric		Test		Pole, 1ph						30		21-19

		21		18		53		31				5257		Base Supply		7		73		100		7.2/12.4Y-120/240		HI05927		Magnetic Electric		Test		Pole, 1ph						31		21-20

		21		18		54		31				5257		Base Supply		8		74		100		7.2/12.4Y-120/240		HI05925		Magnetic Electric		Test		Pole, 1ph						31		21-20

		21		18		55		31				5257		Base Supply		9		75		100		7.2/12.4Y-120/240		HIO5926		Magnetic Electric		Test		Pole, 1ph						31		21-20

		21		18		57		33		21-849		5223		Logistics Management		10		79		50		7.2/12.4Y-120/240		89A230658		Westinghouse		Test		Pole, 1ph						33		21-L21-1						END

		21		18		58		33		21-849		5223		Logistics Management		11		80		50		7.2/12.4Y-120/240		89A230662		Westinghouse		Test		Pole, 1ph						33		21-L21-1						"

		21		18		59		33		21-849		5223		Logistics Management		12		81		50		7.2/12.4Y-120/240		89A230659		Westinghouse		Test		Pole, 1ph						33		21-L21-1						"

		21		18		10		10		21-882		4251		Base Supply		13		82		50		7.2/12.4Y-120/240		7012329		Line Materials		Test		Pole, 1ph						10		21-9L-2

		21		18		11		10		21-882		4251		Base Supply		14		83		50		7.2/12.4Y-120/240		7012327		Line Materials		Test		Pole, 1ph						10		21-9L-2

		21		18		12		10		21-882		4251		Base Supply		15		84		50		7.2/12.4Y-120/240		7012326		Line Materials		Test		Pole, 1ph						10		21-9L-2

		21		18		19		15		21-881		4241		Furniture Storage/Supply W. end		16		85		50		7.2/12.4Y-120/240		89NA063001		Magnetic Electric		Test		Pole, 1ph						15		21-9L-6

		21		18		20		15		21-882		4251		Furniture Storage/Supply W. end		16		85		50		7.2/12.4Y-120/240		89NA063001		Magnetic Electric		Test		Pole, 1ph						15		21-9L-6

		21		18		21		15		21-881		4241		Furniture Storage/Supply W. end		17		86		50		7.2/12.4Y-120/240		89NA063013		Magnetic Electric		Test		Pole, 1ph						15		21-9L-6

		21		18		22		15		21-882		4251		Furniture Storage/Supply W. end		17		86		50		7.2/12.4Y-120/240		89NA063013		Magnetic Electric		Test		Pole, 1ph						15		21-9L-6

		21		18		23		15		21-881		4241		Furniture Storage/Supply W. end		18		87		50		7.2/12.4Y-120/240		89NA063010		Magnetic Electric		Test		Pole, 1ph						15		21-9L-6

		21		18		24		15		21-882		4251		Furniture Storage/Supply W. end		18		87		50		7.2/12.4Y-120/240		89NA063010		Magnetic Electric		Test		Pole, 1ph						15		21-9L-6

		21		18		25		16		21-882		4251		Base Supply		19		88		50		7.2/12.4Y-120/240		881150711		RTE		Test		Pole, 1ph						16		21-9L-7

		21		18		26		16		21-882		4251		Base Supply		20		89		50		7.2/12.4Y-120/240		881173571		RTE		Test		Pole, 1ph						16		21-9L-7

		21		18		27		16		21-882		4251		Base Supply		21		90		50		7.2/12.4Y-120/240		881150712		RTE		Test		Pole, 1ph						16		21-9L-7

		21		18		28		17		21-882		4251		Base Supply		22		91		75		7.2/12.4Y-120/240		89A214662		Westinghouse		Test		Pole, 1ph						17		21-9L-8

		21		18		29		17		21-882		4251		Base Supply		23		92		75		7.2/12.4Y-120/240		89A214685		Westinghouse		Test		Pole, 1ph						17		21-9L-8

		21		18		30		17		21-882		4251		Base Supply		24		93		75		7.2/12.4Y-120/240		89A214664		Westinghouse		Test		Pole, 1ph						17		21-9L-8

		21		18		15		13		21-881		4241		Furniture Storage/EAST END		25		97		50		7.2/12.4Y-120/240		67E17713		Westinghouse		Test		Pole, 1ph						13		21-9L-4-L1						"

		21		18		16		13		21-881		4241		Furniture Storage/EAST END		26		98		50		7.2/12.4Y-120/240		68661127		Westinghouse		Test		Pole, 1ph						13		21-9L-4-L1						END L2

		21		18		17		13		21-881		4241		Furniture Storage/EAST END		27		99		50		7.2/12.4Y-120/240		656970925		Westinghouse		Test		Pole, 1ph						13		21-9L-4-L1						"

		34		16				46						Street Lighting		6		100		25		7200/12470Y/240/480		4649131		Allies-Chambers		Test		Pole Mt., 1ph						41		34-50

		21		18		73		43		21-760		4221		Dallas Housing		28		111		25		7.2/12.4Y-120/240		D3229218		Line Materials		Test		Pole, 1ph						43		21-24-L4						R

		21		18		79		46		21-750		4213		Dallas Housing		29		113		25		7.2/12.4Y-120/240		D3229217		Line Materials		Test		Pole, 1ph						46		21-24-L6						R

		21		18		80		47		21-752		4210		Dallas Housing		30		114		75		7.2/12.4Y-120/240		DV124101		Line Materials		Test		Pole, 1ph						47		21-24-L6-1						END/R

		21		18		81		47		21-753		4214		Dallas Housing		30		114		75		7.2/12.4Y-120/240		DV124101		Line Materials		Test		Pole, 1ph						47		21-24-L6-1						"

		21		18		82		47		21-755		4216		Dallas Housing		30		114		75		7.2/12.4Y-120/240		DV124101		Line Materials		Test		Pole, 1ph						47		21-24-L6-1						"

		21		18		83		47		21-754		4212		Dallas Garage		30		114		75		7.2/12.4Y-120/240		DV124101		Line Materials		Test		Pole, 1ph						47		21-24-L6-1						"

		21		18		85		49		21-749		4205		Dallas Housing		31		115		25		7.2/12.4Y-120/240		D3229210		Line Materials		Test		Pole, 1ph						49		21-24-L8						R

		21		18		86		50		21-746		4202		Dallas Housing		32		116		75		7.2/12.4Y-120/240		DV21604		Line Materials		Test		Pole, 1ph						50		21-24-L8-1						END/R

		21		18		87		50		21-747		4206		Dallas Housing		32		116		75		7.2/12.4Y-120/240		DV21604		Line Materials		Test		Pole, 1ph						50		21-24-L8-1						"

		21		18		88		50		21-748		4208		Dallas Housing		32		116		75		7.2/12.4Y-120/240		DV21604		Line Materials		Test		Pole, 1ph						50		21-24-L8-1						"

		21		18		89		50		21-751		4204		Dallas Garage		32		116		75		7.2/12.4Y-120/240		DV21604		Line Materials		Test		Pole, 1ph						50		21-24-L8-1

		21		18		91		52		21-745		3211		Dallas Housing		33		117		25		7.2/12.4Y-120/240		D3340507		Line Materials		Test		Pole, 1ph						52		21-24-L10						R

		21		18		92		53		21-742		3200		Dallas Housing		34		118		75		7.2/12.4Y-120/240		DB124103		Line Materials		Test		Pole, 1ph						53		21-24-L10-R1						END/R

		21		18		93		53		21-743		3206		Dallas Housing		34		118		75		7.2/12.4Y-120/240		DB124103		Line Materials		Test		Pole, 1ph						53		21-24-L10-R1						"

		21		18		94		53		21-744		3214		Dallas Housing		34		118		75		7.2/12.4Y-120/240		DB124103		Line Materials		Test		Pole, 1ph						53		21-24-L10-R1						"

		21		18		95		53		21-735		3210		Dallas Garage		34		118		75		7.2/12.4Y-120/240		DB124103		Line Materials		Test		Pole, 1ph						53		21-24-L10-R1						"

		21		18						21-740		3204		Dallas Housing		35		119		50		7200/12470Y-120/240		DV233219		Line Materials		Test		Pole Mt., 1ph						55		21-24-L12						END 21

		21		18						21-741		3205		Dallas Housing		35		119		50		7200/12470Y-120/240		DV233219		Line Materials		Test		Pole Mt., 1ph						55		21-24-L12						"

		21		18						21-738		3202		Dallas Garage		35		119		50		7200/12470Y-120/240		DV233219		Line Materials		Test		Pole Mt., 1ph						55		21-24-L12						"

		21		18						21-739		3203		Dallas Garage		35		119		50		7200/12470Y-120/240		DV233219		Line Materials		Test		Pole Mt., 1ph						55		21-24-L12						"

		21		18						21-736		3207		Dallas Garage		35		119		50		7200/12470Y-120/240		DV233219		Line Materials		Test		Pole Mt., 1ph						55		21-24-L12						"

		33		12		1024		14				2212		Tech Lab		5		120		75		12.4/7.2-120/240		2560307005		Precision Xformer		Test		Pole Mt., 1ph						12		31-33-13

		33		12		1025		15				2212		Tech Lab		6		121		75		12.4/7.2-120/240		2560307002		Precision Xformer		TEST		Pole Mt., 1ph						12		31-33-13

		33		12		1026		16				2212		Tech Lab		7		123		75		12.4/7.2-120/240		2560307006		Precision Xformer		TEST		Pole Mt., 1ph						12		31-33-13

		YARD																126		25		12.4/7.2-120/240		76A260190		WH		TEST		POLE

		YARD																127		25		12.4/7.2-120/240		77A463542		WH		TEST		POLE

		YARD																128		25		12.4/7.2-120/240		77A463555		WH		TEST		POLE

		42		10						11-130		8574		Jet Engine Shop				148		37.5		7.2/12.4-120/240		1280546		LM		TEST		P,1PH								42-11R1

		42		10						11-130		8574		Jet Engine Shop				149		37.5		7.2/12.4-120/240		1280573		LM		TEST		P,1PH								42-11R1

		42		10						11-130		8574		Jet Engine Shop				150		37.5		7.2/12.4-120/240		1269345		LM		TEST		P,1PH								42-11R1

		34		16				47						Stm Pit/Traffic-Frchild/Arctic		7		164		10		7.2-120/240		91106199		Cooper		91		Pole Mt., 1ph						42		34-51

		24		5				155						Crossing/Street Lights				165		10		7.2/12.4Y-120/240		911061993		CP		1991		Pole, 1ph								24-60

		34		16				31						Base Siren		4		171		10		7.2-120/240		911057826		Cooper		1991		Pole Mt., 1ph						27		34-31

		32		19				110		21-340		4037		Houston Housing		26		174		100		7.2/12.4Y-120/240		N407380YMTA		General Electric		NON		Pad, 1ph,F,FdThru						30				Y

		32		19				111		21-341		4039		Houston Housing				174		100		7.2/12.4Y-120/240		N407380YMTA		General Electric		NON		Pad, 1ph,F,FdThru						30				Y

		32		19				112		21-330		4126		Houston Housing				174		100		7.2/12.4Y-120/240		N407380YMTA		General Electric		NON		Pad, 1ph,F,FdThru						30				Y

		32		19				113		21-331		4132		Houston Housing				174		100		7.2/12.4Y-120/240		N407380YMTA		General Electric		NON		Pad, 1ph,F,FdThru						30				Y

		32		19				116		21-342		4041		Houston Housing		27		175		100		7.2/12.4Y-120/240		N407384YMTA		General Electric		NON		Pad, 1ph,F,FdThru						33				Y

		32		19				117				4045		Houston Housing				175		100		7.2/12.4Y-120/240		N407384YMTA		General Electric		NON		Pad, 1ph,F,FdThru						33				Y

		32		19				118		21-332		4138		Houston Housing				175		100		7.2/12.4Y-120/240		N407384YMTA		General Electric		NON		Pad, 1ph,F,FdThru						33				Y

		32		19				119		21-333		4144		Houston Housing				175		100		7.2/12.4Y-120/240		N407384YMTA		General Electric		NON		Pad, 1ph,F,FdThru						33				Y

		32		19				126		21-346		4053		Houston Housing		29		177		100		7.2/12.4Y-120/240		N407389YMTA		General Electric		NON		Pad, 1ph,F,FdThru						37				Y

		32		19				127		21-347		4061		Houston Housing				177		100		7.2/12.4Y-120/240		N407389YMTA		General Electric		NON		Pad, 1ph,F,FdThru						37				Y

		32		19				128		21-336		4162		Houston Housing				177		100		7.2/12.4Y-120/240		N407389YMTA		General Electric		NON		Pad, 1ph,F,FdThru						37				Y

		32		19				129		21-337		4168		Houston Housing				177		100		7.2/12.4Y-120/240		N407389YMTA		General Electric		NON		Pad, 1ph,F,FdThru						37				Y

		32		19				130		21-348		4081		Houston Housing		30		178		50		7.2/12.4Y-120/240		N409832YMTA		General Electric		NON		Pad, 1ph,F,FdThru						38				Y				END R

		32		19				131		21-338		4172		Houston Housing				178		50		7.2/12.4Y-120/240		N409832YMTA		General Electric		NON		Pad, 1ph,F,FdThru						38				Y				"

		32		19				146		21-364		3013		Houston Housing		34		183		100		7.2/12.4Y-120/240		N407383YMTA		General Electric		NON		Pad, 1ph,F,FdThru						47				Y

		32		19				147		21-365		3019		Houston Housing				183		100		7.2/12.4Y-120/240		N407383YMTA		General Electric		NON		Pad, 1ph,F,FdThru						47				Y

		32		19				148		21-354		4046		Houston Housing				183		100		7.2/12.4Y-120/240		N407383YMTA		General Electric		NON		Pad, 1ph,F,FdThru						47				Y

		32		19				149		21-355		4050		Houston Housing				183		100		7.2/12.4Y-120/240		N407383YMTA		General Electric		NON		Pad, 1ph,F,FdThru						47				Y

		44		11						35-750								188		75		12.4/7.2-120/240		1639882		LM		TEST		P,1PH								44-34						END S

		32		19				170		21-460		3014		Sunflower Housing		40		192		75		7.2/12.4Y-120/240		1644276		Line Material		Test		Pole, 1ph						58		32-102						END R

		32		19				171		21-462		3018		Sunflower Housing				192		75		7.2/12.4Y-120/240		1644276		Line Material		Test		Pole, 1ph						58		32-102						"

		32		19				172		21-451		3022		Sunflower Housing				192		75		7.2/12.4Y-120/240		1644276		Line Material		Test		Pole, 1ph						58		32-102						"

		32		19				173		21-453		3026		Sunflower Housing				192		75		7.2/12.4Y-120/240		1644276		Line Material		Test		Pole, 1ph						58		32-102						"

		32		19				176		21-452		3028		Sunflower Housing		41		193		75		7.2/12.4Y-120/240		1637615		Line Material		Test		Pole, 1ph						61		32-109

		32		19				177		21-483		3034		Sunflower Housing				193		75		7.2/12.4Y-120/240		1637615		Line Material		Test		Pole, 1ph						61		32-109

		32		19				178		21-444		3046		Sunflower Housing				193		75		7.2/12.4Y-120/240		1637615		Line Material		Test		Pole, 1ph						61		32-109

		32		19				179		21-482		3050		Sunflower Housing				193		75		7.2/12.4Y-120/240		1637615		Line Material		Test		Pole, 1ph						61		32-109

		32		19				182						Headbolt heaters		42		194		25		7.2/12.4Y-120/240		1280108		Line Material		Test		Pole, 1ph						64		32-112						END R2

		32		19				202						Static Display Govt. Gate		48		200		25		7.2/12.4Y-120/240		89A054337		Westinghouse		1989		Pole, 1ph						76		33-32-52						END 32

		33		12		1063		53						Head Bolt Heaters		10		201		25		12.4/7.2-120/240		1274756		Line Material		Test		Pole Mt., 1ph						43		33-57-R1						END R

		YARD																203		75		12.4Y/7.2-120/240		N413912YMTA		GE		TEST		POLE

		21		18		74		44		21-756		4218		Dallas Housing		36		204		75		7.2/12.4Y-120/240		N411457YMTA		General Electric		Test		Pole, 1ph						44		21-24-L4-1						END/R

		21		18		75		44		21-757		4222		Dallas Housing		36		204		75		7.2/12.4Y-120/240		N411457YMTA		General Electric		Test		Pole, 1ph						44		21-24-L4-1						"

		21		18		76		44		21-759		4224		Dallas Housing		36		204		75		7.2/12.4Y-120/240		N411457YMTA		General Electric		Test		Pole, 1ph						44		21-24-L4-1						"

		21		18		77		44		21-758		4220		Dallas Garage		36		204		75		7.2/12.4Y-120/240		N411457YMTA		General Electric		Test		Pole, 1ph						44		21-24-L4-1						"

		YARD																205		75		12.4Y/7.2-240/120		N411456YMTA		GE		TEST		POLE

		33		12		1221		211		20-764		4057		Houston Housing		70		206		100		7.2/12.4-120/240		N407387YMTA		General Elec		TEST		Pd Mt., 1ph Feedthru

		33		12		1222		212		21-391		4059		Houston Housing				206		100		7.2/12.4-120/240		N407387YMTA		General Elec		TEST		Pd Mt., 1ph Feedthru

		33		12		1223		213		21-396		5064		Houston Housing				206		100		7.2/12.4-120/240		N407387YMTA		General Elec		TEST		Pd Mt., 1ph Feedthru

		33		12		1224		214		21-380		5066		Houston Housing				206		100		7.2/12.4-120/240		N407387YMTA		General Elec		TEST		Pd Mt., 1ph Feedthru

		33		12		1229		219		21-394		5053		Houston Housing		72		208		75		7.2/12.4-120/240		N408772YMTA		General Elec		TEST		Pd Mt., 1ph Feedthru

		33		12		1230		220		21-395		5055		Houston Housing				208		75		7.2/12.4-120/240		N408772YMTA		General Elec		TEST		Pd Mt., 1ph Feedthru

		33		12		1231		221		21-382		5072		Houston Housing				208		75		7.2/12.4-120/240		N408772YMTA		General Elec		TEST		Pd Mt., 1ph Feedthru

		33		12		1238		228		21-386		5065		Houston Housing		74		210		75		7.2/12.4-120/240		N408773YMTA		General Elec		TEST		Pd Mt., 1ph Feedthru

		33		12		1239		229		21-388		5069		Houston Housing				210		75		7.2/12.4-120/240		N408773YMTA		General Elec		TEST		Pd Mt., 1ph Feedthru

		33		12		1240		230		21-619		5174		Houston Housing				210		75		7.2/12.4-120/240		N408773YMTA		General Elec		TEST		Pd Mt., 1ph Feedthru

		33		12		1241		231		21-389		5071		Houston Housing		75		211		100		7.2/12.4-120/240		N407378YMTA		General Elec		TEST		Pd Mt., 1ph Feedthru

		33		12		1242		232		21-390		5073		Houston Housing				211		100		7.2/12.4-120/240		N407378YMTA		General Elec		TEST		Pd Mt., 1ph Feedthru

		33		12		1243		233		21-375		5176		Houston Housing				211		100		7.2/12.4-120/240		N407378YMTA		General Elec		TEST		Pd Mt., 1ph Feedthru

		33		12		1244		234		21-376		5178		Houston Housing				211		100		7.2/12.4-120/240		N407378YMTA		General Elec		TEST		Pd Mt., 1ph Feedthru

		33		12		1245		235		21-397		5075		Houston Housing		76		212		100		7.2/12.4-120/240		N407382YMTA		General Elec		TEST		Pole Mt., 1ph														END L

		33		12		1246		236				5077		Houston Housing				212		100		7.2/12.4-120/240		N407382YMTA		General Elec		TEST		Pole Mt., 1ph														"

		33		12		1247		237		21-377		5180		Houston Housing				212		100		7.2/12.4-120/240		N407382YMTA		General Elec		TEST		Pole Mt., 1ph														"

		33		12		1089		79		20-954		5028		Environmental Science Service		15		213		25		12.4/7.2-120/240		7009501		Line Material		TEST		Pole Mt., 1ph						60		33-83						END L3

		33		12		1090		80		20-955		5030		Environmental Science Service				213		25		12.4/7.2-120/240		7009501		Line Material		TEST		Pole Mt., 1ph						60		33-83						"

		YARD																217		15		240/480		G57243666K		GE		TEST		POLE

		YARD																218		25		12.4/7.2-120/240		73VJ0450205		ME		TEST		POLE

		YARD																222		50		12.4Y/7.2-120/240		78VB051018		ME		TEST		POLE

		YARD																223		50		12.4Y/7.2-120-/240		78VL023009		ME		TEST		POLE

		33		12		1256		246		21-385		6104		Youth Center / Gym		80		225		112		12.4/7.2-120/208		87-51264		MGM		1987		Pd Mt., 3ph														END L

		33		12		1251		241		21-229		5091		Teen Center		77		226		10		7.2/12.4-120/240		7004100		Line Material		TEST		Pole Mt., 1ph						134		33-206

		33		12		1252		242		21-229		5091		Teen Center		78		227		10		7.2/12.4-120/240		7232445		Line Material		TEST		Pole Mt., 1ph						134		33-206

		33		12		1253		243		21-229		5091		Teen Center		79		228		10		7.2/12.4-120/240		7004101		Line Material		TEST		Pole Mt., 1ph						134		33-206

		33		12		1179		169		31-200		7148		Wrangell Hall Dorm		51		232		37.5		12.4/7.2-120/208		1289829		Line Material		TEST		Pole Mt., 1ph						100		33-106

		33		12		1170		160		31-150		7111		Susitna Hall Dorm		46		233		37.5		7.2/12.4-120/240		S-56807740		Westinghouse		TEST		Pole Mt., 1ph						94		33-110

		33		12		1164		154		31-155		7113		Eklutna Hall Dorm		41		235		50		7.2/12.4-120/240		128829		Line Material		TEST		Pole Mt., 1ph

		33		12		1165		155		31-160		8111		YMCA / Post Office 2		42		236		50		7.2/12.4-120/240		1340832		Line Material		TEST		Pole Mt., 1ph

		33		12		1166		156		31-160		8111		YMCA / Post Office 2		43		237		50		7.2/12.4-120/240		13323033		Line Material		TEST		Pole Mt., 1ph

		33		12		1167		157		31-160		8111		YMCA / Post Office 2		44		238		50		7.2/12.4-120/240		1331232		Line Material		TEST		Pole Mt., 1ph

		YARD																240		25		12.4/7.2-120/240		J731789-67K		GE		TEST		POLE

		33		12		1200		190						Base Siren		60		241		37.5		120/240		1280-500		Line Material		NON		Pole Mt., 1ph						111		33-105						END L2

		33		12		1187		177		31-210		8124		PME NCO Academy		55		245		50		7.2/12.4-120/240		861029693		RTE		TEST		Pole Mt., 1ph						106		33-99						ENDL3

		33		12		1190		180		31-215		8126		Chinook Hall Dorm				245		50		7.2/12.4-120/240		861029693		RTE		TEST		Pole Mt., 1ph						106		33-99						"

		33		12		1188		178		31-210		8124		PME NCO Academy		56		246		50		7.2/12.4-120/240		861029699		RTE		TEST		Pole Mt., 1ph						106		33-99						"

		33		12		1191		181		31-215		8126		Chinook Hall Dorm				246		50		7.2/12.4-120/240		861029699		RTE		TEST		Pole Mt., 1ph						106		33-99						"

		33		12		1189		179		31-210		8124		PME NCO Academy		57		247		50		7.2/12.4-120/240		861029649		RTE		TEST		Pole Mt., 1ph						106		33-99						"

		33		12		1192		182		31-215		8126		Chinook Hall Dorm				247		50		7.2/12.4-120/240		861029649		RTE		TEST		Pole Mt., 1ph						106		33-99						"

		33		12		1183		173		31-205		7152		Knik Hall Dorm		52		248		50		7.2/12.4-120/240		861010538		RTE		TEST		Pole Mt., 1ph						104		33-98						ENDL3

		33		12		1184		174		31-205		7152		Knik Hall Dorm		53		249		50		7.2/12.4-120/240		861010539		RTE		TEST		Pole Mt., 1ph						104		33-98						"

		33		12		1185		175		31-205		7152		Knik Hall Dorm		54		250		50		7.2/12.4-120/240		861013025		RTE		TEST		Pole Mt., 1ph						104		33-98						"

		33		12		1092		82		20-953		5021		Environmental Science Service		16		251		50		12.4/7.2-120/240		74V5127		VAN TRAN		Test		Pole Mt., 1ph						62		33-140						END L2

		YARD																252				12.4/7.2-120/240		89NC108005		ME		NON		POLE

		23				235		138		21-200		6136		Skills Dev Center				258		225		7.2/12.4Y-120/208		N011047TDSA		General Electric		1990		Pd, 3ph, LF														END L2

		23				232		135		31-145		7135		Kashim Enlisted Club				259		300		12.4D-120/208		M126379		General Electric		Test		Pd, 3ph														END R2

		YARD																260		50		12.4Y/7.2-120-240		H848586K69A		GE		TEST		POLE

		YARD																262		50		12.4Y/7.2-240/120		H848587K69A		GE		TEST		POLE

		23				211		114				7181		Child Care Center				263		25		7.2/12.4Y-120/240		K471068K71		General Electric		Test		Pole, 1ph								23-43

		23				213		116				7181		Child Care Center				265		25		7.2/12.4Y-120/240		K471088K71		General Electric		Test		Pole, 1ph								23-43

		YARD																267		50		12.4Y/7.2-240/120		G74313067K		GE		TEST		POLE

		YARD																268		50		12.4Y/7.2-120-240		G74310067K		GE		TEST		POLE

		33		12		1211		201						Street lights		66		272		15		12.4/7.2-240/480		4657408		Allies Chambers		TEST		Pole Mt., 1ph						119		33-88

		46												STREETLIGHTS				273		10		7.2/12.4-120/240		911062000		CP		1991		P,1PH								46-14

		23				183		86		31-260		8197		Disaster Preparedness				274		25		7.2/12.4Y-120/240		983168664P		General Electric		TEST		Pole, 1ph								23-35-R4						END R

		31		8				53								3		275		5		12470/7200Y-120/208		F4884864P		GE		TEST		PD,3PH,F,FT						33		31-85

		23				178		81				8199						276		25		7.2/12.4Y-120-240		86A252181		Westinghouse		NON		Pole, 1ph								23-27						END L2

		23				179		82				8199						277		25		7.2/12.4Y-120-240		86A252188		Westinghouse		NON		Pole, 1ph								23-27						"

		23				180		83				8199						278		25		7.2/12.4Y-120-240		86A252179		Westinghouse		NON		Pole, 1ph								23-27						"

		32		19				193		21-441		3044		Sunflower Housing		45		294		75		7.2/12.4Y-120/240		1644362		Line Material		Test		Pole, 1ph						73		32-121

		32		19				194		21-443		3048		Sunflower Housing				294		75		7.2/12.4Y-120/240		1644362		Line Material		Test		Pole, 1ph						73		32-121

		32		19				195		21-436		3052		Sunflower Housing				294		75		7.2/12.4Y-120/240		1644362		Line Material		Test		Pole, 1ph						73		32-121

		32		19				196		21-435		3056		Sunflower Housing				294		75		7.2/12.4Y-120/240		1644362		Line Material		Test		Pole, 1ph						73		32-121

		32		19				183						Headbolt heaters		43		295		50		7.2/12.4Y-120/240		1274728		Line Material		Test		Pole, 1ph						65		32-113						END L

		46												STREETLIGHTS				303		10		7.2/12.4-120/240		911061992		CP		1991		P,1PH								46-14

		24		5				143						Area lighting				304		25		12.4/7.2-120/240		78D1516604		Dowzer Electric		TEST		P, 1PH								24-53						END L

		24		5				46		32-060		7309		Hanger 5				308		500		7.2/12.4Y-277/480		896006587		RTE		89		Pd, 3ph, F														END L

		23				165		68						Steam Pit				318		15		120/240		2560303013		PT		64		Pole, 1ph								22/23-28

		YARD																325		25		12.4/7.2-120/240		861048856		RTE		1986		POLE

		23				247		150										330		10		7.2/12.4-120/240		N405661YLTA		General Electric		NON										23-29-R4-L1

		23				264		167				7301		Outdoor Recreation Center				332		75		12.4D-120/240		881030852		RTE		NON		Pole, 1ph

		23				265		168				7301		Outdoor Recreation Center				333		75		12.4D-120/240		881030854		RTE		NON		Pole, 1ph

		23				266		169				7301		Outdoor Recreation Center				334		75		12.4D-120/240		881030853		RTE		NON		Pole, 1ph

		23				276		179				8306		Liquid Fuel Maint.				335		37.5		12.4D-120/240		881042102		RTE		NON		Pole, 1ph								23-29-R10-L1						END L

		23				277		180				8306		Liquid Fuel Maint.				336		37.5		12.4D-120/240		881042101		RTE		NON		Pole, 1ph								23-29-R10-L1						"

		23				278		181				8306		Liquid Fuel Maint.				337		37.5		12.4D-120/240		881042100		RTE		NON		Pole, 1ph								23-29-R10-L1						"

		23				283		186				8326		Age				339		225		136A9844		4.1/2.4-120/240		CP		49.4		Pd, 3ph														END R

		23				298		201		32-179		9311		Hanger 6 Army C12				343		50		12.4D-120/240		81041470		RTE		TEST		Pole, 1ph								23-29-R14-L1						END L

		23				299		202		32-179		9311		Hanger 6 Army C12				344		50		12.4D-120/240		881641472		RTE		TEST		Pole, 1ph								23-29-R14-L1						"

		23				300		203		32-179		9311		Hanger 6 Army C12				345		50		12.4D-120/240		881041471		RTE		TEST		Pole, 1ph								23-29-R14-L1						"

		46												STREETLIGHTS				349		10		7.2/12.4-120/240		911062005		CP		1991		P,1PH								46-14

		23				307		210				9327						350		50		7.2/12.4Y-120/240		89NA063015		Magnetic Electric		NON		Pole, 1ph								23-29-R16-R1						END R

		23				308		211				9327						351		50		7.2/12.4Y-120/240		89NA063002		Magnetic Electric		NON		Pole, 1ph								23-29-R16-R1						"

		23				309		212				9327						352		50		7.2/12.4Y-120/240		89NA063003		Magnetic Electric		NON		Pole, 1ph								23-29-R16-R1						"

		23				314		217				9340						353		25		12.4D-120/240		881042890		RTE		NON		Pole, 1ph								23-29-R18-R3

		23				315		218				9340						354		25		12.4D-120/240		881042891		RTE		NON		Pole, 1ph								23-29-R18-R3

		23				316		219				9340						356		25		12.4D-120/240		881041462		RTE		NON		Pole, 1ph								23-29-R18-R3

		YARD																362		25		12.4/7.2-120/240		88104461		RTE		NON		POLE

		23				327		230				10306		Power Production				363		50		12.4D-120/240		881041468		RTE		NON		Pole, 1ph								23-29-R20-L4						END L2

		23				328		231				10306		Power Production				364		50		12.4D-120/240		881041469		RTE		NON		Pole, 1ph														"

		23				329		232				10306		Power Production				365		50		12.4D-120/240		881041473		RTE		NON		Pole, 1ph														"

		23				336		239				10286		Aeroclub				366		150		12.4D-120/208		886009975		RTE		NON		Pd, 3ph in blding														END L

		24		5				55						POL Headbolt Heaters				367		37.5		12.4/7.2-120/240		1685003K04		GE		Test		P, 1PH								24-14-L2						END L

		24		5				127		10-500		9372		VOQ / ALCOM Disaster Prep				374		150		7.2/12.4y-120/208		588601		U.S. Transformer		TEST		Pd, 3PH, F, S														END L

		24		5				128		10-510		9374		VOQ				374		150		7.2/12.4y-120/208		588601		U.S. Transformer		TEST		Pd, 3PH, F, S														"

		24		5				129		10-520		9378		VOQ / Dance Studio				374		150		7.2/12.4y-120/208		588601		U.S. Transformer		TEST		Pd, 3PH, F, S														"

		24		5				130		10-530		9382		VOQ / CONF CTR / IG Office				374		150		7.2/12.4y-120/208		588601		U.S. Transformer		TEST		Pd, 3PH, F, S														"

		24		5				131		10-540		9386		VOQ / Girl Scouts				374		150		7.2/12.4y-120/208		588601		U.S. Transformer		TEST		Pd, 3PH, F, S														"

		24		5				118		10-460		8364		Headquarters Group				375		75		12.4/7.2-120/240		86NC116003		ME		357		P, 1PH								24-39

		61												AMMO				377		10				911062006		CP		1991		P,1PH								61-44						END L

		24		5				62				8355		Phoenix Housing				382		75		12.4/7.2-120/240		DV216101		LM		Test		P, 1PH								24-19-L2						END L

		24		5				63				8357		Phoenix Housing				382		75		12.4/7.2-120/240		DV216101		LM		Test		P, 1PH								24-19-L2						"

		24		5				64				8361		Phoenix Housing				382		75		12.4/7.2-120/240		DV216101		LM		Test		P, 1PH								24-19-L2						"

		24		5				65				8347		Phoenix Housing				383		75		12.4/7.2-120/240		DV124106		LM		Test		P, 1PH								24-19-R1						END R2

		24		5				66				8351		Phoenix Housing				383		75		12.4/7.2-120/240		DV124106		LM		Test		P, 1PH								24-19-R1						"

		24		5				67				8353		Phoenix Housing				383		75		12.4/7.2-120/240		DV124106		LM		Test		P, 1PH								24-19-R1						"

		YARD																385		15		12.4/7.2-120/240		871101292		RTE		NON		POLE

		YARD																386		25		12.4Y/7.2-120-240		74VH04003		ME		TEST		POLE

		YARD																387		25		12.4Y/7.2-120-240		74VH04005		ME		TEST		POLE

		YARD																388		25		12.4/7.2-120/240		74VH04003		ME		TEST		POLE

		YARD																392		25		12.4/7.2-120/240		70AB1213		WH		TEST		POLE

		21		18		43		28		21-884		5257		Base Supply		37		393		37.5		7.2/12.4Y-120/240		G749741-67A		General Electric		Test		Pole, 1ph						28		21-17

		21		18		44		28				5257		Base Supply		38		394		37.5		7.2/12.4Y-120/240		G749266-67K		General Electric		Test		Pole, 1ph						28		21-17

		21		18		45		28				5257		Base Supply		39		395		37.5		7.2/12.4Y-120/240		G749742-67K		General Electric		Test		Pole, 1ph						28		21-17

		61												AMMO				398		10				911057808		CP		1991		P,1PH								61-44						"

		61												AMMO				399		10				911061998		CP		1991		P,1PH								61-44						"

		61																400		10		7.2-120/240		910557832		CP		NON		P,1PH								61-30						L

		24		5				72				7385		Denver Housing				401		37.5		12.4/7.2-120/240		DV222544		LM		Test		P, 1PH								24-23

		24		5				73				7389		Denver Housing				401		37.5		12.4/7.2-120/240		DV222544		LM		Test		P, 1PH								24-23

		24		5				74				7391		Denver Housing				401		37.5		12.4/7.2-120/240		DV222544		LM		Test		P, 1PH								24-23

		24		5				75				7395		Denver Housing				401		37.5		12.4/7.2-120/240		DV222544		LM		Test		P, 1PH								24-23

		24		5				76				7399		Denver Housing				401		37.5		12.4/7.2-120/240		DV222544		LM		Test		P, 1PH								24-23

		24		5				79				8391		Denver Housing				402		37.5		12.4/7.2-120/240		DV222539		LM		Test		P, 1PH								24-26

		24		5				80				8393		Denver Housing				402		37.5		12.4/7.2-120/240		DV222539		LM		Test		P, 1PH								24-26

		24		5				81				8395		Denver Housing				402		37.5		12.4/7.2-120/240		DV222539		LM		Test		P, 1PH								24-26

		24		5				82				8397		Denver Housing				402		37.5		12.4/7.2-120/240		DV222539		LM		Test		P, 1PH								24-26

		24		5				83				8399		Denver Housing				402		37.5		12.4/7.2-120/240		DV222539		LM		Test		P, 1PH								24-26

		24		5				86				7386		Housing Garage				404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH								24-30

		24		5				87				7387		Housing Garage				404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH								24-30

		24		5				88				7392		Housing Garage				404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH								24-30

		24		5				89				7393		Housing Garage				404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH								24-30

		24		5				90				7396		Housing Garage				404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH								24-30

		24		5				91				7397		Housing Garage				404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH								24-30

		24		5				92				8392		Housing Garage				404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH								24-30

		24		5				93				8396		Housing Garage				404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH								24-30

		24		5				94				8401		Housing Garage				404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH								24-30

		24		5				95				8403		Housing Garage				404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH								24-30

		24		5				96				8398		Housing Garage				404		37.5		12.4/7.2-120/240		DV434003		LM		Test		P, 1PH								24-30

		24		5				97				8405		Housing Garage				404		37.5		12.4/7.2-120/240		DV434003		LM		Test		P, 1PH								24-30

		24		5				100				8400		Denver Housing				405		37.5		12.4/7.2-120/240		DV222518		LM		Test		P, 1PH								24-33						END L

		24		5				101				8402		Denver Housing				405		37.5		12.4/7.2-120/240		DV222518		LM		Test		P, 1PH								24-33						"

		24		5				102				8404		Denver Housing				405		37.5		12.4/7.2-120/240		DV222518		LM		Test		P, 1PH								24-33						"

		24		5				103				8406		Denver Housing				405		37.5		12.4/7.2-120/240		DV222518		LM		Test		P, 1PH								24-33						"

		24		5				104				8408		Denver Housing				405		37.5		12.4/7.2-120/240		DV222518		LM		Test		P, 1PH								24-33						"

		24		5				105				7384		Denver Housing				406		37.5		12.4/7.2-120/240		DV222515		LM		Test		P, 1PH								24-34

		24		5				106				7388		Denver Housing				406		37.5		12.4/7.2-120/240		DV222515		LM		Test		P, 1PH								24-34

		24		5				107				7390		Denver Housing				406		37.5		12.4/7.2-120/240		DV222515		LM		Test		P, 1PH								24-34

		24		5				108				7394		Denver Housing				406		37.5		12.4/7.2-120/240		DV222515		LM		Test		P, 1PH								24-34

		24		5				109				7396		Denver Housing				406		37.5		12.4/7.2-120/240		DV222515		LM		Test		P, 1PH								24-34

		32		19				121		21-344		4047		Houston Housing		28		411		167		7.2/12.4Y-120/240		781108402		R.T.E		Test		Pad, 1ph,F,FdThru						35				Y

		32		19				122		21-355		4050		Houston Housing				411		167		7.2/12.4Y-120/240		781108402		R.T.E		Test		Pad, 1ph,F,FdThru						35				Y

		32		19				123		21-334		4150		Houston Housing				411		167		7.2/12.4Y-120/240		781108402		R.T.E		Test		Pad, 1ph,F,FdThru						35				Y

		32		19				124		21-335		4156		Houston Housing				411		167		7.2/12.4Y-120/240		781108402		R.T.E		Test		Pad, 1ph,F,FdThru						35				Y

		24		5				171						Streetlighting Steam Pit				413		10		7.2-120/240		N405699YLTA		GE		Test		P, 1PH								24-68

		24		5				177		6-720		9444		Seattle Housing				417		167		12.4/7.2-120/240		D3807701		LM		Test		PD,1PH														END L

		24		5				178		6-750		9447		Seattle Housing				417		167		12.4/7.2-120/240		D3807701		LM		Test		PD,1PH														"

		24		5				179		6-740		9458		Seattle Housing				417		167		12.4/7.2-120/240		D3807701		LM		Test		PD,1PH														"

		24		5				180		6-745		9450		Seattle Housing				417		167		12.4/7.2-120/240		D3807701		LM		Test		PD,1PH														"

		24		5				246				8460		Seattle Housing				419		167		7.2/12.4-120/240		D3800705		LINE MATERIAL		TEST		PD, 1PH, LF														END L

		24		5				247				9436		Seattle Housing				419		167		7.2/12.4-120/240		D3800705		LINE MATERIAL		TEST		PD, 1PH, LF														END L

		24		5				248				9448		Seattle Housing				419		167		7.2/12.4-120/240		D3800705		LINE MATERIAL		TEST		PD, 1PH, LF														END L

		24		5				249				9451		Seattle Housing				419		167		7.2/12.4-120/240		D3800705		LINE MATERIAL		TEST		PD, 1PH, LF														END L

		41						83						PEACE LTS				420		25		240/480		67AF13528		WH		TEST		P,1PH								41-35

		41						72						STREETLIGHTING				421		5		120/240		D3910001		LM		NON		P,1PH								41-34		Y		SF 41-7		R

		41						73				8429		Seattle Housing				422		250		120/240		D5171002		LM		NON		PD,1PH,F

		41						74		4-703		8437		Seattle Housing				422		250		120/240		D5171002		LM		NON		PD,1PH,F

		41						75		4-720		8456		Seattle Housing				422		250		120/240		D5171002		LM		NON		PD,1PH,F

		41						76		4-730		8457		Seattle Housing				422		250		120/240		D5171002		LM		NON		PD,1PH,F

		41						77		4-750		8461		Seattle Housing				422		250		120/240		D5171002		LM		NON		PD,1PH,F

		41						78		4-770		8477		Seattle Housing				423		250		120/240		D5171001		LM		NON		PD,1PH,F														END R

		41						79		4-760		8480		Seattle Housing				423		250		120/240		D5171001		LM		NON		PD,1PH,F														"

		41						80		4-790		8482		Seattle Housing				423		250		120/240		D5171001		LM		NON		PD,1PH,F														"

		41						81				8472		Seattle Housing				423		250		120/240		D5171001		LM		NON		PD,1PH,F														"

		41						82				8470		Seattle Housing				423		250		120/240		D5171001		LM		NON		PD,1PH,F														"

		41						65						STREETLIGHTING				424		15		120/240		S562009		WH		NON		P,1PH								41-22				SF 41-5		S,Trn R

		41						52		3-700		7464		Seattle Housing				425		167		7.2/12.4-120/240		D3807702		LM		NON		PD,1PH,LF

		41						53		3-703		7489		Seattle Housing				425		167		7.2/12.4-120/240		D3807702		LM		NON		PD,1PH,LF

		41						54		3-710		8473		Seattle Housing				425		167		7.2/12.4-120/240		D3807702		LM		NON		PD,1PH,LF

		41						55		3-720		7470		Seattle Housing				426		167		7.2/12.4-120/240		D38077		LM		NON		PD,1PH,LF														END R

		41						56		3-730		8483		Seattle Housing				426		167		7.2/12.4-120/240		D38077		LM		NON		PD,1PH,LF														"

		41						57		3-740		8488		Seattle Housing				426		167		7.2/12.4-120/240		D38077		LM		NON		PD,1PH,LF														"

		41						58		3-750		8489		Seattle Housing				426		167		7.2/12.4-120/240		D38077		LM		NON		PD,1PH,LF														"

		41						34				7465		TLF Boise Housing				430		37.5		7.2-120/240		D4132602		LM		TEST		P,1PH								41-14

		41						32				7508		BURGER KING				431		225		120/208		89J423144		WH		NON		PD, 3PH, F														END R

		41										7444		Colonel Housing				434		15		7.2-120/240		D3339022		LM		TEST		P,1PH								41-29						END R

		41										7464		Colonel Housing				434		15		7.2-120/240		D3339022		LM		TEST		P,1PH								41-29						END R

		41										7448		Colonel Housing				434		15		7.2-120/240		D3339022		LM		TEST		P,1PH								41-29						END R

		41										7450		Colonel Housing				434		15		7.2-120/240		D3339022		LM		TEST		P,1PH								41-29						END R

		41										7449		Colonel Housing				435		15		7.2-120/240		S56K2009		GE		TEST		P,1PH								41-24

		41										7447		Colonel Housing				435		15		7.2-120/240		S56K2009		GE		TEST		P,1PH								41-24

		41										7445		Colonel Housing				435		15		7.2-120/240		S56K2009		GE		TEST		P,1PH								41-24

		41										7437		Colonel Housing				436		37.5		7.2-120/240		L685002K74AA		GE		TEST		P,1PH								41-26						END S

		41										7439		Colonel Housing				436		37.5		7.2-120/240		L685002K74AA		GE		TEST		P,1PH								41-26						"

		41										7441		Colonel Housing				436		37.5		7.2-120/240		L685002K74AA		GE		TEST		P,1PH								41-26						"

		41						61		3-270		7459		Visiting Officer Quarters				437		15		7.2/12.4-120/240		D4127003		LM		NON		P,1PH								41-21		Y

		41						62		3-270		7459		Visiting Officer Quarters				438		15		7.2/12.4-120/240		D4127001		LM		NON		P,1PH								41-21		Y

		41						63		3-270		7459		Visiting Officer Quarters				439		15		7.2/12.4-120/240		D3913207		LM		NON		P,1PH								41-21		Y

		24		5				190		5-502		8419		FO/CO Housing				440		167		7.2-120/240		781108403		RTE		Test		PD, 3PH														END L

		24		5				191		5-530		8423		FO/CO Housing				440		167		7.2-120/240		781108403		RTE		Test		PD, 3PH														"

		24		5				192		5-504		8433		FO/CO Housing				440		167		7.2-120/240		781108403		RTE		Test		PD, 3PH														"

		24		5				193		5-500		8436		FO/CO Housing				440		167		7.2-120/240		781108403		RTE		Test		PD, 3PH														"

		24		5				194		5-560		8450		VOQ Chateau				440		167		7.2-120/240		781108403		RTE		Test		PD, 3PH

		41						106		3-850		8509		1sr National Bank				442		75		120/208		H35773P73A		GE		TEST		PD,3PH,LF														END R

		41						91		4-830		8481		Wildlife Museum				443		25		120/240		71AB2180		LM		NON		P,1PH								41-42

		41						92		4-830		8481		Wildlife Museum				444		25		120/240		70AL1104		LM		NON		P,1PH								41-42

		41						94				9485		Log Cabin				446		37.5		120/240		71AG15630		LM		NON		P, 1PH								41-44						END L

		41										9489		Old Sports Store				446		37.5		120/240		71AG15630		LM		NON		P, 1PH								41-44						END L

		41						95				9485		Log Cabin				447		37.5		120/240		69AL5071		LM		NON		P, 1PH								41-44						"

		41										9489		Old Sports Store				447		37.5		120/240		69AL5071		LM		NON		P, 1PH								41-44						"

		41						96				9485		Log Cabin				448		37.5		120/240		71AG15646		LM		NON		P, 1PH								41-44						"

		41										9489		Old Sports Store				448		37.5		120/240		71AG15646		LM		NON		P, 1PH								41-44						"

		24		5				187				9480		The Rock/11th AF HDQTRS				449		750		12.4D-120/208		806007094		RTE		Test		Pd, 3PH,F,FT,S

		46		7						5-800		9480		Alaska Command				450		750		12.4D-120/208		806007093		RTE		TEST		PD,3PH,F,FT,S,LA														END S

		46																451		25		7.2/12.4-120/240		7003683		LM		TEST		P,1PH								46-28						S

		46		7						6-860		9468		Document Destroyer				452		25		7.2/12.4-120/240		A456260K71AA		PT		TEST		P,1PH								46-27

		46		7						6-860		9468		Document Destroyer				453		25		7.2/12.4-120/240		A456260K276AA		PT		TEST		P,1PH								46-27

		46		7						6-860		9468		Document Destroyer				454		25		7.2/12.4-120/240		A456260K247AA		PT		TEST		P,1PH								46-27

		46								9-844		10435		Data Processing				458		500		7.2/12.4-277/480		89K38230		PAUWLES		NON		PD,3PH,F														END L

		46								9-844		10435		Data Processing				462		50		7.2/12.4-120/240								P,1PH								46-36L1						END L

		46								9-824		10427		Chapel Center				462		50		7.2/12.4-120/240								P,1PH								46-36L1						"

		46								9-844		10435		Data Processing				463		50		7.2/12.4-120/240		L22990K73		GE				P,1PH								46-36L1						"

		46								9-824		10427		Chapel Center				463		50		7.2/12.4-120/240		L22990K73		GE				P,1PH								46-36L1						"

		46								9-844		10435		Data Processing				464		50		7.2/12.4-120/240		L225965K73		GE				P,1PH								46-36L1						"

		46								9-824		10427		Chapel Center				464		50		7.2/12.4-120/240		L225965K73		GE				P,1PH								46-36L1						"

		33		12		1195		185		31-220		8128		Beluga Hall Dorm		58		468		300		12.4/7.2-120/208		742L450001		McGraw Edison		TEST		Pd. Mt., UngrdY, LF														END L3

		33		12		1196		186		31-225		8130		Alyeska Hall Dorm				468		300		12.4/7.2-120/208		742L450001		McGraw Edison		TEST		Pd. Mt., UngrdY, LF														"

		46		7						6-920		10480		Contracting / Services				469		300		7.2/12.4-120/208		742L450002		ME		TEST		PD,3PH,LF														END R3

		46		7						5-910		10492		Information Tickets Tours				470		25		7.2/12.4-120/240		1262077		LM		NON		P,1PH								46-24						END L

		46		7						5-910		10492		Information Tickets Tours				471		25		7.2/12.4-120/240		1262093		LM		NON		P,1PH								46-24						"

		46		7						5-910		10492		Information Tickets Tours				472		25		7.2/12.4-120/240		1262078		LM		NON		P,1PH								46-24						"

		YARD																473		50		120/240		74VH078008		ME		TEST		POLE

		YARD																474		50		120/240		74VH078007		ME		TEST		POLE

		41										9497		OLD BX				476		300		12.4D-120/208		8207301		SQ D		NON		PD,3PH,F,S														END L

		41										9510		GYM				477		225		12.4D-120/208		8207341		SQ D		NON		PD,3PH,F,S														END B

		41						110						STREETLIGHTS				479		25		120/240		70AL1094				NON		P, 1PH								41-55

		41						111						STREETLIGHTS				480		25		120/240		70AB7352				NON		P, 1PH								41-55

		41						112						STREETLIGHTS				481		25		120/240		71AA537A				NON		P, 1PH								41-55

		41										8517		MPF/SFS				482		225		12.4D-120/208		8207291		SQ D		NON		PD,3PH,F,S														END R1

		33		12		1138		128						STREET LIGHTING		35		483		10		7.2/12.4-120/240		711062004		COOPER		91		Pole Mt., 1ph						71		33-74

		41						109		3-870		8511		Federal Credit Union				484		75		120/208		5720460N		SPOKANE		TEST		PD, 3PH, LF														END R

		43												Shed				490		10		7.2/12.4-120/240		74H005011		EDISON		TEST		P,1PH								43-1R4		Y

		41						20						STREETLIGHTS				493		25		240/480		861012437		RTE		1986		P,1PH								41-9

		32		19				160						STREETLIGHTING				499		10		7.2/12.4Y-120/240		911062003		CP		1991		P,1PH						52		32-96

		46		7						11-750		11575		Flight Simulator				503		100		7.2/12.4-120/240		71201628		WAGNER		TEST		P,1PH														END L

		46		7						11-750		11575		Flight Simulator				504		100		7.2/12.4-120/240		71191080		WAGNER		TEST		P,1PH														"

		46		7						11-750		11575		Flight Simulator				505		100		7.2/12.4-120/240		71201627		WAGNER		TEST		P,1PH														"

		46												RAMP LIGHTS				506		112		7.2/12.4-277/480		906000712		RTE		TEST		PD,3PH,F,FT														END R3

		46												STREELTLIGHTS				510		10		7.2/12.4-120/240		79VC041009		ME		11-Apr		P,1PH								46-7

		33		12		1212		202						Steam Pit		67		525		10		120/240		911062015		COOPER		91		Pole Mt., 1ph						119		33-88

		23				217		120						Steam Pit				526		10		120/240		911062001		Cooper		91		POLE, 1PH								23-45-L3						END R2

		23				321		224						Old Airshow circuits				527		25		7.2/12.4Y-120/240		70FB5911		Westinghouse		TEST		Pole, 1ph								23-29-R21						END S

		23				322		225						Old Airshow circuits				528		25		7.2/12.4Y-120/240		70AB7350		Westinghouse		TEST		Pole, 1ph								23-29-R21						"

		23				323		226						Old Airshow circuits				529		25		7.2/12.4Y-120/240		70AB11007		Westinghouse		TEST		Pole, 1ph								23-29-R21						"

		46								9-844		10435		Data Processing				530		10		7.2/12.4-120/240		91106991		CP		1991		P,1PH								46-36						L

		42										10550		SAND SHED				531		15		7.2/12.4-120/240		1736719		LM		TEST		P,1PH								42-21

		42		10						11-320		9570		Aircraft Parts Store				531		15		7.2/12.4-120/240		1736719		LM		TEST		P,1PH								42-21

		42										10550		SAND SHED				532		15		7.2/12.4-120/240		1736717		LM		TEST		P,1PH								42-21

		42		10						11-320		9570		Aircraft Parts Store				532		15		7.2/12.4-120/240		1736717		LM		TEST		P,1PH								42-21

		42										10550		SAND SHED				533		15		7.2/12.4-120/240		1732702		LM		TEST		P,1PH								42-21

		42		10						11-320		9570		Aircraft Parts Store				533		15		7.2/12.4-120/240		1732702		LM		TEST		P,1PH								42-21

		42		10						11-290		9569		AGE				540		75		7.2/12.4-227/480		N239843		GE		1982		PD,3PH,FT								42-20L2		Y				END L

		46																541		10		7.2/12.4-120/240		911062007		CP		1991		P,1PH								46-21

		23				193		96		31-338		7228		Refuel Vehicle Shop				543		15		120/240		911008825		Cooper		91		Pole, 1ph								23-38-L5						END L3

		23				339		242				8326		7.2/12.4-4160/2400 Age xformer				545		1000		7.2/12.4-4.1/2.4KV		8813694		ESCO		TEST		Pd, 3ph

		23				194		97		31-338		7228		Refuel Vehicle Shop				546		15		120/240		911057653		Cooper		91		Pole, 1ph								23-38-L5						"

		42		10						11-162		9561		Hush House				547		225		7.2/12.4-120/208		N007340TASA		GE		TEST		PD,3PH,F														END L

		51		21		1383		16		24-859		3774		Working Dog Kennel		6		548		15		12.4/7.2-120/240		911057630		CP		91		P,PH1						8		51-8

		51		21		1384		16		24-858		3772		Kennel Administration		6		548		15		12.4/7.2-120/240		911057630		CP		91		P,PH1						8		51-8

		23				195		98		31-338		7228		Refuel Vehicle Shop				552		15		120/240		911057646		Cooper		91		Pole, 1ph								23-38-L5						"

		42																559		100		7.2/12.4-277/480		J785268K71				11-Apr		P,1PH														END L

		42																560		100		7.2/12.4-277/480		J785269K71				11-Apr		P,1PH														"

		42																561		100		7.2/12.4-277/480		J785270K71				11-Apr		P,1PH														"

		42		10						11-031		8561		Farm 1 Issues AVGAS				562		37.5		240/480		9801483		GE																		END L

		42		10						11-031		8561		Farm 1 Issues AVGAS				563		37.5		240/480		9781426		GE

		33		12		1204		194		31-100		7137		Chapel 1		62		564		15		120/240		911057648		Cooper		91		Pole Mt., 1ph						115		33-90		Y				END R

		33		12		1205		195		31-100		7137		Chapel 1		63		567		15		120/240		911057633		Cooper		91		Pole Mt., 1ph						115		33-90		Y				"

		33		12		1206		196		31-100		7137		Chapel 1		64		568		15		120/240		911008826		Cooper		91		Pole Mt., 1ph						115		33-90		Y				"

		41						25				8535		Family Support Center				569		15		120/240		911057645		CP		1991		P,1PH								41-12						"

		41						23		1-890		8535		Family Support Center				570		15		120/240		9110577647		CP		1991		P,1PH								41-12						END L

		YARD																571		15		120/240		911057652		CP		1991		POLE

		YARD																572		15		120/240		911008803		CP		1991		POLE

		42		10						11-110		8549		Jet Engine Shop				573		75		7.2/12.4-120/240		79A007230		WH		11-Apr		P,1PH								42-13R2						END R

		42		10						11-110		8549		Jet Engine Shop				574		75		7.2/12.4-120/240		79A090082		WH		11-Apr		P,1PH								42-13R2						"

		42		10						11-110		8549		Jet Engine Shop				575		75		7.2/12.4-120/240		79A050749		WH		11-Apr		P,1PH								42-13R2						"

		62										16710						581		225		12.4D-277/480		886004862		RTE				PD,3PH,F,FT,S														END R2

		62										16673						581		225		12.4D-277/480		886004862		RTE				PD,3PH,F,FT,S														"

		62										16675						581		225		12.4D-277/480		886004862		RTE				PD,3PH,F,FT,S														"

		YARD																585		15		120/240		911057634		CP		1991		POLE

		46		7						11-530		11550		Wing Headquarters				587		225		12.4-120/208		S710476N		SPOKANE		TEST																END R

		42		10						11-355		10555		Maint & Repair F-15 Comp				588		100		7.2/12.4-277/480		D444525YSC		GE		TEST		P,1PH								42-22L1

		42		10						11-355		10555		Maint & Repair F-15 Comp				589		100		7.2/12.4-277/480		D444525YSC		GE		TEST		P,1PH								42-22L1

		42		10						11-355		10555		Maint & Repair F-15 Comp				590		100		7.2/12.4-277/480		D418718YRC		GE		TEST		P,1PH								42-22L1

		42										9549		Cope Thunder / ACMI				595		100		120/240		61SM1536		WH		TEST		P,1PH														END L3

		42										9549		Cope Thunder / ACMI				596		100		120/240		61SM1537		WH		TEST		P,1PH														"

		42										9549		Cope Thunder / ACMI				597		100		120/240		61SM1538		WH		TEST		P,1PH														"

		33		12		1086		76		20-960		5052		Douglas Housing		14		598		15		7.2/12.4-120/240		911057651		CP		1991		P/1PH						58		33-136						L3

		33		12		1087		77		20-962		5054		Douglas Housing				598		15		7.2/12.4-120/240		911057651		CP		1991		P/1PH						58		33-136						"

		62												LOCALIZER				599		15		7.2/120/240		911057655		CP		1991		P,1PH								62-28L9						END L

		YARD																600		25		12.4/7.2-120/240		76A390610		WH		TEST		POLE

		43										8663		HORSE STABLE				602		167		7.2/12.4-120/240		N051583YSA		GE		TEST		PD,1PH,F														END L

		51		21		1398		28		24-109		3710		Boniface Gate		11		607		10		12.4/7.2-120/240		S57B2063		WH		TEST		P,PH1						20		51-20

		51		21		1399		28		24-111		3711		Boniface Gate Visitor Center		11		607		10		12.4/7.2-120/240		S57B2063		WH		TEST		P,PH1						20		51-20						END 51

		51		21		1397		27						Street lights		10		608		5		12.4/7.2-240/480		E53274765P		GE		TEST		P,PH1						19		51-19

		51		21		1390		22						BENCH STOCK		7		609		15		12.4/7.2-120/240		873416		GE		TEST		P,PH1						14		51-14						END R

		51		21		1391		22						BENCH STOCK		8		610		15		12.4/7.2-120/240		985088		GE		TEST		P,PH1						14		51-14						"

		51		21		1392		22						BENCH STOCK		9		611		15		12.4/7.2-120/240		9873438		GE		TEST		P,PH1						14		51-14						"

		31		8				147		62-250		27369		AIRCOM Revr		36		612		75		12.4/7.2-120/208		866010124		RTE		86		Pd Mt,3P,F,Fdthru														END L

		31		8				148		62-255		27365		Electrical Power Station		36		612		75		12.4/7.2-120/208		866010124		RTE		86		Pd Mt,3P,F,Fdthru														"

		53						63		24-332		1900		Chugach Housing				613		25		12.4/7.2-120-240		A7322A25AA1		WH		NON		P, 1PH								53-30

		53						64		24-333		1902		Chugach Housing				613		25		12.4/7.2-120-240		A7322A25AA1		WH		NON		P, 1PH								53-30

		53						12						Steam Pit				614		15		12.4/7.2-120-240		5512825		AC		TEST		P, 1PH								54-53-11						END ST

		53						13						Steam Pit				615		15		12.4/7.2-120-240		69V220759		MD		TEST		P, 1PH								54-53-11						"

		53						14						Steam Pit				616		15		12.4/7.2-120-240		5512829		AC		TEST		P, 1PH								54-53-11						"

		53						20		24-371		2889		Chugach Housing				617		37.5		12.4/7.2-120-240		4848549K69A		GE		TEST		P, 1PH								53-7

		53						21		24-384		3892		Chugach Housing				617		37.5		12.4/7.2-120-241		4848549K69A		GE		TEST		P, 1PH								53-7

		53						22		24-387		3898		Chugach Housing				617		37.5		12.4/7.2-120-242		4848549K69A		GE		TEST		P, 1PH								53-7

		53						24		24-385		3894		Chugach Housing				618		25		12.4/7.2-120-242		H556120K68A		GE		TEST		P, 1PH								53-9

		53						25		24-386		3896		Chugach Housing				618		25		12.4/7.2-120-240		H556120K68A		GE		TEST		P, 1PH								53-9

		53						29		24-368		2885		Chugach Housing				619		50		12.4/7.2-120-240		H845797K68A		GE		TEST		P, 1PH								53-11						L

		53						30		24-370		2887		Chugach Housing				619		50		12.4/7.2-120-240		H845797K68A		GE		TEST		P, 1PH								53-11						"

		53						31		24-380		3902		Chugach Housing				619		50		12.4/7.2-120-240		H845797K68A		GE		TEST		P, 1PH								53-11						"

		53						32		24-383		3908		Chugach Housing				619		50		12.4/7.2-120-240		H845797K68A		GE		TEST		P, 1PH								53-11						"

		53						39		24-362		2882		Chugach Housing				620		25		12.4/7.2-120-240		H8468K68A		GE		TEST		P, 1PH								53-17

		53						40		24-367		2910		Chugach Housing				620		25		12.4/7.2-120-240		H8468K68A		GE		TEST		P, 1PH								53-17

		53						49		24-374		2897		Chugach Housing				621		25		12.4/7.2-120-240		H556119K68A		GE		TEST		P, 1PH								53-22

		53						50		24-375		2899		Chugach Housing				621		25		12.4/7.2-120-240		H556119K68A		GE		TEST		P, 1PH								53-23

		53						43		24-365		2906		Chugach Housing				622		25		12.4/7.2-120-240		H556127K68A		GE		TEST		P, 1PH								53-20						END L2

		53						44		24-366		2908		Chugach Housing				622		25		12.4/7.2-120-240		H556127K68A		GE		TEST		P, 1PH								53-20						"

		53						51		24-360		2881		Chugach Housing				623		37.5		12.4/7.2-120-240		H8640716K69A		GE		TEST		P, 1PH								53-23

		53						52		24-361		2883		Chugach Housing				623		37.5		12.4/7.2-120-240		H8640716K69A		GE		TEST		P, 1PH								53-23

		53						53		24-354		1920		Chugach Housing				623		37.5		12.4/7.2-120-240		H8640716K69A		GE		TEST		P, 1PH								53-23

		53						45		24-352		1916		Chugach Housing				624		50		12.4/7.2-120-240		H845796K68A		GE		TEST		P, 1PH								53-21						END R2, END L

		53						46		24-353		1918		Chugach Housing				624		50		12.4/7.2-120-240		H845796K68A		GE		TEST		P, 1PH								53-21						"

		53						47		24-363		2902		Chugach Housing				624		50		12.4/7.2-120-240		H845796K68A		GE		TEST		P, 1PH								53-21						"

		53						48		24-364		2904		Chugach Housing				624		50		12.4/7.2-120-240		H845796K68A		GE		TEST		P, 1PH								53-21						"

		53						79		24-343		1893		Chugach Housing				625		50		12.4/7.2-120-240		H845790K68A		GE		TEST		P, 1PH								53-41						END 53

		53						80		24-342		1895		Chugach Housing				625		50		12.4/7.2-120-240		H845790K68A		GE		TEST		P, 1PH								53-41						"

		53						81		24-372		2891		Chugach Housing				625		50		12.4/7.2-120-240		H845790K68A		GE		TEST		P, 1PH								53-41						"

		53						82		24-373		2895		Chugach Housing				625		50		12.4/7.2-120-240		H845790K68A		GE		TEST		P, 1PH								53-41						"

		53						76		24-341		1897		Chugach Housing				626		25		12.4/7.2-120-240		H558369K68A		GE		TEST		P, 1PH								53-39

		53						77		24-340		1899		Chugach Housing				626		25		12.4/7.2-120-240		H558369K68A		GE		TEST		P, 1PH								53-39

		53						56		24-346		1901		Chugach Housing				627		25		12.4/7.2-120-240		H658352K68A		GE		TEST		P, 1PH								53-26						L

		53						57		24-347		1905		Chugach Housing				627		25		12.4/7.2-120-240		H658352K68A		GE		TEST		P, 1PH								53-26						"

		53						58		24-350		1912		Chugach Housing				628		25		12.4/7.2-120-240		H561567K68A		GE		TEST		P, 1PH								53-27

		53						59		24-351		1914		Chugach Housing				628		25		12.4/7.2-120-240		H561567K68A		GE		TEST		P, 1PH								53-27

		53						60		24-336		1908		Chugach Housing				629		25		12.4/7.2-120-240		H846142K68A		GE		TEST		P, 1PH								53-28						END L

		53						61		24-337		1910		Chugach Housing				629		25		12.4/7.2-120-240		H846142K68A		GE		TEST		P, 1PH								53-28						"

		53						66		24-334		1904		Chugach Housing				630		25		12.4/7.2-120-240		H556124A68A		GE		TEST		P, 1PH								53-32						END L

		53						67		24-335		1906		Chugach Housing				630		25		12.4/7.2-120-240		H556124A68A		GE		TEST		P, 1PH								53-32						"

		53						69		24-330		1888		Chugach Housing				632		75		12.4/7.2-120-240		H843643K69A		GE		TEST		P, 1PH								53-34						S,TRN R

		53						70		24-345		1889		Chugach Housing				632		75		12.4/7.2-120-240		H843643K69A		GE		TEST		P, 1PH								53-34						"

		53						71		24-344		1891		Chugach Housing				632		75		12.4/7.2-120-240		H843643K69A		GE		TEST		P, 1PH								53-34						"

		53						72		24-331		1892		Chugach Housing				632		75		12.4/7.2-120-240		H843643K69A		GE		TEST		P, 1PH								53-34						"

		53						75						STEAM PIT				633		10		12.4/7.2-120-240		74AB12590		WH		TEST		P, 1PH								53-37						END S

		54		6				52		24-800		4905		USAF Regional Hospital				640		1000		12.4-480/277		950474A1		SQUARE D		NON		PD, 3PH, F, FT

		54		6				53		24-800		4905		USAF Regional Hospital				641		1000		12.4-480/277		900074A2		SQUARE D		TEST		PD, 3PH, F, FT

		YARD																643		25		12.4Y/7.2-120-240		851136594		RTE		NON		POLE

		YARD																644		25		12.4/7.2-120/240		78V156603		Dozen Electric		TEST		POLE

		22		1				139										648		15		7.2/12.4-120/240		9873403		GE		TEST		P,1PH								22-41R3R2

		44		11						24-800				STREET LIGHTS				650		25		12.4/7.2-120/240		708A8554		WH		TEST		P,1PH								44-31						R,L

		43								33-200		11634		Zones Storage				658		15		7.2/12.4-240/480		70AG11103		WH		TEST		P,1PH								43-36L12						END L

		43								33-200		11634		Zones Storage				659		15		7.2/12.4-240/480		70AF5111		WH		TEST		P,1PH								43-36L12						"

		43								33-200		11634		Zones Storage				660		15		7.2/12.4-240/480		70AF5187		WH		TEST		P,1PH								43-36L12						"

		43										12640						661		15		7.2/12.4-240/480		3203270		RTE		TEST		P,1PH								43-36L9R1						END R

		43										12640						662		15		7.2/12.4-240/480		3203269		RTE		TEST		P,1PH								43-36L9R1						"

		43										12640						663		15		7.2/12.4-240/480		3203271		RTE		TEST		P,1PH								43-36L9R1						"

		43										11735						667		37.5		7.2/12.4-240/480		881098668		RTE		TEST		P,1PH								43-41						END 43

		43										11735						668		37.5		7.2/12.4-240/480		881098665		RTE		TEST		P,1PH								43-41						"

		43										11735						669		37.5		7.2/12.4-240/480		881098671		RTE		TEST		P,1PH								43-41						"

		YARD																672		15		12.4/7.2-120/240		K472897K72A		GE		TEST		POLE

		YARD																674		50		12.4Y/7.2-120-240		G74528867K		GE		TEST		POLE

		YARD																676		50		12.4-277/480Y		N830708YKX		GE		NON		POLE

		YARD																677		50		12.4-277/480Y		N830709YKX		GE		NON		POLE

		YARD																678		50		12.4Y/7.2-277/480		N830707YKX		GE		NON		POLE

		YARD																679		10		12.4/7.2-240/480		76VG072010		ME		TEST		POLE

		YARD																680		10		12.4/7.2-240/480		78VG072008		ME		TEST		POLE

		YARD																681		10		7.2/12.4-240/480		78VG072000		ME		TEST		Pole, 1ph

		43												BAK 12 PIT				686		25		7.2/12.4-240/480		711AG16311		WH		TEST		P,1PH														END L

		41						24				8535		Family Support Center				687		15		120/240		9117654		CP		1991		P,1PH								41-12						"

		44		11						35-750		35750		FT. RICH ANT.SIGHT				688		300		12.4/7.2-120/208		830446B		SQUARE D		NON		PD,3PH,F,FT														END R1

		44		11						35-750		35750		FT. RICH ANT.SIGHT				689		300		12.4/7.2-120/208		830446		SQUARE D		NON		PD,3PH,F,FT														END R2

		25						45						Housing Steam Pit				691		25		7.2- 120/240		911058120		Cooper		91		Pole, 1ph								25-14-R6-L2						END L

		25						48				5374		Vehicle & Dumpster Wash Rack				691		25		7.2- 120/240		911058120		Cooper		91		Pole, 1ph								25-14-R6-L2						"

		54		6				21				4911						695		25		12.4/7.2-120-240		871023119		RTE		TEST		P, 1PH								54-5 R3						END L

		54		6				29				3952		Muldon gate				696		10		12.4/7.2-120-240		86119308		GE		TEST		P, 1PH								54-13						END S

		51		21		1379		12						COM BOX		4		698		5		12.4/7.2-120/240		7003089		LM		TEST		P,1PH						5		51-5

		53						34		24-381		3904		Chugach Housing				699		25		12.4/7.2-120-240		H557663K68A		GE		TEST		P, 1PH								53-13						End L

		53						35		24-382		3906		Chugach Housing				699		25		12.4/7.2-120-240		H557663K68A		GE		TEST		P, 1PH								53-13						"

		25						46						Housing Steam Pit				700		25		7.2- 120/240		911058154		Cooper		91		Pole, 1ph								25-14-R6-L2						"

		25						49				5374		Vehicle & Dumpster Wash Rack				700		25		7.2- 120/240		911058154		Cooper		91		Pole, 1ph								25-14-R6-L2						"

		31		8				65								4		705		25		12.4/7.2-120/240		88JA072190		Westinghouse		88		PD,1PH,F,FT,LA														END R

		22		1				101		41-659		13251						706		75		7.2/12.4-240/480		88JA073213		Westinghouse		NON		PD, 3PH,F,FT,S,LA														END L

		22		1				105						BIO-VENTS				707		25		7.2/12.4-120/240		88JA072198		WH		NON		PD,1PH,F,FT S,LA														END R

		22		1				103		41-700		13272		In-Flight Kitchen				708		225		7.2/12.4-120/208		88JA083058		WH		NON		PD, 3PH,F,FT,S,LA														END R

		25						47						Housing Steam Pit				709		25		7.2- 120/240		911058171		Cooper		91		Pole, 1ph								25-14-R6-L2						"

		25						50				5374		Vehicle & Dumpster Wash Rack				709		25		7.2- 120/240		911058171		Cooper		91		Pole, 1ph								25-14-R6-L2						"

		YARD																711		25		12.4/7.2-120/240		K456301K71AA		GE		TEST		POLE

		YARD																712		25		12.4/7.2-120/240		J789206K71AA		GE		TEST		POLE

		22		1				135		42-525		15380						717		1000		12.4D-277/480		PRH0679		BALTEAU		TEST		PD, 3PH, F,FT,S,LA														END R

		22		1				140						FUEL TANK				718		10		7.2/12.4-120/240		67AK11274		WH		TEST		P,1PH								22-41R3R2						END L

		22		1				147						PIT 5				719		25		7.2/12.4-120/240		88JA073050		WH		NON		PD,1PH,F,FT,S,LA														END L2

		22		1				150						PIT 4				720		75		7.2/12.4-240/480		88JA074163		WH		NON		PD,3PH,F,FT,S,LA														END R2

		22		1				155		42-500		16322		CIVIL AIR PATROL				722		225		12.4D-120/208		62141		RE UPTEGRAFF		1953T		PD,3PH														END R2

		22		1				159		42-450		16437						723		10		7.2/12.4-120/240		9812251		GE		TEST		P,1PH								22-41R6R2

		22		1				160		42-450		16437						724		10		7.2/12.4-120/240		9830993		GE		TEST		P,1PH								22-41R6R2

		22		1				161		42-450		16437						725		10		7.2/12.4-120/240		9812730		GE		TEST		P,1PH								22-41R6R2

		YARD																727		15		12.4/7.2-240/480		N640310YKW		GE		1983		POLE

		61										17504		HNG 12				736		37.5		7.2/12.4-120/240		S56C0681		WH		TEST		P,1PH								61-11

		61										17504		HNG 12				737		37.5		7.2/12.4-120/240		S56C0685		WH		TEST		P,1PH								61-11

		61										17504		HNG 12				738		37.5		7.2/12.4-120/240		S55F1428		WH		TEST		P,1PH								61-11

		61										17504		HNG 12				739		25		7.2/12.4-240/480		S55F2861		WH		TEST		P,1PH								61-12						END L

		61										17504		HNG 12				740		25		7.2/12.4-240/480		F80853364K		WH		TEST		P,1PH								61-12						"

		61										17504		HNG 12				741		25		7.2/12.4-240/480		S55J1865		WH		TEST		P,1PH								61-12						"

		61																742		50		7.2/12.4-120/240		72VG393004		ME		TEST		P,1PH								61-3

		61																743		50		7.2/12.4-120/240		72VG393005		ME		TEST		P,1PH								61-3

		61																744		50		7.2/12.4-120/240		72VG393007		ME		TEST		P,1PH								61-3

		61																745		15		7.2/12.4-240/480		3203272		RTE		TEST		P,1PH								61-2

		61																746		15		7.2/12.4-240/480		3203274		RTE		TEST		P,1PH								61-2

		61																747		15		7.2/12.4-240/480		3203273		RTE		TEST		P,1PH								61-2

		61										16521		HNG 14				749		50		7.2-120/240		K463825K71AA		GE		TEST		P,1PH								61-33						END L2

		61										16521		HNG 14				750		50		7.2-120/240		K463326K71AA		GE		TEST		P,1PH								61-33						"

		61										16521		HNG 14				751		50		7.2-120/240		K462206K71AA		GE		TEST		P,1PH								61-33						"

		YARD																753		25		12.4/7.2-120/240		T789155K70AA		GE		TEST		POLE

		25						15				4347						759		25		7.2/12.4Y		911058174		Cooper		91		Pole, 1ph								25-10-R3						END R

		25						16				4347						760		25		7.2/12.4Y		911058173		Cooper		91		Pole, 1ph								25-10-R3						"

		61										15512		AMMO				761		10				959537		Kuhlman		TEST		P,1PH								61-40

		61										15512		AMMO				762		10				No Data Plate		Kuhlman		TEST		P,1PH								61-40

		61										15512		AMMO				763		10				959135		Kuhlman		TEST		P,1PH								61-40

		61										14542		PUMPHOUSE				765		100		7.2/12.4-240/480		9814543		GE		TEST		P,1PH														"

		61										14542		PUMPHOUSE				766		100		7.2/12.4-240/480		9814542		GE		TEST		P,1PH														"

		61										14542		PUMPHOUSE				767		100		7.2/12.4-240/480		N7322N99LL3		WH				P,1PH														END L

		61										15584						768		450		7.2/12.4-120/208		61774		REO		TEST		PD,3PH														END R

		61										15526						768		450		7.2/12.4-120/208		61774		REO		TEST		PD,3PH														"

		25						29				5337		Exterior Electric				769		37.5		7.2/12.4 Y-120/240		7006056		Line Material		Test		Pole, 1ph								25-14-R1

		25						30				5337		Exterior Electric				770		37.5		7.2/12.4 Y-120/240		7006057		Line Material		Test		Pole, 1ph								25-14-R1

		25						31				5337		Exterior Electric				771		37.5		7.2/12.4 Y-120/240		7004503		Line Material		Test		Pole, 1ph								25-14-R1

		22		1				170										781		10		240/480		951033506		CP		1995		P,1PH														END L

		22		1				176		42-400		15455		HANGAR 10				786		25		7.2/12.4-240/480		N820846YJX		GE		TEST		P,1PH								2241r6r6r1l1						END L

		22		1				177		42-400		15455		HANGAR 10				787		25		7.2/12.4-240/480		N89G1YJX		GE		TEST		P,1PH								2241r6r6r1l1						"

		22		1				178		42-400		15455		HANGAR 10				788		25		7.2/12.4-240/480		N82065YJX		GE		TEST		P,1PH								2241r6r6r1l1						"

		22		1				172		42-400		15455		HANGAR 10				789		37.5		7.2/12.4-120/240		S855F1419		WH		TEST		P,1PH

		22		1				173		42-400		15455		HANGAR 10				790		37.5		7.2/12.4-120/240		S5600741		WH		TEST		P,1PH

		22		1				174		42-400		15455		HANGAR 10				791		37.5		7.2/12.4-120/240		S55F1430		WH		TEST		P,1PH

		22		1				182										792		75		12.4D-120/208		836004842		GOULD		TEST		PD,3PH														END L2

		22		1				184				15435						793		100		7.2/12.4-120/240		9858596		GE		TEST		P,1PH														END L

		22		1				185				15435						794		100		7.2/12.4-120/240		9860720		GE		TEST		P,1PH														"

		22		1				186				15435						795		100		7.2/12.4-120/240		9858592		GE		TEST		P,1PH														"

		22		1				187				15438						796		15		7.2/12.4-120/240		871101293		RTE		TEST		P,1PH								22-41r6r6r4

		25						17				4347						800		25		7.2/12.4Y		911058172		Cooper		91		Pole, 1ph								25-10-R3						"

		34		16				68				6252		Roads and Grounds Storage		16		802		37.5		7200/12470Y-120/240		7003781		Line Materials		Test		Pole Mt., 1ph						57		34-69

		34		16				69				6254		Vehicle Storae Services				802		37.5		7200/12470Y-120/240		7003781		Line Materials		Test		Pole Mt., 1ph						57		34-69

		34		16				70				6256		Mobility Storage				802		37.5		7200/12470Y-120/240		7003781		Line Materials		Test		Pole Mt., 1ph						57		34-69

		34		16				71				6258		Recycle Center				802		37.5		7200/12470Y-120/240		7003781		Line Materials		Test		Pole Mt., 1ph						57		34-69

		34		16				72		21-885		6260		Headquarters 611 CES W. end				802		37.5		12470/7200Y/120/240		7003781		Line Materials		Test		Pole Mt., 1ph						57		34-69

		34		16				73				6252		Roads and Grounds Storage		17		803		37.5		12470/7200Y/120/240		7010471		Line Materials		Test		Pole Mt., 1ph						57		34-69

		34		16				74				6254		Vehicle Storae Services				803		37.5		12470/7200Y/120/240		7010471		Line Materials		Test		Pole Mt., 1ph						57		34-69

		34		16				75				6256		Mobility Storage				803		37.5		12470/7200Y/120/240		7010471		Line Materials		Test		Pole Mt., 1ph						57		34-69

		34		16				76				6258		Recycle Center				803		37.5		12470/7200Y/120/240		7010471		Line Materials		Test		Pole Mt., 1ph						57		34-69

		34		16				77		21-885		6260		Headquarters 611 CES W. end				803		37.5		12470/7200Y/120/240		7010471		Line Materials		Test		Pole Mt., 1ph						57		34-69

		34		16				78				6252		Roads and Grounds Storage		18		804		37.5		12470/7200Y/120/240		7003782		Line Materials		Test		Pole Mt., 1ph						57		34-69

		34		16				79				6254		Vehicle Storae Services				804		37.5		12470/7200Y/120/240		7003782		Line Materials		Test		Pole Mt., 1ph						57		34-69

		34		16				80				6256		Mobility Storage				804		37.5		12470/7200Y/120/240		7003782		Line Materials		Test		Pole Mt., 1ph						57		34-69

		34		16				81				6258		Recycle Center				804		37.5		12470/7200Y/120/240		7003782		Line Materials		Test		Pole Mt., 1ph						57		34-69

		34		16				82		21-885		6260		Headquarters 611 CES W. end				804		37.5		12470/7200Y/120/240		7003782		Line Materials		Test		Pole Mt., 1ph						57		34-69

		41						6				7535						810		15		120/240		253095015003		PT		1964		P, 1PH								41-5

		41						7				7535						811		15		120/240		2560303001		PT		1964		P, 1PH								41-5

		41						8				7535						812		15		120/240		2560303004		PT		1964		P, 1PH								41-5

		23				161		64		31-375		7271		Community Center				813		25		120/240		911058157		Cooper		91		Pole, 1ph								23-21-R1						END R

		23				305		208				9336						814		225		12.4D-120/208		P492591TXC		General Electric		1988		Pd, 3ph,S,F														END R

		23				162		65		31-375		7271		Community Center				815		25		120/240		911058164		Cooper		91		Pole, 1ph								23-21-R1						"

		34		16				25						Signal Box		3		818		5		7.2-120/240		1271322		Line Material		Test		Pole Mt., 1ph						21		34-25

		23				163		66		31-375		7271		Community Center				820		25		120/240		911058173		Cooper		91		Pole, 1ph								23-21-R1						"

		24		5				7		22-009		4314		Hazardous Storage				821		25		12.4/7.2-120/240		911058169		Cooper		91		P, 1PH								24-1						END R

		24		5				10				4305		Housing Maintenance				821		25		12.4/7.2-120/240		911058169		Cooper		91		P, 1PH								24-1						"

		24		5				8		22-009		4314		Hazardous Storage				822		25		12.4/7.2-120/240		911058152		Cooper		91		P, 1PH								24-1						"

		24		5				11				4305		Housing Maintenance				822		25		12.4/7.2-120/240		911058152		Cooper		91		P, 1PH								24-1						"

		24		5				9		22-009		4314		Hazardous Storage				823		25		12.4/7.2-120/240		911058151		Cooper		91		P, 1PH								24-1						"

		24		5				12				4305		Housing Maintenance				823		25		12.4/7.2-120/240		911058151		Cooper		91		P, 1PH								24-1						"

		23				196		99		31-324		7201		Gas Station				824		25		120/240		911058162		Cooper		91		Pole, 1ph								23-38-L6						END L2

		23				197		100		31-324		7201		Gas Station				825		25		120/240		911058159		Cooper		91		Pole, 1ph								23-38-L6						"

		23				198		101		31-324		7201		Gas Station				826		25		120/240		911058165		Cooper		91		Pole, 1ph								23-38-L6						"

		43								33-385		8675		Boy Scouts				827		25		7.2/12.4-120/240		911058161		CP		1991		P,1PH								43-15R1						END R

		23				250		153		31-343		8228		Troop Subsistence Warehouse				829		50		120/240		911061096		Cooper		91		Pole, 1ph								23-29-R4L3A						END R

		23				251		154		31-343		8228		Troop Subsistence Warehouse				830		50		120/240		911057591		Cooper		91		Pole, 1ph								23-29-R4L3A						"

		23				226		129		31-147		7163		Recreation Center				831		50		120/240		911057596		Cooper		91		Pole, 1ph								23-49

		23				252		155		31-343		8228		Troop Subsistence Warehouse				831		50		120/240		911057583		Cooper		91		Pole, 1ph								23-29-R4L3A						"

		23				228		131		31-147		7163		Recreation Center				833		50		120/240		911057580		Cooper		91		Pole, 1ph								23-49

		46		7						7-880		10449		Dental Clinic 1				835		50		7.2/12.4-120/240		911061098		CP		1991		P,1PH								46-31L1						END L

		46		7						7-880		10449		Dental Clinic 1				836		50		7.2/12.4-120/240		911057586		CP		1991		P,1PH								46-31L1						"

		46		7						7-880		10449		Dental Clinic 1				837		50		7.2/12.4-120/240		911057582		CP		1991		P,1PH								46-31L1						"

		24		5				23		22-023		5332		EOD				838		50		12.4/7.2-120/240		911057599		Cooper		91		P, PH1								24-2-R2						"

		24		5				26		22-024		5326		USAF Reserves				838		50		12.4/7.2-120/240		911057599		Cooper		91		P, PH1								24-2-R2						"

		24		5				22		22-023		5332		EOD				839		50		12.4/7.2-120/240		911057594		Cooper		91		P, PH1								24-2-R2						"

		24		5				25		22-024		5326		USAF Reserves				839		50		12.4/7.2-120/240		911057594		Cooper		91		P, PH1								24-2-R2						"

		33		12		1020		10				2228				1		840		15		12.4/7.2-120/240		82DC045006		McGraw Edison		Test		Pole Mt., 1ph						10		31-33-11

		24		5				21		22-023		5332		EOD				841		50		12.4/7.2-120/240		911057579		Cooper		91		P, PH1								24-2-R2						END R

		24		5				24		22-024		5326		USAF Reserves				841		50		12.4/7.2-120/240		911057579		Cooper		91		P, PH1								24-2-R2						"

		32		19				86		21-508		5152		Boulder Housing		20		843		50		7.2/12.4Y-120/240		911061093		Cooper		1991		Pole, 1ph								32-28		Y				END R

		32		19				87		21-506		5154		Boulder Garage				843		50		7.2/12.4Y-120/240		911061093		Cooper		1991		Pole, 1ph								32-28		"				"

		32		19				88		21-507		5156		Boulder Garage				843		50		7.2/12.4Y-120/240		911061093		Cooper		1991		Pole, 1ph								32-28		"				"

		32		19				89		21-509		5158		Boulder Housing				843		50		7.2/12.4Y-120/240		911061093		Cooper		1991		Pole, 1ph								32-28		"				"

		24		5				27						Trailers				844		50		12.4/7.2-120/240		911057593		Cooper		93		P, PH1								23/24-12

		YARD																845		50		120/240		911057584		CP		1991		POLE

		46		7						9-854		10437		Post Office				846		50		7.2/12.4-120/240		911057592		CP		1991		P,1PH								46-34R1						"

		46		7						9-864		10441		Pre-School				846		50		7.2/12.4-120/240		911057592		CP		1991		P,1PH								46-34R1						"

		62		13						43-460		17724		Water Pump Station				847		25		7.2/12.4-120/240		7003685		LM		TEST		P,1PH														"

		62		13						43-460		17724		Water Pump Station				848		25		7.2/12.4-120/240		7004263		LM		TEST		P,1PH														END L

		54		6				41		24-805		4913		Hospital Boilers				850		50		12.4/7.2-120/240		911057585		COOPER		91		P, 1PH								54-23						END S

		54		6				42		24-805		4913		Hospital Boilers				851		50		12.4/7.2-120/240		911057590		COOPER		91		P, 1PH								54-23						"

		54		6				43		24-805		4913		Hospital Boilers				852		50		12.4/7.2-120/240		911057550		COOPER		91		P, 1PH								54-23						"

		46		7						9-854		10437		Post Office				853		50		7.2/12.4-120/240		911061100		CP		1991		P,1PH								46-34R1						"

		46		7						9-864		10441		Pre-School				853		50		7.2/12.4-120/240		911061100		CP		1991		P,1PH								46-34R1						"

		46		7						9-854		10437		Post Office				854		50		7.2/12.4-120/240		911057595		CP		1991		P,1PH								46-34R1						END R

		46		7						9-864		10441		Pre-School				854		50		7.2/12.4-120/240		911057595		CP		1991		P,1PH								46-34R1						"

		24		5				113		10-400		8354		Real Estate				855		25		12.4/7.2-120/240		91104926691		Cooper		91		P, 1PH								24-36

		24		5				114		10-400		8354		Real Estate				856		25		12.4/7.2-120/240		911049265		Cooper		91		P, 1PH								24-36

		24		5				115		10-400		8354		Real Estate				857		25		12.4/7.2-120/240		911049256		Cooper		91		P, 1PH								24-36

		62										17718						858		25		7.2-120/240		911048345		CP		1991		P,1PH								62-31L2

		62										17718						859		25		7.2-120/240		9113048398		CP		1991		P,1PH								62-31L2

		23				187		90		31-326		7210		Telephone Main Repair				865		25		120/240		911048413		Cooper		91		Pole, 1ph								23-38-L1

		23				146		49		31-022		7263		AFCS Maintenance				866		25		120/240		911049263		Cooper		91		Pole, 1ph								23-13-R1						END R

		23				149		52				7265						866		25		120/240		911049263		Cooper		91		Pole, 1ph								23-13-R1						"

		46												HERITAGE PARK				867		25		7.2/12.4-120/240		911049264		CP		1991		P,1PH

		YARD																871		25		120/240		89NJ211053		ME		NON		POLE

		23				147		50		31-022		7263		AFCS Maintenance				872		25		120/240		98NN200004		Cooper		NON		Pole, 1ph								23-13-R1						"

		23				150		53				7265						872		25		120/240		98NN200004		Cooper		NON		Pole, 1ph								23-13-R1						"

		23				148		51		31-022		7263		AFCS Maintenance				873		25		120/240		R9NN200001		Cooper		NON		Pole, 1ph								23-13-R1						"

		23				151		54				7265						873		25		120/240		R9NN200001		Cooper		NON		Pole, 1ph								23-13-R1						"

		62										17718						874		25		7.2-120/240		911049249		CP		1991		P,1PH								62-31L2

		41										7438		Colonel Housing				875		25		7.2-120/240		911051642		CP		1991		P,1PH								41-31

		41										7440		Colonel Housing				875		25		7.2-120/240		911051642		CP		1991		P,1PH								41-31

		41										7442		Colonel Housing				875		25		7.2-120/240		911051642		CP		1991		P,1PH								41-31

		23				188		91		31-326		7210		Telephone Main Repair				876		25		120/240		911049259		Cooper		91		Pole, 1ph								23-38-L1

		21		18		37		24				5255		HAZMAT / Office		40		877		25				91105164		Cooper		1991		Pole, 1ph						24		21-R13-1						END/R

		46		7						11-680		11567		Farm 3 Jet Fuel				878		75		7.2/12.4-277/480		911074874		CP		1991		P,1PH														END R2

		46		7						11-680		11567		Farm 3 Jet Fuel				879		75		7.2/12.4-277/480		911074880		CP		1991		P,1PH

		46		7						11-680		11567		Farm 3 Jet Fuel				880		75		7.2/12.4-277/480		911074876		CP		1991		P,1PH

		25						14						Head bolt heater				881		15		7.2/12.4Y		911057627		CP		91		Pole, 1ph								25-10-R2

		42		10						11-290		9569		AGE				882		25		7.2/12.4-120/240		911063929		CP		1991		P,1PH								42-20L1

		42		10						11-290		9569		AGE				883		25		7.2/12.4-120/240		911061969		CP		1991		P,1PH								42-20L1

		42		10						11-290		9569		AGE				884		25		7.2/12.4-120/240		911061968		CP		1991		P,1PH								42-20L1

		23				270		173				8317						885		37.5		120/240		911063726		CP		91		Pole, 1ph								23-29-R7-R2						END R

		23				271		174				8317						886		37.5		120/240		911063719		CP		91		Pole, 1ph								23-29-R7-R2						"

		23				219		122		21-114		6165		Cope Thunder Dorm				887		37		120/240		911063724		Cooper		91		Pole, 1ph								23-45-L5						END L2

		23				222		125				6178		Cope Thunder Dorm				887		37		120/240		911063724		Cooper		91		Pole, 1ph								23-45-L5

		YARD																888		37.5		120/240		911063731		CP		NON		POLE

		32		19				76		21-600		5188		Airman's Attic		16		889		37.5		7.2/12.4Y-120/240		911063729		Cooper		91		Pole, 1ph						****		31-23-L1						END L

		YARD																890		37.5		120/240		911063717		CP		1991		POLE

		YARD																891		37.5		120/240		911063722		CP		NON		POLE

		44		11						24-850		5887		Hospital Clinics				892		37.5		7.2-120/240		911063725		CP		NON		P,1PH								44-32						END R

		42		10						11-300		9551		Fighter Squadron /ACMI				893		37.5		7.2/12.4-120/240		911063730		CP		1991		P,1PH								42-20R1

		42		10						11-300		9551		Fighter Squadron /ACMI				894		37.5		7.2/12.4-120/240		911063727		CP		1991		P,1PH								42-20R1

		42		10						11-300		9551		Fighter Squadron /ACMI				895		37.5		7.2/12.4-120/240		911063716		CP		1991		P,1PH								42-20R1

		23				220		123		21-114		6165		Cope Thunder Dorm				896		37		120/240		911063723		Cooper		91		Pole, 1ph								23-45-L5						"

		23				223		126				6178		Cope Thunder Dorm				896		37		120/240		911063723		Cooper		91		Pole, 1ph								23-45-L5

		23				221		124		21-114		6165		Cope Thunder Dorm				897		37		120/240		911063714		Cooper		91		Pole, 1ph								23-45-L5						"

		23				224		127				6178		Cope Thunder Dorm				897		37		120/240		911063714		Cooper		91		Pole, 1ph								23-45-L5

		32		19				77		21-600		5188		Airman's Attic		17		898		37.5		7.2/12.4Y-120/240		911063721		Cooper		91		Pole, 1ph														"

		YARD																900		37.5		120/240		911063720		CP		NON		POLE

		22		1				200		42-302		14415						901		225		12.4D-277/480		P009737		GE		1985		PD,3PH,S														END L

		22		1				213										902		75										P, 3PH								2241r6r6r12l2

		22		1				211		42-300		14410						907		750		12.4D-277/480		891069A1		SQ D		TEST		PD, 3PH														END R3

		22		1				206		42-300		14410						908		37.5		7.2/12.4-120/240		S56F1425		WH		TEST		P,1PH

		22		1				207		42-300		14410						909		37.5		7.2/12.4-120/240		S55F1429		WH		TEST		P,1PH

		22		1				208		42-300		14410						910		37.5		7.2/12.4-120/240		S55T1428		WH		TEST		P,1PH

		23				282		185				8326		Age				938		225		C864244		4.1/2.4-120/240		CP		43.3		Pd, 3ph

		62		13						43-460		17724		Water Pump Station				939		167		7.2/12.4-240/480		9894845		GE		TEST		P,1PH

		62		13						43-460		17724		Water Pump Station				940		167		7.2/12.4-240/480		9896931		GE		TEST		P,1PH

		62		13						43-460		17724		Water Pump Station				941		167		7.2/12.4-240/480		9894847		GE		TEST		P,1PH

		YARD																949		25		12.4/7.2-120/240		M710314VARA		GE		TEST		POLE

		62										32436		AMMO				950		25		7.2-120/240		M702937YARA		GE		TEST		P,1PH								62-164

		62										32448		AMMO				950		25		7.2-120/240		M702937YARA		GE		TEST		P,1PH								62-164

		YARD																950		25		12.4/7.2-120/240		M702937YARA		GE		TEST		POLE

		YARD																951		25		12.4/7.2-120/240		M710314VARA		GE		TEST		POLE

		62										33415		AMMO				952		15		7.2-120/240		76A441691				TEST		P,1PH								62-168						"

		62										33415		AMMO				953		15		7.2-120/240		76A452069				TEST		P,1PH								62-168						END S

		62										33415		AMMO				954		15		7.2-120/240		76A452106				TEST		P,1PH								62-168						"

		62		13						72-330		35465		Munitions Storage Igloo				955		15		7.2-120/240		821088370		RTE		1982		PD,1PH,FT

		62		13						72-340		35475		Munitions Storage Igloo				955		15		7.2-120/240		821088370		RTE		1982		PD,1PH,FT

		62		13						72-350		35485		Munitions Storage Igloo				955		15		7.2-120/240		821088370		RTE		1982		PD,1PH,FT

		62		13						73-010		35491		Munitions Storage Igloo				955		15		7.2-120/240		821088370		RTE		1982		PD,1PH,FT

		62		13						73-020		35499		Munitions Storage Igloo				955		15		7.2-120/240		821088370		RTE		1982		PD,1PH,FT

		62		13						73-030		35505		Munitions Storage Igloo				955		15		7.2-120/240		821088370		RTE		1982		PD,1PH,FT

		62		13						73-040		36537		Munitions Storage Igloo				956		15		7.2-120/240		82106828		RTE		1982		PD,1PH,FT														END R2

		62		13						73-050		36545		Munitions Storage Igloo				956		15		7.2-120/240		82106828		RTE		1982		PD,1PH,FT														"

		62		13						73-060		36557		Munitions Storage Igloo				956		15		7.2-120/240		82106828		RTE		1982		PD,1PH,FT														"

		62		13						73-070		36563		Munitions Storage Igloo				956		15		7.2-120/240		82106828		RTE		1982		PD,1PH,FT														"

		62		13						73-080		36535		Munitions Storage Igloo				956		15		7.2-120/240		82106828		RTE		1982		PD,1PH,FT														"

		62		13						73-090		36547		Munitions Storage Igloo				956		15		7.2-120/240		82106828		RTE		1982		PD,1PH,FT														"

		62		13						73-100		36553		Munitions Storage Igloo				956		15		7.2-120/240		82106828		RTE		1982		PD,1PH,FT														"

		62		13						73-110		36561		Munitions Storage Igloo				956		15		7.2-120/240		82106828		RTE		1982		PD,1PH,FT														"

		62		13						72-250		34387		Munitions Storage Igloo				957		15		7.2-120/240		821088369		RTE		1982		PD,1PH,FT														END R

		62		13						72-260		34395		Munitions Storage Igloo				957		15		7.2-120/240		821088369		RTE		1982		PD,1PH,FT														"

		62		13						72-270		34405		Munitions Storage Igloo				957		15		7.2-120/240		821088369		RTE		1982		PD,1PH,FT														"

		62		13						72-280		34413		Munitions Storage Igloo				957		15		7.2-120/240		821088369		RTE		1982		PD,1PH,FT														"

		62		13						72-290		34421		Munitions Storage Igloo				957		15		7.2-120/240		821088369		RTE		1982		PD,1PH,FT														"

		62		13						72-300		35427		Munitions Storage Igloo				957		15		7.2-120/240		821088369		RTE		1982		PD,1PH,FT														"

		62		13						72-310		35435		Munitions Storage Igloo				957		15		7.2-120/240		821088369		RTE		1982		PD,1PH,FT														"

		62		13						72-320		35443		Munitions Storage Igloo				957		15		7.2-120/240		821088369		RTE		1982		PD,1PH,FT														"

		62		13						63-621		31562		611TH Challet				958		50		7.2-120/240		2560313001		PT		TEST		P,1PH								62-90						L

		62												MAD BULL				961		75		7.2/12.4-120/208		886009812		RTE		NON		PD,3PH,F,S														END R

		62										26759		ANTENNA FIELD				966		75		7.2/12.4-120/208		622421F88		NECO		NON		PD,3PH,F														END R

		31		8				140		52-668		26288		Green Lake Water Well		35		969		25		12.4/7.2-120/240		7009551		Line Material		TEST		Pole,Mt,1Ph						55		31-224-G						END L

		31		8				141		52-650		26278		6-Mile 1st General's Building		35		969		25		12.4/7.2-120/240		7009551		Line Material		TEST		Pole,Mt,1Ph						55		31-224-G						"

		31		8				135								34		970		15		12.4/7.2-120/240		6925272		Westinghouse		TEST		Pole,Mt,1Ph						50		31-226						END L2

		31		8				112								20		971		50		12.4/7.2-120/240		71AG13199		ABB		TEST		Pole Mt, 1Ph

		31		8				113								21		972		50		12.4/7.2-120/240		71AG13190		ABB		TEST		Pole Mt, 1Ph

		31		8				114								22		973		50		12.4/7.2-120/240		71AG13193		ABB		TEST		Pole Mt, 1Ph

		31		8				122		52-819		23392				28		977		10		12.4/7.2-120/240		CV110303		Line Material		TEST		Pole,Mt,1Ph						46		31-50

		31		8				123		52-819		23392				29		978		10		12.4/7.2-120/240		CV110322		Line Material		TEST		Pole,Mt,1Ph						46		31-50

		31		8				124		52-819		23392				30		979		10		12.4/7.2-120/240		CV110316		Line Material		TEST		Pole,Mt,1Ph						46		31-50

		31		8				125						Perimeter lights Hillberg		31		980		15		12.4/7.2-277/480		75AM1601		Westinghouse		TEST		Pole,Mt,1Ph						47		31-51						END R

		31		8				126								32		981		15		12.4/7.2-277/480		75AM1595		Westinghouse		TEST		Pole,Mt,1Ph						47		31-51						"

		31		8				127								33		982		15		12.4/7.2-277/480		75AM1597		Westinghouse		TEST		Pole,Mt,1Ph						47		31-51						"

		31		8				120		52-821		23400		Hillberg Chalet		27		986		300		12470D-120/208		886010217		RTE		88		Pd.3Ph.,F,S														END R2

		43								33-320		9637		WASA II				988		75		7.2/12.4-120/208		88JA075117		WH		NON		PD

		22		1				75				12095						990		150		12.4/7.2-240/480		88JA085022		WH		NON		PD,3PH,F,FT,S,LA														END-L3

		YARD																1000		10		7.2/12.4-240/480		P593890YOD		GE		TEST		Pole, 1ph

		YARD																1001		10		7.2/12.4-240/480		P593892YOD		GE		TEST		Pole, 1ph

		YARD																1002		10		12.4/7.2-240/480		P593883YOD		GE		1989		POLE

		33		12		1100		90						Base Siren, steam pit, lights		18		1005		5		7.2/12.4-120/240		1772172		Line Material		Test		Pole Mt., 1ph						69		33-86

		21		18		6		6		22-008		3274		Steam Pit		41		1007		5		7.2/12.4Y-120/240		12134129		Molen		Test		Pole, 1ph						6		22/21-7

		25						40						Comm. Line Maint. Shed				1008		15		7.2/12.4 Y-120/240		98N250028		Cooper		98		Pole, 1ph								25-14-R5

		32		19				197						Headbolt Heaters		46		1011		10		7.2/12.4Y-120/240		3573784		Allies Chambers		Test		Pole, 1ph						74		32-122						END R

		21		18		60		34				21-59		Steam Pit		42		1013		10		7.2/12.4Y-120/240		98112724		General Electric		Test		Pole, 1ph						34		21-22

		62										15699						1016		15		7.2/12.4-240/480		9907869		GE		NON		P,1PH								62-28L8						END R

		62										15699						1017		15		7.2/12.4-240/480		9907862		GE		NON		P,1PH								62-28L8						"

		62										15699						1018		15		7.2/12.4-240/480		9907861		GE		NON		P,1PH								62-28L8						"

		25						53						Streetlights				1021		15		7.2/12.4 Y-120/240		861048857		RTE		86		Pole, 1ph								25-15

		YARD																1023		15		12.4/7.2-120/240		861048855		RTE		1986		POLE

		YARD																1024		25		12.4/7.2-120/240		N917032YEY		GE		1985		POLE

		YARD																1025		25		12.4/7.2-240/480		851137944		RTE		1985		POLE

		46																1026		25		7.2/12.4-277/480		M080394YKMA		GE		NON										46-25

		46																1027		25		7.2/12.4-277/480		M081532YKMA		GE		NON										46-25

		46																1028		25		7.2/12.4-277/480		M806244YERA		GE		NON										46-25

		62										17718						1029		25		7.2/12.4-240/480		9940173		GE		TEST		P,1PH								62-31L1

		62										17718						1030		25		7.2/12.4-240/480		9911449		GE		TEST		P,1PH								62-31L1

		62										17718						1031		25		7.2/12.4-240/480		9940182		GE		TEST		P,1PH								62-31L1

		23				253		156						Area Lighting				1032		37.5		7.2/12.4Y-120/240		75AC8519		Westinghouse		TEST		Pole, 1ph								23-29-R4-L4

		YARD																1033		37.5		12.4Y/7.2 -240/480		861031617		RTE		NON		POLE

		24		5				51		10-300		7348		AF OSI / DIS				1034		37.5		12.4/7.2-120/240		Data Plate Missing														24-12

		34		16				58		21-889		6230		Field Training		12		1048		50		7200/12470Y-120/240		3542875		Allies Chambers		Test		Pole Mt., 1ph														END/R-u/g

		34		16				59		21-889		6230		Field Training		13		1049		50		7200/12470Y-120/240		3584252		Allies Chambers		Test		Pole Mt., 1ph														"

		34		16				60		21-889		6230		Field Training		14		1050		50		7200/12470Y-120/240		3567292		Allies Chambers		Test		Pole Mt., 1ph														"

		21		18		63		37		21-765		5202		Dallas Housing		43		1051		100		7.2/12.4Y-120/240		M2450334FNA		General Electric		Test		Pole, 1ph						37		21-S24-1

		21		18		64		37		21-768		5206		Dallas Garage		43		1051		100		7.2/12.4Y-120/240		M2450334FNA		General Electric		Test		Pole, 1ph						37		21-S24-1

		21		18		65		37		21-770		5207		Dallas Housing		43		1051		100		7.2/12.4Y-120/240		M2450334FNA		General Electric		Test		Pole, 1ph						37		21-S24-1

		21		18		66		37		21-766		5210		Dallas Housing		43		1051		100		7.2/12.4Y-120/240		M2450334FNA		General Electric		Test		Pole, 1ph						37		21-S24-1

		21		18		67		37		21-767		5214		Dallas Housing		43		1051		100		7.2/12.4Y-120/240		M2450334FNA		General Electric		Test		Pole, 1ph						37		21-S24-1

		YARD																1052		100		12.4Y/7.2-120/240		M228505Y5NA		GE		NON		POLE

		62		13						43-450		16716		Hanger 15				1053		100		7.2/120/240		6023340		ET		TEST		P,1PH								62-30L1						"

		62		13						43-450		16716		Hanger 15				1054		100		7.2/120/240		6023342		ET		TEST		P,1PH								62-30L1						"

		62		13						43-450		16716		Hanger 15				1055		100		7.2/120/240		6023341		ET		TEST		P,1PH								62-30L1						END L

		62										19725		AMMO				1056		75		7.2/12.4-120/208		916005529		CP		1991		PD,3PH,F,FT

		62										19755		AMMO				1057		75		7.2/12.4-120/208		916005528		CP		1991		PD,3PH,F,FT

		62										19773		AMMO				1058		75		7.2/12.4-120/208		916005530		CP		1991		PD,3PH,F,FT														END R2

		62										18725		AMMO				1059		75		7.2/12.4-120/208		916005531		CP		1991		PD,3PH,F,FT,S

		YARD																1060		100		120/240		911095783		CP		NON		POLE

		YARD																1061		100		120/240		911095785		CP		NON		POLE

		YARD																1062		100		120/240		91194478		CP		NON		POLE

		YARD																1063		100		120/240		911119497		CP		NON		POLE

		YARD																1064		100		120/240		911094480		CP		NON		POLE

		YARD																1065		100		120/240		911094479		CP		NON		POLE

		YARD																1066		100		120/240		911095784		CP		NON		POLE

		YARD																1068		100		120/240		91119501		CP		NON		POLE

		YARD																1069		100		120/240		911119505		CP		NON		POLE

		YARD																1070		50		120/240		89A232484		WH		1989		POLE

		34		16				66						U-Drive It headbolt heaters		15		1071		25		7200/12470Y-120/240		911051640		CP		1991		Pole Mt., 1ph						55		34-67						END L

		62																1072		25		72/12.4-120/240		RT891113082		CP		1989		P,1PH								62-9

		23				127		30				6258						1073		75		240/480		91101694		Cooper		91		Pole, 1ph								23-7-L1						END L

		23				128		31				6258						1074		75		240/480		91101692		Cooper		91		Pole, 1ph								23-7-L1						"

		23				129		32				6258						1075		75		240/480		91101693		Cooper		91		Pole, 1ph								23-7-L1						"

		31		8				119								26		1100		112		277/480		85417245		Pals Chance		NON		Pd.3Ph.,Fdthru

		21		18		4		4		22-008		3274		Power Plant Area Lights		44		1500		10				M610741YPW		General Electric		1983		Pole, 1ph						4		22/21-5

		21		18		35		22		22-035		5253		HAZMAT / Supply		45		1501		500		277/480		1025951		Cooper		1992		Pad, FT						22

		21		18		39		26		21-883		5250		GSA/BOM/CEMAS Self Help		1		1503		25		7.2/12.4Y-120/240		871023109		RTE		1987		Pole, 1ph						26		21-15

		21		18		40		26		21-883		5250		GSA/BOM/CEMAS Self Help		2		1504		25		7.2/12.4Y-120/240		871023122		RTE		1987		Pole, 1ph						26		21-15

		21		18		41		26		21-883		5250		GSA/BOM/CEMAS Self Help		3		1505		25		7.2/12.4Y-120/240		911058168		CP		1991		Pole, 1ph						26		21-15

		34		16				50		21-876		6210		Service Station		8		1506		50		12.4/7.2-120/240		911061097		Cooper		1991		Pole Mt., 1ph						45		34-55

		34		16				51		21-876		6210		Service Station		9		1507		50		12.4/7.2-120/240		911061095		Cooper		1991		Pole Mt., 1ph						45		34-55

		34		16				52		21-876		6210		Service Station		10		1508		50		12.4/7.2-120/240		911061092		Cooper		1991		Pole Mt., 1ph						45		34-55

		34		16				54		21-900		6211		Transportation		11		1509		750		7200/12470Y/120/208		936000804		Cooper		93		Pad Mt., 3ph														END/L-u/g

		34		16				83		21-885		6260		Headquarters 611 CES		19		1510		100		12470/7200Y-277/480		931081937		Cooper Industry		1993		Pole Mt., 1ph						58		34-70

		34		16				84		21-885		6260		Headquarters 611 CES		20		1511		100		12470/7200Y-277/480		931081938		Cooper Industry		1993		Pole Mt., 1ph						58		34-70

		34		16				85		21-885		6260		Headquarters 611 CES		21		1512		100		12470/7200Y-277/480		931081936		Cooper Industry		1993		Pole Mt., 1ph						58		34-70

		32		19				25		21-686		3176		New Sunflower Housing		1		1513		75		7.2/12.4Y-120/240		931088179		Cooper		1993		Pad, 1ph,FdThru		MH 32-5

		32		19				26		21-684		3178		New Sunflower Housing				1513		75		7.2/12.4Y-120/240		931088179		Cooper		1993		Pad, 1ph,FdThru		MH 32-5

		32		19				27		21-682		3180		New Sunflower Housing				1513		75		7.2/12.4Y-120/240		931088179		Cooper		1993		Pad, 1ph,FdThru		MH 32-5

		32		19				28		21-680		3182		New Sunflower Housing				1513		75		7.2/12.4Y-120/240		931088179		Cooper		1993		Pad, 1ph,FdThru		MH 32-5

		32		19				29		21-692		2174		New Sunflower Housing		2		1514		50		7.2/12.4Y-120/240		95LF387001		Cooper		1995		Pad, 1ph,FdThru		MH 32-6

		32		19				30		21-690		2176		New Sunflower Housing				1514		50		7.2/12.4Y-120/240		95LF387001		Cooper		1995		Pad, 1ph,FdThru		MH 32-6

		32		19				31		21-695		2170		New Sunflower Housing		3		1516		75		7.2/12.4Y-120/240		95LF386002		Cooper		1995		Pad, 1ph,FdThru		MH 32-7

		32		19				32		21-694		2172		New Sunflower Housing				1516		75		7.2/12.4Y-120/240		95LF386002		Cooper		1995		Pad, 1ph,FdThru		MH 32-7

		32		19				33		21-697		2166		New Sunflower Housing		4		1517		50		7.2/12.4Y-120/240		96LF436002		Cooper		1996		Pad, 1ph,FdThru		MH 32-8

		32		19				34		21-696		2168		New Sunflower Housing				1517		50		7.2/12.4Y-120/240		96LF436002		Cooper		1996		Pad, 1ph,FdThru		MH 32-8

		32		19				36		21-676		3184		New Sunflower Housing		5		1518		75		7.2/12.4Y-120/240		931088181		Cooper		1993		Pad, 1ph,FdThru		MH 32-9

		32		19				37		21-674		3186		New Sunflower Housing				1518		75		7.2/12.4Y-120/240		931088181		Cooper		1993		Pad, 1ph,FdThru		MH 32-9

		32		19				38		21-672		3188		New Sunflower Housing				1518		75		7.2/12.4Y-120/240		931088181		Cooper		1993		Pad, 1ph,FdThru		MH 32-9

		32		19				39		21-670		3190		New Sunflower Housing				1518		75		7.2/12.4Y-120/240		931088181		Cooper		1993		Pad, 1ph,FdThru		MH 32-9

		32		19				40		21-666		3192		New Sunflower Housing		6		1519		50		7.2/12.4Y-120/240		931086635		Cooper		1993		Pad, 1ph,FdThru		MH 32-10

		32		19				41		21-664		3194		New Sunflower Housing				1519		50		7.2/12.4Y-120/240		931086635		Cooper		1993		Pad, 1ph,FdThru		MH 32-10

		32		19				42				3196		New Sunflower Housing		7		1520		75		7.2/12.4Y-120/240		931088180		Cooper		1993		Pad, 1ph,FdThru		MH 32-11

		32		19				43				3198		New Sunflower Housing				1520		75		7.2/12.4Y-120/240		931088180		Cooper		1993		Pad, 1ph,FdThru		MH 32-11

		32		19				44				4174		New Sunflower Housing				1520		75		7.2/12.4Y-120/240		931088180		Cooper		1993		Pad, 1ph,FdThru		MH 32-11

		32		19				45				4176		New Sunflower Housing				1520		75		7.2/12.4Y-120/240		931088180		Cooper		1993		Pad, 1ph,FdThru		MH 32-11

		32		19				47		21-520		4062		New Sunflower Housing		8		1521		75		7.2/12.4Y-120/240		95LF386003		Cooper		1995		Pad, 1ph,FdThru		MH 32-12

		32		19				48		21-521		4064		New Sunflower Housing				1521		75		7.2/12.4Y-120/240		95LF386003		Cooper		1995		Pad, 1ph,FdThru		MH 32-12

		32		19				49		21-523		4066		New Sunflower Housing		9		1522		75		7.2/12.4Y-120/240		95LF386001		Cooper		1995		Pad, 1ph,FdThru		MH 32-13

		32		19				50		21-522		4068		New Sunflower Housing				1522		75		7.2/12.4Y-120/240		95LF386001		Cooper		1995		Pad, 1ph,FdThru		MH 32-13

		32		19				52		21-530		4082		New Sunflower Housing		10		1523		50		7.2/12.4Y-120/240		96LF436001		Cooper		1996		Pad, 1ph,FdThru

		32		19				53		21-531		4084		New Sunflower Housing				1523		50		7.2/12.4Y-120/240		96LF436001		Cooper		1996		Pad, 1ph,FdThru

		32		19				54		21-533		4086		New Sunflower Housing		11		1524		75		7.2/12.4Y-120/240		96LF435001		Cooper		1996		Pad, 1ph,FdThru

		32		19				55		21-532		4088		New Sunflower Housing				1524		75		7.2/12.4Y-120/240		96LF435001		Cooper		1996		Pad, 1ph,FdThru

		32		19				56		21-570		4102		New Sunflower Housing				1524		75		7.2/12.4Y-120/240		96LF435001		Cooper		1996		Pad, 1ph,FdThru

		32		19				57		21-571		4104		New Sunflower Housing				1524		75		7.2/12.4Y-120/240		96LF435001		cooper		1996		Pad, 1ph,FdThru

		32		19				58		21-573		4106		New Sunflower Housing		12		1525		75		7.2/12.4Y-120/240		96LF435003		Cooper		1996		Pad, 1ph,FdThru		MH 32-14

		32		19				59		21-572		4108		New Sunflower Housing				1525		75		7.2/12.4Y-120/240		96LF435003		Cooper		1996		Pad, 1ph,FdThru		MH 32-14

		32		19				60		21-580		4110		New Sunflower Housing				1525		75		7.2/12.4Y-120/240		96LF435003		Cooper		1996		Pad, 1ph,FdThru		MH 32-14

		32		19				61		21-581		4112		New Sunflower Housing				1525		75		7.2/12.4Y-120/240		96LF435003		Cooper		1996		Pad, 1ph,FdThru		MH 32-14

		32		19				63		21-585		4114		New Sunflower Housing		13		1526		50		7.2/12.4Y-120/240		96LF436006		Cooper		1996		Pad, 1ph,FdThru

		32		19				64		21-584		4116		New Sunflower Housing				1526		50		7.2/12.4Y-120/240		96LF436006		Cooper		1996		Pad, 1ph,FdThru														END L

		32		19				65		21-334		4150		New Sunflower Housing		14		1527		50		7.2/12.4Y-120/240		931086631		Cooper		1993		Pad, 1ph,FdThru		MH 32-15

		32		19				66		21-642		4188		New Sunflower Housing				1527		50		7.2/12.4Y-120/240		931086631		cooper		1993		Pad, 1ph,FdThru		MH 32-15

		32		19				68		21-636		4192		New Sunflower Housing		15		1528		75		7.2/12.4Y-120/240		931088182		Cooper		1993		Pad, 1ph,FdThru		MH 32-16

		32		19				69		21-634		4194		New Sunflower Housing				1528		75		7.2/12.4Y-120/240		931088182		Cooper		1993		Pad, 1ph,FdThru		MH 32-16

		32		19				70		21-632		4196		New Sunflower Housing				1528		75		7.2/12.4Y-120/240		931088182		Cooper		1993		Pad, 1ph,FdThru		MH 32-16

		32		19				71		21-630		4198		New Sunflower Housing				1528		75		7.2/12.4Y-120/240		931088182		Cooper		1993		Pad, 1ph,FdThru		MH 32-16

		32		19				84		21-510		4075		New Sunflower Housing		19		1529		50		7.2/12.4Y-120/240		931086632		Cooper		1993		Pad, 1ph,FdThru		MH 32-20												R

		32		19				85		21-500		4095		New Sunflower Housing				1529		50		7.2/12.4Y-120/240		931086632		Cooper		1993		Pad, 1ph,FdThru		MH 32-20												"

		32		19				90				4071		New Sunflower Housing		21		1530		50		7.2/12.4Y-120/240		931086636		Cooper		1993		Pad, 1ph,FdThru

		32		19				91		21-511		4073		New Sunflower Housing				1530		50		7.2/12.4Y-120/240		931086636		Cooper		1993		Pad, 1ph,FdThru

		32		19				92		21-512		4077		New Sunflower Housing				1530		50		7.2/12.4Y-120/240		931086636		Cooper		1993		Pad, 1ph,FdThru

		32		19				93		21-514		4079		New Sunflower Housing				1530		50		7.2/12.4Y-120/240		931086636		Cooper		1993		Pad, 1ph,FdThru

		32		19				94		21-503		4091		New Sunflower Housing		22		1531		50		7.2/12.4Y-120/240		931086634		Cooper		1993		Pad, 1ph,FdThru		MH 32-21

		32		19				95		21-501		4093		New Sunflower Housing				1531		50		7.2/12.4Y-120/240		931086634		Cooper		1993		Pad, 1ph,FdThru		MH 32-21

		32		19				96		21-502		4097		New Sunflower Housing				1531		50		7.2/12.4Y-120/240		931086634		Cooper		1993		Pad, 1ph,FdThru		MH 32-21

		32		19				97		21-504		4099		New Sunflower Housing				1531		50		7.2/12.4Y-120/240		931086634		cooper		1993		Pad, 1ph,FdThru		MH 32-21

		32		19				102		21-590		4109		Education Center		23		1532		500		7.2/12.4Y-120/208		53219		Siemens		97		Pd. Mt. 3ph in blding														END R

		32		19				104		21-583		4118		New Sunflower Housing		24		1533		50		7.2/12.4Y-120/240		9905036684		Cooper		91		Pad, 1ph,FdThru														END L

		32		19				105		21-582		4120		New Sunflower Housing				1533		50		7.2/12.4Y-120/240		9905036684		Cooper		91		Pad, 1ph,FdThru														"

		32		19				136		21-360		3001		Houston Housing		32		1534		100		7.2/12.4Y-120/240		N40738YMTA		General Electric		NON		Pad, 1ph,F,FdThru						43				Y

		32		19				137		21-361		3003		Houston Housing				1534		100		7.2/12.4Y-120/240		N40738YMTA		General Electric		NON		Pad, 1ph,F,FdThru						43				Y

		32		19				138		21-350		4036		Houston Housing				1534		100		7.2/12.4Y-120/240		N40738YMTA		General Electric		NON		Pad, 1ph,F,FdThru						43				Y

		32		19				139		21-351		4038		Houston Housing				1534		100		7.2/12.4Y-120/240		N40738YMTA		General Electric		NON		Pad, 1ph,F,FdThru						43				Y

		32		19				141		21-362		3007		Houston Housing		33		1535		100		7.2/12.4Y-120/240		N40736YMTA		General Electric		NON		Pad, 1ph,F,FdThru						45				Y

		32		19				142		21-363		3011		Houston Housing				1535		100		7.2/12.4Y-120/240		N40736YMTA		General Electric		NON		Pad, 1ph,F,FdThru						45				Y

		32		19				143		21-352		4040		Houston Housing				1535		100		7.2/12.4Y-120/240		N40736YMTA		General Electric		NON		Pad, 1ph,F,FdThru						45				Y

		32		19				144		21-353		4044		Houston Housing				1535		100		7.2/12.4Y-120/240		N40736YMTA		General Electric		NON		Pad, 1ph,F,FdThru						45				Y

		32		19				150		21-366		3023		Houston Housing		35		1536		75		7.2/12.4Y-120/240		N408774YMTA		General Electric		182		Pad, 1ph,F,FdThru						48				Y

		32		19				151		21-367		3027		Houston Housing				1536		75		7.2/12.4Y-120/240		N408774YMTA		General Electric		182		Pad, 1ph,F,FdThru						48				Y

		32		19				152		21-356		4052		Houston Housing				1536		75		7.2/12.4Y-120/240		N408774YMTA		General Electric		182		Pad, 1ph,F,FdThru						48				Y

		32		19				154		21-368		3029		Houston Housing		36		1537		100		7.2/12.4Y-120/240		N407385YMTA		General Electric		NON		Pad, 1ph,F,FdThru						50				Y

		32		19				155		21-369		3037		Houston Housing				1537		100		7.2/12.4Y-120/240		N407385YMTA		General Electric		NON		Pad, 1ph,F,FdThru						50				Y

		32		19				156		21-357		4056		Houston Housing				1537		100		7.2/12.4Y-120/240		N407385YMTA		General Electric		NON		Pad, 1ph,F,FdThru						50				Y

		32		19				157		21-358		4070		Houston Housing				1537		100		7.2/12.4Y-120/240		N407385YMTA		General Electric		NON		Pad, 1ph,F,FdThru						50				Y

		32		19				158		21-370		3039		Houston Housing		37		1538		50		7.2/12.4Y-120/240		N409833YMTA		General Electric		180		Pad, 1ph,F,FdThru						51				Y				END R

		32		19				159		21-359		4090		Houston Housing				1538		50		7.2/12.4Y-120/240		N409833YMTA		General Electric		180		Pad, 1ph,F,FdThru						51				Y				"

		32		19				162		21-471		3002		New Sunflower Housing		38		1539		50		7.2/12.4Y-120/240		5026068		Cooper		2000		Pad, 1ph,F,FdThru

		32		19				163		21-473		3006		New Sunflower Housing				1539		50		7.2/12.4Y-120/240		5026068		Cooper		2000		Pad, 1ph,F,FdThru

		32		19				164		21-461		3012		Sunflower Housing		39		1540		75		7.2/12.4Y-120/240		00J32186		Cooper		2000		Pad, 1ph,F,FdThru

		32		19				165		21-463		3016		Sunflower Housing				1540		75		7.2/12.4Y-120/240		00J32186		Cooper		2000		Pad, 1ph,F,FdThru

		32		19				185		21-450		3024		Sunflower Housing		44		1541		100		7.2/12.4Y-120/240		98J660144		ABB		1998		Pad Mt. 1ph						67		32-115		Y				END R

		32		19				186		21-440		3040		UNCOQ / TLF Housing				1541		100		7.2/12.4Y-120/240		98J660144		ABB		1998		Pad Mt. 1ph						67		32-115		Y				"

		32		19				187		21-442		3042		Sunflower Housing				1541		100		7.2/12.4Y-120/240		98J660144		ABB		1998		Pad Mt. 1ph						67		32-115		Y				"

		32		19				199		21-434		3058		UOQ / TLF Housing		47		1542		75		7.2/12.4Y-120/240		98J609018		ABB		1998		Pad Mt., 1ph														END R

		32		19				200		21-481		3060		UOQ / TLF Housing				1542		75		7.2/12.4Y-120/240		98J609018		ABB		1998		Pad Mt., 1ph														"

		32		19				78		21-600		5188		Airman's Attic		18		1543		37.5		7.2/12.4Y-120/240		911063781		Cooper		91		Pole, 1ph														"

		42		10						11-200		9549		Cope Thunder / ACMI				1544		75		7.2/12.4-120/240		90NG038003		CP		1990		P,1PH								42-20R2						END R

		33		12		1021		11				2218		Corp Engineer/Storage		2		1545		50		12.4/7.2-120/240		67AC4781		WH		11-Apr		Pole Mt., 1ph						11		31-33-12

		33		12		1022		12				2218		Corp Engineer/Storage		3		1546		50		12.4/7.2-120/240		66AL940		WH		11-Apr		Pole Mt., 1ph						11		31-33-12

		33		12		1023		13		21-710		2218		Corp Engineer/Storage		4		1547		50		12.4/7.2-120/240		67AC0422		WH		11-Apr		Pole Mt., 1ph						11		31-33-12

		33		12		1028		18		21-706		2204		AK District Corps of Engineers		8		1548		150		12.4/7.2-120/208		9937010532		Cooper		1999		PD,3PH,F,S														END L

		33		12		1040		30						STREET LIGHTING		9		1549		10		12.4/7.2-120/240		84VE018001		ME		TEST		Pole Mt., 1ph						20		33-34

		33		12		1065		55		21-433		3062		UOQ / TLF Housing		11		1550		100		12.4/7.2-120/240		98J661067		ABB		1998		Pd. Mt.,feedthru														END R

		33		12		1066		56		21-432		3064		UOQ / TLF Housing				1550		100		12.4/7.2-120/240		98J661067		ABB		1998		Pd. Mt.,feedthru														"

		33		12		1067		57		21-431		3066		UOQ / TLF Housing				1550		100		12.4/7.2-120/240		98J661067		ABB		1998		Pd. Mt.,feedthru														"

		33		12		1068		58		21-430		3068		UOQ / TLF Housing				1550		100		12.4/7.2-120/240		98J661067		ABB		1998		Pd. Mt.,feedthru														"

		33		12		1075		65		21-410		4055		Special Olympics		12		1551		10		12.4/7.2-120/240		V40568MLTA		GE		NON		Pole Mt., 1ph						51		33-130-L1

		33		12		1078		68		20-760		3035		Douglass Housing		13		1552		100		12.4/7.2-120/240		97J441171		ABB		1997		PD,1PH,FT,F														End L2

		33		12		1079		69		20-762		4043		Boston Housing				1552		100		12.4/7.2-120/240		97J441171		ABB		1997		PD,1PH,FT,F														"

		33		12		1080		70		20-764		4049		Boston Housing				1552		100		12.4/7.2-120/240		97J441171		ABB		1997		PD,1PH,FT,F														"

		42		10						11-200		9549		Cope Thunder / ACMI				1553		75		7.2/12.4-120/240		90NG038008		CP		1990		P,1PH								42-20R2						"

		42		10						11-200		9549		Cope Thunder / ACMI				1554		75		7.2/12.4-120/240		921032790		CP		1992		P,1PH								42-20R2						"

		33		12		1094		84						Street Lighting		17		1555		15				921037739		COOPER		92		Pole Mt., 1ph						64		33-142

		33		12		1103		93		30-350		7003		Cherry Hill Housing		19		1556		25		7.2/12.4-120/240		89LN61001Y		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1104		94		30-351		7005		Cherry Hill Housing		20		1557		75		7.2/12.4-120/240		ME90LF166002		Cooper		NON		Pd. Mt., 1ph, feedthru

		33		12		1105		95		30-352		7007		Cherry Hill Housing				1557		75		7.2/12.4-120/240		ME90LF166002		Cooper		NON		Pd. Mt., 1ph, feedthru

		33		12		1106		96		30-360		7009		Cherry Hill Housing				1557		75		7.2/12.4-120/240		ME90LF166002		Cooper		NON		Pd. Mt., 1ph, feedthru

		33		12		1107		97		30-361		7010		Cherry Hill Housing		21		1558		100		7.2/12.4-120/240		90LC061016		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1108		98		30-362		7011		Cherry Hill Housing				1558		100		7.2/12.4-120/240		90LC061016		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1109		99		30-370		7013		Cherry Hill Housing				1558		100		7.2/12.4-120/240		90LC061016		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1110		100		30-371		7015		Cherry Hill Housing				1558		100		7.2/12.4-120/240		90LC061016		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1111		101		30-372		7017		Cherry Hill Housing		22		1559		50		7.2/12.4-120/240		90LC059050		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1112		102		30-380		7019		Cherry Hill Housing				1559		50		7.2/12.4-120/240		90LC059050		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1113		103		30-381		7020		Cherry Hill Housing				1559		50		7.2/12.4-120/240		90LC059050		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1114		104		30-303		7012		Cherry Hill Housing		23		1560		50		7.2/12.4-120/240		90LC026015		McGraw Edison		NON		Pd. Mt., 1ph, feedthru														END A

		33		12		1115		105		30-305		7018		Cherry Hill Housing				1560		50		7.2/12.4-120/240		90LC026015		McGraw Edison		NON		Pd. Mt., 1ph, feedthru														"

		33		12		1116		106		30-301		7008		Cherry Hill Housing		24		1561		50		7.2/12.4-120/240		90LC059049		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1117		107		30-311		7050		Cherry Hill Housing				1561		50		7.2/12.4-120/240		90LC059049		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1118		108		30-383		7022		Cherry Hill Housing		25		1562		50		7.2/12.4-120/240		90LC026006		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1119		109		30-384		7024		Cherry Hill Housing				1562		50		7.2/12.4-120/240		90LC026006		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1120		110		30-390		7026		Cherry Hill Housing		26		1563		50		7.2/12.4-120/240		90LC026005		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1121		111		30-391		7028		Cherry Hill Housing				1563		50		7.2/12.4-120/240		90LC026005		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1122		112		30-306		7038		Cherry Hill Housing		27		1564		50		7.2/12.4-120/240		90LC026046		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1123		113		30-304		7042		Cherry Hill Housing		28		1565		50		7.2/12.4-120/240		90LC026047		McGraw Edison		NON		Pd. Mt., 1ph, feedthru														END B

		33		12		1124		114		30-302		7048		Cherry Hill Housing				1565		50		7.2/12.4-120/240		90LC026047		McGraw Edison		NON		Pd. Mt., 1ph, feedthru														"

		33		12		1125		115		30-310		7051		Cherry Hill Housing		29		1566		25		7.2/12.4-120/240		89LN610145		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1126		116		30-320		7047		Cherry Hill Housing		30		1567		75		7.2/12.4-120/240		ME90LF166001		Cooper		NON		Pd. Mt., 1ph, feedthru

		33		12		1127		117		30-312		7049		Cherry Hill Housing				1567		75		7.2/12.4-120/240		ME90LF166001		Cooper		NON		Pd. Mt., 1ph, feedthru

		33		12		1128		118				7050		Cherry Hill Housing				1567		75		7.2/12.4-120/240		ME90LF166001		Cooper		NON		Pd. Mt., 1ph, feedthru

		33		12		1129		119		30-330		7041		Cherry Hill Housing		31		1568		75		7.2/12.4-120/240		ME90LF1019		Cooper		NON		Pd. Mt., 1ph, feedthru

		33		12		1130		120		30-322		7043		Cherry Hill Housing				1568		75		7.2/12.4-120/240		ME90LF1019		Cooper		NON		Pd. Mt., 1ph, feedthru

		33		12		1131		121		30-321		7045		Cherry Hill Housing				1568		75		7.2/12.4-120/240		ME90LF1019		Cooper		NON		Pd. Mt., 1ph, feedthru

		33		12		1132		122		30-340		7037		Cherry Hill Housing		32		1569		75		7.2/12.4-120/240		ME90LF1018		Cooper		NON		Pd. Mt., 1ph, feedthru

		33		12		1133		123		30-332		7039		Cherry Hill Housing				1569		75		7.2/12.4-120/240		ME90LF1018		Cooper		NON		Pd. Mt., 1ph, feedthru

		33		12		1134		124		30-331		7040		Cherry Hill Housing				1569		75		7.2/12.4-120/240		ME90LF1018		Cooper		NON		Pd. Mt., 1ph, feedthru

		33		12		1135		125		30-344		7030		Cherry Hill Housing		33		1570		50		7.2/12.4-120/240		90LC059052		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1136		126		30-341		7035		Cherry Hill Housing				1570		50		7.2/12.4-120/240		90LC059052		McGraw Edison		NON		Pd. Mt., 1ph, feedthru

		33		12		1137		127		30-342		7032		Cherry Hill Housing		34		1571		25		7.2/12.4-120/240		851029613		Cooper		NON		Pd. Mt., 1ph, feedthru														END C & S

		33		12		1149		139		21-295		5085		Aurora School		37		1572		300		12.4/7.2-120/208		966002098		Cutler Hammer		1996		Pd, 3ph, FT, F, S														END R

		33		12		1154		144		31-166		7079		Glacier Hall Dorm		38		1573		300		12.4/7.2-120/208		90611016		Cooper		NON		Pd. Mt., FT, 3ph

		33		12		1156		146		31-170		8088		Idatarod Dining Facility		39		1574		750		12.4/7.2y-277/480		946001453		Cooper		94		Pd, 3ph, FT, F, S														END L2

		33		12		1159		149				7111		Headbolt heaters/lights for 7111		40		1575		75		12.4/7.2-120/208		956000956		Cooper		1995		Pd. Mt., 3ph														END L2

		33		12		1169		159		31-165		8113		Turnagain Hall Dorm		45		1576		75		12.4/7.2-120/240		931007207		Cooper		93		Pole Mt., 1ph						93		33-115						END L2

		33		12		1172		162		31-100		7122		Talketna Theater		47		1577		25		120/240		911071156		Cooper		91		Pole Mt., 1ph						96		33-108 R						END R

		33		12		1173		163		31-100		7122		Talketna Theater		48		1578		25		120/240		911071154		Cooper		91		Pole Mt., 1ph						96		33-169						"

		33		12		1174		164		31-100		7122		Talketna Theater		49		1579		25		120/240		911071151		Cooper		91		Pole Mt., 1ph						96		33-169						"

		33		12		1199		189		31-230		8132		Chugach Hall Dorm		59		1580		150		120/208		20043-1		Matra Elec.		1988		Enclosed Pd. Mt														END L3

		33		12		1202		192						Steam Pit, Street Lights		61		1581		15		120/240		951093715		COOPER		95		Pole Mt., 1ph						113		33-88						R

		33		12		1208		198		31-250		7153		Denali Hall Dorm		65		1582								Fouch Elec		DRY		Enclosed Pd. Mt., 3ph														END L2

		33		12		1214		204		31-270		7179		Turnagain Hall Dorm		68		1583		500		120/208		186920		Square D		DRY		Enclosed Pd. Mt., 3ph														END L2

		33		12		1219		209						Streeting lighting/Steam Pit		69		1584		10		7.2/12.4-120/240		N405665YLTA		GE		NON		Pole Mt., 1ph						125		33-197						L

		33		12		1225		215		20-950		5049		Houston Housing		71		1585		100		7.2/12.4-120/240		83VMS534002		McGraw Edison		TEST		Pd Mt., 1ph Feedthru

		33		12		1226		216		21-393		5051		Houston Housing				1585		100		7.2/12.4-120/240		83VMS534002		McGraw Edison		TEST		Pd Mt., 1ph Feedthru

		33		12		1227		217		21-387		5068		Houston Housing				1585		100		7.2/12.4-120/240		83VMS534002		McGraw Edison		TEST		Pd Mt., 1ph Feedthru

		33		12		1228		218		21-381		5070		Houston Housing				1585		100		7.2/12.4-120/240		83VMS534002		McGraw Edison		TEST		Pd Mt., 1ph Feedthru

		33		12		1260		250		21-299		5112		Orion Elementary School		81		1586		225		12.4/Delta-120/208		5718776		Allies Chambers		166		Pd Mt., 3ph														END R

		33		12		1262		252		21-299		5112		Orion Elementary School		82		1587		750		277/480-Delta		980433VA		Square D		NON		Pd Mt., 3ph														END R

		33		12		1267		257		21-392		4140		Mt. Illiamana Special Ed School		84		1588		225				956001413		Cutler Hammer		1995		Pd,3ph,FT,Lp.S,F														END R

		33		12		1271		261						Paxton Park Restrooms		85		1589		25		7.2-120/240		84JE184245		WH				PD,1PH,F,FT														END L

		33		12		1177		167						Dorms Lights/Headbolt heaters		50		1590		150		12.4/7.2-120/208		3700502		Cooper		NON		Pd, 3ph, FT, F														END L2

		31		8				51						Headbolt heaters/Street lights		1		1591		112		12470/7200Y-120/208		9837000630		Cooper		98		PD,3PH,F,FT

		31		8				52						Headbolt heaters/Street lights		2		1592		112		12470/7200Y-120/208		9837004627		Cooper		98		PD,3PH,F,FT														END L

		31		8				74		41-755		18224		Operations AFSS		5		1593		250		12470/7200-120-240		63SG743		Westinghouse		TEST		Pole Mt, Enclosed

		31		8				75		41-755		18224		Operations AFSS		6		1594		250		12470/7200-120-240		63SG745		Westinghouse		TEST		Pole Mt, Enclosed

		31		8				76		41-755		18224		Operations AFSS		7		1595		250		12470/7200-120-240		63SG744		Westinghouse		TEST		Pole Mt, Enclosed

		31		8				77		41-759		18176		Operations AFSS		8		1596		100		12470/7200-120-240		58E10231		Westinghouse				Pole Mt, Enclosed

		31		8				78		41-759		18176		Operations AFSS		9		1597		100		12470/7200-120-240		58E10233		Westinghouse				Pole Mt, Enclosed

		31		8				79		41-759		18176		Operations AFSS		10		1598		100		12470/7200-120-240		58E10232		Westinghouse				Pole Mt, Enclosed

		31		8				83		41-759		18176		Operations AFSS		11		1599		37.5		12470D-120/240		891103798		RTE		89		Pole Mt, In pit														END L2

		31		8				84		41-759		18176		Operations AFSS		12		1600		37.5		12470D-120/240		891103797		RTE		89		Pole Mt, In pit														"

		31		8				85		41-759		18176		Operations AFSS		13		1601		37.5		12470D-120/240		891103799		RTE		89		Pole Mt, In pit														"

		31		8				90		41-759		18176		Operations AFSS		15		1602		37.5		12470D-120/240		891103796		RTE		89		Pole Mt, In pit														END L4

		31		8				91		41-759		18176		Operations AFSS		16		1603		37.5		12470D-120/240		891103795		RTE		89		Pole Mt, In pit														"

		31		8				92		41-759		18176		Operations AFSS		17		1604		37.5		12470D-120/240		891103794		RTE		89		Pole Mt, In pit														"

		31		8				87								14		1605		75		7.2/12.4-120/208		88JA081052		WH		NON		PD,3PH														END L3

		31		8				97		52-145		21309		Navy Classic Owl		18		1606		500		12470/7200Y-120/208		PXJ0842		Baltear Stand.		NON		Pd.Mt.,3Ph,F,S														END R

		31		8				111								19		1607		75		12.4/7.2-277/480		906009765		Cooper		90		PD,3PH,F,FT														END R3

		31		8				115								23		1608		37.5		12.4/7.2-120/240		97A461277		ABB		97		Pole Mt, 1Ph

		31		8				116								24		1609		37.5		12.4/7.2-120/240		97A452984		ABB		97		Pole Mt, 1Ph

		31		8				117								25		1610		37.5		12.4/7.2-120/240		97A452897		ABB		97		Pole Mt, 1Ph

		33		12		1095		85						Steam Pit				1611		15				95102799		COOPER		95		Pole Mt., 1ph						64		33-142

		33		12		1147		137						Steam Pit		36		1612		10				10228328EAA				TEST		P,1PH						80		33-153

		23				130		33		31-349		6262		MWR Boat Maint / Storage				1613		100		120/240		K3264781Y728A		GE		TEST		Pole, 1ph								23-7-R1						END R

		23				133		36		32-050		6263		Corrosion Control				1613		100		120/240		K3264781Y728A		GE		TEST		Pole, 1ph								23-7-R1						"

		23				136		39		31-351		6264		Barrier Maintenance Shop				1613		100		120/240		K3264781Y728A		GE		TEST		Pole, 1ph								23-7-R1						"

		23				139		42		31-352		6266		Warm Vehicle Storage				1613		100		120/240		K3264781Y728A		GE		TEST		Pole, 1ph								23-7-R1						"

		23				131		34		31-349		6262		MWR Boat Maint / Storage				1614		100		120/240		M228506YFNA		GE		TEST		Pole, 1ph								23-7-R1						"

		23				134		37		32-050		6263		Corrosion Control				1614		100		120/240		M228506YFNA		GE		TEST		Pole, 1ph								23-7-R1						"

		23				137		40		31-351		6264		Barrier Maintenance Shop				1614		100		120/240		M228506YFNA		GE		TEST		Pole, 1ph								23-7-R1						"

		23				140		43		31-352		6266		Warm Vehicle Storage				1614		100		120/240		M228506YFNA		GE		TEST		Pole, 1ph								23-7-R1						"

		23				132		35		31-349		6262		MWR Boat Maint / Storage				1615		100		120/240		2560308003		Precision		1964		Pole, 1ph								23-7-R1						"

		23				135		38		32-050		6263		Corrosion Control				1615		100		120/240		2560308003		Precision		1964T		Pole, 1ph								23-7-R1						"

		23				138		41		31-351		6264		Barrier Maintenance Shop				1615		100		120/240		2560308003		Precision		1964T		Pole, 1ph								23-7-R1						"

		23				141		44		31-352		6266		Warm Vehicle Storage				1615		100		120/240		2560308003		Precision		1964T		Pole, 1ph								23-7-R1						"

		23				144		47				6265						1616		1000		7.2/12.4-277/480		970640VA		Square D		NON		Pd, 3ph, F,Fdthru														END R

		23				154		57				7242		Combat Comm (Guard)				1617		50		120/240		941095577		Cooper		94		Pole, 1ph								23-15-L2						END L

		23				157		60				7250		U-Drive It				1617		50		120/240		941095577		Cooper		94		Pole, 1ph								23-15-L2						"

		23				155		58				7242		Combat Comm (Guard)				1618		50		120/240		941099576		Cooper		94		Pole, 1ph								23-15-L2						"

		23				158		61				7250		U-Drive It				1618		50		120/240		941099576		Cooper		94		Pole, 1ph								23-15-L2						"

		23				156		59				7242		Combat Comm (Guard)				1619		50		120/240		941095575		Cooper		94		Pole, 1ph								23-15-L2						"

		23				159		62				7250		U-Drive It				1619		50		120/240		941095575		Cooper		94		Pole, 1ph								23-15-L2						"

		23				172		75		31-420		8237		Metal Technology				1620		300		7.2/12.4Y-277/480		96J123052		ABB		NON		Pd, 3ph, Fdthru,

		23				173		76		31-420		8237		Metal Technology				1621		112		7.2/12.4Y-120/208		96J124252		ABB		NON		Pd, 3ph, Fdthru, LA														END R

		23				189		92		31-326		7210		Telephone Main Repair				1622		25		120/240		911048399		Cooper		91		Pole, 1ph								23-38-L1

		23				206		109				7176		Polar Bowl				1623		500		7.2/12.4Y-120-208		82099-5		Jerry Electric Inc.		NON		Pd,3ph,F,FT														END R

		23				227		130		31-147		7163		Recreation Center				1624		50		120/240		911057587		Cooper		91		Pole, 1ph								23-49

		23				272		175				8317						1625		37.5		120/240		911063712		CP		91		Pole, 1ph								23-29-R7-R2						"

		23				290		193				9341		P&G Shed				1626		50		120/240		921116069		CP		92		Pole, 1ph								23-29-R11-R5						END R

		23				293		196				9341		Spill Barn				1626		50		120/240		921116069		CP		92		Pole, 1ph								23-29-R11-R5						"

		23				291		194				9341		P&G Shed				1627		50		120/240		931002806		CP		93		Pole, 1ph								23-29-R11-R5						"

		23				294		197				9341		Spill Barn				1627		50		120/240		931002806		CP		93		Pole, 1ph								23-29-R11-R5						"

		23				292		195				9341		P&G Shed				1628		50		120/240		931015401		CP		93		Pole, 1ph								23-29-R11-R5						"

		23				295		198				9341		Spill Barn				1628		50		120/240		931015401		CP		93		Pole, 1ph								23-29-R11-R5						"

		23				301		204										1629		25		7.2/12.4Y-120/240		5044181		Cooper		2000		Pd, 1ph, F, Fdthru								23-29-R14-L1						"

		23				237		140						Little League Outlets				1630		10		120/240		911062014		Cooper		91		Pole, 1ph								23-62						END R

		23				318		221						P&G Headbolt heaters				1631		25		7.2/12.4Y-120/240		931111052		Cooper		1993		Pd, 1ph, S, F, FT														END R

		25						33				6346		Housing Office				1632		112		7.2/12.4Y-120/208		2676303096		Square D		NON		Pd, 3ph, F, Fdthru														END L

		25						52				5376		MC3				1633		112		12.4/7.2-277/480		993701343		Cooper		99		Pd, 3ph														END R

		23				192		95						Headbolt Heaters				1634		50		120/240		891109981		RTE		95		Pole, 1ph								23-38-L4

		24		5				6		22-018		4298		Warehouse 18				1635		10		12.4/7.2-120/240		93A083413		ABB		95		P, 1PH								23/24-7						R

		24		5				15				4309		Indoor Range				1636		225		12.4D-120/208		920300A1		SQ D		NON		PD, 3 PH, F, S														END R

		24		5				30										1637		50		7.2-120/208		2013168		Kuhlman		MOIL		PD, 1PH,														END L2

		24		5				31						Natural Gas				1638		225		7.2/12.4-277/480		33700905		Cooper		2000		PD, 3PH, F, S, FT,														END L

		24		5				85						Area Lighting				1639		25		12.4/7.2-120/240		79A282904		WH		95		P, 1ph								24-28						END L

		42		10						11-160		9559		Engine Test Cell				1640		10		7.2/12.4-120/240		931001253		CP		1993		P,1PH								42-13L1						END L

		42										9559		Engine Test Cell				1641		10		7.2/12.4-120/240		931001250		CP		1993		P,1PH								42-13L1						"

		24		5				122				8378		Officers Dorms				1642		225		7.2/12.4y-120/208		979004780		Cooper		1997		Pd, 3ph, F, FT, S														END R

		24		5				140						Headbolt heater				1643		75		7.2/12.4y-120/208		PRF0552		Balteau Stnd				Pd, 3ph,														END R

		24		5				142				9361		Snowbarn				1644		225		12.4D-120/208		F52741264P		GE		167		Pd, 3ph, FT, LpS, LF														END L2

		24		5				148						Streetlighting				1645		25		7.2/12.4-120/240		5044179		Cooper		2000		Pd, 1ph, F, FT														END L2

		24		5				149		32-233		10364		AMC Terminal				1646		225		7.2/12.4y-120/208		970028VA		Sq D		NON		Pd, 3ph, F, FT, S, LA														END L

		24		5				150		32-235		11369		Base Operations				1646		225		7.2/12.4y-120/208		970028VA		Sq D		NON		Pd, 3ph, F, FT, S, LA														"

		24		5				152						Street Lighting				1647		25		12.4/7.2-120/240		3583214		AC		381		P, 1PH								24-57

		24		5				157						Streetlights				1649		25		12.4/7.2-240/480		84NCY40001		ME		TEST		P, 1PH								24-62

		24		5				158				9431		Chapel 1				1650		37.5		12.4/7.2-120/240		9902094258		CP		98		P, 1PH								24-63

		24		5				160				9464		Boston Housing				1651		50		7.2-120/240		96LF436010		Cooper		1996		Pd, 1ph, F, FT														END R*

		24		5				169				9464		Boston Housing				1651		50		7.2-120/240		96LF436010		Cooper		1996		Pd, 1ph, F, FT								24-64

		24		5				164				9421		Boston Housing				1652		50		7.2-120/240		96LF436009		Cooper		1996		Pd, 1ph, F, FT

		24		5				165				9423		Boston Housing				1653		75		7.2-120/240		96LF435002		Cooper		1996		Pd, 1ph, F, FT

		24		5				166				9435		Boston Housing				1653		75		7.2-120/240		96LF435002		Cooper		1996		Pd, 1ph, F, FT

		24		5				167				9438		Boston Housing				1653		75		7.2-120/240		96LF435002		Cooper		1996		Pd, 1ph, F, FT

		24		5				168				9428		Boston Housing				1653		75		7.2-120/240		96LF435002		Cooper		1996		Pd, 1ph, F, FT

		42										9559		Engine Test Cell				1654		10		7.2/12.4-120/240		931101251		CP		1993		P,1PH								42-13L1						"

		24		5				198				8414		Mt. Spur				1655		500		7.2/12.4-120/208		97J408369		ABB		97		PD, 3PH, F, S														END R

		24		5				200				8418		FO/CO Housing				1656		167		7.2/12.4-120/240		941098548		Cooper		94		PD, 1PH, F, S, FT,														END L

		24		5				201				8421		FO/CO Housing				1656		167		7.2/12.4-120/240		941098548		Cooper		94		PD, 1PH, F, S, FT,														"

		24		5				202				8432		FO/CO Housing				1656		167		7.2/12.4-120/240		941098548		Cooper		94		PD, 1PH, F, S, FT,														"

		24		5				203				8425		FO/CO Housing				1656		167		7.2/12.4-120/240		941098548		Cooper		94		PD, 1PH, F, S, FT,														"

		24		5				204				8426		FO/CO Housing				1656		167		7.2/12.4-120/240		941098548		Cooper		94		PD, 1PH, F, S, FT,														"

		24		5				205				8427		FO/CO Housing				1656		167		7.2/12.4-120/240		941098548		Cooper		94		PD, 1PH, F, S, FT,														"

		24		5				206				8428		FO/CO Housing				1656		167		7.2/12.4-120/240		941098548		Cooper		94		PD, 1PH, F, S, FT,														"

		24		5				208				7411		FO/CO Housing				1657		167		7.2/12.4-120/240		941098549		Cooper		94		PD, 1PH, F, FT														END L

		24		5				209				7412		FO/CO Housing				1657		167		7.2/12.4-120/240		941098549		Cooper		94		PD, 1PH, F, FT														"

		24		5				210				7413		FO/CO Housing				1657		167		7.2/12.4-120/240		941098549		Cooper		94		PD, 1PH, F, FT														"

		24		5				211				8410		FO/CO Housing				1657		167		7.2/12.4-120/240		941098549		Cooper		94		PD, 1PH, F, FT														"

		24		5				212				8413		FO/CO Housing				1657		167		7.2/12.4-120/240		941098549		Cooper		94		PD, 1PH, F, FT														"

		24		5				213				8415		FO/CO Housing				1657		167		7.2/12.4-120/240		941098549		Cooper		94		PD, 1PH, F, FT														"

		24		5				214				8416		FO/CO Housing				1657		167		7.2/12.4-120/240		941098549		Cooper		94		PD, 1PH, F, FT														"

		24		5				215				8394		FO/CO Housing				1657		167		7.2/12.4-120/240		941098549		Cooper		94		PD, 1PH, F, FT														"

		24		5				217				7401		FO/CO Housing				1658		167		7.2/12.4-120/240		94098546		Cooper		94		PD, 1PH, F, FT

		24		5				218				7402		FO/CO Housing				1658		167		7.2/12.4-120/240		94098546		Cooper		94		PD, 1PH, F, FT														END R2

		24		5				219				7403		FO/CO Housing				1658		167		7.2/12.4-120/240		94098546		Cooper		94		PD, 1PH, F, FT														"

		24		5				220				7404		FO/CO Housing				1658		167		7.2/12.4-120/240		94098546		Cooper		94		PD, 1PH, F, FT														"

		24		5				221				7405		FO/CO Housing				1658		167		7.2/12.4-120/240		94098546		Cooper		94		PD, 1PH, F, FT														"

		24		5				222				7406		FO/CO Housing				1658		167		7.2/12.4-120/240		94098546		Cooper		94		PD, 1PH, F, FT														"

		24		5				223				7407		FO/CO Housing				1658		167		7.2/12.4-120/240		94098546		Cooper		94		PD, 1PH, F, FT														"

		24		5				224				7408		FO/CO Housing				1658		167		7.2/12.4-120/240		94098546		Cooper		94		PD, 1PH, F, FT														"

		24		5				228				6414		FO/CO Housing				1659		167		7.2/12.4-120/240		941098545		Cooper		94		PD, 1PH, F, FT														END L

		24		5				229				6416		FO/CO Housing				1659		167		7.2/12.4-120/240		941098545		Cooper		94		PD, 1PH, F, FT														"

		24		5				230				6418		FO/CO Housing				1659		167		7.2/12.4-120/240		941098545		Cooper		94		PD, 1PH, F, FT														"

		24		5				231				6420		FO/CO Housing				1659		167		7.2/12.4-120/240		941098545		Cooper		94		PD, 1PH, F, FT														"

		24		5				232				6422		FO/CO Housing				1659		167		7.2/12.4-120/240		941098545		Cooper		94		PD, 1PH, F, FT														"

		24		5				233				6424		FO/CO Housing				1659		167		7.2/12.4-120/240		941098545		Cooper		94		PD, 1PH, F, FT														"

		24		5				235				6401		FO/CO Housing				1660		167		7.2/12.4-120/240		941098547		Cooper		94		PD, 1PH, F, FT														END L

		24		5				236				6403		FO/CO Housing				1660		167		7.2/12.4-120/240		941098547		Cooper		94		PD, 1PH, F, FT														"

		24		5				237				6405		FO/CO Housing				1660		167		7.2/12.4-120/240		941098547		Cooper		94		PD, 1PH, F, FT														"

		24		5				238				6407		FO/CO Housing				1660		167		7.2/12.4-120/240		941098547		Cooper		94		PD, 1PH, F, FT														"

		24		5				241				8433		Seattle Housing				1661		75		7.2/12.4-120/240		95J889319		ABB		95		PD, 1PH, FT, F, S,

		24		5				242				8434		Seattle Housing				1661		75		7.2/12.4-120/240		95J889319		ABB		95		PD, 1PH, FT, F, S,

		24		5				243				8441		Seattle Housing				1661		75		7.2/12.4-120/240		95J889319		ABB		95		PD, 1PH, FT, F, S,

		24		5				244				8447		Seattle Housing				1661		75		7.2/12.4-120/240		95J889319		ABB		95		PD, 1PH, FT, F, S,

		24		5				245				8453						1661		75		7.2/12.4-120/240		95J889319		ABB		95		PD, 1PH, FT, F, S,

		24		5				110				7588		Streetlights				1662		25		12.4/7.2-120/240		6182921		WH		Test		P, 1PH								24-35

		24		5				173		6-703		8465		Seattle Housing				1663		167		12.4/7.2-120/240		D3807703		LM		TEST		PD,1PH

		24		5				174		6-710		9427		Seattle Housing				1663		167		12.4/7.2-120/240		D3807703		LM		TEST		PD,1PH

		24		5				175		6-730		9437		Seattle Housing				1663		167		12.4/7.2-120/240		D3807703		LM		TEST		PD,1PH

		24		5				176		6-700		8440		Seattle Housing				1663		167		12.4/7.2-120/240		D3807703		LM		TEST		PD,1PH

		46												STREETLIGHTS				1664		10		7.2/12.4-120/240		921037735		CP		1992		P,1PH								46-45

		62		13						43-450		16716		Hanger 15				1664		500		7.2/12.4-120/208		C37628456P		GE		DRY		PD,3PH														END L

		54		6				26				3924						1665		25		12.4/7.2-120-240		910368634		COOPER		93		P, 1PH								54-10						END R

		54		6				30						street lights				1666		25		12.4/7.2-120-240		931068636		COOPER		93		P, 1PH								54-14

		54		6				32				3941						1667		15		12.4/7.2-120-240		96A052429		COOPER		96		P, 1PH								54-16

		54		6				34						NEW DOG KENNEL				1668		10		12.4/7.2-277/480		931122696		COOPER		93		P, 1PH								54-18

		54		6				35						NEW DOG KENNEL				1669		10		12.4/7.2-277/480		931122694		COOPER		93		P, 1PH								54-18

		54		6				36						NEW DOG KENNEL				1670		10		12.4/7.2-277/480		931122692		COOPER		93		P, 1PH								54-18

		54		6				44						STREET LIGHTS				1671		10		12.4/7.2-120/240		941132602		COOPER		94		P, 1PH								54-24

		54		6				45						Old Shed				1672		25		12.4/7.2-120/240		931100679		COOPER		93		P, 1PH								54-25

		54		6				46						Old Shed				1673		25		12.4/7.2-120/240		931100676		COOPER		93		P, 1PH								54-25

		54		6				47						Old Shed				1674		25		12.4/7.2-120/240		9410922461		COOPER		94		P, 1PH								54-25

		22		1				48						FUELS PUMP STATION				1675		25		12.4/7.2-120/240		981089194		CP		98		PD,F,FT,S,1PH,LA														END S

		22		1				55						AF VAULT				1676		225		12.4/7.2-277/480		9937012926		CP		99		PD,F,FT,S,3PH,LA

		22		1				72				13196						1677		750		12.4/7.2-277/480		97L72307		PAUWELS		NON		PD,3PH,F,FT,S,LA														END L2

		22		1				96						spare behind 381 bfeild				1678		75		12.4/7.2-240/480		88JA74123		WH		NON		PD,3PH,S,F,FT														END R

		31		8				94						381st Lift Station				1679		112		12.4/7.2-277/480		969006743		Cooper		96		Pd, 3ph, F, FT, LpS														END R

		22		1				64						BAK-12				1680		25		120/240		9T21B1008		GE		DRY				Y												END R

		22		1				111						FUELS				1681		15		7.2/12.4-120/240		9905004695		CP		99		PD, 1PH,F,FT,LA														END R

		22		1				120		42-100		13373		One Building / Ramp				1682		112		7.2/12.4-277/480		920482A1		Sq D		92		PD, 3PH, F,FT

		22		1				127						GCA				1683		150		12.4D-120/208		896001103		RTE		TEST		PD, 3PH, F, FT														END S

		22		1				128		NA		15358						1684		75		7.2/12.4-120/208		17570		T&R ELECTRIC		TEST		PD, 3PH,F,FT,														END L

		22		1				108						FUELS				1685		75		7.2/12.4-277/480		969003473		CP		96		PD,3PH,F,FT,S														END L

		22		1				131		NA		15361						1686		25		7.2/120/240		96LJ545001		CP		96		PD,1PH,F,FT														END L2

		22		1				133										1687		750		7.2/12.4-277/480		000247VA		SQ D		NON		PD,3PH,F,FT,S,LA														END R2

		22		1				134		NA		15365						1688		750		277/480		9937011187		CP		1999		PD,3PH,F,FT,S														END L

		22		1				157						OLD FUEL AREA				1689		75		7.2/12.4-277/480		979005759		CP		97		PD,3PH,F,FT,S														END L

		22		1				164		42-425		16430						1690		500		7.2/12.4-120/208		824992		JERRY'S		NON		PD,3PH,F,FT

		22		1				165		42-425		16430						1691		150		7.2/12.4-277/480		9937016386		CP		99		PD,3PH,F,FT														END R2

		22		1				215				14431		FIREHOUSE				1692		75		7.2/12.4-120/208		979004815		SQ D		97		PD,3PH,F,FT,S														END R2

		22		1				217				15510		JMC				1693		500		7.2/12.4-277/480		9560000979		CP		95		PD, 3PH,F,FT,S,LA														END R2

		22		1				219										1694		75		7.2/12.4-277/480		949003105		CP		NON		PD,3PH,F,FT														END R2

		22		1				223				15524		AF VAULT				1695		500		7.2/12.4-277/480		956000978		CP		95		PD, 3PH,F,FT,S,LA														END R

		24		5				188				9480		The Rock/11th AF HDQTRS				1696		112		7.2/12.4-120/208		949004950		CP		1994		PD,3PH,F,FT,S,LA														END L

		34		16				20		21-700		2204		Corp of Engineers		2		1697		500		12470Delta/120/208		PYH0720				Test		Pad Mt., 3ph														END L-u/g

		34		16				45		21-875		5201		Shopette / Class VI		5		1698		75		12470/7200Y/120/208		949002045		Cooper		94		Pad Mt., 3ph														END/R-u/g

		YARD																1699		10		7.2/12.4Y-120/240		921037734		CP		1992		Pole, 1ph

		24		5				70				7377		Daycare				1700		225		7.2/12.4Y-120/208		244606TSJ		GE		1994		Pd, 3ph, F, FT, LpS														END R2

		54		6				23						Guard Shack				1701		37.5		12.4/7.2-120-240		931064608		COOPER		93		P, 1PH								54-7						END R

		YARD																1702		15		120/240		931125853		CP		1993		POLE

		YARD																1703		10		7.2/12.4Y-120/240		911057813		CP		1991		Pole, 1ph

		YARD																1704		15		12.4/7.2-120/240		97A470558		ABB		1997		POLE

		YARD																1705		15		12.4/7.2-120/240		97A4753206		ABB		1997		POLE

		YARD																1706		15		12.4/7.2-120/240		97A4532003		ABB		1997		POLE

		YARD																1707		25		12.4/7.2-120/240		911058156		CP		1991		POLE

		YARD																1708		37.5		240/480		97A452951		ABB		1995		POLE

		YARD																1709		37.5		12.4Y/7.2-120-240		911071290		CP		1991		POLE

		YARD																1710		37.5		12.4/7.2-120-240		911071285		CP		1991		POLE

		YARD																1711		37.5		12.4/7.2-240/480		97A461195		ABB		1997		POLE

		YARD																1712		37.5		12.4/7.2-240/480		97A45292		ABB		1997		POLE

		YARD																1713		50		12.4/7.2-240/480		941073800		CP		1994		POLE

		YARD																1714		50		12.4/7.2-240/480		941073799		CP		1994		POLE

		YARD																1715		50		12.4/7.2-240/480		941073801		CP		1994		POLE

		YARD																1716		75		12.4/7.2-120/240		911118449		CP		1991		POLE

		YARD																1717		75		12.4/7.2-120/240		911118450		CP		1991		POLE

		YARD																1718		75		12.4/7.2-120/240		911115306		CP		1991		POLE

		YARD																1719		100		12.4/7.2-120/240		M059008		ATSCO(GE)		NON		POLE

		YARD																1720		100		12.4/7.2-120/240		92A251435		ABB		1992		POLE

		YARD																1721		100		12.4/7.2-240/120		97J352228		ABB		1997		PAD

		YARD																1722		100		12.4/7.2-240/120		97J352249		ABB		1997		PAD

		YARD																1723		25		12.4/7.2-240/120		97LH223001		CP		1997		PAD

		YARD																1724		100		12.4/7.2-240/120		971050081		CP		1997		PAD

		YARD																1725		112.5		12.4/7.2-208/120		9937013494		CP		1997		PAD

		YARD																1726		225		12.4/7.2-240/120		896006783		RTE		TEST		PAD

		YARD																1727		112.5		12.4/7.2-480/277		9926001825		CP		1999		PAD

		YARD																1728		150		12.4/7.2-208/120		99J801284		ABB		1999		PAD

		YARD																1729		500		12.4/7.2-480/277		PXC-0224		Balteau		NON		PAD

		YARD																1730		225		12.4/7.2-480/277		PXB0133		Balteau		NON		PAD

		YARD																1731		500		12.4/7.2-208/120		PDC0293		Culter Hammer		NON		PAD

		23				255		158		32-167		9268		Oxygen General Plant				1732		225				97901087		CP		1997		PAD								23-29-R4-L6		Y				END L

		YARD																1733		500		12.4/7.2-208/120		93J295126		ABB		1993		PAD

		YARD																1734				8.3/14.4		9325229		Elliott		34060		S/C SWITCH

		41						37		2-730		7476		TLF Boise Housing				1735		167		120/240		941101019		CP		1994		PD, 1PH, F

		41						38		2-710		7478		TLF Boise Housing				1735		167		120/240		941101019		CP		1994		PD, 1PH, F

		41						39		2-703		7480		TLF Boise Housing				1735		167		120/240		941101019		CP		1994		PD, 1PH, F

		41						40		2-700		7482		TLF Boise Housing				1735		167		120/240		941101019		CP		1994		PD, 1PH, F

		41						41		2-720		7484		TLF Boise Housing				1735		167		120/240		941101019		CP		1994		PD, 1PH, F

		41						42		2-750		7474		TLF Boise Housing				1736		100		120/240		98J661021		ABB		1998		PD,1PH,F

		41						43		2-740		7486		TLF Boise Housing				1736		100		120/240		98J661021		ABB		1998		PD,1PH,F

		41						44		2-760		7488		TLF Boise Housing				1736		100		120/240		98J661021		ABB		1998		PD,1PH,F

		41						49		2-790		7498		TLF Boise Housing				1736		100		120/240		98J661021		ABB		1998		PD,1PH,F														"

		41						45		2-780		7490		TLF Boise Housing				1737		75		120/240		98J609058		ABB		1998		PD,1PH,F														END R

		41						46		2-788		7492		TLF Boise Housing				1737		75		120/240		98J609058		ABB		1998		PD,1PH,F														"

		41						47		2-785		7494		TLF Boise Housing				1737		75		120/240		98J609058		ABB		1998		PD,1PH,F														"

		41						48		2-799		7496		TLF Boise Housing				1737		75		120/240		98J609058		ABB		1998		PD,1PH,F														"

		41						115				10547						1738		75		12.4D-120/208		8207311		SQ D		NON		PD,3PH,F,S														END 41

		41										7436		Colonel Housing				1739		25		7.2-120/240		911071162		CP		1991		P,1PH								41-32						END L

		41										8517		MPF/SFS in party rm				1740				12.4D-120/208		8207351		SQ D		NON		PD,3PH,F,S														END R2

		62										18762		AMMO				1741		112		7.2/12.4-120/208		939002093		CP		1993		PD,3PH,F,FT

		62										18706		AMMO				1742		25		7.2-120/240		5044182		CP		2000		PD,1PH,F,FT														END L

		62										18763		AMMO				1743		25		7.2-120/240		851029600		RTE		NON		PD,1PH														END L

		62										18766		AMMO				1743		25		7.2-120/240		851029600		RTE		NON		PD,1PH														"

		61												RAMP LIGHTS				1744		75		7.2/12.4-277/480		906009674		CP		NON		PD,3PH,F,FT

		61																1745		15		7.2/12.4-277/480		951027996		CP		1995		P,1PH								61-4

		61																1746		50		7.2/12.4-277/480		IB04813				NON		P,1PH								61-8

		61																1747		50		7.2/12.4-277/480		IB04814				NON		P,1PH								61-8

		61																1748		50		7.2/12.4-277/480		IB04812				NON		P,1PH								61-8

		61												FUEL				1751		225		7.2/12.4-277/480		980267VA		SQ D		NON		PD,3PH,F,FT,LA,LpS														END R

		61										17470		HNG 18				1752		150		7.2/12.4-120/208		979005955		CP		1997		PD,3PH,F,FT,S,LA														END L2

		61										17456						1752		150		7.2/12.4-120/208		979005955		CP		1997		PD,3PH,F,FT,S,LA														"

		61										17458						1752		150		7.2/12.4-120/208		979005955		CP		1997		PD,3PH,F,FT,S,LA														"

		61										17470		HNG 18				1753		750		7.2/12.4-277/480		979005930		CP		1997		PD,3PH,F,FT,S,LA														END R

		61																1754		15		7.2-120/240		98NK250025		CP		1998		P,1PH								61-31

		61												RAMP LIGHTS				1755		10		7.2/12.4-240/480		951033504		CP		1995		P,1PH								61-36						END L

		61										15525		AMMO				1756		25		7.2/12.4-120/240		94NJ636049		CP		1994		P,1PH								61-47

		61												LIGHTS				1757		10		7.2/12.4-120/240		931011822		CP		1993		P,1PH								61-49

		62										29453		SIX MILE AIR STRIP				1758		25		7.2-120/240		97LL618002		CP		1997		PD,F,FT														END L

		62										28590		TOP OF THE HILL CHALLET				1759		25		7.2-120/240		771364Y74AA		GE				PD,1PH,F,FT														END 62

		62												BIO VENTS				1760		25		7.2-120/240		941124824		CP		1994		PD,1PH,														END L

		62		13						43-260		16670		Hanger 17				1761		750		7.2/12.4-277/480		PZK1115		Gecalstham		NON		PD,3PHF,FT,S

		62		13						43-260		16670		Hanger 17				1762		1500		7.2/12.4-277/480		PZK1112		Gecalstham		NON		PD,3PH														END R

		62										15658		HANGAR 16				1763		750		7.2/12.4-277/480		92047430		PAUWELS		NON		PD,3PH														END L

		62																1764		75		7.2/12.4-120/208		926002388		CP				PD,3PF,F,FT,S														END L

		62										18727		AMMO				1765		75		7.2/12.4-120/208		94900326		CP		NON		PD,3PH,F,FT,S														END R

		62										18729		AMMO				1766		150		7.2/12.4-120/208		939002693		CP		NON		PD,3PH,F,FT,S

		62										19713		AMMO				1767		225		7.2/12.4-120/208		946001822		CP		NON		PD,3PH,F														END R

		62																1768		50		7.2/12.4-277/480		IF02443		Magnetic Electric		NON		P,1PH								62-58

		62										23702						1769		50		7.2/12.4-277/480		IF02450		Magnetic Electric		NON		P,1PH								62-58

		62																1770		50		7.2/12.4-277/480		IF02451		Magnetic Electric		NON		P,1PH								62-58

		62										30680						1771		25		7.2-120/240		2015962493		HOWARD		NON		PD,1PH														END L

		62												SIX MILE CHALLET				1772				7.2/12.4-120/208		890838A1		SQ D		1990		PD,3PH														END L

		62										32433		AMMO				1773		75		7.2/12.4-120/208		92J141050		ABB		1992		PD,3PH,F														END R2

		62										19712		AMMO				1777		25		7.2/12.4-120/208		2015952493		HOWARD		NON		PD,F,FT														END R

		62										17367		WARM-UP				1779		25		7.2/120/240		941018459		CP		1994		PD,1PH,F,FT														END R2

		22		1				90						BIO-EARTH/FUEL DEPOT				1780		15		120/240		98NK250040		CP		1998		P, 1PH								22-41-L9?						END L2

		41						16				7525		Cope Thunder Dorms				1781		500		7.2/12.4-120/208		0242172TPJ		GE		1994		PD,3PH,F,FT,LpS

		41						17				7535		Chow Hall				1781		500		7.2/12.4-120/208		0242172TPJ		GE		1994		PD,3PH,F,FT,LpS

		22		1				188		42-335		15431						1782		75		7.2/12.4-120/240		92A371046		ABB		1995		P,1PH								22-41r6r6r5

		22		1				191		42-375		15432						1782		75		7.2/12.4-120/240		92A371046		ABB		1995		P,1PH								22-41r6r6r5

		22		1				194		42-330		15423						1782		75		7.2/12.4-120/240		92A371046		ABB		1995		P,1PH								22-41r6r6r5

		22		1				189		42-335		15431						1783		75		7.2/12.4-120/240		92A371051		ABB		1995		P,1PH								22-41r6r6r5

		22		1				192		42-375		15432						1783		75		7.2/12.4-120/240		92A371051		ABB		1995		P,1PH								22-41r6r6r5

		22		1				195		42-330		15423						1783		75		7.2/12.4-120/240		92A371051		ABB		1995		P,1PH								22-41r6r6r5

		22		1				190		42-335		15431						1784		75		7.2/12.4-120/240		92A371047		ABB		1995		P,1PH								22-41r6r6r5

		22		1				193		42-375		15432						1784		75		7.2/12.4-120/240		92A371047		ABB		1995		P,1PH								22-41r6r6r5

		22		1				196		42-330		15423						1784		75		7.2/12.4-120/240		92A371047		ABB		1995		P,1PH								22-41r6r6r5

		42										8549						1785		50		7.2/12.4-120/240		931054632		CP		1993		P,1PH								42-11R2						END R

		42										8549						1786		50		7.2/12.4-120/240		931125638		CP		1993		P,1PH								42-11R2						"

		42										8549						1787		50		7.2/12.4-120/240		931054633		CP		1993		P,1PH								42-11R2						"

		51		21		1371		4		24-865		3805		Car Wash		1		1800		500		12.4/7.2-277/480		939004424		CP		93		PD,3PHF,FT,S

		51		21		1373		6		25-025		5800		Joint Community Complex-COM		2		1801		1500		12.4/7.2-277/480		986000616		CP		98		PD,3PHF,FT,

		51		21		1374		7		25-025		5800		Joint Community Complex-BX		3		1802		2000		12.4/7.2-277/480		960001053		CP		96		PD,3PHF,FT,

		52		4								4974		Composite Medical Facility				1803		225		12.4/7.2-277/480		98J713176		ABB		NON		PD,3PH,F,FT														END 52

		62																1804		75		7.2/12.4-277/480		956001995		CP		1995		PD,3PH														END R3

		62										16708						1805		10		7.2/12.4-277/480		941123523		CP		1994		P,1PH								62-28L1

		62										16708						1806		10		7.2/12.4-277/480		941123525		CP		1994		P,1PH								62-28L1

		62										16708						1807		10		7.2/12.4-277/480		941123524		CP		1994		P,1PH								62-28L1

		41						12		1-842		7541		Cope Thunder Dorms				1850		150		120/208		2141943492		HOWARD		NON		PD,3PH

		41										7537		Cope Thunder Dorms				1850		150		120/208		2141943492		HOWARD		NON		PD,3PH

		41						18		1-800		8515		Old Commissary				1851		1000		277/480		9937015081		CP		1999		PD, 3PH														END L2

		41						64		3-270		7459		Visiting Officer Quarters				1852		100		7.2/12.4-120/240		97J352238		ABB		1997		PD,1PH,F														END L

		41						100		3-820		8497		Furniture Store				1853		112		120/208		726001573		RTE		441		PD,3PH,F														END L

		41						114										1854		25		120/240		951004378		CP		1995		PD, 1PH,F														END R2

		43								23-701		6532		Hazardous Storage Facility				1855		225		7.2/12.4-277/480		86010218		RTE		NON		PD,3PH,F														END R

		43								23-700		6534		Water Supply Non-Potable				1855		225		7.2/12.4-277/480		86010218		RTE		NON		PD,3PH,F														"

		43								23-703		6535		Vehicle Fill Station				1855		225		7.2/12.4-277/480		86010218		RTE		NON		PD,3PH,F														"

		43										6536						1855		225		7.2/12.4-277/480		86010218		RTE		NON		PD,3PH,F														"

		43								23-707		6538		Golf Course Maintenance Bldg				1855		225		7.2/12.4-277/480		86010218		RTE		NON		PD,3PH,F														"

		43								23-714		6527		Jet Fuel Pump Station				1856		25		7.2/12.4-240/480		1414929		LM				P, 1PH								43-1R2						END S

		43								23-714		6527		Jet Fuel Pump Station				1857		25		7.2/12.4-240/480		1386946		LM				P, 1PH								43-1R2

		43								23-714		6527		Jet Fuel Pump Station				1858		25		7.2/12.4-240/480		1414923		LM				P, 1PH								43-1R3

		44		11										RR CROSSING LIGHTS				1859		10		7.2/12.4-120/240		91106012		CP		1991		P,1PH,F								43-44-6

		43												MSWL				1860		15		7.2/12.4-120/240		931069121		CP		1991		P,1PH								43-24R1						END R

		43												MSWL				1862		15		7.2/12.4-120/240		931069120		CP		1991		P,1PH								43-24R1						"

		43												MSWL				1863		15		7.2/12.4-120/240		931069118		CP		1991		P,1PH								43-24R1						"

		43										11673						1864		75		7.2/12.4-120/208		939002063		CP		NON		PD,3PH,F														END L2

		43												STREET LIGHTS				1865		10		12.4/7.2-120/240		N6107534YTW		GE		85		P,1PH								43-37						END S

		44		11										STREET LIGHTING				1866		25		12.4/7.2-277/480		9289410		JERRYS		NON		P,1PH								44-11

		44		11										STREET LIGHTING				1867		25		12.4/7.2-277/480		9289412		JERRYS		NON		P,1PH								44-11

		44		11										STREET LIGHTING				1868		25		12.4/7.2-277/480		9289411		JERRYS		NON		P,1PH								44-11

		44		11						35-750		35750		FT. RICH ANT.SIGHT				1869		300		12.4/7.2-120/208		PAH0875		GEC ALSTHOM		NON		PD,3PH,F,FT														END S

		44		11										STREET LIGHTS				1870		25		12.4/7.2-277/480		931122629		CP		NON		P,1PH								44-24A						END S

		44		11										STREET LIGHTS				1871		25		12.4/7.2-277/480		931122697		CP		NON		P,1PH								44-24A						"

		44		11										STREET LIGHTS				1872		25		12.4/7.2-277/480		931122693		CP		NON		P,1PH								44-24A						"

		44		11										Behind Hella Pad				1873		75		12.4/7.2-120/208		939005209		CP		NON		PD,3 PH,F														END L

		44		11								5970		Family Camp				1874		50		12.4/7.2-120/240		9838022614		CP		NON		PD,1PH,FT,F

		44		11								5970		Family Camp				1875		50		12.4/7.2-120/240		9838021718		CP		NON		PD,1PH,FT,F

		44										6974						1876		75		12.4/7.2-120/208		939004746		CP		NON		PD,3PH,F,FT,S

		44										6983		Pump House				1877		225		12.4/7.2-277/480		98J713502		ABB		NON		PD,3PH,F														END L

		44										6983		Pump House				1878		225		12.4/7.2-277/480		98J713114		ABB		NON		PD,3PH,F,FT,S

		44		11								5970		Family Camp				1879		100		12.4/7.2-120/240		9838021207		CP		NON		PD,1PH,FT,F

		44		11								5970		Family Camp				1880		50		12.4/7.2-120/240		9838022615		CP		NON		PD,1PH,F														END R

		44		11								5893		Barracks				1881		25		12.4/7.2-120/240		98NN160010		ME		NON		P,1PH								44-30						END R

		44		11								5893		Barracks				1882		25		12.4/7.2-120/240		69NN200016		ME		NON		P,1PH								44-30						"

		44		11								5893		Barracks				1883		25		12.4/7.2-120/240		90NK057005		CP		NON		P,1PH								44-30						"

		44		11										Hosp Parking lot				1884		10		12.4/7.2-277-480		541132602		CP		NON		P,1PH								44-35

		63						14				12757		DRMO				1885		45		12.4/7.2-120/208		00J081154		ABB		NON		PD,3PH,F,FT,S,LA

		63						15				12761		DRMO				1885		45		12.4/7.2-120/208		00J081154		ABB		NON		PD,3PH,F,FT,S,LA

		63						16				12763		DRMO				1886		150		12.4/7.2-277/480		00J081059		ABB		NON		PD,3PH,F,FT,S,LA

		63						17				12759		DRMO				1886		150		12.4/7.2-277/480		00J081059		ABB		NON		PD,3PH,F,FT,S,LA

		63						18				12737		DRMO				1887		75		12.4/7.2-120/208		00J084031		ABB		NON		PD,3PH,F,FT,S,LA

		63						19				12739		DRMO				1887		75		12.4/7.2-120/208		00J084031		ABB		NON		PD,3PH,F,FT,S,LA

		63						20				12755		DRMO				1887		75		12.4/7.2-120/208		00J084031		ABB		NON		PD,3PH,F,FT,S,LA														END 63

		63						11						RR CROSSING				1888		10		12.4/7.2-120/240		99J835175		ABB		NON		PD,1PH,F,FT,S,LA														END L

		63						8						STEAM PIT				1889		10		12.4/7.2-120/240		99J835157		ABB		NON		PD,1PH,F,FT,S,LA

		63						12				14777						1890		150		12.4/7.2-277/480		00J82318		ABB		NON		PD,3PH,F,FT,S,LA														END R

		42										9560		COLD STORAGE				1891		225		12.4/277/480		886010219		RTE		NON		PD,3PH,F,FT,S														END L2

		42										9549		Cope Thunder / ACMI				1892		500		7.2/12.4-277/480		PVE0403		BALTEAU		NON		PD,3PH,F,FT,LpS														END L3

		43										8704						1900		750		12.4/7.2-277/480		95J984046		ABB		95		PD,3PH														END R2

		43																1901		150		12.4/7.2-277/480		824991		JERRYS ELEC		NON		PD,3PH,F,FT														END R2

		22		1				152		84-050		17386						1902		25		7.2/12.4-120/240		88JA072210		WH		NON		PD,1PH,F,FT,S,LA														END R2

		YARD																1903		100		12.4/7.2-120/240		M059003R		ALAMO				P,1PH

		22		1				51				9199						1904		25		12.4/7.2-120/240		941018457		CP		94		PD,F,FT,S,3PH		1												END L

		42		10						11-120		8559		F15 Avionics Test ST Supply				1905		500		7.2/12.4-277/480		PVE0413		BALTEAU				PD,3,F														END L2

		42		10						11-120		8559		F15 Avionics Test ST Supply				1906		500		7.2/12.4-120/208		916003065		CP		NON		PD,3PH,F,FT														END L

		42												STREETLIGHTS				1907		10		7.2/12.4-120/240		921037736		CP		1992		P,1PH								42-7

		42		10						11-140		8565		Hanger 4				1908		150		7.2/12.4-120/208		37017875		CP		2000		PD,3PH,F,FT

		42		10						11-140		8565		Hanger 4				1909		225		12.4D-120/208		C862683		GE		Retro		PD,3PH

		42		10						11-140		8565		Hanger 4				1910		225		12.4D-240/416		C862684		GE		Retro		PD,3PH

		42		10						11-140		8565		Hanger 4				1911		225		12.4D-240/416		C862685		GE		Retro		PD,3PH

		42		10						11-140		8565		Hanger 4				1912		225		12.4D-120/208		C862686		GE		Retro		PD,3PH														END L

		42												Lights				1913		10		7.2/12.4-120/240		928381057		ABB		NON										42-29		Y				R

		42		10						11-560		11523		6 Bay Equipment Storage Hangar 2				1914		50		7.2-120/240		851026491		RTE		NON		PD,1PH														END R

		42		10						11-561		11519		7 Bay Equipment Storage Hangar 3				1914		50		7.2-120/240		851026491		RTE		NON		PD,1PH														"

		42		10						11-570		11525		Eagle Keepers / Hanger 2				1915		300		12.4D-240/480		C861804		GE				PD,3PH														END L

		42		10						11-570		11525		Eagle Keepers / Hanger 2				1916		500		12.4D-120/240		C861803		GE				PD,3PH														"

		42		10						11-470		10571		Hanger 3				1917		150		7.2/12.4-120/208		Q114379TUH		GE		1993		PD,3PH,FT,F,S														END R

		42		10						11-470		10571		Hanger 3				1918		100		7.2/12.4-120/240		D64462458Y		GE				P,1PH														END R2

		42		10						11-470		10571		Hanger 3				1919		100		7.2/12.4-120/240		D64378658Y		GE				P,1PH														"

		42		10						11-470		10571		Hanger 3				1920		100		7.2/12.4-120/240		D62912458Y		GE				P,1PH														"

		42										10567						1921		75		7.2/12.4-120/208		9490002976		CP		1994		PD,3PHF,FT,S														END L

		42										10565						1921		75		7.2/12.4-120/208		9490002976		CP		1994		PD,3PHF,FT,S														"

		42		10						11-165		9563		Hush House				1922		225		7.2/12.4-120/208		9490001529		CP		1994		PD,3PH,F														END L

		46		7						11-670		11551		Hanger 1				1923		75		7.2/12.4-120/240		90NE042003		CP		NON		P,1PH

		46		7						11-670		11551		Hanger 1				1924		75		7.2/12.4-120/240		90NE042001		CP		NON		P,1PH

		46		7						11-670		11551		Hanger 1				1925		75		7.2/12.4-120/240		90NE042002		CP		NON		P,1PH

		46		7						11-670		11551		Hanger 1				1926		167		7.2/12.4-120/240		3519552		Allies Chalmers		11-Apr		P,1PH

		46		7						11-670		11551		Hanger 1				1927		167		7.2/12.4-120/240		3519554		Allies Chalmers		11-Apr		P,1PH

		46		7						11-670		11551		Hanger 1				1928		167		7.2/12.4-120/240		3519553		Allies Chalmers		11-Apr		P,1PH

		46		7						11-670		11551		Hanger 1				1929		50		7.2/12.4-240/480		62SJ688		WH		11-Apr		P,1PH														END R2

		46		7						11-670		11551		Hanger 1				1930		50		7.2/12.4-240/480		62SJ691		WH		11-Apr		P,1PH														"

		46		7						11-670		11551		Hanger 1				1931		50		7.2/12.4-240/480		62SJ693		WH		11-Apr		P,1PH														"

		46		7						11-680		11567		Farm 3 Jet Fuel				1932		225		7.2/12.4-277/480		37016723		CP		2000		PD,3P,F,FT,LpS

		46		7						11-750		11575		Flight Simulator				1933		750		7.2/12.4-277/480		PYB0121		BALTEAU		NON		PD,3PH,F,FTLpS

		42		10						11-031		8561		Farm 1 Issues AVGAS				1934		37.5		240/480		9801482		GE

		46		7						5-900		10488		Communication Center				1935		225		7.2/12.4-120/208		949000092		CP		NON		PD,3PH														END R2

		46		7						6-900		10471		Admin ALCOM Annex				1936		500		7.2/12.4-120/208		919000516		CP		NON		PD,3PH,F,FT														END R

		46		7						11-620		11540		Admin Offices				1937		150		7.2/12.4-120/208		816991		Jerry"s Electric		NON		PD,3PH,F,FT

		46		7						10-875		11415		Fire Station 1				1938		112		7.2/12.4-120/208		95600095		CP		1995		PD.3PH,F,S														END 46

		46		7						11-670		11551		Hanger 1				1939						C861797A		GE																		END R3

		46		7						11-670		11551		Hanger 1				1940						C861805		GE

		42		10						11-570		11525		Eagle Keepers / Hanger 2				1941						C861807B		GE				PD,3PH														"

		42		10						11-570		11525		Eagle Keepers / Hanger 2				1942						C861797B		GE		TEST		PD,3PH														"

		42		10						11-570		11525		Eagle Keepers / Hanger 2				1943						C861807A		GE				PD,3PH														"

		42		10						11-570		11525		Eagle Keepers / Hanger 2				1944						C861806		GE		TEST		PD,3PH														"

		42		10						11-470		10571		Hanger 3				1945						C861929		GE		TEST		PD

		42		10						11-470		10571		Hanger 3				1946						C861930B		GE				PD,3PH

		42		10						11-470		10571		Hanger 3				1947						C861931		GE				PD,3PH

		42		10						11-470		10571		Hanger 3				1948						C861930A		GE				PD,3PH

		53						15						Street lighting				1960		25		12.4/7.2-240/480		70AK0797				TEST		P, 1PH								53-2

		23				212		115				7181		Child Care Center				1961		25		7.2/12.4Y-120/240		911049252		CP		1991		Pole, 1ph								23-43

		46		7						11-880		11583		Farm 4 JP-4				1962										2000		PD,3PH								46-12						END R

		44		11						77-750		4905		USAF Regional Hospital				1984		300		12.4/7.2-277-480		75D96023		WH		NON		PD,3PH,F,S														END L

		54		6				54						USAF Regional Hospital				1986		1000		12.4-480/277		950474A1		SQUARE D		NON		PD,3PH,FT,F,S														END R,54

		51		21		1368		1																												1		51-1		Y

		51		21		1386		18																												10		51-10						R

		32		19				107																												27		32-91

		43																																				43/44-6

		43		13																																		43-36 L6		Y				L2

		54		6				19																														54-5 R1						L

		54		6				20																														54-5 R2

		54		6				40						NEW DOG KENNEL																								54-22		Y

		32		19				133																												40		32-94

		23				288		191						Headbolt Heaters				0-49		225		12.4D-120/208		886009814		GTE		TEST		Pd, 3ph,F,S,														END R2

		51		21		1381		14		24-856		3786		Fire Station 3		5		0-50		225		12.4/7.2-120/208		886009813		RTE		TEST		PD,3PH,S,F														END L

		22		1				92										1992		25		7.2/12.4-120/240		88JA072174		WH		NON		PD,3PH,FT,LA,F,S														END L2

		21		18		1		1																												1		22/21-2				SA 21-1

		21		18		2		2																												2		22/21-3

		21		18		3		3																												3		22/21-4

		21		18		5		5																												5		22/21-6

		21		18		7		7																												7		22/21-8

		21		18		8		8																												8		22/21-9						L

		21		18		9		9																												9		21-9L-1

		21		18		13		11																												11		21-9L-3

		21		18		14		12																												12		21-9L-4						L2

		21		18		18		14																												14		21-9L-5

		22		1		22		62																								?						?

		21		18		31		18																												18		21-9L-9						END L1

		21		18		32		19																												19		22/21-10

		21		18		33		20																												20		22/21-11

		21		18		34		21																												21		22/21-12		Y

		21		18		36		23																												23		22/21-13						Lat R / Tn L

		21		18		38		25																												25		21-14				SA21-2

		21		18		42		27																												27		21-16

		21		18		46		29																												29		21-18

		21		18		56		32																												32		21-21						L

		21		18		61		35																												35		21-23

		21		18		62		36																												36		21-24						S / Trn L

		21		18		68		38																												38		21-S24-2

		21		18		69		39																												39		21-S24-3				SA 21/34-1		END/S

		21		18		70		40																												40		21-24-L1

		21		18		71		41																												41		21-24-L2

		21		18		72		42																												42		21-24-L3

		21		18		78		45																												45		21-24-L5

		21		18		84		48																												48		21-24-L7

		21		18		90		51																												51		21-24-L9

		21		18		96		54																												54		21-24-L11

		23				98		1																														23-1				SA 23-1

		23				99		2																														23/24-2

		23				100		3																														23/24-3

		23				101		4																														23/24-4

		23				102		5																														23/24-5

		23				103		6																														23/24-6

		23				104		7																														23/24-7

		23				105		8																														23/24-8

		23				106		9																														23/24-9

		23				107		10																														23/24-10

		23				108		11																														23/24-11

		23				109		12																														23/24-12

		23				110		13																														23/24-13

		23				111		14																														23/24-14

		23				112		15																														23/24-15

		23				113		16																														23/24-16

		23				114		17																														23/24-17

		23				115		18																														23/24-18

		23				116		19																														23/24-20						R

		23				120		23																														23-21

		23				121		24																														23-22						S, Trn R

		23				122		25																														23/34-1				SA 23-34-1		END S

		23				123		26																														22/23-1

		23				124		27																														22/23-3

		23				125		28																														22/23-5				SA 23-3

		23				126		29																														22/23-7						L,R

		23				142		45																														22/23-9

		23				143		46																														22/23-11		Y				R

		23				145		48																														22/23-13						R

		23				152		55																														22/23-15						L

		23				153		56																														23-15-L1

		23				160		63																														22/23-21						R

		23				164		67																														22/23-25

		23				166		69																														22/23-29						L,Trn R

		23				167		70																														22/23-30

		23				168		71																														22/23-31

		23				169		72																														22/23-32

		23				170		73																														22/23-33						R

		23				171		74																														23-33-R1		Y

		23				174		77																														22/23-34

		23				175		78																														22/23-35						R

		23				176		79																														22/23-35-R1						L2

		23				177		80																														23-26

		23				181		84																														22/23-35-R2

		23				182		85																														23-35-R3

		23				184		87																														23-36

		23				185		88																														23-37

		23				186		89																														23-38						L2

		23				190		93																														23-38-L2

		23				191		94																														23-38-L3						L3

		23				199		102																														23-40				SA 23-4

		23				200		103																														31/23-80						R

		23				201		104																														31/23-81						END R

		23				202		105																														31/23-79

		23				203		106																														31/23-78

		23				204		107																														31/23-77						R

		23				205		108																														31/23-77-R1		Y

		23				207		110																														31/23-76

		23				208		111																														31/23-75

		23				209		112																														31/23-74						R

		23				210		113																														23-42				SA 23-5

		23				214		117																														23-45						L2

		23				215		118																														23-45-L1						R2 1ph

		23				216		119																														23-45-L2

		23				218		121																														23-45-L4

		23				225		128																														23-47

		23				229		132																														23-51

		23				230		133																														23-53

		23				231		134																														23-55		Y				R2

		23				233		136																														23-57

		23				234		137																														23-59		Y				L2

		23				236		139																														23-61

		23				238		141																														31/23-73

		23				239		142																														31/23-72

		23				240		143																														31/23-71

		23				241		144																														31/23-70

		23				242		145																														31/23-69				SA 23/32		END L

		23				243		146																														22/23-29-R1

		23				244		147																														22/23-29-R2

		23				245		148																														22/23-29-R3

		23				246		149																														22/23-29-R4						L

		23				248		151																														23-29-R4-L2

		23				249		152																														23-29-R4-L3						R

		23				254		157																														23-29R4-L5

		23				258		161																														22/23-29-R5		Y

		23				259		162																																		SC23-22-1

		23				260		163																														23-29-L1		Y				L,Trn R

		23				261		164																														23-29-L2

		23				262		165																														23-29-L3

		23				263		166																														23-29-L4

		23				267		170																														23-29-L5						END L

		23				268		171																														23-29-R7						R

		23				269		172																														23-29-R7-R1

		23				273		176																														23-29-R8

		23				274		177																														23-29-R9

		23				275		178																														23-29-R10						L,R

		23				279		182																														23-29-R10-R1

		23				280		183																														23-29-R10-R2

		23				281		184																														23-29-R10-R3		Y		SA 23-6

		23				284		187																														23-29-R11						R

		23				285		188																														23-29-R11-R1

		23				286		189																														23-29-R11-R2

		23				287		190																														23-29-R11-R3		Y				R2

		23				289		192																														23-29-R11-R4

		23				296		199																														23-29-R12

		23				297		200																														23-29-R14						L

		23				302		205																														23-29-R14B

		23				303		206																														23-29-R15-R1						R

		23				304		207																														23-29-R15-R2		Y

		23				306		209																														23-29-R16						R

		23				310		213																														23-29-R17

		23				311		214																														23-29-R18						R

		23				312		215																														23-29-R18-R1

		23				313		216																														23-29-R18-R2

		23				317		220																														23-29-R18-R4

		23				319		222																														23-29-R19

		23				320		223																														23-29-R20						S,L,R

		23				324		227																														23-29-R20-L1

		23				325		228																														23-29-R20-L2

		23				326		229																														23-29-R20-L3						L2

		23				330		233																														23-29-R20-L5				SF 23-6

		23				331		234																								1

		23				332		235																								2

		23				333		236																								3

		23				334		237																								4

		23				335		238																								5

		23				337		240																														23-29-R20-R1

		23				338		241																														23-29-R20-R2		Y

		23				340		243																														23-29-R20-R3		Y

		23				341		244																														23-29-R20-R4

		23				342		245																														23-29-R20						END 23

		33		12		1011		1																												1		31-33-2		Y		SA33-1

		33		12		1012		2																												2		31-33-3

		33		12		1013		3																												3		31-33-4

		33		12		1014		4																												4		31-33-5

		33		12		1015		5																												5		31-33-6

		33		12		1016		6																												6		31-33-7

		33		12		1017		7																												7		31-33-8

		33		12		1018		8																												8		31-33-9

		33		12		1019		9																												9		31-33-10

		33		12		1027		17																												13		31-33-14		Y				L

		33		12		1029		19																												14		31-33-15		Y		SF 33-2

		33		12		1030		20																								MH

		33		12		1031		21																								MH

		33		12		1032		22																								MH

		33		12		1033		23																																		SC 32-33

		33		12		1034		24																								MH

		33		12		1035		25																												15		33-20		Y		SF 33-3

		33		12		1036		26																												16		33-21

		33		12		1037		27																												17		33-23

		33		12		1038		28																												18		33-24

		33		12		1039		29																												19		33-33				SA 33-4

		33		12		1041		31																												21		33-35

		33		12		1042		32																												22		33-36

		33		12		1043		33																												23		33-37

		33		12		1044		34																												24		33-38

		33		12		1045		35																												25		33-39

		33		12		1046		36																												26		33-40		Y		SF 33-5

		33		12		1047		37																												27		33-41		Y		SF 33-6

		33		12		1048		38																												28		33-32-42

		33		12		1049		39																												29		33-32-43

		33		12		1050		40																												30		33-32-44

		33		12		1051		41																												31		33-32-46

		33		12		1052		42																												32		33-32-47

		33		12		1053		43																												33		33-32-48

		33		12		1054		44																												34		33-32-49

		33		12		1055		45																												35		33-32-50

		33		12		1056		46																												36		33-32-51

		33		12		1058		48																												38		33-53						L

		33		12		1059		49																												39		33-54		Y		SF 33-15		END L

		33		12		1060		50																												40		33-55

		33		12		1061		51																												41		33-56

		33		12		1062		52																												42		33-57						R

		33		12		1064		54																												44		33-124		Y				R

		33		12		1069		59																												45		33-125

		33		12		1070		60																												46		33-126

		33		12		1071		61																												47		33-127

		33		12		1072		62																												48		33-205

		33		12		1073		63																												49		33-206						L

		33		12		1074		64																												50		33-130						L2

		33		12		1076		66																												52		33-130-L2		Y

		33		12		1077		67																										JC

		33		12		1081		71																												53		33-131

		33		12		1082		72																												54		33-132

		33		12		1083		73																												55		33-133

		33		12		1084		74																												56		33-134

		33		12		1085		75																												57		33-135						L2

		33		12		1088		78																												59		33-138

		33		12		1091		81																												61		33-139

		33		12		1093		83																												63		33-141

		33		12		1096		86																												65		33-75				SA 33-7

		33		12		1097		87																												66		33-143						S/Trn R

		33		12		1098		88																												67		33-84

		33		12		1099		89																												68		33-145

		33		12		1101		91																												70		33-146		Y		SF 33-8

		33		12		1102		92																										JCB1										A,B,C

		33		12		1139		129																												72		33-147				SA 33-9

		33		12		1140		130																												73		33-131

		33		12		1141		131																												74		33-149

		33		12		1142		132																												75		33-129

		33		12		1143		133																												76		33-128

		33		12		1144		134																												77		33-150				SF 33-10		R

		33		12		1145		135																												78		33-151

		33		12		1146		136																												79		33-152

		33		12		1148		138																												81		33-154		Y

		33		12		1150		140																												82		33-122

		33		12		1151		141																												83		33-121

		33		12		1152		142																												84		33-120

		33		12		1153		143																												85		33-119		Y				L2

		33		12		1155		145																								MH

		33		12		1157		147																												86		33-118

		33		12		1158		148																												87		33-117		Y				L2

		33		12		1160		150																												88		33-111						L2

		33		12		1161		151																												89		33-112

		33		12		1162		152																												90		33-113						R

		33		12		1163		153																												91		33-164

		33		12		1168		158																												92		33-165						END R

		33		12		1171		161																												95		33-108						R/L2

		33		12		1175		165																												97		33-108 L1

		33		12		1176		166																												98		33-108 L2		Y

		33		12		1178		168																												99		33-107

		33		12		1180		170																												101		33-94						L2

		33		12		1181		171																												102		33-95

		33		12		1182		172																												103		33-96						L3

		33		12		1186		176																												105		33-97						L2

		33		12		1193		183																												107		33-100						L3

		33		12		1194		184																												108		33-101		Y

		33		12		1197		187																												109		33-103						L3

		33		12		1198		188																												110		33-104		Y

		33		12		1201		191																												112		33-93

		33		12		1203		193																												114		33-89

		33		12		1207		197																												116		33-87		Y				L2

		33		12		1209		199																												117		33-86

		33		12		1210		200																												118		33-190

		33		12		1213		203																												120		33-192		Y				L2

		33		12		1215		205																												121		33-193				SA31-33-2		END L

		33		12		1216		206																												122		33-194				SA 33-11

		33		12		1217		207																												123		33-195

		33		12		1218		208																												124		33-196

		33		12		1220		210																												126		33-198		Y		SF 33-12

		33		12		1234		224																												127		33-199

		33		12		1235		225																												128		33-200

		33		12		1236		226																												129		33-201						L

		33		12		1237		227																												130		33-202		Y		SF 33-13

		33		12		1248		238																												131		33-203

		33		12		1249		239																												132		33-204						L

		33		12		1250		240																												133		33-205

		33		12		1254		244																												135		33-207

		33		12		1255		245																												136		33-208		Y

		33		12		1257		247																												137		33-209

		33		12		1258		248																												138		33-210				SA 33-14

		33		12		1259		249																												139		33-211		Y				R

		33		12		1261		251																												140		33-212		Y				R

		33		12		1263		253																												141		33-213

		33		12		1264		254																												142		33-241

		33		12		1266		256																												144		33-216		Y				R

		33		12		1268		258																												145		33-217

		33		12		1269		259																												146		33-218						L

		33		12		1270		260																												147		33-219		Y

		33		12		1272		262																												148		33-220

		33		12		1273		263																												149		33-221

		33		12		1275		265																												151		33-223

		33		12		1276		266																												152		33-224

		33		12		1277		267																												153		33-225

		33		12		1278		268																												154		33-226				SA31-33-1		END 33

		51		21		1369		2																												2		51-2		Y				R

		51		21		1370		3																								1

		51		21		1372		5																								2

		51		21		1375		8																										Y

		51		21		1376		9																								1

		51		21		1377		10																												3		51-3		Y				END R

		51		21		1378		11																												4		51-4

		51		21		1380		13																												6		51-6		Y				L

		51		21		1382		15																												7		51-7

		51		21		1385		17																												9		51-9

		51		21		1387		19																												11		51-11

		51		21		1388		20																												12		51-12

		51		21		1389		21																												13		51-13

		51		21		1393		23																												15		51-15

		51		21		1394		24																												16		51-16

		51		21		1395		25																												17		51-17

		51		21		1396		26																												18		51-18

		22		1				1																														22-1		Y		SK-22-1

		22		1				2																														22/21-2

		22		1				3																														22/21-3

		22		1				4																														22/21-4

		22		1				5																														22/21-5

		22		1				6																														22/21-6

		22		1				7																														22/21-7

		22		1				8																														22/21-8

		22		1				9																														22/21-9

		22		1				10																														22/21-10

		22		1				11																														22/21-11

		22		1				12																														22/21-12

		22		1				13																														22/21-13

		22		1				14																														22-14

		22		1				15																														22-15

		22		1				16																														22-16

		22		1				17																														22/23-22

		22		1				18																														22/23-1

		22		1				19																														22/23-3

		22		1				20																														22/23-5

		22		1				21																														22/23-7

		22		1				22																														22/23-9

		22		1				23																														22/23-11

		22		1				24																														22/23-13

		22		1				25																														22/23-15

		22		1				26																														22/23-21

		22		1				27																														22/23-25

		22		1				28																														22/23-28

		22		1				29																														22/23-29						R,TRN L

		22		1				30																														22/23-29 R1

		22		1				31																														22/23-29 R2

		22		1				32																														22/23-29 R3

		22		1				33																														22/23-29 R4

		22		1				34																														22/23-29 R5		Y

		22		1				35																																		SC-23-22-1		END R

		22		1				36																														22/23-30

		22		1				37																														22/23-31

		22		1				38																														22/23-32

		22		1				39																														22/23-33

		22		1				40																														22/23-34

		22		1				41																														22/23-35

		22		1				42																														22/23-35-R1

		22		1				43																														22/23-37

		22		1				44																														22/23-38

		22		1				45																														22-39

		22		1				46																														22-40		Y				S,U/G

		22		1				47																										JC-22-1

		22		1				49																														22-41		Y		SA-22-4

		22		1				50																												SC-22-1								L

		22		1				52																								2

		22		1				53																								3												L,R

		22		1				54																								4

		22		1				56																								5

		22		1				57																								?						?

		22		1				58																								?						?

		22		1				59																								?						?

		22		1				60																								?						?

		22		1				61																								?						?

		22		1				63																								Y

		22		1				65																								Y

		22		1				66																								Y

		22		1				67																										SC-22/31-1								SC 22/31-1		R

		22		1				68																										JC?

		22		1				69																										SC 22/31-2								SC 22/31-2		END R

		22		1				70																										LB 1										L, Trn R

		22		1				71																										JC-13										L2

		22		1				73																										JC-14										L-2

		22		1				74																										JC-15										L-3

		22		1				76																										JC-16

		22		1				77																										JC-17

		22		1				78																										JC-18

		22		1				79																														22-41-L1		Y		SF-22-12

		22		1				80																														22-41-L2

		22		1				81																														22-41-L3

		22		1				82																														22-41-L4

		22		1				83																														22-41-L5

		22		1				84																														22-41-L6

		22		1				85																														22-41-L7

		22		1				86																														22-41-L8

		22		1				87																														22-41-L9

		22		1				88																														22-41-L9A

		22		1				89																														22-41-L9H

		22		1				91																										JC-19										L2

		22		1				94																										JC-20

		22		1				95																										JC-21										R

		22		1				97																										LB 22

		22		1				98																										SC 22/31-3										END L

		22		1				99																										LB 2

		22		1				100																										LB 3										L,R

		22		1				102																										LB 41

		22		1				104																										LB 42										R

		22		1				106																										LB 42B

		22		1				107																										LB 4										L,R

		22		1				109																										LB 5										R,S,L

		22		1				110																										JC 5B

		22		1				112																								Y

		22		1				113																								Y

		22		1				114																								Y

		22		1				115																								Y

		22		1				116																								Y

		22		1				117																								Y

		22		1				118																								Y

		22		1				119																								Y

		22		1				121																								Y

		22		1				122																								Y

		22		1				123																								Y

		22		1				124																								Y

		22		1				125																								Y

		22		1				126																								Y

		22		1				129																										LB 6										L,R

		22		1				130																										LB 6B										L2,R2

		22		1				132																								Y

		22		1				136																										LB 7

		22		1				137																														22-41 R2		Y		SA 22-5

		22		1				138																														22-41R3						L

		22		1				141																														22-41R4

		22		1				142																														22-41R5

		22		1				143																														22-41R6						L,R

		22		1				144																														22-41R6L1

		22		1				145																														22-41R6L2		Y		SF 22-6

		22		1				146																										LB 8										L2

		22		1				148																										LB 43

		22		1				149																										LB 9										R2

		22		1				151																										LB 10										R2

		22		1				153																										LB 11

		22		1				154																										LB 12										R2

		22		1				156																										LB 12A

		22		1				158																														22-41R6R1

		22		1				162																														22-41R6R3

		22		1				163																														22-41R6R4		Y				R2

		22		1				166																														22-41R6R5		Y		SF 22-7

		22		1				167																								Y

		22		1				168																								Y		JC 51										R2

		22		1				169																														22-41R6R6		Y		SF 22-8		L

		22		1				171																														22-41r6r6r1						L

		22		1				175																														22-41r6r61h

		22		1				179																														22-41r6r6r2

		22		1				180																														22-41r6r6r3						END L

		22		1				181																														22-41r6r6r3l1		Y				L2

		22		1				183																														22-41r6r6r3l2		Y

		22		1				197																														22-41r6r6r6

		22		1				198																														22-41r6r6r7

		22		1				199																														22-41r6r6r8		Y				L

		22		1				201																														22-41r6r6r9

		22		1				202																														22-41r6r6r10

		22		1				203																														22-41r6r6r1

		22		1				204																														22						R3

		22		1				205																														22H

		22		1				209																														22H

		22		1				210																														2241r6r6r12r2		Y				R3

		22		1				212																														2241r6r6r12l1

		22		1				214																														22		Y

		22		1				216																								Y										SLB 22-9		R2

		22		1				218																								Y										SLB 22-10		R2

		22		1				220																								Y

		22		1				221																								Y

		22		1				222																																		SC 22/61-1

		22		1				224																														22-41R7

		22		1				225																														22-41R8

		22		1				226																														22-43				SA 61/22-2		END 22

		24		5				1																														23/24-2		Y		SA-24-1

		24		5				2																														23/24-3

		24		5				3																														23/24-4

		24		5				4																														23/24-5

		24		5				5																														23/24-6

		24		5				13																														23/24-8		Y				R

		24		5				14																								Y

		24		5				16																														23/24-9

		24		5				17																														23/24-10

		24		5				18																														23/24-11

		24		5				19																														24-2-R						R

		24		5				20																														24-2-R1

		24		5				28																														23/24-13		Y				L

		24		5				29																										JC-24-1										L 2

		24		5				38																														23/24-16

		24		5				39																														24-3						S, Trn L

		24		5				43																														24-5

		24		5				44																														25-6

		24		5				45																														24-7		Y				L

		24		5				47																														24-8

		24		5				48																														24-9

		24		5				49																														24-10

		24		5				50																														24-11

		24		5				52																														24-13

		24		5				53																														24-14						L

		24		5				54																														24-14-L1

		24		5				56																														24-15

		24		5				57																														24-16						R

		24		5				58																														24-17				SA 24-2

		24		5				59																														24-18

		24		5				60																														24-19						L,R2

		24		5				61																														24-19-L1

		24		5				68																														24-20

		24		5				69																														24-21		Y				R2

		24		5				71																														24-22						R2, L

		24		5				77																														24-24						END R2

		24		5				78																														24-25

		24		5				84																														24-27

		24		5				98																														24-31						L,R

		24		5				99																														24-32

		24		5				111																														24-35-1		Y

		24		5				112																																		SC-24-2		END R

		24		5				116																														24-37

		24		5				117																														24-38

		24		5				119																														24-40

		24		5				120																														24-41		Y				R

		24		5				121																								Y

		24		5				123																														24-42

		24		5				124																														24-43						R

		24		5				125																														24-44						L

		24		5				126																														24-45		Y

		24		5				132																														24-46

		24		5				136																														24-48

		24		5				137																														24-49

		24		5				138																														24-50						L

		24		5				139																														24-51		Y				R

		24		5				141																														24-52		Y				L2

		24		5				144																														24-54				SA 24-3

		24		5				145																														24-55		Y				L

		24		5				146																										JC-24-3

		24		5				147																										JC-24-4										L2

		24		5				151																														24-56

		24		5				153																														24-58

		24		5				154																														24-59

		24		5				156																														24-61						L

		24		5				159																														24-64		Y		SF 24-5		R

		24		5				161																														24-65				SA 24-46-1

		24		5				162																														24-66

		24		5				163																														24-67		Y		SF 24-6		L

		24		5				170																																Y		SF-24-5		END L

		24		5				172																														24-69		Y		SF-24-7		L

		24		5				181																														24-70

		24		5				182																														24-71		Y		SF-24-8		R

		24		5				183																								Y												L

		24		5				184																								Y										OCB 24

		24		5				185																								Y

		24		5				186																								Y

		24		5				189																																		JC 24-10		L

		24		5				195																								Y												R, Trn L

		24		5				196																								Y

		24		5				197																								Y

		24		5				199																								Y												L

		24		5				207																								Y												L

		24		5				216																								Y												R2

		24		5				225																								Y

		24		5				226																										JC 24-11

		24		5				227																								Y												L

		24		5				234																								Y												L

		24		5				239																																		SC 24-2		END R

		24		5				240																														24-73		Y		SF-24-9		L

		24		5				250																														24/41-1				SA24/41-1		END 24

		25						1																														25-1		Y		SA 25-1

		25						2																														TL/25-2

		25						3																														TL/25-3

		25						4																														25-4

		25						5																														TL/25-5						R,Trn L

		25						6																														TL/25-5-R1

		25						7																														TL/25-5-R2

		25						8																														25-5-R3

		25						9																														25-5-R4						END R

		25						10																														25-6

		25						11																														25-8

		25						12																														25-10						R

		25						13																														25-10-R1

		25						21																														25-12						R

		25						22																														25-12-R1

		25						23																														25-12-R2

		25						27																														25-13

		25						28																														25-14						R

		25						32																														25-14-R2		Y				L

		25						41																														25-14-R6						L, Trn R

		25						42																														25-14-R6-L1		Y				L2,L3

		25						51																														25-14-R6-R1		Y

		25						57																														25-17		Y		SA 25-2		S, Trn R

		25						58																														25-18						END S

		25						59																								1

		25						60																								2

		25						61																								3

		25						62																								4

		25						63																								5

		25						64																								6

		25						65																								7

		25						66																								8

		25						67																								9

		25						68																								10

		25						69																								11

		25						70																								12

		25						71																								13												Cent Sub

		31		8				1																												1		31-1		Y		SA31-1

		31		8				2																												2		31-33-2

		31		8				3																												3		31-33-3

		31		8				4																												4		31-33-4

		31		8				5																												5		31-33-5

		31		8				6																												6		31-33-6

		31		8				7																												7		31-33-7

		31		8				8																												8		31-33-8

		31		8				9																												9		31-33-9

		31		8				10																												10		31-33-10

		31		8				11																												11		31-33-11

		31		8				12																												12		31-33-12

		31		8				13																												13		31-33-12

		31		8				14																												14		31-33-12

		31		8				15																												15		31-33-13

		31		8				16																												16		31-33-13

		31		8				17																												17		31-33-13

		31		8				18																												18		31-33-14

		31		8				19																												19		31-33-15		Y		SF 31-2

		31		8				20																								MH

		31		8				21																								MH

		31		8				22																								MH

		31		8				23																								MH

		31		8				24																								MH

		31		8				25																								MH

		31		8				26																								MH

		31		8				27																								MH

		31		8				28																												10		31-32-22		Y		SF 31-3

		31		8				29																												11		31-32-23

		31		8				30																												12		31-32-24

		31		8				31																												13		31-32-25

		31		8				32																												14		31-32-26

		31		8				33																												15		31-32-23-1

		31		8				34																												16		31-23-2						L

		31		8				35																												17		31-33-1				SA31-33-1		END L

		31		8				36																												18		31-23-71

		31		8				37																												19		31-23-72

		31		8				38																												20		31-23-73

		31		8				39																												21		31-23-74

		31		8				40																												22		31-23-75

		31		8				41																												23		31-23-76

		31		8				42																												24		31-23-77

		31		8				43																												25		31-23-78

		31		8				44																												26		31-23-79

		31		8				45																												27		31-23-80

		31		8				46																												28		31/23-81						L

		31		8				47																												29		31/33-2				SA31-33-2		END L

		31		8				48																												30		31-82

		31		8				49																												31		31-83

		31		8				50																												32		31-84		Y				L

		31		8				54																												34		31-86		Y		SA 31-4

		31		8				55																								MH

		31		8				56																								MH

		31		8				57																								MH

		31		8				58																								MH

		31		8				59																								MH

		31		8				60																								MH

		31		8				61																																		SC 22-31-2		L

		31		8				62																																		SC 22-31-1		END L

		31		8				63																										LB 25										R

		31		8				64																										LB 26

		31		8				66																										LB 27

		31		8				67																										LB 28

		31		8				68																										LB 29

		31		8				69																										LB 30

		31		8				70																										LB 31										L

		31		8				71																										LB 23

		31		8				72																																		SC 22-31-4		L2,L3,L4

		31		8				73																																		SC 22-31-3

		31		8				80																										LB 44

		31		8				81																										JC 31-45

		31		8				82																																		Oil

		31		8				86																										LB 24

		31		8				88																										JC 31-45

		31		8				89																																		Oil

		31		8				93																										LB-32										R

		31		8				95																										LB-33

		31		8				96																										LB-34										R

		31		8				98																										LB-35

		31		8				99																										LB-36

		31		8				100																										LB-37

		31		8				101																										LB-38										R

		31		8				102																										LB-40

		31		8				103																												35		31-40		Y		SF 31-5

		31		8				104																												36		31-41

		31		8				105																												37		31-42

		31		8				106																												38		31-43

		31		8				107																												39		31-44

		31		8				108																												40		31-45

		31		8				109																												41		31-46						R 2

		31		8				110																												42		31-47		Y				R3

		31		8				118																												43		HFRAME		Y

		31		8				121																												45		31-49

		31		8				128																										LB 39

		31		8				129																										LB

		31		8				130																										LB 31-42

		31		8				131																										LB 31-43

		31		8				132																										LB										L

		31		8				133																												48		31-224-B		Y		SF 31-6		L2

		31		8				134																												49		31-225

		31		8				136																												51		31-224-C

		31		8				137																												52		31-224-D

		31		8				138																												53		31-224-E

		31		8				139																												54		31-224-F

		31		8				142																								MH

		31		8				143																								MH

		31		8				144																								MH

		31		8				145																								MH												L

		31		8				146																								MH

		31		8				149																										LB-31-40

		31		8				150																										LB-31-41

		31		8				151																																		SC 31/62-1		END 31

		32		19				1																												1		32-1				SA 32-1

		32		19				2																												2		32-34-2

		32		19				3																												3		32-34-3

		32		19				4																												4		32-34-4

		32		19				5																												5		32-34-5

		32		19				6																												6		32-34-6

		32		19				7																												7		32-34-7

		32		19				8																												8		32-34-8

		32		19				9																												9		32-34-9

		32		19				10																												10		32-34-10

		32		19				11																												11		32-34-11

		32		19				12																												12		32-34-12

		32		19				13																												13		32-34-13

		32		19				14																												14		32-34-14

		32		19				15																												15		32-34-15

		32		19				16																												16		32-34-16

		32		19				17																												17		32-34-17

		32		19				18																												18		32-34-18

		32		19				19																												19		32-19				SF 32-2

		32		19				20																								MH 32-1

		32		19				21																								MH 32-2

		32		19				22																								MH 32-3

		32		19				23																								MH 32-4

		32		19				24																										JC-2										L/Trn R

		32		19				35																																		SC 32-33		END L

		32		19				46																										JC1A										L

		32		19				51																										JC1B

		32		19				62																										JC

		32		19				67																										JC1C										R/Trn L

		32		19				72																								MH 32-17

		32		19				73																								MH 32-18

		32		19				74																												20		31-32-22		Y		SF 32-3

		32		19				75																												21		31-32-23						L

		32		19				79																												22		32-24

		32		19				80																												23		32-25

		32		19				81																												24		32-26

		32		19				82																												25		32-27				SA 32-23		END R

		32		19				83																								MH 32-19

		32		19				98																								MH 32-22

		32		19				99																								MH 32-23

		32		19				100																										JC1C

		32		19				101																										JC2C										R

		32		19				103																										JC1										L

		32		19				106																												26		32-90		Y		SF 32-4

		32		19				108																												28		32-92						R

		32		19				109																												29		32-92-R1

		32		19				114																												31

		32		19				115																												32

		32		19				120																												34

		32		19				125																												36

		32		19				132																												39		32-93

		32		19				134																												41		32-95						R

		32		19				135																												42		32-95-R1

		32		19				140																												44

		32		19				145																												46

		32		19				153																												49

		32		19				161																												53		32-97		Y		SF 32-5

		32		19				166																												54		33-32-42		Y		SF 32-6

		32		19				167																												55		33-32-43		Y				R

		32		19				168																												56		32-100

		32		19				169																												57		32-101

		32		19				174																												59		33-32-44

		32		19				175																												60		33-32-46						R

		32		19				180																												62		32-110

		32		19				181																												63		32-111						R2/L

		32		19				184																												66		32-114

		32		19				188																												68		33-32-47

		32		19				189																												69		33-32-48

		32		19				190																												70		33-32-49						R

		32		19				191																												71		32-119

		32		19				192																												72		32-120

		32		19				198																												75		33-32-50		Y				R

		32		19				201																												76		33-32-51

		34		16				1																												1		32-34-2				SA 34-1

		34		16				3																												3		32-34-4

		34		16				4																												4		32-34-5

		34		16				5																												5		32-34-6

		34		16				6																												6		32-34-7

		34		16				7																												7		32-34-8

		34		16				8																												8		32-34-9

		34		16				9																												9		32-34-10

		34		16				10																												10		32-34-11

		34		16				11																												11		32-34-12

		34		16				12																												12		32-34-13

		34		16				13																												13		32-34-14

		34		16				14																												14		32-34-15

		34		16				15																												15		32-34-16

		34		16				16																												16		32-34-17

		34		16				17																												17		32-34-18		Y		SF 34-2

		34		16				18																								MH

		34		16				19																										34-1										L-u/g

		34		16				21																								MH

		34		16				22																												18		34-22		Y		SF 34-3

		34		16				23																												19		34-23

		34		16				24																												20		34-24

		34		16				26																												22		34-26

		34		16				27																												23		34-27

		34		16				28																												24		34-28

		34		16				29																												25		34-29

		34		16				30																												26		34-30

		34		16				32																												28		34-32

		34		16				33																												29		34-39

		34		16				34																												30		34-40

		34		16				35																												31		34-41

		34		16				36																												32		34-42

		34		16				37																												33		34-43

		34		16				38																												34		34-44

		34		16				39																												35		34-45

		34		16				40																												36		21-34-28						R

		34		16				41																												37		21-34-TS				SA 21-34		END/R

		34		16				42																												38		34-47

		34		16				43																												39		34-48

		34		16				44																												40		34-49		Y				R-u/g

		34		16				48																												43		34-52				SA 34-4

		34		16				49																												44		34-54

		34		16				53																												46		34-56		Y				L-u/g

		34		16				55																												47		34-57

		34		16				56																												48		34-58

		34		16				57																												49		34-59		Y				R-u/g

		34		16				61																												50		34-60

		34		16				62																												51		34-63

		34		16				63																												52		34-64						L

		34		16				64																												53		34-65

		34		16				65																												54		34-66

		34		16				67																												56		34-68

		34		16				89																												60		34-72				SA 23-34-2		END 34

		41						1																								Y												L

		41						2																														41-1				SA 41-1

		41						3																														41-2						R

		41						4						.																								41-2-3

		41						5																														42/41-4				SA 42-41-1		END R

		41						9																														41-6

		41						10																														41-7		Y				L2

		41						11																								Y

		41						13																								Y

		41						14																								Y

		41						15																								Y

		41						19																														41-8

		41						21																														41-10

		41						22																														41-11

		41						28																								Y

		41						29																								Y

		41						30																								Y												R

		41						31																																		SC

		41						33																														41-13				SA 41-2

		41						35																														41-15

		41						36																														41-6		Y		SF 41-3		R

		41						50																														41-17

		41						51																														41-18		Y		SF 41-4		R

		41						59																														41-19						L

		41						60																														41-20						R

		41																																				41-23

		41																																				41-25						S,Trn R

		41																																				41-27

		41																																				41-28						R,Trn L

		41																																				41-30

																																						41-33

		41						84																														24/41-1				SA 41-24-1		END S

		41						85																														41-36				SO 41-6

		41						86																														41-37

		41						87																														41-38

		41						88																														41-39						L,R

		41						89																														41-40

		41						90																														41-41

		41																																				41-43

		41						97																														41-45						L

		41						98																														41-46

		41						99																														41-47		Y

		41						101																														41-48

		41						102																														41-49						END R

		41						103																														41-50

		41						104																														41-51

		41						105																														41-52		Y				R

		41						107																														41-53

		41						108																														41-54		Y				R

		41						113																														41-56		Y		SF 41-9		B,R1,R2

		41																																						Y

		41																																						Y

		41																																						Y

		41																																						Y

		41																																						Y				L

		41																																						Y

		41																																						Y

		41																																						Y

		41																																						Y

		42																														Y

		42																														Y

		42																														Y

		42																														Y

		42																														Y

		42																														Y

		42																														Y

		42																														Y

		42																														Y

		42																														Y

		42																														Y												R

		42																														Y

		42																														Y

		42																														Y

		42																														Y

		42																														Y

		42																														Y

		42																														Y

		42																														Y

		42																														Y

		42																														Y

		42																														Y

		42																																								SC		END R

		42																																				42-18		Y		SA 42-1		L

		42																																				42-32		Y

		42																																				42-27		Y				L

		42																																								SC		R,R2,R3

		42																																				42-26				SA 42-2

		42																																				42-25		Y				L

		42																																				42-22				SF 42-3		L

		42																																				42-20						L,R

		42																																				42-16		Y				L

		42																																				42-15		Y				L

		42																																				42-13						L,R

		42																																				42-13R1

		42																																				42-12

		42																																				42-11						L,R

		42																																				42-10		Y				L

		42																																								SC

		42																																				42-9		Y				L

		42																																				42-6

		42																																				42-5		Y				L

		42																														Y												L2

		42																														Y

		42																														Y

		42																														Y

		42																														Y												TRN L

		42																														Y												L3

		42																														Y												L3

		42																																								SC 42-4		L2

		42																																				42/41-4				SA 42/41-1		END 42

		43																														Y

		43																																LB

		43																																				43-1		Y		SF-43-1		R

		43																																				43-1R1						S

		43																														Y

		43																																				43-44-3		Y		SK-43-2		B

		43																																				43-44-3A						END B

		43																																				43/44-4

		43																																				43/44-5

		43																																				43/44-7

		43																																				43/44-8

		43																																				43-9

		43																																				43-10

		43																																				43-11

		43																																				43-12

		43																																				43-13

		43																																				43-14						L

		43																																				43-14L1

		43																																				43-15						R

		43																																				43-16

		43																																				43-17

		43																																				43-18

		43																																				43-19

		43																																				43-20

		43																																				43-21A						R

		43																																				43-20R1

		43																																				43-20R2		Y				R2

		43																																				43-20R3				SA44-43-1		END R

		43																																				43-21		Y				R2

		43																																				43-22

		43																																				43-23

		43																																				43-24						R,L

		43																																				43-24L1

		43																																				43-24L2

		43																																				43-24L3

		43																																				43-24L4

		43																																				43-24L5

		43																																				43-24L6

		43																																				43-24L7

		43																																				43-24L8

		43																																				43-24L9

		43																																				43-24L10		Y

		43																																				43-25

		43																																				43-26

		43																																				43-27

		43																																				43-28

		43																																				43-29

		43																																				43-30

		43																																				43-31

		43																																				43-32

		43																																				43-33

		43																																				43-34

		43																																				43-35		Y				R

		43																														Y

		43																																								SC63-43 1		END R

		43																																				43-36						L,S

		43																																				43-36 L1				SF43-3

		43																																				43-36 L2

		43																																				43-36 L3

		43																																				43-36 L4

		43																																				43-36 L5

		43																																				43-36L7

		43																																				43-36L8

		43																																				43-36L9						R

		43																																				43-36L11

		43																																				43-38

		43																																				43-39

		43																																				43-40

		44																														Y

		44																																LB-44-1

		44		11																																		44-2B		Y		SF-44-1

		44		11																																		43-44-3		Y		SK44-1		B

		44		11																																		43-44-3A						ENB B

		44		11																																		43-44-4

		44		11																																		43-44-5

		44		11																																		43-44-7

		44		11																																		43-44-8

		44		11																																		44-1

		44		11																																		44-2

		44		11																																		44-3

		44		11																																		44-4

		44		11																																		44-5

		44		11																																		44-6

		44		11																																		44-7

		44		11																																		44-8

		44		11																																		44-9				SA44-2

		44		11																																		44-10						L

		44		11																																		43-44-9				SA44/43-1		END L

		44		11																																		44-72-1

		44		11																																		44-72-2

		44		11																																		44-72-3

		44		11																																		44-72-4

		44		11																																		44-72-5

		44		11																																		44-72-6

		44		11																																		44-72-7

		44		11																																		44-72-8

		44		11																																		44-72-9

		44		11																																		44-72-10

		44		11																																		44-72-11

		44		11																																		44-72-12

		44		11																																		44-72-13

		44		11																																		44-72-14

		44		11																																		44-72-15

		44		11																																		44-72-16

		44		11																																		44-72-17

		44		11																																		44-72-18

		44		11																																		44-72-19

		44		11																																		44-72-20

		44		11																																		44-72-21

		44		11																																		44-72-22

		44		11																																		44-72-23

		44		11																																		44-72-24

		44		11																																		44-72-25

		44		11																																		44-72-26

		44		11																																		44-72-27

		44		11																																		44-72-28

		44		11																																		44-72-29						S,TRN R

		44		11																																		44-12

		44		11																																		44-13

		44		11																																		44-14

		44		11																																		44-15

		44		11																																		44-16

		44		11																																		44-17

		44		11																																		44-18

		44		11																																		44-19

		44		11																																		44-20

		44		11																																		44-21

		44		11																																		44-22				SF-44-3

		44		11																														LB-44-1

		44		11																														LB-44-2

		44		11																														LB-44-3

		44		11																														LB-44-4

		44		11																														LB-44-5										R1,R2

		44		11																																		44-72-30

		44		11																																		44-72-31

		44		11																																		44-72-32

		44		11																																		44-72-33

		44		11																																		44-72-34

		44		11																																		44-72-35

		44		11																																		44-72-36

		44		11																																		44-72-37

		44		11																																		44-72-38

		44		11																																		44-72-39

		44		11																																		44-72-40

		44		11																																		44-72-41

		44		11																																		44-72-42

		44		11																																		44-72-43

		44		11																																		44-72-44

		44		11																																		44-72-45

		44		11																																		44-72-46

		44																																				44-23		Y		SF-44-4		L,S

		44																														Y

		44																														Y

		44																														Y

		44																																				44-23		Y		SF-44-5

		44		11																																		44-25		Y				B

		44		11																																		44-24		Y		SF-44-6		L END B

		44		11																																		44-26				SF-44-7		R,S

		44		11																																		44-27

		44		11																																		44-28						R

		44		11																																		44-29

		44		11						24-855																												44-33		Y

		44		11																																		44-36		Y

		44		11																																						SC54-44-2

		44		11																																						SC54-44-1		END 44

		46																														Y

		46																														Y

		46																														Y

		46																														Y

		46																														Y

		46																														Y

		46																														Y

		46																														Y

		46																														Y

		46																																				46-1		Y		SF 46-1		R

		46																																				46-2

		46																																				46-3		Y		SF 46-2

		46																																				46-4		Y		SF 46-3

		46																																				46-5		Y/Y				R2,R3

		46																																								SC

		46																																				46-6

		46																																				46-8						R2

		46																																				46-9		Y/Y				R3

		46																																				46-10

		46																																				46-11

		46																																				46-42

		46																																				46-43		Y				L

		46																																				46-44

		46																																				46-46		Y

		46																																				46-13

		46																																				46-15

		46																																				46-16

		46																																				46-17

		46																																				46-18

		46																																				46-19

		46																																				46-20

		46																																				46-22		Y				L,R

		46																																				46-23		Y

		46																																								SC		R2,R3

		46																																				46-26

		46																																				46-28L1

		46																														Y

		46																														Y

		46																																				46-29

		46																																				46-30

		46		7																																		46-31						L

		46																																				46-32

		46																																				46-33						L

		46																																				46-33L1

		46																																				24/46-65				SA 24/41-1		END L

		46																																				46-34						R

		46																																				46-35		Y				L

		46																																				46-37		Y

		51																														1

		51																														2

		52		4																												Y

		52		4																												Y

		52		4																												Y

		52		4																												Y

		52		4																												Y

		52		4																														ATS								72/52-1

		53						1																														53-1		Y		SA 53-1

		53						2																														54-53-1

		53						3																														54-53-2

		53						4																														54-53-3

		53						5																														54-53-4

		53						6																														54-53-5

		53						7																														54-53-6

		53						8																														54-53-7

		53						9																														54-53-8

		53						10																														54-53-9

		53						11																														54-53-10						ST,TRN R

		53						16																														53-3

		53						17																														53-4

		53						18																														53-5				SA 53-2

		53						19																														53-6						L

		53						23																														53-8

		53						26

		53						27																														54-53-12				SA 53-54-1		End L

		53						28																														53-10

		53						33																														53-12

		53						36																														53-14

		53						37																														53-15

		53						38																														53-16

		53						41																														53-18

		53						42																														53-19						L2, R2

		53						54																														53-24

		53						55																														53-25

		53						62																														53-29						L

		53						65																														53-31

		53						68																														53-33

		53						73																														53-35

		53						74																														53-36

		53						78																														53-40

		54		6				1																														54-1		Y		SA-54-1

		54		6				2																														54-53-1

		54		6				3																														54-53-2

		54		6				4																														54-53-3

		54		6				5																														54-53-4

		54		6				6																														54-53-5

		54		6				7																														54-53-6

		54		6				8																														54-53-7

		54		6				9																														54-53-8

		54		6				10																														54-53-9

		54		6				11																														54-53-10

		54		6				12																														54-53-11

		54		6				13																														54-53-12						R

		54		6				14																														54-53-13				SA 53-54-1		END R

		54		6				15																														54-2

		54		6				16																														54-3

		54		6				17																														54-4

		54		6				18																														54-5

		54		6				22																														54-6						R,S,TRN L

		54		6				24																														54-8

		54		6				25																														54-9						R

		54		6				27																														54-11

		54		6				28																														54-12

		54		6				31																														54-15

		54		6				33																														54-17

		54		6				37																														54-19

		54		6				38																														54-20

		54		6				39																														54-21						S,TRN R

		54		6				48																														54-26

		54		6				49																														54-27		Y				R

		54		6				50																										SC54-44-1

		54		6				51																										SC54-44-2

		61																														Y

		61																														Y

		61																														Y

		61																														Y

		61																														Y

		61																														Y

		61																																61-1

		61																																61-2

		61																														Y

		61																														Y

		61																														Y

		61																														Y

		61																														Y

		61																														Y

		61																														Y

		61																																				61-1		Y		SF 61-4

		61																																				61-5

		61		15																																		61-6

		61																																				61-7

		61																																				61-9

		61																																				61-10						L

		61																																				61-13

		61																																				61-14

		61																																				61-15		Y		SF 61-5

		61																																								SC 61-6		R

		61																																								SC 61-7		R,L

		61																																				61-16		Y				L2

		61																																				61-17

		61																																				61-18

		61																																				61/22-2				SA 61/22-2		END L

		61																														X

		61																														X

		61																														X

		61																														X

		61																																				61-32						L2

		61																																				61-34

		61																																				61-35

		61																																				61-37

		61																																				61-38

		61																																				61-39

		61																																				61-41						L

		61																																				61-42

		61																																				61-43

		61																																				61-45

		61																																				61-46

		61																																				61-48

		61																																				61-50		Y				L

		61																																				61-51						R

		61																																				61-52		Y

		61																																				61-53		Y				R

		61																																								SLB22/61-3		END R

		61																																				61-54		Y		SA 61-8		END 61

		62												SUBSTATION																TWO CIRCUITS														R

		62																																				62-1		Y		SF 62-1		R2

		62																																				62-2

		62																																				62-3

		62																																				62-4

		62																																				62-5				OCB

		62																																				62-6

		62																																				62-7

		62																																				62-8						R3

		62																																				62-10

		62																																				62-11

		62																																				62-12

		62																																				62-13

		62																																				62-14

		62																																				62-15

		62																																				62-16

		62																																				62-17

		62																																				62-18

		62																																				62-19

		62																																				62-20

		62																																				62-21

		62																																				62-22

		62																																				62-23						R3

		62																																				62-23R1						END R3

		62																																				62-24

		62																																				62-25

		62																																				62-26

		62																																				62-27						END R2

		62																																				62-27						"

		62																																				62-27						"

		62																																				62-1R1

		62																																				62-1L2

		62																																				62-1L3						L

		62																																				62-1L4						END R

		62												SECOND FEED FROM N. SUB

		62																														Y

		62																														Y

		62																														Y

		62																																				62-28		Y		SF 62-2		L

		62																																				62-28L2						R

		62																																				62-28L3		Y		????

		62																																Y

		62																																Y

		62																																Y

		62																																								SC 62/42-1		L,R2,

		62																																								SC 62/42-2

		62																																				62-28L4				SA 62-11

		62																																				62-28L5						R

		62																																				62-28L6						R2

		62																																				62-28L7		Y

		62																																				62-29		Y				L

		62																																				62-30						L

		62																																				62-31						L

		62																																				62-31L3		Y

		62																																				62-32		Y				L

		62																																				62-33

		62																																				62-34

		62																																				62-35

		62																																				62-36				SF 62-4

		62																																								SC 62-3		R,L

		62																																JC 62-1										R

		62																																								SC 62-5

		62																																JC 62-2										L,R,R2

		62																																JC

		62																																				62-40				SF 62-6

		62																																				62

		62																																				62

		62																																				62

		62																																				62-44

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62-54

		62																																				62

		62																																				62

		62																																				62

		62																																				62-59		Y		SF 62-7

		62																																JC 62-4

		62																																JC 62-4

		62																																JC 62-6										R

		62																																JC 62-7

		62																																JC

		62																																JC

		62																																JC 62-10

		62																																JC

		62																																				62-60		Y		SF 62-8

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62-73						R

		62																																				62-74				SF 62-9

		62																																JC										L

		62																																JC 62-13

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62-93		Y

		62																																				62

		62																																				62-95

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62

		62																																				62-115						R

		62																																				62

		62																																				62		Y				R2

		62																																				62

		62																																				62

		62																																				62		Y				S

		62																																JC										R2

		62																																				62

		62																																				62-120		Y		SF 62-10

		62																														Y

		62																														Y

		62																														Y

		62																														Y

		62																														Y

		62																																								SC 31-62-1		L

		62																																JC

		62																																JC

		62																																JC

		62																																JC

		62																																JC

		63						4																								4

		63						5																								5

		63						6																								6

		63						7																								7

		63						9																								8												L,R

		63						10																								9

		63						13																								8										SC63-43-1		L

		72		3				1																								Y

		72		3				2																								Y

		72		3				3																								Y

		72		3				4																								Y

		72		3				5																								Y

		72		3				6																								Y

		72		3				7																												1		44-72-1		Y

		72		3				8																												2		44-72-2

		72		3				9																												3		44-72-3

		72		3				10																												4		44-72-4

		72		3				11																												5		44-72-5

		72		3				12																												6		44-72-6

		72		3				13																												7		44-72-7

		72		3				14																												8		44-72-8

		72		3				15																												9		44-72-9

		72		3				16																												10		44-72-10

		72		3				17																												11		44-72-11

		72		3				18																												12		44-72-12

		72		3				19																												13		44-72-13

		72		3				20																												14		44-72-14

		72		3				21																												15		44-72-15

		72		3				22																												16		44-72-16

		72		3				23																												17		44-72-17

		72		3				24																												18		44-72-18

		72		3				25																												19		44-72-19

		72		3				26																												20		44-72-20

		72		3				27																												21		44-72-21

		72		3				28																												22		44-72-22

		72		3				29																												23		44-72-23

		72		3				30																												24		44-72-24

		72		3				31																												25		44-72-25

		72		3				32																												26		44-72-26

		72		3				33																												27		44-72-27

		72		3				34																												28		44-72-28

		72		3				35																												29		44-72-29

		72		3				36																												30		44-72-30

		72		3				37																												31		44-72-31

		72		3				38																												32		44-72-32

		72		3				39																												33		44-72-33

		72		3				40																												34		44-72-34

		72		3				41																												35		44-72-35

		72		3				42																												36		44-72-36

		72		3				43																												37		44-72-37

		72		3				44																												38		44-72-38

		72		3				45																												39		44-72-39

		72		3				46																												40		44-72-40

		72		3				47																												41		44-72-41

		72		3				48																												42		44-72-42

		72		3				49																												43		44-72-43

		72		3				50																												44		44-72-44

		72		3				51																												45		44-72-45

		72		3				52																												46		44-72-46		Y

		72		3				53																								Y

		72		3				54																								Y

		72		3				55																								Y

		72		3				56																								Y

		72		3				57																								Y

		72		3				58																										ATS								SC52-72		END 72



&CElectrical Distribution System

John.Klohr:
3PT JUNCTION IN MANHOLE

John.Klohr:
TO 62/43 TIE SWITCH

Rick.Wolfe: Needs to be tested

Rick.Wolfe:
Needs to be tested

Rick.Wolfe:
Needs to be tested

Rick.Wolfe:
SPLITS INTO 3 XFORMERS

Rick.Wolfe:
Not  on Feeder 44 !
Only on when Hospital Gen is on !

John.Klohr:
To Padmount then to next riser

John.Klohr:
feeder 46 feeds thru this transformer

John.Klohr:
Replacement for 3 pole mounts listed above

John.Klohr:
located in basement audio/visual flight

John.Klohr:
3PT JUNCTION IN MANHOLE

John.Klohr:
62 has two circuits exiting the North Sub

Rick.Wolfe:
NOT UP TO DATE !



Fdr 21

		Feeder		Priority		Old Facility_id		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		21		18																												1		22/21-2		1		SA 21-1

		21		18																												2		22/21-3

		21		18																												3		22/21-4

		21		18		22-008		3274		Power Plant Area Lights		1500		1500		10		7.2/12.4Y-120/240		M610741YPW		General Electric		1983		Pole, 1ph						4		22/21-5

		21		18																												5		22/21-6

		21		18		22-008		3274		Steam Pit		1007		1007		5		7.2/12.4Y-120/240		12134129		Molen		Test		Pole, 1ph						6		22/21-7		2

		21		18																												7		22/21-8

		21		18																												8		22/21-9						L

		21		18																												9		21-9L-1

		21		18		21-882		4251		Base Supply		82		82		50		7.2/12.4Y-120/240		7012329		Line Materials		Test		Pole, 1ph						10		21-9L-2

		21		18		21-882		4251		Base Supply		83		82		50		7.2/12.4Y-120/240		7012327		Line Materials		Test		Pole, 1ph						10		21-9L-2

		21		18		21-882		4251		Base Supply		84		82		50		7.2/12.4Y-120/240		7012326		Line Materials		Test		Pole, 1ph						10		21-9L-2

		21		18																												11		21-9L-3

		21		18																												12		21-9L-4						L2

		21		18		21-881		4241		Furniture Storage/EAST END		97		97		50		7.2/12.4Y-120/240		67E17713		Westinghouse		Test		Pole, 1ph						13		21-9L-4-L1						"

		21		18		21-881		4241		Furniture Storage/EAST END		98		97		50		7.2/12.4Y-120/240		68661127		Westinghouse		Test		Pole, 1ph						13		21-9L-4-L1						END L2

		21		18		21-881		4241		Furniture Storage/EAST END		99		97		50		7.2/12.4Y-120/240		656970925		Westinghouse		Test		Pole, 1ph						13		21-9L-4-L1						"

		21		18																												14		21-9L-5

		21		18		21-881		4241		Furniture Storage/Supply W. end		85		85		50		7.2/12.4Y-120/240		89NA063001		Magnetic Electric		Test		Pole, 1ph						15		21-9L-6

		21		18		21-882		4251		Furniture Storage/Supply W. end		85		85		50		7.2/12.4Y-120/240		89NA063001		Magnetic Electric		Test		Pole, 1ph						15		21-9L-6

		21		18		21-881		4241		Furniture Storage/Supply W. end		86		85		50		7.2/12.4Y-120/240		89NA063013		Magnetic Electric		Test		Pole, 1ph						15		21-9L-6

		21		18		21-882		4251		Furniture Storage/Supply W. end		86		85		50		7.2/12.4Y-120/240		89NA063013		Magnetic Electric		Test		Pole, 1ph						15		21-9L-6

		21		18		21-881		4241		Furniture Storage/Supply W. end		87		85		50		7.2/12.4Y-120/240		89NA063010		Magnetic Electric		Test		Pole, 1ph						15		21-9L-6

		21		18		21-882		4251		Furniture Storage/Supply W. end		87		85		50		7.2/12.4Y-120/240		89NA063010		Magnetic Electric		Test		Pole, 1ph						15		21-9L-6

		21		18		21-882		4251		Base Supply		88		88		50		7.2/12.4Y-120/240		881150711		RTE		Test		Pole, 1ph						16		21-9L-7

		21		18		21-882		4251		Base Supply		89		88		50		7.2/12.4Y-120/240		881173571		RTE		Test		Pole, 1ph						16		21-9L-7

		21		18		21-882		4251		Base Supply		90		88		50		7.2/12.4Y-120/240		881150712		RTE		Test		Pole, 1ph						16		21-9L-7

		21		18		21-882		4251		Base Supply		91		91		75		7.2/12.4Y-120/240		89A214662		Westinghouse		Test		Pole, 1ph						17		21-9L-8

		21		18		21-882		4251		Base Supply		92		91		75		7.2/12.4Y-120/240		89A214685		Westinghouse		Test		Pole, 1ph						17		21-9L-8

		21		18		21-882		4251		Base Supply		93		91		75		7.2/12.4Y-120/240		89A214664		Westinghouse		Test		Pole, 1ph						17		21-9L-8

		21		18																												18		21-9L-9						END L1

		21		18																												19		22/21-10

		21		18																												20		22/21-11

		21		18																												21		22/21-12		3

		21		18		22-035		5253		HAZMAT / Supply		1501		1501		500		277/480		1025951		Cooper		1992		Pad, FT

		21		18																												22		22/21-13						Lat R / Tn L

		21		18				5255		HAZMAT / Office		877		877		25		7.2/12.4Y-120/240		91105164		Cooper		1991		Pole, 1ph						23		21-R13-1						END/R

		21		18																												24		21-14				SA-21-2

		21		18		21-883		5250		GSA/BOM/CEMAS Self Help		1503		1503		25		7.2/12.4Y-120/240		871023109		RTE		1987		Pole, 1ph						25		21-15		4

		21		18		21-883		5250		GSA/BOM/CEMAS Self Help		1504		1503		25		7.2/12.4Y-120/240		871023122		RTE		1987		Pole, 1ph						25		21-15		4

		21		18		21-883		5250		GSA/BOM/CEMAS Self Help		1505		1503		25		7.2/12.4Y-120/240		911058168		CP		1991		Pole, 1ph						25		21-15		4

		21		18																												26		21-16

		21		18		21-884		5257		Base Supply		393		393		37.5		7.2/12.4Y-120/240		G749741-67A		General Electric		Test		Pole, 1ph						27		21-17

		21		18				5257		Base Supply		394		393		37.5		7.2/12.4Y-120/240		G749266-67K		General Electric		Test		Pole, 1ph						27		21-17

		21		18				5257		Base Supply		395		393		37.5		7.2/12.4Y-120/240		G749742-67K		General Electric		Test		Pole, 1ph						28		21-17

		21		18																												29		21-18

		21		18		21-883		5250		GSA/BOM/CEMAS Self Help		70		70		75		7.2/12.4Y-120/240		G748490-67K		General Electric		Test		Pole, 1ph						29		21-19

		21		18				5257		Base Supply		70		70		75		7.2/12.4Y-120/240		G748490-67K		General Electric		Test		Pole, 1ph						29		21-19

		21		18		21-883		5250		GSA/BOM/CEMAS Self Help		71		70		75		7.2/12.4Y-120/240		G748491-67K		General Electric		Test		Pole, 1ph						29		21-19

		21		18				5257		Base Supply		71		70		75		7.2/12.4Y-120/240		G748491-67K		General Electric		Test		Pole, 1ph						29		21-19

		21		18		21-883		5250		GSA/BOM/CEMAS Self Help		72		70		75		7.2/12.4Y-120/240		G7448489-67K		General Electric		Test		Pole, 1ph						29		21-19

		21		18				5257		Base Supply		72		70		75		7.2/12.4Y-120/240		G7448489-67K		General Electric		Test		Pole, 1ph						29		21-19

		21		18				5257		Base Supply		73		73		100		7.2/12.4Y-120/240		HI05927		Magnetic Electric		Test		Pole, 1ph						30		21-20

		21		18				5257		Base Supply		74		73		100		7.2/12.4Y-120/240		HI05925		Magnetic Electric		Test		Pole, 1ph						30		21-20

		21		18				5257		Base Supply		75		73		100		7.2/12.4Y-120/240		HIO5926		Magnetic Electric		Test		Pole, 1ph						30		21-20

		21		18																												31		21-21						L

		21		18		21-849		5223		Logistics Management		79		79		50		7.2/12.4Y-120/240		89A230658		Westinghouse		Test		Pole, 1ph				JC-21-1		32		21-L21-1		5				END

		21		18		21-849		5223		Logistics Management		80		79		50		7.2/12.4Y-120/240		89A230662		Westinghouse		Test		Pole, 1ph				JC-21-1		32		21-L21-1		5				"

		21		18		21-849		5223		Logistics Management		81		79		50		7.2/12.4Y-120/240		89A230659		Westinghouse		Test		Pole, 1ph				JC-21-1		32		21-L21-1		5				"

		21		18				21-59		Steam Pit		1013		1013		10		7.2/12.4Y-120/240		98112724		General Electric		Test		Pole, 1ph						33		21-22		6

		21		18																												34		21-23

		21		18																												35		21-24						S / Trn L

		21		18		21-765		5202		Dallas Housing		1051		1051		100		7.2/12.4Y-120/240		M2450334FNA		General Electric		Test		Pole, 1ph						36		21-S24-1

		21		18		21-768		5206		Dallas Garage		1051		1051		100		7.2/12.4Y-120/240		M2450334FNA		General Electric		Test		Pole, 1ph						36		21-S24-1

		21		18		21-770		5207		Dallas Housing		1051		1051		100		7.2/12.4Y-120/240		M2450334FNA		General Electric		Test		Pole, 1ph						36		21-S24-1

		21		18		21-766		5210		Dallas Housing		1051		1051		100		7.2/12.4Y-120/240		M2450334FNA		General Electric		Test		Pole, 1ph						36		21-S24-1

		21		18		21-767		5214		Dallas Housing		1051		1051		100		7.2/12.4Y-120/240		M2450334FNA		General Electric		Test		Pole, 1ph						36		21-S24-1

		21		18																												37		21-S24-2

		21		18																												38		21-S24-3				SA-21/34-1		END/S

		21		18																												39		21-24-L1

		21		18																												40		21-24-L2

		21		18																												41		21-24-L3

		21		18		21-760		4221		Dallas Housing		111		111		25		7.2/12.4Y-120/240		D3229218		Line Materials		Test		Pole, 1ph						42		21-24-L4						R

		21		18		21-756		4218		Dallas Housing		204		204		75		7.2/12.4Y-120/240		N411457YMTA		General Electric		Test		Pole, 1ph						43		21-24-L4-R1						END/R

		21		18		21-757		4222		Dallas Housing		204		204		75		7.2/12.4Y-120/240		N411457YMTA		General Electric		Test		Pole, 1ph						43		21-24-L4-R1						"

		21		18		21-759		4224		Dallas Housing		204		204		75		7.2/12.4Y-120/240		N411457YMTA		General Electric		Test		Pole, 1ph						43		21-24-L4-R1						"

		21		18		21-758		4220		Dallas Garage		204		204		75		7.2/12.4Y-120/240		N411457YMTA		General Electric		Test		Pole, 1ph						43		21-24-L4-R1						"

		21		18																												44		21-24-L5

		21		18		21-750		4213		Dallas Housing		113		113		25		7.2/12.4Y-120/240		D3229217		Line Materials		Test		Pole, 1ph						45		21-24-L6						R

		21		18		21-752		4210		Dallas Housing		114		114		75		7.2/12.4Y-120/240		DV124101		Line Materials		Test		Pole, 1ph						46		21-24-L6-R1						END/R

		21		18		21-753		4214		Dallas Housing		114		114		75		7.2/12.4Y-120/240		DV124101		Line Materials		Test		Pole, 1ph						46		21-24-L6-R1						"

		21		18		21-755		4216		Dallas Housing		114		114		75		7.2/12.4Y-120/240		DV124101		Line Materials		Test		Pole, 1ph						46		21-24-L6-R1						"

		21		18		21-754		4212		Dallas Garage		114		114		75		7.2/12.4Y-120/240		DV124101		Line Materials		Test		Pole, 1ph						46		21-24-L6-R1						"

		21		18																												47		21-24-L7

		21		18		21-749		4205		Dallas Housing		115		115		25		7.2/12.4Y-120/240		D3229210		Line Materials		Test		Pole, 1ph						48		21-24-L8						R

		21		18		21-746		4202		Dallas Housing		116		116		75		7.2/12.4Y-120/240		DV21604		Line Materials		Test		Pole, 1ph						49		21-24-L8-1						END/R

		21		18		21-747		4206		Dallas Housing		116		116		75		7.2/12.4Y-120/240		DV21604		Line Materials		Test		Pole, 1ph						49		21-24-L8-1						"

		21		18		21-748		4208		Dallas Housing		116		116		75		7.2/12.4Y-120/240		DV21604		Line Materials		Test		Pole, 1ph						49		21-24-L8-1						"

		21		18		21-751		4204		Dallas Garage		116		116		75		7.2/12.4Y-120/240		DV21604		Line Materials		Test		Pole, 1ph						49		21-24-L8-1

		21		18																												50		21-24-L9

		21		18		21-745		3211		Dallas Housing		117		117		25		7.2/12.4Y-120/240		D3340507		Line Materials		Test		Pole, 1ph						51		21-24-L10						R

		21		18		21-742		3200		Dallas Housing		118		118		75		7.2/12.4Y-120/240		DB124103		Line Materials		Test		Pole, 1ph						52		21-24-L10-R1						END/R

		21		18		21-743		3206		Dallas Housing		118		118		75		7.2/12.4Y-120/240		DB124103		Line Materials		Test		Pole, 1ph						52		21-24-L10-R1						"

		21		18		21-744		3214		Dallas Housing		118		118		75		7.2/12.4Y-120/240		DB124103		Line Materials		Test		Pole, 1ph						52		21-24-L10-R1						"

		21		18		21-735		3210		Dallas Garage		118		118		75		7.2/12.4Y-120/240		DB124103		Line Materials		Test		Pole, 1ph						52		21-24-L10-R1						"

		21		18																												53		21-24-L11

		21		18		21-740		3204		Dallas Housing		119		119		50		7200/12470Y-120/240		DV233219		Line Materials		Test		Pole Mt., 1ph						54		21-24-L12						END 21

		21		18		21-741		3205		Dallas Housing		119		119		50		7200/12470Y-120/240		DV233219		Line Materials		Test		Pole Mt., 1ph						54		21-24-L12						"

		21		18		21-738		3202		Dallas Garage		119		119		50		7200/12470Y-120/240		DV233219		Line Materials		Test		Pole Mt., 1ph						54		21-24-L12						"

		21		18		21-739		3203		Dallas Garage		119		119		50		7200/12470Y-120/240		DV233219		Line Materials		Test		Pole Mt., 1ph						54		21-24-L12						"

		21		18		21-736		3207		Dallas Garage		119		119		50		7200/12470Y-120/240		DV233219		Line Materials		Test		Pole Mt., 1ph						54		21-24-L12						"



&CFeeder 21 Inventory



Fdr 22

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		Tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		22		1						West Sub																						55		22-1		7		SK-22-1

		22		1																												1		22/21-2		1

		22		1																												2		22/21-3

		22		1																												3		22/21-4

		22		1																												4		22/21-5

		22		1																												5		22/21-6

		22		1																												6		22/21-7		2

		22		1																												7		22/21-8

		22		1																												8		22/21-9

		22		1																												19		22/21-10

		22		1																												20		22/21-11

		22		1																												21		22/21-12		3

		22		1																												22		22/21-13

		22		1																												56		22-14

		22		1																												57		22-15

		22		1																												58		22-16

		22		1																												59		22/23-22

		22		1																												60		22/23-1

		22		1																												61		22/23-3

		22		1																												62		22/23-5				SA-23-3

		22		1																												63		22/23-7

		22		1																												64		22/23-9

		22		1																												65		22/23-11		8

		22		1																												66		22/23-13

		22		1																												67		22/23-15

		22		1																												68		22/23-21

		22		1																												69		22/23-25

		22		1																												70		22/23-28

		22		1																												71		22/23-29						R,TRN L

		22		1																												72		22/23-29-R1

		22		1																												73		22/23-29-R2

		22		1																												74		22/23-29-R3

		22		1																												75		22/23-29-R4

		22		1																												76		22/23-29-R5		9

		22		1																																		SC-23/22-1		END R

		22		1																												77		22/23-30

		22		1																												78		22/23-31

		22		1																												79		22/23-32

		22		1																												80		22/23-33

		22		1																												81		22/23-34

		22		1																												82		22/23-35

		22		1																												83		22/23-35-R1

		22		1																												84		22/23-37

		22		1																												85		22/23-38

		22		1																												86		22-39

		22		1																												87		22-40		10				S,U/G

		22		1																										JC-22-22

		22		1						FUELS PUMP STATION		1675		1675		25		12.4/7.2-120/240		981089194		CP		1998		PD,F,FT,S,1PH,LA														END S

		22		1																												88		22-41		11		SA-22-4

		22		1																																		SC-22-1		L

		22		1				9199				1904		1904		25		12.4/7.2-120/240		941018457		CP		1994		PD,F,FT,S,3PH		.												END L

		22		1																								MH-22/31-1

		22		1																								MH-22/31-2

		22		1																										JC-22/31-1										L,R

		22		1						AF VAULT		1676		1676		225		12.4/7.2-277/480		9937012926		CP		1999		PD,F,FT,S,3PH,LA

		22		1				76-520		Comm		1994		1994		15		277/480-120/240		A0115-9T13F		Tierney		DRY		PD,1PH														END L

		22																												JC-22/31-1

		22		1						BAK-12		1680				25		120/240		9T21B1008		GE		DRY		PD,F,FT,S,3PH,LA		MH-22-1												END R

		22		1																								MH-22/31-3

		22		1																								MH-22/31-4

		22																										MH-22/31-5

		22		1																																		SC-22/31-1		R

		22		1																										JC-22-23

		22		1																																		SC-22/31-2		END R

		22		1																										LB-22-1										L, Trn R

		22		1																										JC-22-13										L2

		22		1				13196				1677		1677		750		12.4/7.2-277/480		97L72307		PAUWELS		NON		PD,3PH,F,FT,S,LA		MH-22-10												END L2

		22		1																										JC-22-14										L-2

		22		1																										JC-22-15										L-3

		22		1				12095				990		990		150		12.4/7.2-240/480		88JA085022		WH		NON		PD,3PH,F,FT,S,LA														END-L3

		22		1																										JC-22-16

		22		1																										JC-22-17

		22		1																										JC-22-18

		22		1																												555		22-41-L1		196		SF-22-12

		22		1																												556		22-41-L2

		22		1																												557		22-41-L3

		22		1																												558		22-41-L4

		22		1																												559		22-41-L5

		22		1																												560		22-41-L6

		22		1																												561		22-41-L7

		22		1																												562		22-41-L8

		22		1																												563		22-41-L9

		22		1																												564		22-41-L9A

		22		1																												565		22-41-L9H

		22		1						BIO-EARTH/FUEL DEPOT		1780		1780		15		7.2/12.4-120/240		98NK250040		CP		1998		P, 1PH						566		22-41-L9S		197				END L2

		22		1																										JC-22-19										L2

		22		1								1992		1992		25		12.4/7.2-120/240		88JA072174		WH		NON		PD,3PH,FT,LA,F,S														END L2

		22		1																										JC-22-20

		22		1																										JC-22-21										R

		22		1						spare behind 381 bfeild		1678		1678		75		12.4/7.2-240/480		88JA74123		WH		NON		PD,3PH,S,F,FT														END R

		22		1																										JC-22-22A

		22		1																																		SC-22/31-3		END L

		22		1																										LB-22-2

		22		1																										LB-22-3										L,R

		22		1		41-659		13251				706		706		75		12.4/7.2-240/480		88JA073213		Westinghouse		NON		PD, 3PH,F,FT,S,LA														END L

		22		1																										LB-22-41

		22		1		41-700		13272		In-Flight Kitchen		708		708		225		12.4/7.2-120/208		88JA083058		WH		NON		PD, 3PH,F,FT,S,LA														END R

		22		1																										LB-22-42										R

		22		1						BIO-VENTS		707		707		25		7.2/12.4-120/240		88JA072198		WH		NON		PD,1PH,F,FT S,LA														END R

		22		1																										LB-22-42B

		22		1																										LB-22-4										L,R

		22		1						FUELS		1685		1685		75		12.4/7.2-277/480		969003473		CP		1996		PD,3PH,F,FT,S														END L

		22		1																										LB-22-5										R,S,L

		22		1																										JC-22-5B

		22		1						FUELS		1681		1681		15		7.2/12.4-120/240		9905004695		CP		1999		PD, 1PH,F,FT,LA														END R

		22		1																								MH-22-11

		22		1																								MH-22-12

		22		1																								MH-22-13

		22		1		42-100		13373		One Building / Ramp		1682		1682		112		12.4/7.2-277/480		920482A1		Sq D		1992		PD, 3PH, F,FT

		22		1																								MH-22-14

		22		1																								MH-22-15

		22		1																								MH-22-16

		22		1																								MH-22-17

		22		1																								MH-22-18

		22		1						GCA		1683		1683		150		12.4D-120/208		896001103		RTE		TEST		PD, 3PH, F, FT														END S

		22		1		NA		15358				1684		1684		75		12.4/7.2-120/208		17570		T&R ELECTRIC		TEST		PD, 3PH,F,FT,														END L

		22		1																										LB-22-6										L,R

		22		1																										LB-22-6B										L2,R2

		22		1		NA		15361				1686		1686		25		7.2/120/240		96LJ545001		CP		1996		PD,1PH,F,FT														END L2

		22		1																								MH-22-25

		22		1				16385		FUELS, JP-8		1687		1687		750		12.4/7.2-277/480		000247VA		SQ D		NON		PD,3PH,F,FT,S,LA		MH-22-26												END R2

		22		1		NA		15365				1688		1688		750		12.4/7.2-277/480		9937011187		CP		1999		PD,3PH,F,FT,S														END L

		22		1		42-525		15380		AIR FREIGHT TERMINAL		717		717		1000		12.4D-277/480		PRH0679		BALTEAU		TEST		PD, 3PH, F,FT,S,LA														END R

		22		1																										LB-22-7

		22		1																												567		22-41-R2		198		SA-22-5

		22		1																												568		22-41-R3						L

		22		1								648		648		15		7.2/12.4-120/240		9873403		GE		TEST		P,1PH						569		22-41-R3-R1		199

		22		1						FUEL TANK		718		718		10		7.2/12.4-120/240		67AK11274		WH		TEST		P,1PH						570		22-41-R3-R2		200,201				END L

		22		1																												571		22-41-R4

		22		1																												572		22-41-R5

		22		1																												573		22-41-R6						L,R

		22		1																												574		22-41-R6-L1

		22		1																												575		22-41-R6-L2		202		SF-22-6

		22		1																										LB-22-8										L2

		22		1						PIT 5		719		719		25		7.2/12.4-120/240		88JA073050		WH		NON		PD,1PH,F,FT,S,LA														END L2

		22		1																										LB-22-43

		22		1																										LB-22-9										R2

		22		1						PIT 4		720		720		75		12.4/7.2-240/480		88JA074163		WH		NON		PD,3PH,F,FT,S,LA														END R2

		22		1																										LB-22-10										R2

		22		1		84-050		17386				1902		1902		25		7.2/12.4-120/240		88JA072210		WH		NON		PD,1PH,F,FT,S,LA														END R2

		22		1																										LB-22-11

		22		1																										LB-22-12										R2

		22		1		42-500		16322		CIVIL AIR PATROL		722		722		225		12.4D-120/208		62141		RE UPTEGRAFF		1953T		PD,3PH		MH-22-27												END R2

		22		1																										JC-22-12A

		22		1						OLD FUEL AREA		1689		1689		75		12.4/7.2-277/480		979005759		CP		1997		PD,3PH,F,FT,S														END L

		22		1																												576		22-41-R6-R1

		22		1		42-450		16437				723		723		10		12.4/7.2-120/240		9812251		GE		TEST		P,1PH						577		22-41-R6-R2

		22		1		42-450		16437				724		723		10		12.4/7.2-120/240		9830993		GE		TEST		P,1PH						577		22-41-R6-R2

		22		1		42-450		16437				725		723		10		12.4/7.2-120/240		9812730		GE		TEST		P,1PH						577		22-41-R6-R2

		22		1																												578		22-41-R6-R3

		22		1																												579		22-41-R6-R4		203				R2

		22		1		42-425		16430		C-12 OPERATIONS		1690		1690		500		12.4/7.2-120/208		824992		JERRY'S		NON		PD,3PH,F,FT

		22		1		42-425		16430		C-12 OPERATIONS		1691		1691		150		12.4/7.2-277/480		9937016386		CP		1999		PD,3PH,F,FT														END R2

		22		1																												580		22-41-R6-R5		204,205		SF-22-7

		22																										MH-22-28

		22																										MH-22-29

		22																										MH-22-30

		22		1																										JC-22-51										R2

		22		1																												987		22-41-R6-R6		312,313		SF-22-8		L

		22		1								1781		1781		10		7.2/12.4-240/480		951033506		CP		1995		P,1PH						988		22-41-R7-R7		314				END L

		22		1																												989		22-41-R6-R6-R1		315				L

		22		1		42-400		15455		HANGAR 10		789		789		37.5		7.2/12.4-120/240		S855F1419		WH		TEST		P,1PH						989,990

		22		1		42-400		15455		HANGAR 10		790		789		37.5		7.2/12.4-120/240		S5600741		WH		TEST		P,1PH						989,990

		22		1		42-400		15455		HANGAR 10		791		789		37.5		7.2/12.4-120/240		S55F1430		WH		TEST		P,1PH						989,990

		22		1																												990		22-41-R6-R6-1H

		22		1		42-400		15455		HANGAR 10		786		786		25		7.2/12.4-240/480		N820846YJX		GE		TEST		P,1PH						991		22-41-R6-R6-R1-L1						END L

		22		1		42-400		15455		HANGAR 10		787		786		25		7.2/12.4-240/480		N89G1YJX		GE		TEST		P,1PH						991		22-41-R6-R6-R1-L1						"

		22		1		42-400		15455		HANGAR 10		788		786		25		7.2/12.4-240/480		N82065YJX		GE		TEST		P,1PH						991		22-41-R6-R6-R1-L1						"

		22		1																												992		22-41-R6-R6-R2

		22		1																												993		22-41-R6-R6-R3		316				END L

		22		1																												994		22-41-R6-R6-R3-L1		317				L2

		22		1								792		792		75		12.4D-120/208		836004842		GOULD		TEST		PD,3PH														END L2

		22		1																												995		22-41-R6-R6-R3-L2		318

		22		1				15438				796		796		15		7.2/12.4-120/240		871101293		RTE		TEST		P,1PH						996		22-41-R6-R6-R4		319

		22		1		42-335		15431				1782		1782		75		7.2/12.4-120/240		92A371046		ABB		1995		P,1PH						997		22-41-R6-R6-R5		320

		22		1		42-335		15431				1783		1782		75		7.2/12.4-120/240		92A371051		ABB		1995		P,1PH						997		22-41-R6-R6-R5		320

		22		1		42-335		15431				1784		1782		75		7.2/12.4-120/240		92A371047		ABB		1995		P,1PH						997		22-41-R6-R6-R5		320

		22		1		42-375		15432				1782		1782		75		7.2/12.4-120/240		92A371046		ABB		1995		P,1PH						997		22-41-R6-R6-R5		320

		22		1		42-375		15432				1783		1782		75		7.2/12.4-120/240		92A371051		ABB		1995		P,1PH						997		22-41-R6-R6-R5		320

		22		1		42-375		15432				1784		1782		75		7.2/12.4-120/240		92A371047		ABB		1995		P,1PH						997		22-41-R6-R6-R5		320

		22		1		42-330		15423				1782		1782		75		7.2/12.4-120/240		92A371046		ABB		1995		P,1PH						997		22-41-R6-R6-R5		320

		22		1		42-330		15423				1783		1782		75		7.2/12.4-120/240		92A371051		ABB		1995		P,1PH						997		22-41-R6-R6-R5		320

		22		1		42-330		15423				1784		1782		75		7.2/12.4-120/240		92A371047		ABB		1995		P,1PH						997		22-41-R6-R6-R5		320

		22		1																												998		22-41-R6-R6-R6

		22		1																												999		22-41-R6-R6-R7

		22		1																												1000		22-41-R6-R6-R8		321				L

		22		1		42-302		14415				901		901		225		12.4D-277/480		P009737		GE		1985		PD,3PH,S														END L

		22		1																												1001		22-41-R6-R6-R9

		22		1																												1002		22-41-R6-R6-R10

		22		1																												1006		22-41-R6-R6-R1

		22		1								906		906		37.5		7.2/12.4-240/480								P,1PH						1007		22		325				R3

		22		1						PART OF H-FRAME																						1008		22-41-R6-R6-R

		22		1		42-300		14410		ON H-FRAME		908		908		37.5		7.2/12.4-120/240		S56F1425		WH		TEST		P,1PH						1008,1009

		22		1		42-300		14410		ON H-FRAME		909		908		37.5		7.2/12.4-120/240		S55F1429		WH		TEST		P,1PH						1008,1009

		22		1		42-300		14410		ON H-FRAME		910		908		37.5		7.2/12.4-120/240		S55T1428		WH		TEST		P,1PH						1008,1009

		22		1						PART OF H-FRAME																						1009		22-41-R6-R6-R1H

		22		1																												1010		22-41-R6-R6-R12-R2		326				R3

		22		1		42-300		14410				907		907		750		12.4D-277/480		891069A1		SQ D		TEST		PD, 3PH														END R3

		22		1																												1005		22-41-R6-R6-R12-L1

		22		1				14408				902		902		75										P, 3PH						1004		22-41-R6-R6-R12-L2		324

		22		1																												`		22-41-R6-R6-R12-L3		322,323

		22		1				14431		FIREHOUSE		1692		1692		75		12.4/7.2-120/208		979004815		SQ D		1997		PD,3PH,F,FT,S														END R2

		22																										MH-22-31

		22																										MH-22-32

		22																										MH-22-33

		22		1																								MH-22-34										SLB-22-9		R2

		22		1				15510		JMC		1693		1693		500		12.4/7.2-277/480		9560000979		CP		1995		PD, 3PH,F,FT,S,LA														END R2

		22		1																								MH-22-35										SLB-22-10		R2

		22		1								1694		1694		75		12.4/7.2-277/480		949003105		CP		NON		PD,3PH,F,FT														END R2

		22										2020		2020												PD

		22		1																								MH-22-36

		22		1																								MH-22/61-37										SLB-22/61-3

		22		1																																		SC-22/61-1

		22		1				15524		AF VAULT		1695		1695		500		12.4/7.2-277/480		956000978		CP		1995		PD, 3PH,F,FT,S,LA														END R

		22		1																												581		22-41-R7

		22		1																												582		22-41-R8

		22		1																												583		22/61-43				SA-61/22-2		END 22



&CFeeder 22 Inventory

Eric.Allain:
JC Box needs to be labled.

Eric.Allain:
22 IS MISSING FROM POLE LABLE.

Eric.Allain:
THE FIRST 2 IN 22 IS MISSING ON POLE LABLE

Eric.Allain:
POLE LABLE NEEDS TO BE PUT ON POLE

Eric.Allain:
POLE LABLE NEEDS TO BE PUT ON POLE



Fdr 23

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		23																														89		23-1		12		SA-23-1

		23																														90		23/24-2		13		SA-24-1

		23																														91		23/24-3

		23																														92		23/24-4

		23																														93		23/24-5

		23																														94		23/24-6

		23																														95		23/24-7

		23																														96		23/24-8		14

		23																														97		23/24-9

		23																														98		23/24-10

		23																														99		23/24-11

		23																														100		23/24-12

		23																														101		23/24-13		15

		23																														102		23/24-14

		23																														103		23/24-15

		23																														104		23/24-16

		23																														105		23-17

		23																														106		23-18

		23																														107		23-19						R

		23				22-064		6253		PMEL		55		55		100		12470D-120/240		881030856		RTE		1988		Pole, 1ph						108		23-20-R1						END R

		23				22-064		6253		PMEL		56		55		100		12470D-120/240		881030857		RTE		1988		Pole, 1ph						108		23-20-R1						"

		23				22-064		6253		PMEL		57		55		100		12470D-120/240		881030855		RTE		1988		Pole, 1ph						108		23-20-R1						"

		23																														109		23-21

		23																														59		22/23-22						S, Trn R

		23																														110		23/34-1				SA-23/34-2		END S

		23																														60		22/23-1

		23																														61		22/23-3

		23																														62		22/23-5				SA-23-3

		23																														63		22/23-7						L,R

		23						6258		Recycle Shop		1073		1073		75		240/480		91101694		CP		91		Pole, 1ph						111		23-7-L1						END L

		23						6258		Recycle Shop		1074		1073		75		240/480		91101692		CP		91		Pole, 1ph						111		23-7-L1						"

		23						6258		Recycle Shop		1075		1073		75		240/480		91101693		CP		91		Pole, 1ph						111		23-7-L1						"

		23				31-349		6262		MWR Boat Maint / Storage		1613		1613		100		120/240		K3264781Y728A		GE		TEST		Pole, 1ph						112		23-7-R1						END R

		23				31-349		6262		MWR Boat Maint / Storage		1614		1613		100		120/240		M228506YFNA		GE		TEST		Pole, 1ph						112		23-7-R1						"

		23				31-349		6262		MWR Boat Maint / Storage		1615		1613		100		120/240		2560308003		PT		1964		Pole, 1ph						112		23-7-R1						"

		23				32-050		6263		Corrosion Control		1613		1613		100		120/240		K3264781Y728A		GE		TEST		Pole, 1ph						112		23-7-R1						"

		23				32-050		6263		Corrosion Control		1614		1613		100		120/240		M228506YFNA		GE		TEST		Pole, 1ph						112		23-7-R1						"

		23				32-050		6263		Corrosion Control		1615		1613		100		120/240		2560308003		PT		1964T		Pole, 1ph						112		23-7-R1						"

		23				31-351		6264		Barrier Maintenance Shop		1613		1613		100		120/240		K3264781Y728A		GE		TEST		Pole, 1ph						112		23-7-R1						"

		23				31-351		6264		Barrier Maintenance Shop		1614		1613		100		120/240		M228506YFNA		GE		TEST		Pole, 1ph						112		23-7-R1						"

		23				31-351		6264		Barrier Maintenance Shop		1615		1613		100		120/240		2560308003		PT		1964T		Pole, 1ph						112		23-7-R1						"

		23				31-352		6266		Warm Vehicle Storage		1613		1613		100		120/240		K3264781Y728A		GE		TEST		Pole, 1ph						112		23-7-R1						"

		23				31-352		6266		Warm Vehicle Storage		1614		1613		100		120/240		M228506YFNA		GE		TEST		Pole, 1ph						112		23-7-R1						"

		23				31-352		6266		Warm Vehicle Storage		1615		1613		100		120/240		2560308003		PT		1964T		Pole, 1ph						112		23-7-R1						"

		23																														64		22/23-9

		23																														65		22/23-11		8				R

		23						6265				1616		1616		1000		7.2/12.4-277/480		970640VA		SD		NON		Pd, 3ph, F,Fdthru														END R

		23																														66		22/23-13						R

		23				31-022		7263		AFCS Maintenance		866		866		25		120/240		911049263		CP		91		Pole, 1ph						113		23-13-R1		18				END R

		23				31-022		7263		AFCS Maintenance		872		866		25		120/240		98NN200004		CP		NON		Pole, 1ph						113		23-13-R1		18				"

		23				31-022		7263		AFCS Maintenance		873		866		25		120/240		R9NN200001		CP		NON		Pole, 1ph						113		23-13-R1		18				"

		23						7265				866		866		25		120/240		911049263		CP		91		Pole, 1ph						113		23-13-R1		18				"

		23						7265				872		866		25		120/240		98NN200004		CP		NON		Pole, 1ph						113		23-13-R1		18				"

		23						7265				873		866		25		120/240		R9NN200001		CP		NON		Pole, 1ph						113		23-13-R1		18				"

		23																														67		22/23-15						L

		23																														114		23-15-L1		19

		23						7242		Combat Comm (Guard)		1617		1617		50		120/240		941095577		CP		94		Pole, 1ph						115		23-15-L2		19				END L

		23						7242		Combat Comm (Guard)		1618		1617		50		120/240		941099576		CP		94		Pole, 1ph						115		23-15-L2		19				"

		23						7242		Combat Comm (Guard)		1619		1617		50		120/240		941095575		CP		94		Pole, 1ph						115		23-15-L2		19				"

		23						7250		U-Drive It		1617		1617		50		120/240		941095577		CP		94		Pole, 1ph						115		23-15-L2		19				"

		23						7250		U-Drive It		1618		1617		50		120/240		941099576		CP		94		Pole, 1ph						115		23-15-L2		19				"

		23						7250		U-Drive It		1619		1617		50		120/240		941095575		CP		94		Pole, 1ph						115		23-15-L2		19				"

		23						31-3		Steam Pit 31-1		1617		1617		50		120/240		941095575		CP		94		Pole, 1ph						115		23-15-L2		19				"

		23																														68		22/23-21						R

		23				31-375		7271		Community Center		813		813		25		120/240		911058157		CP		91		Pole, 1ph						116		23-21-R1						END R

		23				31-375		7271		Community Center		815		813		25		120/240		911058164		CP		91		Pole, 1ph						116		23-21-R1						"

		23				31-375		7271		Community Center		820		813		25		120/240		911058173		CP		91		Pole, 1ph						116		23-21-R1						"

		23																														69		22/23-25

		23						31-5		Steam Pit 31-5		318		813		15		120/240		2560303013		PT		64		Pole, 1ph						70		22/23-28

		23																														71		22/23-29						L,Trn R

		23																														77		22/23-30

		23																														78		22/23-31

		23																														79		22/23-32

		23																														80		22/23-33						R

		23																														117		23-33-R1		20

		23				31-420		8237		Metal Technology		1620		1620		300		7.2/12.4Y-277/480		96J123052		ABB		NON		Pd, 3ph, Fdthru,

		23				31-420		8237		Metal Technology		1621		1621		112		7.2/12.4Y-120/208		96J124252		ABB		NON		Pd, 3ph, Fdthru, LA														END R

		23																														81		22/23-34

		23																														82		22/23-35						R

		23																														83		22/23-35-R1						L2

		23																														118		23-26

		23						8199				276		276		25		7.2/12.4Y-120-240		86A252181		WH		NON		Pole, 1ph						119		23-27						END L2

		23						8199				277		276		25		7.2/12.4Y-120-240		86A252188		WH		NON		Pole, 1ph						119		23-27						"

		23						8199				278		276		25		7.2/12.4Y-120-240		86A252179		WH		NON		Pole, 1ph						119		23-27						"

		23																														84		22/23-37

		23																														85		22/23-38

		23																														120		23-35-R3

		23				31-260		8197		Disaster Preparedness		274		274		25		7.2/12.4Y-120/240		983168664P		GE		TEST		Pole, 1ph						121		23-35-R5						END R

		23																														122		23-36

		23																														123		23-37

		23																														124		23-38						L2

		23				31-326		7210		Telephone Main Repair		865		865		25		120/240		911048413		CP		91		Pole, 1ph						125		23-38-L1

		23				31-326		7210		Telephone Main Repair		876		865		25		120/240		911049259		CP		91		Pole, 1ph						125		23-38-L1

		23				31-326		7210		Telephone Main Repair		1622		865		25		120/240		911048399		CP		91		Pole, 1ph						125		23-38-L1

		23																														126		23-38-L2

		23																														127		23-38-L3						L3

		23								Headbolt Heaters		1634		1634		50		120/240		891109981		RTE		95		Pole, 1ph						128		23-38-L4		21

		23				31-338		7228		Refuel Vehicle Shop		543		543		15		120/240		911008825		CP		91		Pole, 1ph						129		23-38-L5						END L3

		23				31-338		7228		Refuel Vehicle Shop		546		543		15		120/240		911057653		CP		91		Pole, 1ph						129		23-38-L5						"

		23				31-338		7228		Refuel Vehicle Shop		552		543		15		120/240		911057646		CP		91		Pole, 1ph						129		23-38-L5						"

		23				31-324		7201		Gas Station		824		824		25		120/240		911058162		CP		91		Pole, 1ph						130		23-38-L6		22				END L2

		23				31-324		7201		Gas Station		825		824		25		120/240		911058159		CP		91		Pole, 1ph						130		23-38-L6		22				"

		23				31-324		7201		Gas Station		826		824		25		120/240		911058165		CP		91		Pole, 1ph						130		23-38-L6		22				"

		23																														131		23-40				SA-23-4

		23																														132		31/23-80						R

		23																														133		31/23-81						END R

		23																														134		31/23-79

		23																														135		31/23-78

		23																														136		31/23-77						R

		23																														137		23-77-L1		23

		23						7176		Polar Bowl		1623		1623		500		7.2/12.4Y-120-208		82099-5		JE		NON		Pd,3ph,F,FT														END R

		23																														138		31/23-76

		23																														139		31/23-75

		23																														140		31/23-74		24				R

		23																														141		23-42				SA-23-5

		23						7181		Child Care Center		263		263		25		7.2/12.4Y-120/240		K471068K71		GE		Test		Pole, 1ph						142		23-43		25

		23						7181		Child Care Center		1961		263		25		7.2/12.4Y-120/240		911049252		CP		1991		Pole, 1ph						142		23-43		25

		23						7181		Child Care Center		265		263		25		7.2/12.4Y-120/240		K471088K71		GE		Test		Pole, 1ph						142		23-43		25

		23																														143		23-45						L2

		23																														144		23-45-L1						R2 1ph

		23																														145		23-45-L2

		23								Steam Pit		526		536		10		120/240		911062001		CP		91		POLE, 1PH						146		23-45-L3						END R2

		23																														147		23-45-L4

		23				21-114		6165		Cope Thunder Dorm		887		887		37		120/240		911063724		CP		91		Pole, 1ph						148		23-45-L5						END L2

		23				21-114		6165		Cope Thunder Dorm		896		887		37		120/240		911063723		CP		91		Pole, 1ph						148		23-45-L5						"

		23				21-114		6165		Cope Thunder Dorm		897		887		37		120/240		911063714		CP		91		Pole, 1ph						148		23-45-L5						"

		23						6178		Cope Thunder Dorm		887		887		37		120/240		911063724		CP		91		Pole, 1ph						148		23-45-L5

		23						6178		Cope Thunder Dorm		896		887		37		120/240		911063723		CP		91		Pole, 1ph						148		23-45-L5

		23						6178		Cope Thunder Dorm		897		887		37		120/240		911063714		CP		91		Pole, 1ph						148		23-45-L5

		23																														149		23-47

		23				31-147		7163		Recreation Center		831		831		50		120/240		911057596		CP		91		Pole, 1ph						150		23-49

		23				31-147		7163		Recreation Center		1624		831		50		120/240		911057587		CP		91		Pole, 1ph						150		23-49

		23				31-147		7163		Recreation Center		833		831		50		120/240		911057580		CP		91		Pole, 1ph						150		23-49

		23																														151		23-51

		23																														152		23-53

		23																														153		23-55		26				R2

		23				31-145		7135		Kashim Enlisted Club		259		259		300		12.4D-120/208		M126379		GE		Test		Pd, 3ph														END R2

		23																														154		23-57

		23																														155		23-59		27				L2

		23				21-200		6136		Skills Dev Center		258		258		225		7.2/12.4Y-120/208		N011047TDSA		GE		1990		Pd, 3ph, LF														END L2

		23																														156		23-61

		23								Little League Outlets		1630		1630		10		120/240		911062014		CP		91		Pole, 1ph						157		23-62		28				END R

		23																														158		31/23-73

		23																														159		31/23-72

		23																														160		31/23-71

		23																														161		31/23-70		29,30

		23																														162		31/32/23-69				SA-32/23-3		END L

		23																														72		22/23-29-R1

		23																														73		22/23-29-R2

		23																														74		22/23-29-R3

		23																														75		22/23-29-R4						L

		23								Steam Pit		330		330		10		7.2/12.4-120/240		N405661YLTA		GE		NON		Pole, 1ph						163		23-29-R4-L1

		23																														164		23-29-R4-L2

		23																														165		23-29-R4-L3						R

		23				31-343		8228		Troop Subsistence Warehouse		829		829		50		120/240		911061096		CP		1991		Pole, 1ph						166		23-29-R4L3A						END R

		23				31-343		8228		Troop Subsistence Warehouse		830		829		50		120/240		911057591		CP		1991		Pole, 1ph						166		23-29-R4L3A						"

		23				31-343		8228		Troop Subsistence Warehouse		831		829		50		120/240		911057583		CP		1991		Pole, 1ph						166		23-29-R4L3A						"

		23								Area Lighting		1032		1032		37.5		7.2/12.4Y-120/240		75AC8519		WH		TEST		Pole, 1ph						167		23-29-R4-L4

		23																														168		23-29R4-L5		32

		23				32-167																										169		23-29-R4-L6		33

		23						9268		Oxygen General Plant		1732		1732		225		120/208		97901087		CP		1997		PAD														END L

		23																														76		22/23-29-R5		9

		23																																				SC-23/22-1

		23																														170		23-29-L1		34				L,Trn R

		23																														171		23-29-L2

		23																														172		23-29-L3

		23						7301		Outdoor Recreation Center		332		332		75		12.4D-120/240		881030852		RTE		NON		Pole, 1ph						173		23-29-L4

		23						7301		Outdoor Recreation Center		333		332		75		12.4D-120/240		881030854		RTE		NON		Pole, 1ph						173		23-29-L4

		23						7301		Outdoor Recreation Center		334		332		75		12.4D-120/240		881030853		RTE		NON		Pole, 1ph						173		23-29-L4

		23						7301		Outdoor Recreation Center		332		332		75		12.4D-120/240		881030852		RTE		NON		Pole, 1ph						174		23-29-L5		35,36

		23						7301		Outdoor Recreation Center		333		332		75		12.4D-120/240		881030854		RTE		NON		Pole, 1ph						174		23-29-L5		35,36

		23						7301		Outdoor Recreation Center		334		332		75		12.4D-120/240		881030853		RTE		NON		Pole, 1ph						174		23-29-L5		35,36				END L

		23																														175		23-29-R7						R

		23																														176		23-29-R7-R1

		23						8317				885		885		37.5		120/240		911063726		CP		1991		Pole, 1ph						177		23-29-R7-R2						END R

		23						8317				886		885		37.5		120/240		911063719		CP		1991		Pole, 1ph						177		23-29-R7-R2						"

		23						8317				1625		885		37.5		120/240		911063712		CP		1991		Pole, 1ph						177		23-29-R7-R2						"

		23																														178		23-29-R8

		23																														179		23-29-R9

		23																														180		23-29-R10						L,R

		23						8306		Liquid Fuel Maint.		335		335		37.5		12.4D-120/240		881042102		RTE		NON		Pole, 1ph						181		23-29-R10-L1						END L

		23						8306		Liquid Fuel Maint.		336		335		37.5		12.4D-120/240		881042101		RTE		NON		Pole, 1ph						181		23-29-R10-L1						"

		23						8306		Liquid Fuel Maint.		337		335		37.5		12.4D-120/240		881042100		RTE		NON		Pole, 1ph						181		23-29-R10-L1						"

		23																														182		23-29-R10-R2

		23																														183		23-29-R10-R3		37		SA-23-6

		23						8326		Age		938		938		225		4.1/2.4-416/240		C864244		CP		Test		Pd, 3ph

		23						8326		Age		339		339		225		4.1/2.4-416/240		136A9844		CP		Test		Pd, 3ph														END R

		23																														184		23-29-R11						R

		23																														185		23-29-R11A

		23																														186		23-29-R11-R1

		23																														187		23-29-R11-R2

		23																														188		23-29-R11-R3		38				R2

		23								Headbolt Heaters		049		049		225		12.4D-120/208		886009814		GTE		TEST		Pd, 3ph,F,S,														END R2

		23																														189		23-29-R11-R4

		23						9341		P&G Shed		1626		1626		50		120/240		921116069		CP		1992		Pole, 1ph						190		23-29-R11-R5		39,40				END R

		23						9341		P&G Shed		1627		1626		50		120/240		931002806		CP		1993		Pole, 1ph						190		23-29-R11-R5		39,40				"

		23						9341		P&G Shed		1628		1626		50		120/240		931015401		CP		1993		Pole, 1ph						190		23-29-R11-R5		39,40				"

		23						9341		Spill Barn		1626		1626		50		120/240		921116069		CP		1992		Pole, 1ph						190		23-29-R11-R5		39,40				"

		23						9341		Spill Barn		1627		1626		50		120/240		931002806		CP		1993		Pole, 1ph						190		23-29-R11-R5		39,40				"

		23						9341		Spill Barn		1628		1626		50		120/240		931015401		CP		1993		Pole, 1ph						190		23-29-R11-R5		39,40				"

		23																														191		23-29-R12

		23																														192		23-29-R14						L

		23				32-179		9311		Hanger 6 Army C12		343		343		50		12.4D-120/240		81041470		RTE		TEST		Pole, 1ph						193		23-29-R14-L1		41				END L

		23				32-179		9311		Hanger 6 Army C12		344		343		50		12.4D-120/240		881641472		RTE		TEST		Pole, 1ph						193		23-29-R14-L1		41				"

		23				32-179		9311		Hanger 6 Army C12		345		343		50		12.4D-120/240		881041471		RTE		TEST		Pole, 1ph						193		23-29-R14-L1		41				"

		23										1629		1629		25		7.2/12.4Y-120/240		5044181		CP		2000		Pd, 1ph, F, Fdthru						193		23-29-R14-L1		41				"

		23																														194		23-29-R14B

		23																														195		23-29-R15-R1						R

		23																														196		23-29-R15-R2		42

		23						9336				814		814		225		12.4D-120/208		P492591TXC		GE		1988		Pd, 3ph,S,F														END R

		23																														197		23-29-R16						R

		23						9327				350		350		50		7.2/12.4Y-120/240		89NA063015		ME		NON		Pole, 1ph						198		23-29-R16-R1						END R

		23						9327				351		350		50		7.2/12.4Y-120/240		89NA063002		ME		NON		Pole, 1ph						198		23-29-R16-R1						"

		23						9327				352		350		50		7.2/12.4Y-120/240		89NA063003		ME		NON		Pole, 1ph						198		23-29-R16-R1						"

		23																														199		23-29-R17

		23																														200		23-29-R18						R

		23																														201		23-29-R18-R1

		23																														202		23-29-R18-R2

		23						9340				353		353		25		12.4D-120/240		881042890		RTE		NON		Pole, 1ph						203		23-29-R18-R3

		23						9340				354		353		25		12.4D-120/240		881042891		RTE		NON		Pole, 1ph						203		23-29-R18-R3

		23						9340						353		25		12.4D-120/240		881041462		RTE		NON		Pole, 1ph						203		23-29-R18-R3

		23																														204		23-29-R18-R4		43

		23								P&G Headbolt heaters		1631		1631		25		7.2/12.4Y-120/240		931111052		CP		1993		Pd, 1ph, S, F, FT														END R

		23																														205		23-29-R19

		23																														206		23-29-R20						S,L,R

		23								BAK 12		527		527		25		7.2/12.4Y-120/240		70FB5911		WH		TEST		Pole, 1ph						207		23-29-R21		44				END S

		23								BAK 12		528		527		25		7.2/12.4Y-120/240		70AB7350		WH		TEST		Pole, 1ph						207		23-29-R21		44				"

		23								BAK 12		529		527		25		7.2/12.4Y-120/240		70AB11007		WH		TEST		Pole, 1ph						207		23-29-R21		44				"

		23																														208		23-29-R20-L1

		23																														209		23-29-R20-L2

		23																														210		23-29-R20-L3						L2

		23						10306		Power Production, SIREN		363		363		50		12.4D-120/240		881041468		RTE		NON		Pole, 1ph						211		23-29-R20-L4						END L2

		23						10306		Power Production, SIREN		364		363		50		12.4D-120/240		881041469		RTE		NON		Pole, 1ph						211		23-29-R20-L4						"

		23						10306		Power Production, SIREN		365		363		50		12.4D-120/240		881041473		RTE		NON		Pole, 1ph						211		23-29-R20-L4						"

		23																														212		23-29-R20-L5		45

		23																										MH-23-1

		23						10286		Aeroclub		366		366		150		12.4D-120/208		886009975		RTE		NON		Pd, 3ph in blding														END L

		23																														213		23-29-R20-R1

		23																														214		23-29-R20-R2		46

		23						10334		Black Start		545		545		1000		7.2/12.4-4.1/2.4KV		8813694		ESCO		TEST		Pd, 3ph

		23																														215		23-29-R20-L5		47				B

		23						10327		Warehouse		356		357		15		120/240		881041462		RTE		Test		Pole, 1ph						216		23-29-R20-L6		48				END 23

		23						10327		Warehouse		357		357		15		120/240		881041464		RTE		Test		Pole, 1ph						216		23-29-R20-L6		48				END 23

		23						10327		Warehouse		358		357		15		120/240		881041463		RTE		Test		Pole, 1ph						216		23-29-R20-L6		48				END 23

		23						10334		Black Start		356		357		15		120/240		881041462		RTE		Test		Pole, 1ph						216		23-29-R20-L6		48				END 23

		23						10334		Black Start		357		357		15		120/240		881041464		RTE		Test		Pole, 1ph						216		23-29-R20-L6		48				END 23

		23						10334		Black Start		358		357		15		120/240		881041463		RTE		Test		Pole, 1ph						216		23-29-R20-L6		48				END 23
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Fdr 24

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		Tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		24		5																												90		23/24-2		13		SA-24-1

		24		5																												91		23/24-3

		24		5																												92		23/24-4

		24		5																												93		23/24-5

		24		5																												94		23/24-6

		24		5		22-018		4298		Warehouse 18		1635		1635		10		12.4/7.2-120/240		93A083413		ABB		1995		P, 1PH						95		23/24-7						R

		24		5		22-009		4314		Hazardous Storage		821		821		25		12.4/7.2-120/240		911058169		Cooper		1991		P, 1PH						217		24-1		49				END R

		24		5		22-009		4314		Hazardous Storage		822		821		25		12.4/7.2-120/240		911058152		Cooper		1991		P, 1PH						217		24-1		"				"

		24		5		22-009		4314		Hazardous Storage		823		821		25		12.4/7.2-120/240		911058151		Cooper		1991		P, 1PH						217		24-1		"				"

		24		5																												96		23/24-8		14				R

		24		5																								MH-24-1

		24		5				4309		Indoor Range		1636		1636		225		12.4D-120/208		920300A1		SQ D		NON		PD, 3 PH, F, S														END R

		24		5																												97		23/24-9

		24		5																												98		23/24-10

		24		5																												99		23/24-11

		24		5																												218		24-2-R						R

		24		5																												219		24-2-R1

		24		5		22-023		5332		EOD		841		838		50		12.4/7.2-120/240		911057579		Cooper		1991		P, PH1						220		24-2-R2		50				END R

		24		5		22-023		5332		EOD		839		838		50		12.4/7.2-120/240		911057594		Cooper		1991		P, PH1						220		24-2-R2		"				"

		24		5		22-023		5332		EOD		838		838		50		12.4/7.2-120/240		911057599		Cooper		1991		P, PH1						220		24-2-R2		"				"

		24		5		22-024		5326		USAF Reserves		841		838		50		12.4/7.2-120/240		911057579		Cooper		1991		P, PH1						220		24-2-R2		"				"

		24		5		22-024		5326		USAF Reserves		839		838		50		12.4/7.2-120/240		911057594		Cooper		1991		P, PH1						220		24-2-R2		"				"

		24		5		22-024		5326		USAF Reserves		838		838		50		12.4/7.2-120/240		911057599		Cooper		1991		P, PH1						220		24-2-R2		"				"

		24		5						Trailers		844		844		50		12.4/7.2-120/240		911057593		Cooper		1993		P, PH1						100		23/24-12

		24		5																												101		23/24-13		15				L

		24		5																										JC-24-1										L 2

		24		5						Biovent		1637		1637		50		7.2-120/208		2013168		Kuhlman		MOIL		PD, 1PH,														END L2

		24		5						Natural Gas		1638		1638		225		7.2/12.4-277/480		33700905		Cooper		2000		PD, 3PH, F, S, FT,														END L

		24		5		22-041		5312		SABER / Safety / Environmental		34		34		25		7.2-120/240		F9494416k4		GE		Test		P, 1PH						102		23/24-14

		24		5		22-041		5312		SABER / Safety / Environmental		35		34		25		7.2-120/240		35F94943664K		GE		Test		P, 1PH						102		23/24-14

		24		5		22-041		5312		SABER / Safety / Environmental		36		34		25		7.2-120/240		F94943764K		GE		Test		P, 1PH						102		23/24-14

		24		5		22-039		5303		Prime Beef		37		37		15		7.2-120/240		861129349		RTE		1986		P, 1PH						103		23/24-15

		24		5		22-039		5303		Prime Beef		38		37		15		7.2-120/240		871018484		RTE		1987		P, 1PH						103		23/24-15

		24		5		22-039		5303		Prime Beef		39		37		15		7.2-120/240		861129347		RTE		1986		P, 1PH						103		23/24-15

		24		5																												104		23/24-16

		24		5																												221		24-3						S, Trn L

		24																														222		24-4		51		SF-24-1

		24		5		22-047		6315		Parachute Shop		31		31		15		7.2-120/240		S57A3511		WH		Test		P, 1PH						223		24-5

		24		5		22-047		6315		Parachute Shop		32		31		15		7.2-120/240		S57A3509		WH		Test		P, 1PH						223		24-5

		24		5		22-047		6315		Parachute Shop		33		31		15		7.2-120/240		S57A2706		WH		Test		P, 1PH						223		24-5						END S

		24		5																										JC-24-2										L

		24		5		32-060		7309		Hanger 5		308		308		500		7.2/12.4Y-277/480		896006587		RTE		1989		Pd, 3ph, F														END L

		24		5																										JC-24-3										L,R

		24		5						POL Headbolt Heaters		1725		1725		112.5		12.4/7.2-208/120		9937013494		CP		1997		PAD														END L

		24		5		10-300		7348		AF OSI / DIS		1721		1721		100		12.4/7.2-120/240		97J352228		ABB		1997		PD,1PH														END R

		24		5																												224		24-14		52		SF-24-10

		24																														225		24-15

		24		5																												226		24-16		53				R

		24		5																												227		24-17				SA-24-2

		24		5																												228		24-18

		24		5																												229		24-19						L,R2

		24		5																												230		24-19-L1

		24		5				8355		Phoenix Housing		382		382		75		12.4/7.2-120/240		DV216101		LM		Test		P, 1PH						231		24-19-L2						END L

		24		5				8357		Phoenix Housing		382		382		75		12.4/7.2-120/240		DV216101		LM		Test		P, 1PH						231		24-19-L2						"

		24		5				8361		Phoenix Housing		382		382		75		12.4/7.2-120/240		DV216101		LM		Test		P, 1PH						231		24-19-L2						"

		24		5				8347		Phoenix Housing		383		383		75		12.4/7.2-120/240		DV124106		LM		Test		P, 1PH						232		24-19-R1						END R2

		24		5				8351		Phoenix Housing		383		383		75		12.4/7.2-120/240		DV124106		LM		Test		P, 1PH						232		24-19-R1						"

		24		5				8353		Phoenix Housing		383		383		75		12.4/7.2-120/240		DV124106		LM		Test		P, 1PH						232		24-19-R1						"

		24		5																												233		24-20

		24		5																												234		24-21		54				R2

		24		5				7377		Daycare		1700		1700		225		7.2/12.4Y-120/208		244606TSJ		GE		1994		Pd, 3ph, F, FT, LpS														END R2

		24		5																												235		24-22						R2, L

		24		5				7385		Denver Housing		401		401		37.5		12.4/7.2-120/240		DV222544		LM		Test		P, 1PH						236		24-23

		24		5				7389		Denver Housing		401		401		37.5		12.4/7.2-120/240		DV222544		LM		Test		P, 1PH						236		24-23

		24		5				7391		Denver Housing		401		401		37.5		12.4/7.2-120/240		DV222544		LM		Test		P, 1PH						236		24-23

		24		5				7395		Denver Housing		401		401		37.5		12.4/7.2-120/240		DV222544		LM		Test		P, 1PH						236		24-23

		24		5				7399		Denver Housing		401		401		37.5		12.4/7.2-120/240		DV222544		LM		Test		P, 1PH						236		24-23

		24		5																												237		24-24						END R2

		24		5																												238		24-25

		24		5				8391		Denver Housing		402		402		37.5		12.4/7.2-120/240		DV222539		LM		Test		P, 1PH						239		24-26

		24		5				8393		Denver Housing		402		402		37.5		12.4/7.2-120/240		DV222539		LM		Test		P, 1PH						239		24-26

		24		5				8395		Denver Housing		402		402		37.5		12.4/7.2-120/240		DV222539		LM		Test		P, 1PH						239		24-26

		24		5				8397		Denver Housing		402		402		37.5		12.4/7.2-120/240		DV222539		LM		Test		P, 1PH						239		24-26

		24		5				8399		Denver Housing		402		402		37.5		12.4/7.2-120/240		DV222539		LM		Test		P, 1PH						239		24-26

		24		5																												240		24-27

		24		5						Area Lighting		1639		1639		25		12.4/7.2-120/240		79A282904		WH		1995		P, 1ph						241		24-28						END L

		24		5				7386		Housing Garage		404		404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH						242		24-30

		24		5				7387		Housing Garage		404		404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH						242		24-30

		24		5				7392		Housing Garage		404		404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH						242		24-30

		24		5				7393		Housing Garage		404		404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH						242		24-30

		24		5				7396		Housing Garage		404		404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH						242		24-30

		24		5				7397		Housing Garage		404		404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH						242		24-30

		24		5				8392		Housing Garage		404		404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH						242		24-30

		24		5				8396		Housing Garage		404		404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH						242		24-30

		24		5				8401		Housing Garage		404		404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH						242		24-30

		24		5				8403		Housing Garage		404		404		37.5		12.4/7.2-120/240		DV434003		LM		TesT		P, 1PH						242		24-30

		24		5				8398		Housing Garage		404		404		37.5		12.4/7.2-120/240		DV434003		LM		Test		P, 1PH						242		24-30

		24		5				8405		Housing Garage		404		404		37.5		12.4/7.2-120/240		DV434003		LM		Test		P, 1PH						242		24-30

		24		5																												243		24-31		55				L,R

		24		5																												244		24-32

		24		5				8400		Denver Housing		405		405		37.5		12.4/7.2-120/240		DV222518		LM		Test		P, 1PH						245		24-33						END L

		24		5				8402		Denver Housing		405		405		37.5		12.4/7.2-120/240		DV222518		LM		Test		P, 1PH						245		24-33						"

		24		5				8404		Denver Housing		405		405		37.5		12.4/7.2-120/240		DV222518		LM		Test		P, 1PH						245		24-33						"

		24		5				8406		Denver Housing		405		405		37.5		12.4/7.2-120/240		DV222518		LM		Test		P, 1PH						245		24-33						"

		24		5				8408		Denver Housing		405		405		37.5		12.4/7.2-120/240		DV222518		LM		Test		P, 1PH						245		24-33						"

		24		5				7384		Denver Housing		406		406		37.5		12.4/7.2-120/240		DV222515		LM		Test		P, 1PH						246		24-34

		24		5				7388		Denver Housing		406		406		37.5		12.4/7.2-120/240		DV222515		LM		Test		P, 1PH						246		24-34

		24		5				7390		Denver Housing		406		406		37.5		12.4/7.2-120/240		DV222515		LM		Test		P, 1PH						246		24-34

		24		5				7394		Denver Housing		406		406		37.5		12.4/7.2-120/240		DV222515		LM		Test		P, 1PH						246		24-34

		24		5				7396		Denver Housing		406		406		37.5		12.4/7.2-120/240		DV222515		LM		Test		P, 1PH						246		24-34

		24		5				7588		Streetlights		1662		1662		25		12.4/7.2-120/240		6182921		WH		Test		P, 1PH						247		24-35

		24		5																												248		24-35-1		56		SF-24-11

		24																										MH-24-18

		24		5																																		SC-24-2		END R

		24		5		10-400		8354		Real Estate		855		855		25		12.4/7.2-120/240		91104926691		Cooper		1991		P, 1PH						249		24-36		57,58

		24		5		10-400		8354		Real Estate		856		855		25		12.4/7.2-120/240		911049265		Cooper		1991		P, 1PH						249		24-36		"

		24		5		10-400		8354		Real Estate		857		855		25		12.4/7.2-120/240		911049256		Cooper		1991		P, 1PH						249		24-36		"

		24		5																												250		24-37		"

		24		5																												251		24-38

		24		5		10-460		8364		Headquarters Group		357		357		75		12.4/7.2-120/240		86NC116003		ME		357		P, 1PH						252		24-39

		24		5																												253		24-40		59,60

		24		5																												254		24-41		61				R

		24		5																								MH-24-2

		24		5				8378		Officers Dorms		1642		1642		225		7.2/12.4y-120/208		979004780		Cooper		1997		Pd, 3ph, F, FT, S														END R

		24		5																												255		24-42

		24		5																												256		24-43						R

		24		5																												257		24-44R						L

		24		5																												258		24-45L		62

		24		5		10-500		9372		VOQ / ALCOM Disaster Prep		374		374		150		7.2/12.4y-120/208		588601		U.S. Transformer		TEST		Pd, 3PH, F, S														END L

		24		5		10-510		9374		VOQ		374		374		150		7.2/12.4y-120/208		588601		U.S. Transformer		TEST		Pd, 3PH, F, S														"

		24		5		10-520		9378		VOQ / Dance Studio		374		374		150		7.2/12.4y-120/208		588601		U.S. Transformer		TEST		Pd, 3PH, F, S														"

		24		5		10-530		9382		VOQ / CONF CTR / IG Office		374		374		150		7.2/12.4y-120/208		588601		U.S. Transformer		TEST		Pd, 3PH, F, S														"

		24		5		10-540		9386		VOQ / Girl Scouts		374		374		150		7.2/12.4y-120/208		588601		U.S. Transformer		TEST		Pd, 3PH, F, S														"

		24		5																												259		24-46

		24		5		9-580		9387		Officers Club		61		61		100		12.4/7.2-120/240		GV184902		LM		Test		P, 1PH						260		24-47						END R

		24		5		9-580		9387		Officers Club		62		61		100		12.4/7.2-120/240		GV184901		LM		Test		P, 1PH						260		24-47						"

		24		5		9-580		9387		Officers Club		63		61		100		12.4/7.2-120/240		GV184903		LM		Test		P, 1PH						260		24-47						"

		24		5																												261		24-48

		24		5																												262		24-49

		24		5																												263		24-50						L

		24		5																												264		24-51		63				R

		24		5						Headbolt heater		1643		1643		75		7.2/12.4y-120/208		PRF0552		Balteau Stnd				Pd, 3ph,														END R

		24		5																												265		24-52		64				L2

		24		5				9361		Snowbarn		1644		1644		225		12.4D-120/208		F52741264P		GE				Pd, 3ph, FT, LpS, LF														END L2

		24		5						Area lighting		304		304		25		12.4/7.2-120/240		78D1516604		Dowzer Electric		TEST		P, 1PH						266		24-53						END L

		24		5																												267		24-54				SA-24-3

		24		5																												268		24-55		65,66				L

		24		5																										JC-24-33

		24		5																										JC-24-44										L2

		24		5						Streetlighting		1645		1645		25		7.2/12.4-120/240		5044179		Cooper		2000		Pd, 1ph, F, FT														END L2

		24		5		32-233		10364		AMC Terminal		1646		1646		225		7.2/12.4y-120/208		970028VA		Sq D		NON		Pd, 3ph, F, FT, S, LA														END L

		24		5		32-235		11369		Base Operations		1646		1646		225		7.2/12.4y-120/208		970028VA		Sq D		NON		Pd, 3ph, F, FT, S, LA														"

		24		5																												269		24-56

		24		5						Street Lighting		1647		1647		25		12.4/7.2-120/240		3583214		AC		381		P, 1PH						270		24-57		67

		24		5																												271		24-58

		24		5																												272		24-59

		24		5						Crossing/Street Lights		165		165		10		7.2/12.4Y-120/240		911061993		CP		1991		Pole, 1ph						273		24-60

		24		5																												274		24-61						L

		24		5						Streetlights		1649		1649		25		12.4/7.2-240/480		84NCY40001		ME		TEST		P, 1PH						275		24-62		68

		24		5				9431		Chapel 1		1650		1650		37.5		12.4/7.2-120/240		9902094258		CP		1998		P, 1PH						276		24-63		69

		24		5																												277		24-64		70		SF-24-5		R

		24		5				9464		Boston Housing		1651		1651		50		7.2-120/240		96LF436010		Cooper		1996		Pd, 1ph, F, FT														END R*

		24		5																												278		24/46-65				SA-24/46-1

		24		5																												279		24-66

		24		5																												280		24-67		71		SF-24-6		L

		24		5				9421		Boston Housing		1652		1652		50		7.2-120/240		96LF436009		Cooper		1996		Pd, 1ph, F, FT

		24		5				9423		Boston Housing		1653		1653		75		7.2-120/240		96LF435002		Cooper		1996		Pd, 1ph, F, FT

		24		5				9435		Boston Housing		1653		1653		75		7.2-120/240		96LF435002		Cooper		1996		Pd, 1ph, F, FT

		24		5				9438		Boston Housing		1653		1653		75		7.2-120/240		96LF435002		Cooper		1996		Pd, 1ph, F, FT

		24		5				9428		Boston Housing		1653		1653		75		7.2-120/240		96LF435002		Cooper		1996		Pd, 1ph, F, FT

		24		5				9464		Boston Housing		1651		1651		50		7.2-120/240		96LF436010		Cooper		1996		Pd, 1ph, F, FT						277		24-64

		24		5																																70		SF-24-5		END L

		24		5						Street Sign, Steam Pit,TV		413		413		10		7.2-120/240		N405699YLTA		GE		Test		P, 1PH						281		24-68		72,73,74,75

		24		5																												282		24-69		76		SF-24-7		L

		24		5		6-703		8465		Seattle Housing		1663		1663		167		12.4/7.2-120/240		D3807703		LM		TEST		PD,1PH

		24		5		6-710		9427		Seattle Housing		1663		1663		167		12.4/7.2-120/240		D3807703		LM		TEST		PD,1PH

		24		5		6-730		9437		Seattle Housing		1663		1663		167		12.4/7.2-120/240		D3807703		LM		TEST		PD,1PH

		24		5		6-700		8440		Seattle Housing		1663		1663		167		12.4/7.2-120/240		D3807703		LM		TEST		PD,1PH

		24		5		6-720		9444		Seattle Housing		417		417		167		12.4/7.2-120/240		D3807701		LM		Test		PD,1PH														END L

		24		5		6-750		9447		Seattle Housing		417		417		167		12.4/7.2-120/240		D3807701		LM		Test		PD,1PH														"

		24		5		6-740		9458		Seattle Housing		417		417		167		12.4/7.2-120/240		D3807701		LM		Test		PD,1PH														"

		24		5		6-745		9450		Seattle Housing		417		417		167		12.4/7.2-120/240		D3807701		LM		Test		PD,1PH														"

		24		5																												283		24-70		77

		24		5																												284		24-71		78		SF-24-8		R

		24		5																								MH-24-3												L

		24		5																								MH-24-4										OCB-24

		24		5																								MH-24-5

		24		5																								MH-24/46-6

		24		5				9480		The Rock/11th AF HDQTRS		449		449		750		12.4D-120/208		806007094		RTE		Test		Pd, 3PH,F,FT,S

		24		5				9480		The Rock/11th AF HDQTRS		1696		1696		112		7.2/12.4-120/208		949004950		CP		1994		PD,3PH,F,FT,S,LA														END L

		24		5																																		SC-24-10		L

		24																										MH-24-7										OCB-24-1

		24		5		5-502		8419		FO/CO Housing		440		440		167		7.2-120/240		781108403		RTE		Test		PD, 3PH														END L

		24		5		5-530		8423		FO/CO Housing		440		440		167		7.2-120/240		781108403		RTE		Test		PD, 3PH														"

		24		5		5-504		8433		FO/CO Housing		440		440		167		7.2-120/240		781108403		RTE		Test		PD, 3PH														"

		24		5		5-500		8436		FO/CO Housing		440		440		167		7.2-120/240		781108403		RTE		Test		PD, 3PH														"

		24		5		5-560		8450		VOQ Chateau		440		440		167		7.2-120/240		781108403		RTE		Test		PD, 3PH

		24		5																								MH-24-8												R, Trn L

		24		5																								MH-24-9

		24		5				8414		Mt. Spur		1655		1655		500		7.2/12.4-120/208		97J408369		ABB		1997		PD, 3PH, F, S														END R

		24																										MH-24-10												SPAIR

		24		5																								MH-24-11												L

		24		5				8418		FO/CO Housing		1656		1656		167		7.2/12.4-120/240		941098548		Cooper		1994		PD, 1PH, F, S, FT,														END L

		24		5				8421		FO/CO Housing		1656		1656		167		7.2/12.4-120/240		941098548		Cooper		1994		PD, 1PH, F, S, FT,														"

		24		5				8432		FO/CO Housing		1656		1656		167		7.2/12.4-120/240		941098548		Cooper		1994		PD, 1PH, F, S, FT,														"

		24		5				8425		FO/CO Housing		1656		1656		167		7.2/12.4-120/240		941098548		Cooper		1994		PD, 1PH, F, S, FT,														"

		24		5				8426		FO/CO Housing		1656		1656		167		7.2/12.4-120/240		941098548		Cooper		1994		PD, 1PH, F, S, FT,														"

		24		5				8427		FO/CO Housing		1656		1656		167		7.2/12.4-120/240		941098548		Cooper		1994		PD, 1PH, F, S, FT,														"

		24		5				8428		FO/CO Housing		1656		1656		167		7.2/12.4-120/240		941098548		Cooper		1994		PD, 1PH, F, S, FT,														"

		24		5																								MH-24-12												L

		24		5				7411		FO/CO Housing		1657		1657		167		7.2/12.4-120/240		941098549		Cooper		1994		PD, 1PH, F, FT														END L

		24		5				7412		FO/CO Housing		1657		1657		167		7.2/12.4-120/240		941098549		Cooper		1994		PD, 1PH, F, FT														"

		24		5				7413		FO/CO Housing		1657		1657		167		7.2/12.4-120/240		941098549		Cooper		1994		PD, 1PH, F, FT														"

		24		5				8410		FO/CO Housing		1657		1657		167		7.2/12.4-120/240		941098549		Cooper		1994		PD, 1PH, F, FT														"

		24		5				8413		FO/CO Housing		1657		1657		167		7.2/12.4-120/240		941098549		Cooper		1994		PD, 1PH, F, FT														"

		24		5				8415		FO/CO Housing		1657		1657		167		7.2/12.4-120/240		941098549		Cooper		1994		PD, 1PH, F, FT														"

		24		5				8416		FO/CO Housing		1657		1657		167		7.2/12.4-120/240		941098549		Cooper		1994		PD, 1PH, F, FT														"

		24		5				8394		FO/CO Housing		1657		1657		167		7.2/12.4-120/240		941098549		Cooper		1994		PD, 1PH, F, FT														"

		24		5																								MH-24-13												R2

		24		5				7401		FO/CO Housing		1658		1658		167		7.2/12.4-120/240		94098546		Cooper		1994		PD, 1PH, F, FT

		24		5				7402		FO/CO Housing		1658		1658		167		7.2/12.4-120/240		94098546		Cooper		1994		PD, 1PH, F, FT														END R2

		24		5				7403		FO/CO Housing		1658		1658		167		7.2/12.4-120/240		94098546		Cooper		1994		PD, 1PH, F, FT														"

		24		5				7404		FO/CO Housing		1658		1658		167		7.2/12.4-120/240		94098546		Cooper		1994		PD, 1PH, F, FT														"

		24		5				7405		FO/CO Housing		1658		1658		167		7.2/12.4-120/240		94098546		Cooper		1994		PD, 1PH, F, FT														"

		24		5				7406		FO/CO Housing		1658		1658		167		7.2/12.4-120/240		94098546		Cooper		1994		PD, 1PH, F, FT														"

		24		5				7407		FO/CO Housing		1658		1658		167		7.2/12.4-120/240		94098546		Cooper		1994		PD, 1PH, F, FT														"

		24		5				7408		FO/CO Housing		1658		1658		167		7.2/12.4-120/240		94098546		Cooper		1994		PD, 1PH, F, FT														"

		24		5																								MH-24-14

		24																												JC-24-11

		24		5																								MH-24-15												L

		24																										MH-24-16

		24		5				6414		FO/CO Housing		1659		1659		167		7.2/12.4-120/240		941098545		Cooper		1994		PD, 1PH, F, FT														END L

		24		5				6416		FO/CO Housing		1659		1659		167		7.2/12.4-120/240		941098545		Cooper		1994		PD, 1PH, F, FT														"

		24		5				6418		FO/CO Housing		1659		1659		167		7.2/12.4-120/240		941098545		Cooper		1994		PD, 1PH, F, FT														"

		24		5				6420		FO/CO Housing		1659		1659		167		7.2/12.4-120/240		941098545		Cooper		1994		PD, 1PH, F, FT														"

		24		5				6422		FO/CO Housing		1659		1659		167		7.2/12.4-120/240		941098545		Cooper		1994		PD, 1PH, F, FT														"

		24		5				6424		FO/CO Housing		1659		1659		167		7.2/12.4-120/240		941098545		Cooper		1994		PD, 1PH, F, FT														"

		24		5																								MH-24-17												L

		24		5				6401		FO/CO Housing		1660		1660		167		7.2/12.4-120/240		941098547		Cooper		1994		PD, 1PH, F, FT														END L

		24		5				6403		FO/CO Housing		1660		1660		167		7.2/12.4-120/240		941098547		Cooper		1994		PD, 1PH, F, FT														"

		24		5				6405		FO/CO Housing		1660		1660		167		7.2/12.4-120/240		941098547		Cooper		1994		PD, 1PH, F, FT														"

		24		5				6407		FO/CO Housing		1660		1660		167		7.2/12.4-120/240		941098547		Cooper		1994		PD, 1PH, F, FT														"

		24																										MH-24-18

		24		5																																		SC-24-2		END R

		24		5																												285		24-73		79		SF-24-9		L

		24		5				8433		Seattle Housing		1661		1661		75		7.2/12.4-120/240		95J889319		ABB		1995		PD, 1PH, FT, F, S,

		24		5				8434		Seattle Housing		1661		1661		75		7.2/12.4-120/240		95J889319		ABB		1995		PD, 1PH, FT, F, S,

		24		5				8441		Seattle Housing		1661		1661		75		7.2/12.4-120/240		95J889319		ABB		1995		PD, 1PH, FT, F, S,

		24		5				8447		Seattle Housing		1661		1661		75		7.2/12.4-120/240		95J889319		ABB		1995		PD, 1PH, FT, F, S,

		24		5				8453		Seattle Housing		1661		1661		75		7.2/12.4-120/240		95J889319		ABB		1995		PD, 1PH, FT, F, S,

		24		5				8460		Seattle Housing		419		419		167		7.2/12.4-120/240		D3800705		LINE MATERIAL		TEST		PD, 1PH, LF														END L

		24		5				9436		Seattle Housing		419		419		167		7.2/12.4-120/240		D3800705		LINE MATERIAL		TEST		PD, 1PH, LF														END L

		24		5				9448		Seattle Housing		419		419		167		7.2/12.4-120/240		D3800705		LINE MATERIAL		TEST		PD, 1PH, LF														END L

		24		5				9451		Seattle Housing		419		419		167		7.2/12.4-120/240		D3800705		LINE MATERIAL		TEST		PD, 1PH, LF														END L

		24		5																												286		24/41-1				SA-24/41-1		END 24
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Fdr 25

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		pole_id		Pole #		Riser_id		Switch #		Lateral

		25																														287		25-1		80		SA-25-1

		25																														288		1/25-2

		25																														289		1/25-3

		25																														290		25-4

		25																														291		1/25-5						R,Trn L

		25																														318		1/25-5-R1

		25																														319		1/25-5-R2

		25																														320		25-5-R3

		25																														321		25-5-R4						END R

		25																														292		25-6

		25																														293		25-8

		25																														294		25-10						R

		25																														295		25-10-R1

		25								Street Lights, Head bolt heater		881		881		15		7.2/12.4 Y-120/240		911057627		CP		1991		Pole, 1ph						296		25-10-R2		81

		25						4347		Old Fuel Cell/Lights		759		759		25		7.2/12.4 Y-120/240		911058174		Cooper		1991		Pole, 1ph						297		25-10-R3						END R

		25						4347		Old Fuel Cell/Lights		760		759		25		7.2/12.4 Y-120/240		911058173		Cooper		1991		Pole, 1ph						297		25-10-R3						"

		25						4347		Old Fuel Cell/Lights		800		759		25		7.2/12.4 Y-120/240		911058172		Cooper		1991		Pole, 1ph						297		25-10-R3						"

		25						5326		Alarm Shop/Utility Shop		24		24		50		7.2/12.4 Y-120/240		851135563		RTE		1985		Pole, 1ph						298		25-11

		25						5326		Alarm Shop/Utility Shop		25		24		50		7.2/12.4 Y-120/240		74V5150		Van Tran		1974		Pole, 1ph						298		25-11

		25						5326		Alarm Shop/Utility Shop		26		24		50		7.2/12.4 Y-120/240		74V5132		Van Tran		1974		Pole, 1ph						298		25-11

		25																														299		25-12						R

		25																														300		25-12-R1

		25																														301		25-12-R2

		25						5329		Zone 1,2		21		21		25		7.2/12.4 Y-120/240		70VB287054		Magnetic Electric		Test		Pole, 1ph						302		25-12-R3						END R

		25						5329		Zone 1,2		22		21		25		7.2/12.4 Y-120/240		70VC377018		Magnetic Electric		Test		Pole, 1ph						302		25-12-R3						"

		25						5329		Zone 1,2		23		21		25		7.2/12.4 Y-120/240		70VC377015		Magnetic Electric		Test		Pole, 1ph						302		25-12-R3						"

		25																														303		25-13

		25																														304		25-14						R

		25						5337		Exterior Electric		769		769		37.5		7.2/12.4 Y-120/240		7006056		Line Material		Test		Pole, 1ph						305		25-14-R1

		25						5337		Exterior Electric		770		769		37.5		7.2/12.4 Y-120/240		7006057		Line Material		Test		Pole, 1ph						305		25-14-R1

		25						5337		Exterior Electric		771		769		37.5		7.2/12.4 Y-120/240		7004503		Line Material		Test		Pole, 1ph						305		25-14-R1

		25																														306		25-14-R2		82				L

		25						6346		Housing Office		1632		1632		112		7.2/12.4Y-120/208		2676303096		Square D		NON		Pd, 3ph, F, Fdthru														END L

		25						5333		Vertical/Paint Shop		9		9		50		7.2/12.4 Y-120/240		87A262005		Westinghouse		1987		Pole, 1ph						307		25-14-R3

		25						5333		Vertical/Paint Shop		10		9		50		7.2/12.4 Y-120/240		87A262004		Westinghouse		1987		Pole, 1ph						307		25-14-R3

		25						5333		Vertical/Paint Shop		11		9		50		7.2/12.4 Y-120/240		87A262003		Westinghouse		1987		Pole, 1ph						307		25-14-R3

		25						5333		Vertical/Heaters/Streetlights		6		6		37.5		7.2/12.4 Y-120/240		861024002		RTE		1986		Pole, 1ph						308		25-14-R4		83

		25						5333		Vertical/Heaters/Streetlights		7		6		37.5		7.2/12.4 Y-120/240		861024003		RTE		1986		Pole, 1ph						308		25-14-R4		83

		25						5333		Vertical/Heaters/Streetlights		8		6		37.5		7.2/12.4 Y-120/240		871101261		RTE		1987		Pole, 1ph						308		25-14-R4		83

		25								Comm. Line Maint. Shed		1008		1008		15		7.2/12.4 Y-120/240		98N250028		Cooper		1998		Pole, 1ph						309		25-14-R5

		25																														310		25-14-R6						L, Trn R

		25																														311		25-14-R6-L1		84,85,86				L2,L3

		25						5385		Satcom		1		1		750		12.4D-277/480		86JC630221		Westinghouse		1979		Pd, 3ph, S														END L2

		25						5385		Satcom		2		2		750		12.4D-277/480		86JC630211		Westinghouse		1979		Pd, 3ph, S														END L3

		25								Steam Pit		691		691		25		7.2- 120/240		911058120		Cooper		1991		Pole, 1ph						312		25-14-R6-L2		87,88				END L

		25								Steam Pit		700		691		25		7.2- 120/240		911058154		Cooper		1991		Pole, 1ph						312		25-14-R6-L2		87,88				"

		25								Steam Pit		709		691		25		7.2- 120/240		911058171		Cooper		1991		Pole, 1ph						312		25-14-R6-L2		87,88				"

		25						5374		Vehicle & Dumpster Wash Rack		691		691		25		7.2- 120/240		911058120		Cooper		1991		Pole, 1ph						312		25-14-R6-L2		87,88				"

		25						5374		Vehicle & Dumpster Wash Rack		700		691		25		7.2- 120/240		911058154		Cooper		1991		Pole, 1ph						312		25-14-R6-L2		87,88				"

		25						5374		Vehicle & Dumpster Wash Rack		709		691		25		7.2- 120/240		911058171		Cooper		1991		Pole, 1ph						312		25-14-R6-L2		87,88				"

		25																														313		25-14-R6-R1		89

		25						5376		MC3		1633		1633		112		12.4/7.2-277/480		993701343		Cooper		1999		Pd, 3ph														END R

		25								Streetlights		1021		1021		15		7.2/12.4 Y-120/240		861048857		RTE		1986		Pole, 1ph						314		25-15

		25						6326		Civil Engineer Blding		18		18		75		7.2/12.4 Y-120/240		85A043477		Westinghouse		1985		Pole, 1ph						315		25-16		90,91

		25						6326		Civil Engineer Blding		19		18		75		7.2/12.4 Y-120/240		85A043476		Westinghouse		1985		Pole, 1ph						315		25-16		90,91

		25						6326		Civil Engineer Blding		20		18		75		7.2/12.4 Y-120/240		85A043476		Westinghouse		1985		Pole, 1ph						315		25-16		90,91

		25																														316		25-17		92		SA-25-2		S, Trn R

		25																														317		25-18		93				END S

		25								US Flag		1723		1723		25		7.2- 120/240		97LH223001		Cooper		1997		pad,1ph

		25																										MH-25-1

		25																										MH-25-2

		25																										MH-25-3

		25																										MH-25-4

		25																										MH-25-5

		25																										MH-25-6

		25																										MH-25-7

		25																										MH-25/41-8

		25																										MH-25/41-9

		25																										MH-25/41-10

		25																										MH-41-46-2

		25																										MH-41-46-1										BKR 45		Cent Sub
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Fdr 31

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		Tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		31		8																												322		31-1		94		SA-31-1

		31		8																												323		31/33-2		95

		31		8																												324		31/33-3

		31		8																												325		31/33-4

		31		8																												326		31/33-5

		31		8																												327		31/33-6

		31		8																												328		31/33-7

		31		8																												329		31/33-8

		31		8																												330		31/33-9

		31		8																												331		31/33-10

		31		8																												332		31/33-11

		31		8																												333		31/33-12

		31		8																												334		31/33-13		96

		31		8																												335		31/33-15		97

		31		8																												336		31-16		98		SF-31-2

		31		8																								MH-31-33-1

		31		8																								MH-31-33-2

		31		8																								MH-31/32-3

		31		8																								MH-31/32-4

		31		8																								MH-31/32-5

		31		8																								MH-31/32-6

		31		8																								MH-31/32-7

		31		8																								MH-31/32-8

		31																										MH-31/32-9

		31																										MH-31/32-10

		31																										MH-31/32-11

		31																										MH-31/32-12

		31																										MH-31/32-13

		31		8																												337		31/32-22		99,100,101,102		SF-31-3

		31		8																												338		31/32-23

		31		8																												339		31/32-24

		31		8																												340		31/32-25

		31		8																												341		31/32-26

		31		8																												162		31/32/23-69				SA-32/23-3

		31		8																												161		31/23-70		29,30				L

		31		8																												342		31/33-1		103		SF-31/33-1		END L

		31		8																												160		31/23-71

		31		8																												159		31/23-72

		31		8																												158		31/23-73

		31		8																												140		31/23-74		24

		31		8																												139		31/23-75

		31		8																												138		31/23-76

		31		8																												136		31/23-77

		31		8																												135		31/23-78

		31		8																												134		31/23-79

		31		8																												132		31/23-80

		31		8																												133		31/23-81						L

		31		8																												343		31/33-193				SA-33/31-2		END L

		31		8																												344		31-82

		31		8																												345		31-83

		31		8																												346		31-84		104				L

		31		8						Headbolt heaters/Parking lights		1591		1591		112		12470/7200Y-120/208		9837000630		Cooper		1998		PD,3PH,F,FT

		31		8						Headbolt heaters/Parking lights		1592		1592		112		12470/7200Y-120/208		9837004627		Cooper		1998		PD,3PH,F,FT														END L

		31		8						Base Siren		275		275		5		12470/7200Y-120/208		F4884864P		GE		TEST		PD,3PH,F,FT						347		31-85		105

		31		8																												348		31-86		106		SA-31-4

		31		8																								MH-31-1

		31		8																								MH-22/31-1

		31		8																								MH-22/31-2

		31																												JC-22/31-1

		31		8																								MH-22/31-3

		31		8																								MH-22/31-4

		31		8																								MH-22/31-5

		31		8																																		SC-22/31-2		L

		31		8																																		SC-22/31-1		END L

		31		8																										LB-31-25										R

		31		8																										LB-31-26

		31		8								705		705		25		12.4/7.2-120/240		88JA072190		Westinghouse		1988		PD,1PH,F,FT,LA														END R

		31		8																										LB-31-27

		31		8																										LB-31-28

		31		8																										LB-31-29

		31		8																										LB-31-30

		31		8																										LB-31-31										L

		31		8																										LB-31-23

		31		8																																		SC-22/31-4		L2,L3,L4

		31		8																																		SC-22/31-3

		31		8		41-755		18224		Operations AFSS		1593		1593		250		12470/7200-120-240		63SG743		Westinghouse		TEST		Pole Mt, Enclosed

		31		8		41-755		18224		Operations AFSS		1594		1593		250		12470/7200-120-240		63SG745		Westinghouse		TEST		Pole Mt, Enclosed

		31		8		41-755		18224		Operations AFSS		1595		1593		250		12470/7200-120-240		63SG744		Westinghouse		TEST		Pole Mt, Enclosed

		31						18224		Operations SPARE		1963		1963		250				63SG742		Westinghouse		TEST		Pole Mt, Enclosed

		31		8		41-759		18176		Operations AFSS		1596		1596		100		12470/7200-120-240		58E10231		Westinghouse				Pole Mt, Enclosed

		31		8		41-759		18176		Operations AFSS		1597		1596		100		12470/7200-120-240		58E10233		Westinghouse				Pole Mt, Enclosed

		31		8		41-759		18176		Operations AFSS		1598		1596		100		12470/7200-120-240		58E10232		Westinghouse				Pole Mt, Enclosed

		31		8																										LB-31-44

		31		8																										JC-31-45

		31		8																																		Oil

		31		8		41-759		18176		Operations AFSS		1599		1599		37.5		12470D-120/240		891103798		RTE		1989		Pole Mt, In pit														END L2

		31		8		41-759		18176		Operations AFSS		1600		1599		37.5		12470D-120/240		891103797		RTE		1989		Pole Mt, In pit														"

		31		8		41-759		18176		Operations AFSS		1601		1599		37.5		12470D-120/240		891103799		RTE		1989		Pole Mt, In pit														"

		31		8																										LB-31-24

		31		8								1605		1605		75		12.4/7.2-120/208		88JA081052		WH		NON		PD,3PH														END L3

		31		8																										JC-31-45

		31		8																																		Oil

		31		8		41-759		18176		Operations AFSS		1602		1602		37.5		12470D-120/240		891103796		RTE		1989		Pole Mt, In pit														END L4

		31		8		41-759		18176		Operations AFSS		1603		1602		37.5		12470D-120/240		891103795		RTE		1989		Pole Mt, In pit														"

		31		8		41-759		18176		Operations AFSS		1604		1602		37.5		12470D-120/240		891103794		RTE		1989		Pole Mt, In pit														"

		31		8																										LB-31-32										R

		31		8						381st Lift Station		1679		1679		112		12.4/7.2-277/480		969006743		Cooper		1996		Pd, 3ph, F, FT, LpS														END R

		31		8																										LB-31-33

		31		8																										LB-31-34										R

		31		8		52-145		21309		Navy Classic Owl		1606		1606		500		12470/7200Y-120/208		PXJ0842		Baltear Stand.		NON		Pd.Mt.,3Ph,F,S														END R

		31		8																										LB-31-35

		31		8																										LB-31-36

		31		8																										LB-31-37

		31		8																										LB-31-38										R

		31		8																										LB-31-40

		31		8																												584		31-40		206		SF-31-5

		31		8																												585		31-41

		31		8																												586		31-42

		31		8																												587		31-43

		31		8																												588		31-44

		31		8																												589		31-45

		31		8																												590		31-46						R 2

		31		8								971		971		50		12.4/7.2-120/240		71AG13199		ABB		TEST		Pole Mt, 1Ph						591		31-48

		31		8								972		971		50		12.4/7.2-120/240		71AG13190		ABB		TEST		Pole Mt, 1Ph						591		31-48

		31		8								973		971		50		12.4/7.2-120/240		71AG13193		ABB		TEST		Pole Mt, 1Ph						591		31-48

		31		8								1608		1608		37.5		12.4/7.2-120/240		97A461277		ABB		1997		Pole Mt, 1Ph						592		31-48A		207,208

		31		8								1609		1608		37.5		12.4/7.2-120/240		97A452984		ABB		1997		Pole Mt, 1Ph						592		31-48A		207,208

		31		8								1610		1608		37.5		12.4/7.2-120/240		97A452897		ABB		1997		Pole Mt, 1Ph						592		31-48A		207,208

		31		8										971,1608																		591,592		HFRAME		207,208

		31		8								1100		1100		112		277/480		85417245		Pals Chance		NON		Pd.3Ph.,Fdthru

		31		8		52-821		23400		Hillberg Chalet		986		986		300		12470D-120/208		886010217		RTE		1988		Pd.3Ph.,F,S														END R2

		31		8																												593		31-47		209				R3

		31		8								1607		1607		75		12.4/7.2-277/480		906009765		Cooper		1990		PD,3PH,F,FT														END R3

		31																														594		31-48-S

		31		8																												595		31-49		210,211

		31		8		52-819		23392				977		977		10		12.4/7.2-120/240		CV110303		Line Material		TEST		Pole,Mt,1Ph						596		31-50

		31		8		52-819		23392				978		977		10		12.4/7.2-120/240		CV110322		Line Material		TEST		Pole,Mt,1Ph						596		31-50

		31		8		52-819		23392				979		977		10		12.4/7.2-120/240		CV110316		Line Material		TEST		Pole,Mt,1Ph						596		31-50

		31		8						Perimeter lights Hillberg		980		980		15		12.4/7.2-277/480		75AM1601		Westinghouse		TEST		Pole,Mt,1Ph						597		31-51		212				END R

		31		8								981		980		15		12.4/7.2-277/480		75AM1595		Westinghouse		TEST		Pole,Mt,1Ph						597		31-51		212				"

		31		8								982		980		15		12.4/7.2-277/480		75AM1597		Westinghouse		TEST		Pole,Mt,1Ph						597		31-51		212				"

		31		8																										LB-31-39

		31		8																										JC-31-41

		31		8																										JC-31-42

		31		8																										JC-31-43

		31		8																												598		31-224-B		213		SF-31-6		L2

		31		8																												599		31-225

		31						25304		Green Lake Chalet		1703		1703		10		7.2/12.4Y-120/240		911057813		CP		1991		Pole, 1ph						600		31-226						END L2

		31		8																												601		31-224-C

		31		8																												602		31-224-D

		31		8																												603		31-224-E

		31		8																												604		31-224-F

		31		8		52-668		26288		Green Lake Water Well		969		969		25		12.4/7.2-120/240		7009551		Line Material		TEST		Pole,Mt,1Ph						605		31-224-G						END L

		31		8		52-650		26278		6-Mile 1st General's Building		969		969		25		12.4/7.2-120/240		7009551		Line Material		TEST		Pole,Mt,1Ph						605		31-224-G						"

		31		8																								MH-31-21

		31		8																								MH-31-22

		31		8																								MH-31-23

		31		8																								MH-31-24												L

		31		8																								MH-31-25

		31		8		62-250		27369		AIRCOM Revr		612		612		75		12.4/7.2-120/208		866010124		RTE		1986		Pd Mt,3P,F,Fdthru														END L

		31		8		62-255		27365		Electrical Power Station		612		612		75		12.4/7.2-120/208		866010124		RTE		1986		Pd Mt,3P,F,Fdthru														"

		31		8																										LB-31-40C

		31		8																										LB-31-41C

		31		8																																		SC-31/62-1		END



&CFeeder 31 Inventory



Fdr 32

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		32		19																												349		32-1		107		SK-32-1

		32		19																												350		32/34-2		108

		32		19																												351		32/34-3		109

		32		19																												352		32/34-4		110

		32		19																												353		32/34-5

		32		19																												354		32/34-6

		32		19																												355		32/34-7

		32		19																												356		32/34-8

		32		19																												357		32/34-9

		32		19																												358		32/34-10

		32		19																												359		32/34-11

		32		19																												360		32/34-12

		32		19																												361		32/34-13

		32		19																												362		32/34-14

		32		19																												363		32/34-15

		32		19																												364		32/34-16

		32		19																												365		32/34-17

		32		19																												366		32/34-18		111

		32		19																												367		32-19		112		SF-32-2

		32		19																								MH-32/34-1

		32		19																								MH-31-33-1

		32		19																								MH-31-33-2

		32		19																								MH-31/32-3

		32		19																								MH-31/32-4		JC-32-2										L/Trn R

		32		19		21-686		3176		New Sunflower Housing		1513		1513		75		7.2/12.4Y-120/240		931088179		Cooper		1993		Pad, 1ph,FdThru		MH-32-5

		32		19		21-684		3178		New Sunflower Housing		1513		1513		75		7.2/12.4Y-120/240		931088179		Cooper		1993		Pad, 1ph,FdThru		MH-32-5

		32		19		21-682		3180		New Sunflower Housing		1513		1513		75		7.2/12.4Y-120/240		931088179		Cooper		1993		Pad, 1ph,FdThru		MH-32-5

		32		19		21-680		3182		New Sunflower Housing		1513		1513		75		7.2/12.4Y-120/240		931088179		Cooper		1993		Pad, 1ph,FdThru		MH-32-5

		32		19		21-692		2174		New Sunflower Housing		1514		1514		50		7.2/12.4Y-120/240		95LF387001		Cooper		1995		Pad, 1ph,FdThru		MH-32-6

		32		19		21-690		2176		New Sunflower Housing		1514		1514		50		7.2/12.4Y-120/240		95LF387001		Cooper		1995		Pad, 1ph,FdThru		MH-32-6

		32		19		21-695		2170		New Sunflower Housing		1516		1516		75		7.2/12.4Y-120/240		95LF386002		Cooper		1995		Pad, 1ph,FdThru		MH-32-7

		32		19		21-694		2172		New Sunflower Housing		1516		1516		75		7.2/12.4Y-120/240		95LF386002		Cooper		1995		Pad, 1ph,FdThru		MH-32-7

		32		19		21-697		2166		New Sunflower Housing		1517		1517		50		7.2/12.4Y-120/240		96LF436002		Cooper		1996		Pad, 1ph,FdThru

		32		19		21-696		2168		New Sunflower Housing		1517		1517		50		7.2/12.4Y-120/240		96LF436002		Cooper		1996		Pad, 1ph,FdThru

		32		19																																		SC-32/33-1		END L

		32		19		21-676		3184		New Sunflower Housing		1518		1518		75		7.2/12.4Y-120/240		931088181		Cooper		1993		Pad, 1ph,FdThru		MH-31/32-5

		32		19		21-674		3186		New Sunflower Housing		1518		1518		75		7.2/12.4Y-120/240		931088181		Cooper		1993		Pad, 1ph,FdThru		MH-31/32-5

		32		19		21-672		3188		New Sunflower Housing		1518		1518		75		7.2/12.4Y-120/240		931088181		Cooper		1993		Pad, 1ph,FdThru		MH-31/32-5

		32		19		21-670		3190		New Sunflower Housing		1518		1518		75		7.2/12.4Y-120/240		931088181		Cooper		1993		Pad, 1ph,FdThru		MH-31/32-5

		32		19		21-666		3192		New Sunflower Housing		1519		1519		50		7.2/12.4Y-120/240		931086635		Cooper		1993		Pad, 1ph,FdThru		MH-31/32-6

		32		19		21-664		3194		New Sunflower Housing		1519		1519		50		7.2/12.4Y-120/240		931086635		Cooper		1993		Pad, 1ph,FdThru		MH-31/32-6

		32		19				3196		New Sunflower Housing		1520		1520		75		7.2/12.4Y-120/240		931088180		Cooper		1993		Pad, 1ph,FdThru		MH-31/32-8

		32		19				3198		New Sunflower Housing		1520		1520		75		7.2/12.4Y-120/240		931088180		Cooper		1993		Pad, 1ph,FdThru		MH-31/32-8

		32		19				4174		New Sunflower Housing		1520		1520		75		7.2/12.4Y-120/240		931088180		Cooper		1993		Pad, 1ph,FdThru		MH-31/32-8

		32		19				4176		New Sunflower Housing		1520		1520		75		7.2/12.4Y-120/240		931088180		Cooper		1993		Pad, 1ph,FdThru		MH-31/32-8

		32		19																								MH-31/32-7		JC-32-1A										L

		32		19		21-520		4062		New Sunflower Housing		1521		1521		75		7.2/12.4Y-120/240		95LF386003		Cooper		1995		Pad, 1ph,FdThru		MH-32-8

		32		19		21-521		4064		New Sunflower Housing		1521		1521		75		7.2/12.4Y-120/240		95LF386003		Cooper		1995		Pad, 1ph,FdThru		MH-32-8

		32		19		21-523		4066		New Sunflower Housing		1522		1522		75		7.2/12.4Y-120/240		95LF386001		Cooper		1995		Pad, 1ph,FdThru		MH-32-9

		32		19		21-522		4068		New Sunflower Housing		1522		1522		75		7.2/12.4Y-120/240		95LF386001		Cooper		1995		Pad, 1ph,FdThru		MH-32-9

		32		19																								MH-32-10		JC-32-1B

		32		19		21-530		4082		New Sunflower Housing		1523		1523		50		7.2/12.4Y-120/240		96LF436001		Cooper		1996		Pad, 1ph,FdThru

		32		19		21-531		4084		New Sunflower Housing		1523		1523		50		7.2/12.4Y-120/240		96LF436001		Cooper		1996		Pad, 1ph,FdThru

		32		19		21-533		4086		New Sunflower Housing		1524		1524		75		7.2/12.4Y-120/240		96LF435001		Cooper		1996		Pad, 1ph,FdThru

		32		19		21-532		4088		New Sunflower Housing		1524		1524		75		7.2/12.4Y-120/240		96LF435001		Cooper		1996		Pad, 1ph,FdThru

		32		19		21-570		4102		New Sunflower Housing		1524		1524		75		7.2/12.4Y-120/240		96LF435001		Cooper		1996		Pad, 1ph,FdThru

		32		19		21-571		4104		New Sunflower Housing		1524		1524		75		7.2/12.4Y-120/240		96LF435001		cooper		1996		Pad, 1ph,FdThru

		32		19		21-573		4106		New Sunflower Housing		1525		1525		75		7.2/12.4Y-120/240		96LF435003		Cooper		1996		Pad, 1ph,FdThru		MH-32-12

		32		19		21-572		4108		New Sunflower Housing		1525		1525		75		7.2/12.4Y-120/240		96LF435003		Cooper		1996		Pad, 1ph,FdThru		MH-32-12

		32		19		21-580		4110		New Sunflower Housing		1525		1525		75		7.2/12.4Y-120/240		96LF435003		Cooper		1996		Pad, 1ph,FdThru		MH-32-12

		32		19		21-581		4112		New Sunflower Housing		1525		1525		75		7.2/12.4Y-120/240		96LF435003		Cooper		1996		Pad, 1ph,FdThru		MH-32-12

		32		19																										JC-32-4

		32		19		21-585		4114		New Sunflower Housing		1526		1526		50		7.2/12.4Y-120/240		96LF436006		Cooper		1996		Pad, 1ph,FdThru

		32		19		21-584		4116		New Sunflower Housing		1526		1526		50		7.2/12.4Y-120/240		96LF436006		Cooper		1996		Pad, 1ph,FdThru														END L

		32		19		21-334		4150		New Sunflower Housing		1527		1527		50		7.2/12.4Y-120/240		931086631		Cooper		1993		Pad, 1ph,FdThru		MH-31/32-9

		32		19		21-642		4188		New Sunflower Housing		1527		1527		50		7.2/12.4Y-120/240		931086631		cooper		1993		Pad, 1ph,FdThru		MH-31/32-9

		32		19																								MH-31/32-10		JC-32-1										R/Trn L

		32		19		21-636		4192		New Sunflower Housing		1528		1528		75		7.2/12.4Y-120/240		931088182		Cooper		1993		Pad, 1ph,FdThru		MH-31/32-11

		32		19		21-634		4194		New Sunflower Housing		1528		1528		75		7.2/12.4Y-120/240		931088182		Cooper		1993		Pad, 1ph,FdThru		MH-31/32-11

		32		19		21-632		4196		New Sunflower Housing		1528		1528		75		7.2/12.4Y-120/240		931088182		Cooper		1993		Pad, 1ph,FdThru		MH-31/32-11

		32		19		21-630		4198		New Sunflower Housing		1528		1528		75		7.2/12.4Y-120/240		931088182		Cooper		1993		Pad, 1ph,FdThru		MH-31/32-11

		32		19																								MH-31/32-12

		32		19																								MH-31/32-13

		32		19																												337		31/32-22		99,100,101,102		SF-32-3

		32		19																												338		31/32-23						L

		32		19		21-600		5188		Airman's Attic		889		889		37.5		7.2/12.4Y-120/240		911063729		Cooper		1991		Pole, 1ph						368		32-23-L1		113				END L

		32		19		21-600		5188		Airman's Attic		898		889		37.5		7.2/12.4Y-120/240		911063721		Cooper		1991		Pole, 1ph						368		"		113				"

		32		19		21-600		5188		Airman's Attic		1543		889		37.5		7.2/12.4Y-120/240		911063781		Cooper		1991		Pole, 1ph						368		"		113				"

		32		19																												339		31/32-24

		32		19																												340		31/32-25

		32		19																												341		31/32-26

		32		19																												162		31/32/23-69				SA-32/23-3		END R

		32		19

		32		19		21-510		4075		New Sunflower Housing		1529		1529		50		7.2/12.4Y-120/240		931086632		Cooper		1993		Pad, 1ph,FdThru		MH-32-13												R

		32		19		21-500		4095		New Sunflower Housing		1529		1529		50		7.2/12.4Y-120/240		931086632		Cooper		1993		Pad, 1ph,FdThru		MH-32-13												"

		32		19		21-508		5152		Boulder Housing		1724		1724		100		7.2/12.4Y-120/240		971050081		Cooper		NON		Pad, 1ph														END R

		32		19		21-506		5154		Boulder Garage		1724		1724		100		7.2/12.4Y-120/240		971050081		Cooper		NON		Pad, 1ph														"

		32		19		21-507		5156		Boulder Garage		1724		1724		100		7.2/12.4Y-120/240		971050081		Cooper		NON		Pad, 1ph														"

		32		19		21-509		5158		Boulder Housing		1724		1724		100		7.2/12.4Y-120/240		971050081		Cooper		NON		Pad, 1ph														"

		32		19				4071		New Sunflower Housing		1530		1530		50		7.2/12.4Y-120/240		931086636		Cooper		1993		Pad, 1ph,FdThru		MH-32-11

		32		19		21-511		4073		New Sunflower Housing		1530		1530		50		7.2/12.4Y-120/240		931086636		Cooper		1993		Pad, 1ph,FdThru		MH-32-11

		32		19		21-512		4077		New Sunflower Housing		1530		1530		50		7.2/12.4Y-120/240		931086636		Cooper		1993		Pad, 1ph,FdThru		MH-32-11

		32		19		21-514		4079		New Sunflower Housing		1530		1530		50		7.2/12.4Y-120/240		931086636		Cooper		1993		Pad, 1ph,FdThru		MH-32-11

		32		19		21-503		4091		New Sunflower Housing		1531		1531		50		7.2/12.4Y-120/240		931086634		Cooper		1993		Pad, 1ph,FdThru		MH-32-14

		32		19		21-501		4093		New Sunflower Housing		1531		1531		50		7.2/12.4Y-120/240		931086634		Cooper		1993		Pad, 1ph,FdThru		MH-32-14

		32		19		21-502		4097		New Sunflower Housing		1531		1531		50		7.2/12.4Y-120/240		931086634		Cooper		1993		Pad, 1ph,FdThru		MH-32-14

		32		19		21-504		4099		New Sunflower Housing		1531		1531		50		7.2/12.4Y-120/240		931086634		cooper		1993		Pad, 1ph,FdThru		MH-32-14

		32		19																								MH-32-15

		32		19																								MH-32-16

		32		19																										JC-32-1C

		32		19																										JC-32-7										R

		32		19		21-590		4109		Education Center		1532		1532		500		7.2/12.4Y-120/208		53219		Siemens		1997		Pd. Mt. 3ph in blding														END R

		32		19																										JC-32-8										L

		32		19		21-583		4118		New Sunflower Housing		1533		1533		50		7.2/12.4Y-120/240		9905036684		Cooper		1991		Pad, 1ph,FdThru														END L

		32		19		21-582		4120		New Sunflower Housing		1533		1533		50		7.2/12.4Y-120/240		9905036684		Cooper		1991		Pad, 1ph,FdThru														"

		32		19																												370		32-90		115		SF-32-4

		32		19																												371		32-91

		32		19																												372		32-92						R

		32		19																												373		32-92-R1

		32																														374		32-92-R2		116

		32		19		21-340		4037		Houston Housing		174		174		100		7.2/12.4Y-120/240		N407380YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-341		4039		Houston Housing		174		174		100		7.2/12.4Y-120/240		N407380YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-330		4126		Houston Housing		174		174		100		7.2/12.4Y-120/240		N407380YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-331		4132		Houston Housing		174		174		100		7.2/12.4Y-120/240		N407380YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19																												375		32-92-R3

		32		19																												376		32-92-R4		117

		32		19		21-342		4041		Houston Housing		175		175		100		7.2/12.4Y-120/240		N407384YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19				4045		Houston Housing		175		175		100		7.2/12.4Y-120/240		N407384YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-332		4138		Houston Housing		175		175		100		7.2/12.4Y-120/240		N407384YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-333		4144		Houston Housing		175		175		100		7.2/12.4Y-120/240		N407384YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19																												377		32-92-R5		118

		32		19		21-344		4047		Houston Housing		411		411		167		7.2/12.4Y-120/240		781108402		R.T.E		Test		Pad, 1ph,F,FdThru

		32		19		21-355		4050		Houston Housing		411		411		167		7.2/12.4Y-120/240		781108402		R.T.E		Test		Pad, 1ph,F,FdThru

		32		19		21-334		4150		Houston Housing		411		411		167		7.2/12.4Y-120/240		781108402		R.T.E		Test		Pad, 1ph,F,FdThru

		32		19		21-335		4156		Houston Housing		411		411		167		7.2/12.4Y-120/240		781108402		R.T.E		Test		Pad, 1ph,F,FdThru

		32		19																												378		32-92-R6

		32																														379		32-92-R7		119

		32		19		21-346		4053		Houston Housing		177		177		100		7.2/12.4Y-120/240		N407389YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-347		4061		Houston Housing		177		177		100		7.2/12.4Y-120/240		N407389YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-336		4162		Houston Housing		177		177		100		7.2/12.4Y-120/240		N407389YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-337		4168		Houston Housing		177		177		100		7.2/12.4Y-120/240		N407389YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32																														380		32-92-R8		120

		32		19		21-348		4081		Houston Housing		178		178		50		7.2/12.4Y-120/240		N409832YMTA		General Electric		NON		Pad, 1ph,F,FdThru														END R

		32		19		21-338		4172		Houston Housing		178		178		50		7.2/12.4Y-120/240		N409832YMTA		General Electric		NON		Pad, 1ph,F,FdThru														"

		32		19																												381		32-93

		32		19						Street Lighting		681		681		10		7.2/12.4Y-277/480		78VG072000		ME		Test		Pole, 1ph						382		32-94

		32		19																												383		32-95						R

		32		19																												384		32-95-R1

		32																														385		32-95-R2		121

		32		19		21-360		3001		Houston Housing		1534		1534		100		7.2/12.4Y-120/240		N40738YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-361		3003		Houston Housing		1534		1534		100		7.2/12.4Y-120/240		N40738YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-350		4036		Houston Housing		1534		1534		100		7.2/12.4Y-120/240		N40738YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-351		4038		Houston Housing		1534		1534		100		7.2/12.4Y-120/240		N40738YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19																												386		32-95-R3

		32																														387		32-95-R4		122

		32		19		21-362		3007		Houston Housing		1535		1535		100		7.2/12.4Y-120/240		N40736YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-363		3011		Houston Housing		1535		1535		100		7.2/12.4Y-120/240		N40736YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-352		4040		Houston Housing		1535		1535		100		7.2/12.4Y-120/240		N40736YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-353		4044		Houston Housing		1535		1535		100		7.2/12.4Y-120/240		N40736YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19																												388		32-95-R5

		32																														389		32-95-R6		123

		32		19		21-364		3013		Houston Housing		183		183		100		7.2/12.4Y-120/240		N407383YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-365		3019		Houston Housing		183		183		100		7.2/12.4Y-120/240		N407383YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-354		4046		Houston Housing		183		183		100		7.2/12.4Y-120/240		N407383YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-355		4050		Houston Housing		183		183		100		7.2/12.4Y-120/240		N407383YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32																														390		32-95-R7		124

		32		19		21-366		3023		Houston Housing		1536		1536		75		7.2/12.4Y-120/240		N408774YMTA		General Electric		182		Pad, 1ph,F,FdThru

		32		19		21-367		3027		Houston Housing		1536		1536		75		7.2/12.4Y-120/240		N408774YMTA		General Electric		182		Pad, 1ph,F,FdThru

		32		19		21-356		4052		Houston Housing		1536		1536		75		7.2/12.4Y-120/240		N408774YMTA		General Electric		182		Pad, 1ph,F,FdThru

		32		19																												391		32-95-R8

		32																														392		32-95-R9		125

		32		19		21-368		3029		Houston Housing		1537		1537		100		7.2/12.4Y-120/240		N407385YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-369		3037		Houston Housing		1537		1537		100		7.2/12.4Y-120/240		N407385YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-357		4056		Houston Housing		1537		1537		100		7.2/12.4Y-120/240		N407385YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32		19		21-358		4070		Houston Housing		1537		1537		100		7.2/12.4Y-120/240		N407385YMTA		General Electric		NON		Pad, 1ph,F,FdThru

		32																														393		32-95-R10		126

		32		19		21-370		3039		Houston Housing		1538		1538		50		7.2/12.4Y-120/240		N409833YMTA		General Electric		180		Pad, 1ph,F,FdThru														END R

		32		19		21-359		4090		Houston Housing		1538		1538		50		7.2/12.4Y-120/240		N409833YMTA		General Electric		180		Pad, 1ph,F,FdThru														"

		32		19						STREETLIGHTING		499		499		10		7.2/12.4Y-120/240		911062003		Cooper		1991		Pole, 1ph						394		32-96

		32		19																												395		32-97		127,128		SF-32-5

		32		19		21-471		3002		New Sunflower Housing		1539		1539		50		7.2/12.4Y-120/240		5026068		Cooper		2000		Pad, 1ph,F,FdThru

		32		19		21-473		3006		New Sunflower Housing		1539		1539		50		7.2/12.4Y-120/240		5026068		Cooper		2000		Pad, 1ph,F,FdThru

		32		19		21-461		3012		Sunflower Housing		1540		1540		75		7.2/12.4Y-120/240		00J32186		Cooper		2000		Pad, 1ph,F,FdThru

		32		19		21-463		3016		Sunflower Housing		1540		1540		75		7.2/12.4Y-120/240		00J32186		Cooper		2000		Pad, 1ph,F,FdThru

		32																												JC-32-9

		32						3010		New Sunflower Housing		1987		1987		50		7.2/12.4Y-120/240		5026065		Cooper		2000		Pad, 1ph,F

		32		19																												396		32-42		129		SF-32-6

		32		19																												397		33/32-43						R

		32		19																												398		32-100		130

		32		19																												399		32-101

		32		19		21-460		3014		Sunflower Housing		192		192		75		7.2/12.4Y-120/240		1644276		Line Material		Test		Pole, 1ph						400		32-102						END R

		32		19		21-462		3018		Sunflower Housing		192		192		75		7.2/12.4Y-120/240		1644276		Line Material		Test		Pole, 1ph						400		32-102						"

		32		19		21-451		3022		Sunflower Housing		192		192		75		7.2/12.4Y-120/240		1644276		Line Material		Test		Pole, 1ph						400		32-102						"

		32		19		21-453		3026		Sunflower Housing		192		192		75		7.2/12.4Y-120/240		1644276		Line Material		Test		Pole, 1ph						400		32-102						"

		32		19																												401		33/32-44

		32		19																												402		33/32-46						R

		32		19		21-452		3028		Sunflower Housing		193		193		75		7.2/12.4Y-120/240		1637615		Line Material		Test		Pole, 1ph						403		32-109

		32		19		21-483		3034		Sunflower Housing		193		193		75		7.2/12.4Y-120/240		1637615		Line Material		Test		Pole, 1ph						403		32-109

		32		19		21-444		3046		Sunflower Housing		193		193		75		7.2/12.4Y-120/240		1637615		Line Material		Test		Pole, 1ph						403		32-109

		32		19		21-482		3050		Sunflower Housing		193		193		75		7.2/12.4Y-120/240		1637615		Line Material		Test		Pole, 1ph						403		32-109

		32		19																												404		32-110

		32		19																												405		32-111						R2/L

		32		19						Headbolt heaters		194		194		25		7.2/12.4Y-120/240		1280108		Line Material		Test		Pole, 1ph						406		32-112		131				END R2

		32		19						Headbolt heaters		295		295		50		7.2/12.4Y-120/240		1274728		Line Material		Test		Pole, 1ph						407		32-113		132				END L

		32		19																												408		32-114

		32																														409		32-115		133,134				END R

		32		19		21-450		3024		Sunflower Housing		1541		1541		100		7.2/12.4Y-120/240		98J660144		ABB		1998		Pad Mt. 1ph														"

		32		19		21-440		3040		UNCOQ / TLF Housing		1541		1541		100		7.2/12.4Y-120/240		98J660144		ABB		1998		Pad Mt. 1ph														"

		32		19		21-442		3042		Sunflower Housing		1541		1541		100		7.2/12.4Y-120/240		98J660144		ABB		1998		Pad Mt. 1ph														"

		32		19																												410		33/32-47

		32		19																												411		33/32-48

		32		19																												412		32-119

		32		19																												413		32-120

		32		19		21-441		3044		Sunflower Housing		294		294		75		7.2/12.4Y-120/240		1644362		Line Material		Test		Pole, 1ph						414		32-121

		32		19		21-443		3048		Sunflower Housing		294		294		75		7.2/12.4Y-120/240		1644362		Line Material		Test		Pole, 1ph						414		32-121

		32		19		21-436		3052		Sunflower Housing		294		294		75		7.2/12.4Y-120/240		1644362		Line Material		Test		Pole, 1ph						414		32-121

		32		19		21-435		3056		Sunflower Housing		294		294		75		7.2/12.4Y-120/240		1644362		Line Material		Test		Pole, 1ph						414		32-121

		32		19						Headbolt Heaters		1011		1011		10		7.2/12.4Y-120/240		3573784		Allies Chambers		Test		Pole, 1ph						415		32-122		135				END R

		32		19																												416		33/32-49						R

		32		19																												417		33/32-50		136				R

		32		19		21-434		3058		UOQ / TLF Housing		1542		1542		75		7.2/12.4Y-120/240		98J609018		ABB		1998		Pad Mt., 1ph														END R

		32		19		21-481		3060		UOQ / TLF Housing		1542		1542		75		7.2/12.4Y-120/240		98J609018		ABB		1998		Pad Mt., 1ph														"

		32		19																												418		33/32-51

		32		19						Static Display Govt. Gate		200		200		25		7.2/12.4Y-120/240		89A054337		Westinghouse		1989		Pole, 1ph						419		33/32-52		137				END 32
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Fdr 33

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		pole_id		Pole #		Riser_id		Switch #		Lateral

		33		12																												323		31/33-2		95		SA-33-1

		33		12																												324		31/33-3

		33		12																												325		31/33-4

		33		12																												326		31/33-5

		33		12																												327		31/33-6

		33		12																												328		31/33-7

		33		12																												329		31/33-8

		33		12																												330		31/33-9

		33		12																												331		31/33-10

		33		12				2228				840		840		15		12.4/7.2-120/240		82DC045006		ME		Test		Pole Mt., 1ph						332		31/33-11

		33		12				2218		Corp Engineer/Storage		1545		1545		50		12.4/7.2-120/240		67AC4781		WH		11-Apr		Pole Mt., 1ph						333		31/33-12

		33		12				2218		Corp Engineer/Storage		1546		1545		50		12.4/7.2-120/240		66AL940		WH		11-Apr		Pole Mt., 1ph						333		31/33-12

		33		12		21-710		2218		Corp Engineer/Storage		1547		1545		50		12.4/7.2-120/240		67AC0422		WH		11-Apr		Pole Mt., 1ph						333		31/33-12

		33		12				2212		Tech Lab		120		120		75		12.4/7.2-120/240		2560307005		PT		Test		Pole Mt., 1ph						334		31/33-13		96

		33		12				2212		Tech Lab		121		120		75		12.4/7.2-120/240		2560307002		PT		TEST		Pole Mt., 1ph						334		31/33-13		96

		33		12				2212		Tech Lab		123		120		75		12.4/7.2-120/240		2560307006		PT		TEST		Pole Mt., 1ph						334		31/33-13		96

		33		12																												420		33-14		138				L

		33		12		21-706		2204		AK District C of EN		1548		1548		150		12.4/7.2-120/208		9937010532		CP		1999		PD,3PH,F,S														END L

		33		12																												335		31/33-15		97		SF-33-2

		33		12																								MH-31-33-1

		33		12																								MH-31-33-2

		33		12																								MH-33-3

		33		12																																		SC-32/33-1

		33		12																								MH-33-4

		33		12																												421		33-29		139		SF-33-3

		33		12						Street Lights		1549		1549		10		7.2/12.4-120/240		84VE018001		ME		TEST		Pole Mt., 1ph						422		33-30

		33		12																												423		33-31

		33		12																												424		33-32

		33		12																												425		33-33				SA-33-4

		33		12																												426		33-34

		33		12																												427		33-35

		33		12																												428		33-36

		33		12																												429		33-37

		33		12																												430		33-38

		33		12																												431		33-39

		33		12																												432		33-40		140		SF-33-5

		33		12																												433		33-43		141		SF-33-6

		33		12																												397		33/32-43

		33		12																												401		33/32-44

		33		12																												402		33/32-46

		33		12																												410		33/32-47

		33		12																												411		33/32-48

		33		12																												416		33/32-49

		33		12																												417		33/32-50		136

		33		12																												418		33/32-51

		33																														419		33/32-52		137

		33		12																												434		33-53						L

		33		12																												435		33-54		142		SF-33-7		END L

		33		12																												436		33-55		143,144		SF-33-11

		33		12																										JC-33-1										R

		33		12						Head Bolt Heaters		201		201		25		12.4/7.2-120/240		1274756		LM		Test		Pole Mt., 1ph						437		33-57-R1		145,146,147				END R

		33		12																										JC-33-2										R

		33		12		21-433		3062		UOQ / TLF Housing		1550		1550		100		12.4/7.2-120/240		98J661067		ABB		1998		Pd. Mt.,feedthru														END R

		33		12		21-432		3064		UOQ / TLF Housing		1550		1550		100		12.4/7.2-120/240		98J661067		ABB		1998		Pd. Mt.,feedthru														"

		33		12		21-431		3066		UOQ / TLF Housing		1550		1550		100		12.4/7.2-120/240		98J661067		ABB		1998		Pd. Mt.,feedthru														"

		33		12		21-430		3068		UOQ / TLF Housing		1550		1550		100		12.4/7.2-120/240		98J661067		ABB		1998		Pd. Mt.,feedthru														"

		33		12																										JC-33-3										S,L

		33		12						Street lights, Steam Pit		1990		1990		15		12.4/7.2-120/240		506315		CP		NON		PD,1P,F,FT														END S

		33																														438		33-127		148		SF-33-12		L2

		33		12																												439		33-130

		33		12		21-410		4055		Special Olympics		1551		1551		10		12.4/7.2-120/240		V40568MLTA		GE		NON		Pole Mt., 1ph						440		33-130-L1

		33		12																												441		33-130-L2		149

		33		12																										JC-33-4

		33		12		20-760		3035		Douglass Housing		1552		1552		100		12.4/7.2-120/240		97J441171		ABB		1997		PD,1PH,FT,F														End L2

		33		12		20-762		4043		Boston Housing		1552		1552		100		12.4/7.2-120/240		97J441171		ABB		1997		PD,1PH,FT,F														"

		33		12		20-764		4049		Boston Housing		1552		1552		100		12.4/7.2-120/240		97J441171		ABB		1997		PD,1PH,FT,F														"

		33		12																												442		33-131

		33		12																												443		33-132

		33		12																												444		33-133

		33		12																												445		33-134

		33		12																												446		33-135						L2

		33		12		20-960		5052		Douglas Housing		598		598		15		7.2/12.4-120/240		911057651		CP		1991		P/1PH						447		33-80						L3

		33		12		20-962		5054		Douglas Housing		598		598		15		7.2/12.4-120/240		911057651		CP		1991		P/1PH						447		33-80						"

		33		12																												448		33-138

		33		12		20-954		5028		Environmental Science Service		213		213		25		12.4/7.2-120/240		7009501		LM		TEST		Pole Mt., 1ph						449		33-83		150				END L3

		33		12		20-955		5030		Environmental Science Service		213		213		25		12.4/7.2-120/240		7009501		LM		TEST		Pole Mt., 1ph						449		33-83		150				"

		33		12																												450		33-139

		33		12		20-953		5021		Environmental Science Service		251		251		50		12.4/7.2-120/240		74V5127		VT		Test		Pole Mt., 1ph						451		33-140		151				END L2

		33		12																												452		33-78

		33		12						Street Lighting		1555		1555		15		7.2/12.4		921037739		CP		1992		Pole Mt., 1ph						453		33-76		152

		33		12						Steam Pit		1611		1611		15		7.2/12.4		95102799		CP		1995		Pole Mt., 1ph						453		33-76		152

		33		12																												454		33-75				SA-33-5

		33		12																												455		33-73						S/Trn R

		33		12																												456		33-84

		33		12																												457		33-145

		33		12						Base Siren, steam pit, lights		1005		1005		5		7.2/12.4-120/240		1772172		LM		Test		Pole Mt., 1ph						458		33-86

		33		12																												459		33-146		153		SF-33-8

		33		12																										JC-33-5										A,B,C

		33		12		30-350		7003		Cherry Hill Housing		1556		1556		25		7.2/12.4-120/240		89LN61001Y		ME		NON		PD,1P,F,FT

		33		12		30-351		7005		Cherry Hill Housing		1557		1557		75		7.2/12.4-120/240		ME90LF166002		CP		NON		PD,1P,F,FT

		33		12		30-352		7007		Cherry Hill Housing		1557		1557		75		7.2/12.4-120/240		ME90LF166002		CP		NON		PD,1P,F,FT

		33		12		30-360		7009		Cherry Hill Housing		1557		1557		75		7.2/12.4-120/240		ME90LF166002		CP		NON		PD,1P,F,FT

		33		12		30-361		7010		Cherry Hill Housing		1558		1558		100		7.2/12.4-120/240		90LC061016		ME		NON		PD,1P,F,FT

		33		12		30-362		7011		Cherry Hill Housing		1558		1558		100		7.2/12.4-120/240		90LC061016		ME		NON		PD,1P,F,FT

		33		12		30-370		7013		Cherry Hill Housing		1558		1558		100		7.2/12.4-120/240		90LC061016		ME		NON		PD,1P,F,FT

		33		12		30-371		7015		Cherry Hill Housing		1558		1558		100		7.2/12.4-120/240		90LC061016		ME		NON		PD,1P,F,FT

		33		12		30-372		7017		Cherry Hill Housing		1559		1559		50		7.2/12.4-120/240		90LC059050		ME		NON		PD,1P,F,FT

		33		12		30-380		7019		Cherry Hill Housing		1559		1559		50		7.2/12.4-120/240		90LC059050		ME		NON		PD,1P,F,FT

		33		12		30-381		7020		Cherry Hill Housing		1559		1559		50		7.2/12.4-120/240		90LC059050		ME		NON		PD,1P,F,FT

		33		12		30-303		7012		Cherry Hill Housing		1560		1560		50		7.2/12.4-120/240		90LC026015		ME		NON		PD,1P,F,FT														END A

		33		12		30-305		7018		Cherry Hill Housing		1560		1560		50		7.2/12.4-120/240		90LC026015		ME		NON		PD,1P,F,FT														"

		33		12		30-301		7008		Cherry Hill Housing		1561		1561		50		7.2/12.4-120/240		90LC059049		ME		NON		PD,1P,F,FT

		33		12		30-311		7052		Cherry Hill Housing		1561		1561		50		7.2/12.4-120/240		90LC059049		ME		NON		PD,1P,F,FT

		33		12		30-383		7022		Cherry Hill Housing		1562		1562		50		7.2/12.4-120/240		90LC026006		ME		NON		PD,1P,F,FT

		33		12		30-384		7024		Cherry Hill Housing		1562		1562		50		7.2/12.4-120/240		90LC026006		ME		NON		PD,1P,F,FT

		33		12		30-390		7026		Cherry Hill Housing		1563		1563		50		7.2/12.4-120/240		90LC026005		ME		NON		PD,1P,F,FT

		33		12		30-391		7028		Cherry Hill Housing		1563		1563		50		7.2/12.4-120/240		90LC026005		ME		NON		PD,1P,F,FT

		33		12		30-306		7038		Cherry Hill Housing		1564		1564		50		7.2/12.4-120/240		90LC026046		ME		NON		PD,1P,F,FT

		33		12		30-304		7042		Cherry Hill Housing		1565		1565		50		7.2/12.4-120/240		90LC026047		ME		NON		PD,1P,F,FT														END B

		33		12		30-302		7048		Cherry Hill Housing		1565		1565		50		7.2/12.4-120/240		90LC026047		ME		NON		PD,1P,F,FT														"

		33		12		30-310		7051		Cherry Hill Housing		1566		1566		25		7.2/12.4-120/240		89LN610145		ME		NON		PD,1P,F,FT

		33		12		30-320		7047		Cherry Hill Housing		1567		1567		75		7.2/12.4-120/240		ME90LF166001		CP		NON		PD,1P,F,FT

		33		12		30-312		7049		Cherry Hill Housing		1567		1567		75		7.2/12.4-120/240		ME90LF166001		CP		NON		PD,1P,F,FT

		33		12				7050		Cherry Hill Housing		1567		1567		75		7.2/12.4-120/240		ME90LF166001		CP		NON		PD,1P,F,FT

		33		12		30-330		7041		Cherry Hill Housing		1568		1568		75		7.2/12.4-120/240		ME90LF1019		CP		NON		PD,1P,F,FT

		33		12		30-322		7043		Cherry Hill Housing		1568		1568		75		7.2/12.4-120/240		ME90LF1019		CP		NON		PD,1P,F,FT

		33		12		30-321		7045		Cherry Hill Housing		1568		1568		75		7.2/12.4-120/240		ME90LF1019		CP		NON		PD,1P,F,FT

		33		12		30-340		7037		Cherry Hill Housing		1569		1569		75		7.2/12.4-120/240		ME90LF1018		CP		NON		PD,1P,F,FT

		33		12		30-332		7039		Cherry Hill Housing		1569		1569		75		7.2/12.4-120/240		ME90LF1018		CP		NON		PD,1P,F,FT

		33		12		30-331		7040		Cherry Hill Housing		1569		1569		75		7.2/12.4-120/240		ME90LF1018		CP		NON		PD,1P,F,FT

		33		12		30-344		7030		Cherry Hill Housing		1570		1570		50		7.2/12.4-120/240		90LC059052		ME		NON		PD,1P,F,FT

		33		12		30-341		7035		Cherry Hill Housing		1570		1570		50		7.2/12.4-120/240		90LC059052		ME		NON		PD,1P,F,FT

		33		12		30-342		7032		Cherry Hill Housing		1571		1571		25		7.2/12.4-120/240		851029613		CP		NON		PD,1P,F,FT														END C & S

		33		12						Street Lights,Steam pit 30-1		483		483		10		7.2/12.4-120/240		711062004		CP		1991		Pole Mt., 1ph						460		33-74		154

		33		12																												461		33-147				SA-33-9

		33		12																												462		33-148

		33		12																												463		33-149

		33		12																												464		33-128

		33		12																												465		33-129

		33		12																												466		33-150						R

		33		12																												467		33-125

		33		12																												468		33-126

		33		12						Steam Pit 21-95		1612		1612		10		7.2/12.4-120/240		10228328EAA				NON		P,1PH						469		33-153		155

		33		12																												470		33-154		156

		33		12		21-295		5085		Aurora School		1572		1572		300		12.4/7.2-120/208		966002098		CH		1996		Pd, 3ph, FT, F, S														END R

		33		12																												471		33-122

		33		12																												742		33-121

		33		12																												473		33-120		157		SF-33-10

		33																												JC-33-18										L,R

		33						7079		Glacier Hall Dorm		1573		1573		300		12.4/7.2-120/208		90611016		CP		NON		Pd. Mt., FT, 3ph

		33																										MH-33-5												L3

		33								Dorm Rec, Lights		1989		1989		75		12.4/7.2-120/208		137014132		CP		2001		Pd.,3Ph,FT,F

		33								Kodiak Dorms, Lights		1990		1990																										End L3

		33						8088		Idatarod Dining Facility		1574		1574		750		12.4/7.2y-277/480		946001453		CP		1994		Pd, 3ph, FT, F, S														End L

		33								New Dorms		1988		1988																										End R

		33		12																												474		33-119		158		SF-33-9

		33		12																												475		33-118

		33		12																												476		33-117		159				L2

		33		12				7111		Headbolt heaters/lights for 7111		1575		1575		75		12.4/7.2-120/208		956000956		CP		1995		Pd. Mt., 3ph														END L2

		33		12																												477		33-111						L2

		33		12																												478		33-112

		33		12																												479		33-113						R

		33		12																												480		33-114		160

		33		12		31-155		7113		Eklutna Hall Dorm		235		235		50		7.2/12.4-120/240		128829		LM		TEST		Pole Mt., 1ph

		33		12		31-160		8111		YMCA / Post Office 2		236		236		50		7.2/12.4-120/240		1340832		LM		TEST		Pole Mt., 1ph

		33		12		31-160		8111		YMCA / Post Office 2		237		236		50		7.2/12.4-120/240		13323033		LM		TEST		Pole Mt., 1ph

		33		12		31-160		8111		YMCA / Post Office 2		238		236		50		7.2/12.4-120/240		1331232		LM		TEST		Pole Mt., 1ph

		33		12																												481		33-114A						END R

		33		12		31-165		8113		Turnagain Hall Dorm		1576		1576		75		12.4/7.2-120/240		931007207		CP		1993		Pole Mt., 1ph						482		33-115		161,162				END L2

		33		12		31-150		7111		Susitna Hall Dorm		233		233		37.5		7.2/12.4-120/240		S-56807740		WH		TEST		Pole Mt., 1ph						483		33-110		163

		33		12																												484		33-108						R/L2

		33		12		31-100		7122		Talketna Theater		1577		1577		25		12.4/7.2-120/240		911071156		CP		1991		Pole Mt., 1ph						485		33-108-R						END R

		33		12		31-100		7122		Talketna Theater		1578		1577		25		12.4/7.2-120/240		911071154		CP		1991		Pole Mt., 1ph						485		33-108-R						"

		33		12		31-100		7122		Talketna Theater		1579		1577		25		12.4/7.2-120/240		911071151		CP		1991		Pole Mt., 1ph						485		33-108-R						"

		33		12																												486		33-108-L1

		33		12																												487		33-108-L2		164

		33		12						Dorms Lights/Headbolt heaters		1590		1590		150		12.4/7.2-120/208		3700502		CP		NON		Pd, 3ph, FT, F														END L2

		33		12																												488		33-107

		33		12		31-200		7148		Wrangell Hall Dorm		232		232		37.5		12.4/7.2-120/208		1289829		LM		TEST		Pole Mt., 1ph						489		33-106

		33		12																												490		33-173						L2

		33		12																												491		33-95

		33		12																		LM										492		33-96						L3

		33		12		31-205		7152		Knik Hall Dorm		248		248		50		7.2/12.4-120/240		861010538		RTE		TEST		Pole Mt., 1ph						493		33-98						ENDL3

		33		12		31-205		7152		Knik Hall Dorm		249		248		50		7.2/12.4-120/240		861010539		RTE		TEST		Pole Mt., 1ph						493		33-98						"

		33		12		31-205		7152		Knik Hall Dorm		250		248		50		7.2/12.4-120/240		861013025		RTE		TEST		Pole Mt., 1ph						493		33-98						"

		33		12																												494		33-97						L2

		33		12		31-210		8124		PME NCO Academy		245		245		50		7.2/12.4-120/240		861029693		RTE		TEST		Pole Mt., 1ph						495		33-99		165,166				ENDL3

		33		12		31-210		8124		PME NCO Academy		246		245		50		7.2/12.4-120/240		861029699		RTE		TEST		Pole Mt., 1ph						495		33-99		165,166				"

		33		12		31-210		8124		PME NCO Academy		247		245		50		7.2/12.4-120/240		861029649		RTE		TEST		Pole Mt., 1ph						495		33-99		165,166				"

		33		12		31-215		8126		Chinook Hall Dorm		245		245		50		7.2/12.4-120/240		861029693		RTE		TEST		Pole Mt., 1ph						495		33-99		165,166				"

		33		12		31-215		8126		Chinook Hall Dorm		246		245		50		7.2/12.4-120/240		861029699		RTE		TEST		Pole Mt., 1ph						495		33-99		165,166				"

		33		12		31-215		8126		Chinook Hall Dorm		247		245		50		7.2/12.4-120/240		861029649		RTE		TEST		Pole Mt., 1ph						495		33-99		165,166				"

		33		12																												496		33-100						L3

		33		12																												497		33-101		167

		33		12		31-220		8128		Beluga Hall Dorm		468		468		300		12.4/7.2-120/208		742L450001		ME		TEST		Pd. Mt., UngrdY, LF														END L3

		33		12		31-225		8130		Alyeska Hall Dorm		468		468		300		12.4/7.2-120/208		742L450001		ME		TEST		Pd. Mt., UngrdY, LF														"

		33		12																												498		33-103						L3

		33		12																												499		33-104		168

		33		12		31-230		8132		Chugach Hall Dorm		1580		1580		150		12.4/7.2-120/208		20043-1		Matra Elec.		1988		Enclosed Pd. Mt														END L3

		33		12						Base Siren		241		241		37.5		7.2/12.4-120/240		1280-500		LM		NON		Pole Mt., 1ph						500		33-105		169				END L2

		33		12																												501		33-93

		33		12						Steam Pit, Street Lights		1581		1581		15		7.2/12.4-120/240		951093715		CP		1995		Pole Mt., 1ph						502		33-88		170				R

		33		12																												503		33-89

		33		12		31-100		7137		Chapel 1		564		564		15		12.4/7.2-120/240		911057648		CP		1991		Pole Mt., 1ph						504		33-90						END R

		33		12		31-100		7137		Chapel 1		567		564		15		12.4/7.2-120/240		911057633		CP		1991		Pole Mt., 1ph						504		33-90						"

		33		12		31-100		7137		Chapel 1		568		564		15		12.4/7.2-120/240		911008826		CP		1991		Pole Mt., 1ph						504		33-90						"

		33		12																												505		33-87		171,172				L2

		33		12		31-250		7153		Denali Hall Dorm		1582		1582				12.4/7.2				Fouch Elec		DRY		Enclosed Pd. Mt., 3ph														END L2

		33		12																												506		33-86

		33		12																												507		33-190

		33		12						Street lights		272		272		15		12.4/7.2-240/480		4657408		AC		TEST		Pole Mt., 1ph						508		33-191		173

		33		12						Steam Pit		525		525		10		7.2/12.4-120/240		911062015		CP		1991		Pole Mt., 1ph						508		33-191		173

		33		12																												509		33-192		174,175				L2

		33		12		31-270		7179		Turnagain Hall Dorm		1583		1583		500		12.4/7.2-120/208		186920		SD		DRY		Enclosed Pd. Mt., 3ph														END L2

		33		12																												343		31/33-193				SA-33/31-2		END L

		33		12																										JC-33-6										S,L

		33		12						CROSSING, STEAM		1991		1991		15		7.2/12.4-120/240		105032728		CP		NON		PD,1P,F,FT														END S

		33		12																										JC-33-7

		33		12		20-764		4057		Houston Housing		206		206		100		7.2/12.4-120/240		N407387YMTA		GE		TEST		Pd Mt., 1ph Feedthru

		33		12		21-391		4059		Houston Housing		206		206		100		7.2/12.4-120/240		N407387YMTA		GE		TEST		Pd Mt., 1ph Feedthru

		33		12		21-396		5064		Houston Housing		206		206		100		7.2/12.4-120/240		N407387YMTA		GE		TEST		Pd Mt., 1ph Feedthru

		33		12		21-380		5066		Houston Housing		206		206		100		7.2/12.4-120/240		N407387YMTA		GE		TEST		Pd Mt., 1ph Feedthru

		33		12		20-950		5049		Houston Housing		1585		1585		100		7.2/12.4-120/240		83VMS534002		ME		TEST		Pd Mt., 1ph Feedthru

		33		12		21-393		5051		Houston Housing		1585		1585		100		7.2/12.4-120/240		83VMS534002		ME		TEST		Pd Mt., 1ph Feedthru

		33		12		21-387		5068		Houston Housing		1585		1585		100		7.2/12.4-120/240		83VMS534002		ME		TEST		Pd Mt., 1ph Feedthru

		33		12		21-381		5070		Houston Housing		1585		1585		100		7.2/12.4-120/240		83VMS534002		ME		TEST		Pd Mt., 1ph Feedthru

		33		12		21-394		5053		Houston Housing		208		208		75		7.2/12.4-120/240		N408772YMTA		GE		TEST		Pd Mt., 1ph Feedthru

		33		12		21-395		5055		Houston Housing		208		208		75		7.2/12.4-120/240		N408772YMTA		GE		TEST		Pd Mt., 1ph Feedthru

		33		12		21-382		5072		Houston Housing		208		208		75		7.2/12.4-120/240		N408772YMTA		GE		TEST		Pd Mt., 1ph Feedthru

		33		12		21-383		5074		Houston Housing		209		209		50		7.2/12.4-120/240		N409834YMTA		GE		TEST		Pd Mt., 1ph														END L

		33		12		21-384		5076		Houston Housing		209		209		50		7.2/12.4-120/240		N409834YMTA		GE		TEST		Pd Mt., 1ph														"

		33		12																										JC-33-8										L

		33		12																										JC-33-9

		33		12		21-386		5065		Houston Housing		210		210		75		7.2/12.4-120/240		N408773YMTA		GE		TEST		Pd Mt., 1ph Feedthru

		33		12		21-388		5069		Houston Housing		210		210		75		7.2/12.4-120/240		N408773YMTA		GE		TEST		Pd Mt., 1ph Feedthru

		33		12		21-619		5174		Houston Housing		210		210		75		7.2/12.4-120/240		N408773YMTA		GE		TEST		Pd Mt., 1ph Feedthru

		33		12		21-389		5071		Houston Housing		211		211		100		7.2/12.4-120/240		N407378YMTA		GE		TEST		Pd Mt., 1ph Feedthru

		33		12		21-390		5073		Houston Housing		211		211		100		7.2/12.4-120/240		N407378YMTA		GE		TEST		Pd Mt., 1ph Feedthru

		33		12		21-375		5176		Houston Housing		211		211		100		7.2/12.4-120/240		N407378YMTA		GE		TEST		Pd Mt., 1ph Feedthru

		33		12		21-376		5178		Houston Housing		211		211		100		7.2/12.4-120/240		N407378YMTA		GE		TEST		Pd Mt., 1ph Feedthru

		33		12		21-397		5075		Houston Housing		212		212		100		7.2/12.4-120/240		N407382YMTA		GE		TEST		Pole Mt., 1ph														END L

		33		12				5077		Houston Housing		212		212		100		7.2/12.4-120/240		N407382YMTA		GE		TEST		Pole Mt., 1ph														"

		33		12		21-377		5180		Houston Housing		212		212		100		7.2/12.4-120/240		N407382YMTA		GE		TEST		Pole Mt., 1ph														"

		33		12																										JC-33-10										L

		33		12																												510		33-205		176

		33		12		21-229		5091		Teen Center,Base Siren		226		226		10		7.2/12.4-120/240		7004100		LM		TEST		Pole Mt., 1ph						511		33-206

		33		12		21-229		5091		Teen Center,Base Siren		227		226		10		7.2/12.4-120/240		7232445		LM		TEST		Pole Mt., 1ph						511		33-206

		33		12		21-229		5091		Teen Center,Base Siren		228		226		10		7.2/12.4-120/240		7004101		LM		TEST		Pole Mt., 1ph						511		33-206

		33		12																												512		33-207

		33		12																												513		33-208		177

		33		12		21-385		6104		Youth Center / Gym		225		225		112		12.4/7.2-120/208		87-51264		MGM		1987		Pd Mt., 3ph														END L

		33		12																										JC-33-11										R

		33		12		21-299		5112		Orion Elementary School		1586		1586		225		12.4/Delta-120/208		5718776		AC		166		Pd Mt., 3ph														END R

		33		12																										JC-33-12										R

		33		12		21-299		5112		Orion Elementary School		1587		1587		750		12.4/Delta-277/480		980433VA		SD		NON		Pd Mt., 3ph														END R

		33		12																										JC-33-13										R

		33		12				5126		Fire Station 2, Crossing lgts		1992		1992		15		7.2/12.4-120/240		150032731		CP		NON		PD,1P,F,FT														END R

		33		12																										JC-33-14										R

		33		12		21-392		4140		Mt. Illiamana Special Ed School		1588		1588		225		12.4/7.2-120/208		956001413		CH		1995		Pd,3ph,FT,Lp.S,F														END R

		33		12																										JC-33-15										L

		33		12																										JC-33-16

		33		12						Paxton Park Restrooms		1589		1589		25		7.2-120/240		84JE184245		WH		TEST		PD,1PH,F,FT														END L

		33		12																										JC-33-17										R

		33		12						Street lights steam pit		1993		1993		15		7.2-120/240		105032733		CP		NON		PD,1P,F,FT														END R

		33		12																												342		31/33-1		103		SF-31/33-1		END33



&CFeeder 33 Inventory

Eric.Allain:
Collect Data. Stop b/c of lock

Eric.Allain:
Collect Data. Stop b/c of lock

Eric.Allain:
xformer sticker says 1859.  Change to 1549 and check serial # and manufacturer name with bucket truck

Eric.Allain:
Reliable faded xformer # with new lables

Eric.Allain:
Reliable faded xformer # with new lables

Eric.Allain:
Reliable faded xformer # with new lables

Eric.Allain:
Reliable faded xformer # with new lables

Eric.Allain:
Reliable faded xformer # with new lables

Eric.Allain:
Reliable faded xformer # with new lables

Eric.Allain:
Reliable xformer # 233 with bucket truck. Old # is unreadable.

Eric.Allain:
colect KVA, voltage, and serial #

Eric.Allain:
colect sec voltage with bucket truck

Eric.Allain:
colect sec voltage with bucket truck

Eric.Allain:
colect manufacturer with bucket truck

Eric.Allain:
All new dorm area. Some poles are removed and some J-boxes and xformers are added.



Fdr 34

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		34		16																												350		32/34-2		108		SK-34-1

		34		16						Lights		54		54		25		7.2-120/240		3587191		Allies Chambers		Test		Pole Mt., 1ph						351		32/34-3		109

		34		16																												352		32/34-4		110

		34		16																												353		32/34-5

		34		16																												354		32/34-6

		34		16																												355		32/34-7

		34		16																												356		32/34-8

		34		16																												357		32/34-9

		34		16																												358		32/34-10

		34		16																												359		32/34-11

		34		16																												360		32/34-12

		34		16																												361		32/34-13

		34		16																												362		32/34-14

		34		16																												363		32/34-15

		34		16																												364		32/34-16

		34		16																												365		32/34-17

		34		16																												366		32/34-18		111		SF-34-2

		34		16																								MH-34-1

		34		16																										JC-34-1										L-u/g

		34		16		21-700		2204		Corp of Engineers		1697		1697		500		12470Delta/120/208		PYH0720				Test		Pad Mt., 3ph														END L-u/g

		34		16																								MH-32/34-1

		34		16																												514		34-22		178		SF-34-3

		34		16																												515		34-23

		34		16																												516		34-24

		34		16																												517		34-25

		34		16																												518		34-26

		34		16																												519		34-27

		34		16																												520		34-28

		34		16																												521		34-29

		34		16																												522		34-30		179

		34		16						Base Siren		171		171		10		7.2-120/240		911057826		Cooper		1991		Pole Mt., 1ph						523		34-31		180

		34		16																												524		34-32

		34		16																												525		34-39

		34		16																												526		34-40

		34		16																												527		34-41

		34		16																												528		34-42

		34		16																												529		34-43

		34		16																												530		34-44

		34		16																												531		34-45

		34		16																												532		21/34-28						R

		34		16																												38		21-S24-3				SA-21/34-1		END/R

		34		16																												533		34-47

		34		16																												534		34-48

		34		16																												535		34-49		181,182,183				R-u/g

		34		16		21-875		5201		Shopette / Class VI		1698		1698		75		12470/7200Y/120/208		949002045		Cooper		1994		Pad Mt., 3ph														END/R-u/g

		34		16						Street Lighting		100		100		25		7200/12470Y/240/480		4649131		Allies-Chambers		Test		Pole Mt., 1ph						536		34-50

		34		16						Stm Pit/Traffic-Frchild/Arctic		164		164		10		7.2-120/240		91106199		Cooper		1991		Pole Mt., 1ph						537		34-51		184

		34		16																												538		34-52				SA-34-4

		34		16																												539		34-54

		34		16		21-876		6210		Service Station		1506		1506		50		12.4/7.2-120/240		911061097		Cooper		1991		Pole Mt., 1ph						540		34-55		185

		34		16		21-876		6210		Service Station		1507		1506		50		12.4/7.2-120/240		911061095		Cooper		1991		Pole Mt., 1ph						540		34-55		185

		34		16		21-876		6210		Service Station		1508		1506		50		12.4/7.2-120/240		911061092		Cooper		1991		Pole Mt., 1ph						540		34-55		185

		34		16																												541		34-56		186				L-u/g

		34		16		21-900		6211		Transportation		1509		1509		750		7200/12470Y/120/208		936000804		Cooper		1993		Pad Mt., 3ph														END/L-u/g

		34		16																												542		34-57		187

		34		16																												543		34-58

		34		16																												544		34-59		188				R-u/g

		34		16		21-889		6230		Field Training		1048		1048		50		7200/12470Y-120/240		3542875		Allies Chambers		Test		Pole Mt., 1ph														END/R-u/g

		34		16		21-889		6230		Field Training		1049		1048		50		7200/12470Y-120/240		3584252		Allies Chambers		Test		Pole Mt., 1ph														"

		34		16		21-889		6230		Field Training		1050		1048		50		7200/12470Y-120/240		3567292		Allies Chambers		Test		Pole Mt., 1ph														"

		34		16																												545		34-60

		34		16																												546		34-63		189

		34		16																												547		34-64						L

		34		16																												548		34-65

		34		16																												549		34-66

		34		16						U-Drive It headbolt heaters		1071		1071		25		7200/12470Y-120/240		911051640		CP		1991		Pole Mt., 1ph						550		34-67						END L

		34		16																												551		34-68

		34		16				6252		Roads and Grounds Storage		802		802		37.5		7200/12470Y-120/240		7003781		Line Materials		Test		Pole Mt., 1ph						552		34-69

		34		16				6254		Vehicle Storae Services		802		802		37.5		7200/12470Y-120/240		7003781		Line Materials		Test		Pole Mt., 1ph						552		34-69

		34		16				6256		Mobility Storage		802		802		37.5		7200/12470Y-120/240		7003781		Line Materials		Test		Pole Mt., 1ph						552		34-69

		34		16				6258		Recycle Center		802		802		37.5		7200/12470Y-120/240		7003781		Line Materials		Test		Pole Mt., 1ph						552		34-69

		34		16		21-885		6260		Headquarters 611 CES W. end		802		802		37.5		12470/7200Y/120/240		7003781		Line Materials		Test		Pole Mt., 1ph						552		34-69

		34		16				6252		Roads and Grounds Storage		803		802		37.5		12470/7200Y/120/240		7010471		Line Materials		Test		Pole Mt., 1ph						552		34-69

		34		16				6254		Vehicle Storae Services		803		802		37.5		12470/7200Y/120/240		7010471		Line Materials		Test		Pole Mt., 1ph						552		34-69

		34		16				6256		Mobility Storage		803		802		37.5		12470/7200Y/120/240		7010471		Line Materials		Test		Pole Mt., 1ph						552		34-69

		34		16				6258		Recycle Center		803		802		37.5		12470/7200Y/120/240		7010471		Line Materials		Test		Pole Mt., 1ph						552		34-69

		34		16		21-885		6260		Headquarters 611 CES W. end		803		802		37.5		12470/7200Y/120/240		7010471		Line Materials		Test		Pole Mt., 1ph						552		34-69

		34		16				6252		Roads and Grounds Storage		804		802		37.5		12470/7200Y/120/240		7003782		Line Materials		Test		Pole Mt., 1ph						552		34-69

		34		16				6254		Vehicle Storae Services		804		802		37.5		12470/7200Y/120/240		7003782		Line Materials		Test		Pole Mt., 1ph						552		34-69

		34		16				6256		Mobility Storage		804		802		37.5		12470/7200Y/120/240		7003782		Line Materials		Test		Pole Mt., 1ph						552		34-69

		34		16				6258		Recycle Center		804		802		37.5		12470/7200Y/120/240		7003782		Line Materials		Test		Pole Mt., 1ph						552		34-69

		34		16		21-885		6260		Headquarters 611 CES W. end		804		802		37.5		12470/7200Y/120/240		7003782		Line Materials		Test		Pole Mt., 1ph						552		34-69

		34		16		21-885		6260		Headquarters 611 CES		1510		1510		100		12470/7200Y-277/480		931081937		Cooper Industry		1993		Pole Mt., 1ph						553		34-70		190,191,192

		34		16		21-885		6260		Headquarters 611 CES		1511		1510		100		12470/7200Y-277/480		931081938		Cooper Industry		1993		Pole Mt., 1ph						553		34-70		190,191,192

		34		16		21-885		6260		Headquarters 611 CES		1512		1510		100		12470/7200Y-277/480		931081936		Cooper Industry		1993		Pole Mt., 1ph						553		34-70		190,191,192

		34		16		21-885		6260		Headquarters 611 CES E. end		58		58		100		12470/7200Y-277/480		90NF041005		Cooper Industry		1990		Pole Mt., 1ph						554		34-71		193,194,195

		34		16		21-885		6260		Headquarters 611 CES E. end		59		58		100		12470/7200Y-277/480		90NF041004		Cooper Industry		1990		Pole Mt., 1ph						554		34-71		193,194,195

		34		16		21-885		6260		Headquarters 611 CES E. end		60		58		100		12470/7200Y-277/480		90NF041002		Cooper Industry		1990		Pole Mt., 1ph						554		34-71		193,194,195

		34		16																												110		23/34-1				SA-23/34-2		END 34



&CFeeder 34 Inventory



Fdr 41

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		41																										MH-41-46-1												L

		41																										MH-41-46-2

		41																														1041		41-1		344		SA-41-1

		41																														1042		41-2						R

		41								.																						1043		41-2-3

		41																														1044		42/41-4				SA-42/41-1		END R

		41						7535				810		810		15		12.4/7.2-120/240		253095015003		PT		1964		P, 1PH						1045		41-5		345,346

		41						7535				811		810		15		12.4/7.2-120/240		2560303001		PT		1964		P, 1PH						1045		41-5		345,346

		41						7535				812		810		15		12.4/7.2-120/240		2560303004		PT		1964		P, 1PH						1045		41-5		345,346

		41																														1046		41-6

		41																														1047		41-7		347,348				L2

		41																										MH-41-3

		41				1-842		7541		Cope Thunder Dorms		1850		1850		150		7.2/12.4-120/208		2141943492		HOWARD		NON		PD,3PH

		41						7537		Cope Thunder Dorms		1850		1850		150		7.2/12.4-120/208		2141943492		HOWARD		NON		PD,3PH

		41																										MH-41-4

		41																										MH-41-5

		41						7525		Cope Thunder Dorms		1781		1781		500		7.2/12.4-120/208		0242172TPJ		GE		1994		PD,3PH,F,FT,LpS

		41						7535		Chow Hall		1781		1781		500		7.2/12.4-120/208		0242172TPJ		GE		1994		PD,3PH,F,FT,LpS

		41																										MH-41-6

		41																										MH-41-7

		41				1-800		8515		Old Commissary		1851		1851		1000		12.4/7.2-277/480		9937015081		CP		1999		PD, 3PH														END L2

		41																														1048		41-8

		41								STREETLIGHTS		493		493		25		7.2-240/480		861012437		RTE		1986		P,1PH						1049		41-9		349

		41																														1050		41-10

		41																														1051		41-11

		41						8535		Family Support Center		569		569		15		12.4/7.2-120/240		911057645		CP		1991		P,1PH						1052		41-12		350				"

		41				1-890		8535		Family Support Center		570		569		15		12.4/7.2-120/240		9110577647		CP		1991		P,1PH						1052		41-12		350				END L

		41						8535		Family Support Center		687		569		15		12.4/7.2-120/240		9117654		CP		1991		P,1PH						1052		41-12		350				"

		41																										MH-25/41-10

		41																										MH-25/41-9

		41																										MH-25/41-8												R

		41																										MH-41-10

		41																																				SC-41-2

		41						7508		BURGER KING		431		431		225		12.4/7.2-120/208		89J423144		WH		NON		PD, 3PH, F														END R

		41																														1053		41-13		351		SA-41-2

		41						7465		TLF Boise Housing		430		430		37.5		7.2-120/240		D4132602		LM		TEST		P,1PH						1054		41-14		352,353,354

		41																														1055		41-15

		41																														1056		41-6		355		SF-41-3		R

		41				2-730		7476		TLF Boise Housing		1735		1735		167		7.2-120/240		941101019		CP		1994		PD, 1PH, F

		41				2-710		7478		TLF Boise Housing		1735		1735		167		7.2-120/240		941101019		CP		1994		PD, 1PH, F

		41				2-703		7480		TLF Boise Housing		1735		1735		167		7.2-120/240		941101019		CP		1994		PD, 1PH, F

		41				2-700		7482		TLF Boise Housing		1735		1735		167		7.2-120/240		941101019		CP		1994		PD, 1PH, F

		41				2-720		7484		TLF Boise Housing		1735		1735		167		7.2-120/240		941101019		CP		1994		PD, 1PH, F

		41				2-750		7474		TLF Boise Housing		1736		1736		100		7.2-120/240		98J661021		ABB		1998		PD,1PH,F

		41				2-740		7486		TLF Boise Housing		1736		1736		100		7.2-120/240		98J661021		ABB		1998		PD,1PH,F

		41				2-760		7488		TLF Boise Housing		1736		1736		100		7.2-120/240		98J661021		ABB		1998		PD,1PH,F

		41				2-790		7498		TLF Boise Housing		1736		1736		100		7.2-120/240		98J661021		ABB		1998		PD,1PH,F														"

		41				2-780		7490		TLF Boise Housing		1737		1737		75		7.2-120/240		98J609058		ABB		1998		PD,1PH,F														END R

		41				2-788		7492		TLF Boise Housing		1737		1737		75		7.2-120/240		98J609058		ABB		1998		PD,1PH,F														"

		41				2-785		7494		TLF Boise Housing		1737		1737		75		7.2-120/240		98J609058		ABB		1998		PD,1PH,F														"

		41				2-799		7496		TLF Boise Housing		1737		1737		75		7.2-120/240		98J609058		ABB		1998		PD,1PH,F														"

		41																														1057		41-17

		41																														1058		41-18		356		SF-41-4		R

		41				3-700		7464		Seattle Housing		425		425		167		7.2-120/240		D3807702		LM		NON		PD,1PH,LF

		41				3-703		7489		Seattle Housing		425		425		167		7.2-120/240		D3807702		LM		NON		PD,1PH,LF

		41				3-710		8473		Seattle Housing		425		425		167		7.2-120/240		D3807702		LM		NON		PD,1PH,LF

		41				3-720		7470		Seattle Housing		426		426		167		7.2-120/240		D38077		LM		NON		PD,1PH,LF														END R

		41				3-730		8483		Seattle Housing		426		426		167		7.2-120/240		D38077		LM		NON		PD,1PH,LF														"

		41				3-740		8488		Seattle Housing		426		426		167		7.2-120/240		D38077		LM		NON		PD,1PH,LF														"

		41				3-750		8489		Seattle Housing		426		426		167		7.2-120/240		D38077		LM		NON		PD,1PH,LF														"

		41																														1059		41-19						L

		41																														1060		41-20						R

		41																														1061		41-23

		41						7449		Colonel Housing		435		435		15		7.2-120/240		S56K2009		GE		TEST		P,1PH						1062		41-24

		41						7447		Colonel Housing		435		435		15		7.2-120/240		S56K2009		GE		TEST		P,1PH						1062		41-24

		41						7445		Colonel Housing		435		435		15		7.2-120/240		S56K2009		GE		TEST		P,1PH						1062		41-24

		41																														1063		41-25						S,Trn R

		41						7437		Colonel Housing		436		436		37.5		7.2-120/240		L685002K74AA		GE		TEST		P,1PH						1064		41-26						END S

		41						7439		Colonel Housing		436		436		37.5		7.2-120/240		L685002K74AA		GE		TEST		P,1PH						1064		41-26						"

		41						7441		Colonel Housing		436		436		37.5		7.2-120/240		L685002K74AA		GE		TEST		P,1PH						1064		41-26						"

		41																														1065		41-27		357

		41																														1066		41-28						R,Trn L

		41						7444		Colonel Housing		434		434		15		7.2-120/240		D3339022		LM		TEST		P,1PH						1067		41-29						END R

		41						7464		Colonel Housing		434		434		15		7.2-120/240		D3339022		LM		TEST		P,1PH						1067		41-29						END R

		41						7448		Colonel Housing		434		434		15		7.2-120/240		D3339022		LM		TEST		P,1PH						1067		41-29						END R

		41						7450		Colonel Housing		434		434		15		7.2-120/240		D3339022		LM		TEST		P,1PH						1067		41-29						END R

		41																														1068		41-30

		41						7438		Colonel Housing		875		875		25		7.2-120/240		911051642		CP		1991		P,1PH						1069		41-31

		41						7440		Colonel Housing		875		875		25		7.2-120/240		911051642		CP		1991		P,1PH						1069		41-31

		41						7442		Colonel Housing		875		875		25		7.2-120/240		911051642		CP		1991		P,1PH						1069		41-31

		41						7436		Colonel Housing		1739		1739		25		7.2-120/240		911071162		CP		1991		P,1PH						1070		41-32		358				END R

		41				3-270																										1071		41-21		359,360

		41				3-270		7459		Visiting Officer Quarters		1852		1852		100		7.2-120/240		97J352238		ABB		1997		PD,1PH,F														END L

		41								STREETLIGHTING		424		424		15		7.2-120/240		S562009		WH		NON		P,1PH						1072		41-22				SF-41-5		S,Trn R

		41																														1073		41-33

		41								STREETLIGHTING		421		421		5		7.2-120/240		D3910001		LM		NON		P,1PH						1074		41-34		361,362		SF-41-7		R

		41						8429		Seattle Housing		422		422		250		7.2-120/240		D5171002		LM		NON		PD,1PH,F

		41				4-703		8437		Seattle Housing		422		422		250		7.2-120/240		D5171002		LM		NON		PD,1PH,F

		41				4-720		8456		Seattle Housing		422		422		250		7.2-120/240		D5171002		LM		NON		PD,1PH,F

		41				4-730		8457		Seattle Housing		422		422		250		7.2-120/240		D5171002		LM		NON		PD,1PH,F

		41				4-750		8461		Seattle Housing		422		422		250		7.2-120/240		D5171002		LM		NON		PD,1PH,F

		41				4-770		8477		Seattle Housing		423		423		250		7.2-120/240		D5171001		LM		NON		PD,1PH,F														END R

		41				4-760		8480		Seattle Housing		423		423		250		7.2-120/240		D5171001		LM		NON		PD,1PH,F														"

		41				4-790		8482		Seattle Housing		423		423		250		7.2-120/240		D5171001		LM		NON		PD,1PH,F														"

		41						8472		Seattle Housing		423		423		250		7.2-120/240		D5171001		LM		NON		PD,1PH,F														"

		41						8470		Seattle Housing		423		423		250		7.2-120/240		D5171001		LM		NON		PD,1PH,F														"

		41								PEACE LTS		420		420		25		7.2-240/480		67AF13528		WH		TEST		P,1PH						1075		41-35

		41																														286		24/41-1				SA-24/41-1		END S

		41																														1076		41-36

		41																														1077		41-37

		41																														1078		41-38

		41																														1079		41-39						L,R

		41																														1080		41-40

		41																														1081		41-41

		41				4-830		8481		Wildlife Museum		30		30		25		12.4/7.2-120/240		3591487		AC		NON		P,1PH						1082		41-42		363

		41				4-830		8481		Wildlife Museum		443		30		25		12.4/7.2-120/240		71AB2180		LM		NON		P,1PH						1082		41-42		363

		41				4-830		8481		Wildlife Museum		444		30		25		12.4/7.2-120/240		70AL1104		LM		NON		P,1PH						1082		41-42		363

		41																														1083		41-43		364

		41						9485		Log Cabin		446		446		37.5		12.4/7.2-120/240		71AG15630		LM		NON		P, 1PH						1084		41-44		365				END L

		41						9485		Log Cabin		447		446		37.5		12.4/7.2-120/240		69AL5071		LM		NON		P, 1PH						1084		41-44		365				"

		41						9485		Log Cabin		448		446		37.5		12.4/7.2-120/240		71AG15646		LM		NON		P, 1PH						1084		41-44		365				"

		41						9489		Old Sports Store		446		446		37.5		12.4/7.2-120/240		71AG15630		LM		NON		P, 1PH						1084		41-44		365				END L

		41						9489		Old Sports Store		447		446		37.5		12.4/7.2-120/240		69AL5071		LM		NON		P, 1PH						1084		41-44		365				"

		41						9489		Old Sports Store		448		446		37.5		12.4/7.2-120/240		71AG15646		LM		NON		P, 1PH						1084		41-44		365				"

		41																														1085		41-45						L

		41																														1086		41-46		366

		41																														1087		41-47		367

		41				3-820		8497		Furniture Store		1853		1853		112		12.4/7.2-120/208		726001573		RTE		441		PD,3PH,F														END L

		41																														1088		41-48

		41																														1089		41-49						END R

		41																														1090		41-50

		41																														1091		41-51		368

		41																														1092		41-52		369				R

		41				3-850		8509		1st National Bank		442		442		75		12.4/7.2-120/208		H35773P73A		GE		TEST		PD,3PH,LF														END R

		41																														1093		41-53

		41																														1094		41-54		370				R

		41				3-870		8511		Federal Credit Union		484		484		75		12.4/7.2-120/208		5720460N		SPOKANE		TEST		PD, 3PH, LF														END R

		41								STREETLIGHTS		479		479		25		12.4/7.2-120/240		70AL1094				NON		P, 1PH						1095		41-55		371,372

		41								STREETLIGHTS		480		479		25		12.4/7.2-120/240		70AB7352				NON		P, 1PH						1095		41-55		371,372

		41								STREETLIGHTS		481		479		25		12.4/7.2-120/240		71AA537A				NON		P, 1PH						1095		41-55		371,372

		41																														1096		41-56		373		SF-41-9		B,R1,R2

		41																										MH-41-11										OS-41-1

		41																										MH-41-12

		41																										MH-41-13

		41																										MH-41-14

		41																										MH-41-15												L

		41						9497		OLD BX		476		476		300		12.4D-120/208		8207301		SQ D		NON		PD,3PH,F,S														END L

		41						9510		GYM		477		477		225		12.4D-120/208		8207341		SQ D		NON		PD,3PH,F,S														END B

		41																										MH-41-16

		41						8517		MPF/SFS		482		482		225		12.4D-120/208		8207291		SQ D		NON		PD,3PH,F,S														END R1

		41																										MH-41-17

		41						8517		MPF/SFS in party rm		1740		1740				12.4D-120/208		8207351		SQ D		NON		PD,3PH,F,S														END R2

		41																										MH-41-18

		41						9525				1854		1854		25		7.2-120/240		951004378		CP		1995		PD, 1PH,F														END R2

		41																										MH-41-19

		41																										MH-41-20

		41						10547				1738		1738		75		12.4D-120/208		8207311		SQ D		NON		PD,3PH,F,S														END 41
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Fdr 42

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		pole_id		Pole #		Riser_id		Switch #		Lateral

		42																										MH-41-46-1

		42																										MH-41-46-2

		42																										MH-42/46-1

		42																										MH-42/46-2

		42																										MH-42/46-3

		42																										MH-42/46-4

		42																										MH-42/46-5

		42																										MH-42/46-6

		42																										MH-42/46-7

		42																										MH-42/46-8

		42																										MH-42-9												R

		42																										MH-42-10

		42																										MH-42-11

		42																										MH-42-12

		42																										MH-42-13

		42																										MH-42-14

		42																										MH-42-15

		42																										MH-42-16

		42																										MH-42-17

		42																										MH-42-18

		42																										MH-42-19

		42																										MH-42-20

		42																										MH-42-21

		42																										MH-42-22

		42																										MH-42-23

		42																																				SC-62/42-1		END R

		42																																				SC-62/42-2		END R

		42																														1097		42-28		374		SA-42-1		L

		42								Lights		1913		1913		10		7.2/12.4-120/240		928381057		ABB		NON								1120		42-29		386-389				R

		42		10		11-560		11523		6 Bay Equipment Storage Hangar 2		1914		1914		50		7.2-120/240		851026491		RTE		NON		PD,1PH														END R

		42		10		11-561		11519		7 Bay Equipment Storage Hangar 3		1914		1914		50		7.2-120/240		851026491		RTE		NON		PD,1PH														"

		42																														1121		42-32		390,391

		42																																				SC-42-3

		42		10		11-570		11525		Eagle Keepers / Hanger 2		1915		1915		300		12.4D-240/480		C861804		GE		5ppm		PD,3PH														END L

		42		10		11-570		11525		Eagle Keepers / Hanger 2		1916		1916		500		12.4D-120/240		C861803		GE		10ppm		PD,3PH														"

		42		10		11-570		11525		Eagle Keepers / Hanger 2		1941		1941						C861807B		GE		19ppm		PD,3PH														"

		42		10		11-570		11525		Eagle Keepers / Hanger 2		1942		1942						C861797B		GE		11.2ppm		PD,3PH														"

		42		10		11-570		11525		Eagle Keepers / Hanger 2		1943		1943						C861807A		GE		25ppm		PD,3PH														"

		42		10		11-570		11525		Eagle Keepers / Hanger 2		1944		1944						C861806		GE		27ppm		PD,3PH														"

		42																														1098		42-27		375,376				L

		42																																				SC-42-1		R,R2,R3

		42		10		11-470		10571		Hanger 3		1917		1917		150		7.2/12.4-120/208		Q114379TUH		GE		1993		PD,3PH,FT,F,S														END R

		42		10		11-470		10571		Hanger 3		1918		1918		100		7.2/12.4-120/240		D64462458Y		GE				P,1PH														END R2

		42		10		11-470		10571		Hanger 3		1919		1918		100		7.2/12.4-120/240		D64378658Y		GE				P,1PH														"

		42		10		11-470		10571		Hanger 3		1920		1918		100		7.2/12.4-120/240		D62912458Y		GE				P,1PH														"

		42		10		11-470		10571		Hanger 3		1948		1948						C861930A		GE		12ppm		PD,3PH

		42		10		11-470		10571		Hanger 3		1947		1947						C861931		GE		141ppm		PD,3PH

		42		10		11-470		10571		Hanger 3		1946		1946						C861930B		GE		3ppm		PD,3PH

		42		10		11-470		10571		Hanger 3		1945		1945						C861929		GE		TEST		PD

		42																														1099		42-26				SA-42-2

		42																														1100		42-25		377				L

		42						10567				1921		1921		75		7.2/12.4-120/208		9490002976		CP		1994		PD,3PHF,FT,S														END L

		42						10565				1921		1921		75		7.2/12.4-120/208		9490002976		CP		1994		PD,3PHF,FT,S														"

		42																														1101		42-22				SF-42-3		L

		42		10		11-355		10555		Maint & Repair F-15 Comp		588		588		100		7.2/12.4-277/480		D444525YSC		GE		TEST		P,1PH						1122		42-22-L1						END L

		42		10		11-355		10555		Maint & Repair F-15 Comp		589		588		100		7.2/12.4-277/480		D444525YSC		GE		TEST		P,1PH						1122		42-22-L1						"

		42		10		11-355		10555		Maint & Repair F-15 Comp		590		588		100		7.2/12.4-277/480		D418718YRC		GE		TEST		P,1PH						1122		42-22-L1						"

		42						10550		SAND SHED		531		531		15		7.2/12.4-120/240		1736719		LM		TEST		P,1PH						1102		42-21		378

		42						10550		SAND SHED		532		531		15		7.2/12.4-120/240		1736717		LM		TEST		P,1PH						1102		42-21		378

		42						10550		SAND SHED		533		531		15		7.2/12.4-120/240		1732702		LM		TEST		P,1PH						1102		42-21		378

		42		10		11-320		9570		Aircraft Parts Store		531		531		15		7.2/12.4-120/240		1736719		LM		TEST		P,1PH						1102		42-21		378

		42		10		11-320		9570		Aircraft Parts Store		532		531		15		7.2/12.4-120/240		1736717		LM		TEST		P,1PH						1102		42-21		378

		42		10		11-320		9570		Aircraft Parts Store		533		531		15		7.2/12.4-120/240		1732702		LM		TEST		P,1PH						1102		42-21		378

		42																														1103		42-20						L,R

		42		10		11-290		9569		AGE		883		882		25		7.2/12.4-120/240		911061969		CP		1991		P,1PH						1123		42-20-L1

		42		10		11-290		9569		AGE		884		882		25		7.2/12.4-120/240		911061968		CP		1991		P,1PH						1123		42-20-L1

		42		10		11-290		9569		AGE		882		882		25		7.2/12.4-120/240		911063929		CP		1991		P,1PH						1123		42-20-L1

		42																														1124		42-20-L2		392

		42		10		11-290		9569		AGE		540		540		75		7.2/12.4-277/480		N239843		GE		1982		PD,3PH,FT														END L

		42		10		11-300		9551		Fighter Squadron /ACMI		893		893		37.5		7.2/12.4-120/240		911063730		CP		1991		P,1PH						1114		42-20-R1

		42		10		11-300		9551		Fighter Squadron /ACMI		894		893		37.5		7.2/12.4-120/240		911063727		CP		1991		P,1PH						1114		42-20-R1

		42		10		11-300		9551		Fighter Squadron /ACMI		895		893		37.5		7.2/12.4-120/240		911063716		CP		1991		P,1PH						1114		42-20-R1

		42		10		11-200		9549		Cope Thunder / ACMI		1544		1544		75		7.2/12.4-120/240		90NG038003		CP		1990		P,1PH						1115		42-20-R2						END R

		42		10		11-200		9549		Cope Thunder / ACMI		1553		1544		75		7.2/12.4-120/240		90NG038008		CP		1990		P,1PH						1115		42-20-R2						"

		42		10		11-200		9549		Cope Thunder / ACMI		1554		1544		75		7.2/12.4-120/240		921032790		CP		1992		P,1PH						1115		42-20-R2						"

		42																														1104		42-16		379				L

		42		10		11-165		9563		Hush House		1922		1922		225		7.2/12.4-120/208		9490001529		CP		1994		PD,3PH,F														END L

		42																														1105		42-15		380				L

		42		10		11-162		9561		Hush House		547		547		225		7.2/12.4-120/208		N007340TASA		GE		TEST		PD,3PH,F														END L

		42																														1106		42-13						L,R

		42		10		11-160		9559		Engine Test Cell		1640		1640		10		7.2/12.4-120/240		931001253		CP		1993		P,1PH						1125		42-13-L1						END L

		42						9559		Engine Test Cell		1641		1640		10		7.2/12.4-120/240		931001250		CP		1993		P,1PH						1125		42-13-L1						"

		42						9559		Engine Test Cell		1654		1640		10		7.2/12.4-120/240		931101251		CP		1993		P,1PH						1125		42-13-L1						"

		42																														1116		42-13-R1

		42		10		11-110		8549		Jet Engine Shop		573		573		75		7.2/12.4-120/240		79A007230		WH		11-Apr		P,1PH						1117		42-13-R2						END R

		42		10		11-110		8549		Jet Engine Shop		574		573		75		7.2/12.4-120/240		79A090082		WH		11-Apr		P,1PH						1117		42-13-R2						"

		42		10		11-110		8549		Jet Engine Shop		575		573		75		7.2/12.4-120/240		79A050749		WH		11-Apr		P,1PH						1117		42-13-R2						"

		42																														1107		42-12

		42																														1108		42-11						L,R

		42						8565		Hanger 4		559		559		100		7.2/12.4-277/480		J785268K71				11-Apr		P,1PH						1126		42-11-L1		393				END L

		42						8565		Hanger 4		560		559		100		7.2/12.4-277/480		J785269K71				11-Apr		P,1PH						1126		42-11-L1		393				"

		42						8565		Hanger 4		561		559		100		7.2/12.4-277/480		J785270K71				11-Apr		P,1PH						1126		42-11-L1		393				"

		42		10		11-130		8574		Jet Engine Shop		148		148		37.5		7.2/12.4-120/240		1280546		LM		TEST		P,1PH						1118		42-11-R1

		42		10		11-130		8574		Jet Engine Shop		149		148		37.5		7.2/12.4-120/240		1280573		LM		TEST		P,1PH						1118		42-11-R1

		42		10		11-130		8574		Jet Engine Shop		150		148		37.5		7.2/12.4-120/240		1269345		LM		TEST		P,1PH						1118		42-11-R1

		42						8549				1785		1785		50		7.2/12.4-120/240		931054632		CP		1993		P,1PH						1119		42-11-R2						END R

		42						8549				1786		1785		50		7.2/12.4-120/240		931125638		CP		1993		P,1PH						1119		42-11-R2						"

		42						8549				1787		1785		50		7.2/12.4-120/240		931054633		CP		1993		P,1PH						1119		42-11-R2						"

		42																														1109		42-10		381,382				L

		42																																				SC-42-2

		42		10		11-140		8565		Hanger 4		1908		1908		150		7.2/12.4-120/208		37017875		CP		2000		PD,3PH,F,FT

		42		10		11-140		8565		Hanger 4		1909		1909		225		12.4D-120/208		C862683		GE		19ppm		PD,3PH

		42		10		11-140		8565		Hanger 4		1910		1910		225		12.4D-240/416		C862684		GE		34 ppm		PD,3PH

		42		10		11-140		8565		Hanger 4		1911		1911		225		12.4D-240/416		C862685		GE		20ppm		PD,3PH

		42		10		11-140		8565		Hanger 4		1912		1912		225		12.4D-120/208		C862686		GE		38ppm		PD,3PH														END L

		42																														1110		42-9		383				L

		42		10		11-031		8561		Farm 1 Issues AVGAS		562		562		37.5		240/480		9801483		GE				P,1PH														END L

		42		10		11-031		8561		Farm 1 Issues AVGAS		563		562		37.5		240/480		9781426		GE				P,1PH

		42		10		11-031		8561		Farm 1 Issues AVGAS		1934		562		37.5		240/480		9801482		GE				P,1PH

		42								STREETLIGHTS		1907		1907		10		7.2/12.4-120/240		921037736		CP		1992		P,1PH						1111		42-7

		42																														1112		42-6

		42																														1113		42-5		384,385				L

		42																										MH-42-25										SC-42-4		L2

		42																										MH-42-26

		42																										MH-42-27

		42																										MH-42-28												TRN L

		42																										MH-42-29												L3

		42						9549		Cope Thunder / ACMI		1892		1892		500		7.2/12.4-277/480		PVE0403		BALTEAU		NON		PD,3PH,F,FT,LpS														END L3

		42																										MH-42-30												L3

		42						9549		Cope Thunder / ACMI		595		595		100		120/240		61SM1536		WH		TEST		P,1PH														END L3

		42						9549		Cope Thunder / ACMI		596		595		100		120/240		61SM1537		WH		TEST		P,1PH														"

		42						9549		Cope Thunder / ACMI		597		595		100		120/240		61SM1538		WH		TEST		P,1PH														"

		42						9560		COLD STORAGE		1891		1891		225		12.4/277/480		886010219		RTE		NON		PD,3PH,F,FT,S														END L2

		42																										MH-42-25										SC-42-4		L2

		42		10		11-120		8559		F15 Avionics Test ST Supply		1905		1905		500		7.2/12.4-277/480		PVE0413		BALTEAU				PD,3,F														END L2

		42		10		11-120		8559		F15 Avionics Test ST Supply		1906		1906		500		7.2/12.4-120/208		916003065		CP		NON		PD,3PH,F,FT														END L

		42																																42/41-4				SA-42/41-1		END 42



&CFeeder 42 Inventory

John.Klohr:
3PT JUNCTION IN MANHOLE

John.Klohr:
TO 62/43 TIE SWITCH

Eric.Allain:
lable all poles in blue

Eric.Allain:
lable all sc in blue



Fdr 43

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		43																										MH-41-46-1

		43																										MH-41-46-2

		43																												JC-43-1

		43																														782		43-1		253		SF-43-1		R,L

		43																														783		43-1-R1

		43								Shed		490		490		10		7.2/12.4-120/240		74H005011		EDISON		TEST		P,1PH						784		43-1-R3		254

		43																														785		43-1-R4		255

		43				23-701		6532		Hazardous Storage Facility		1855		1855		225		7.2/12.4-277/480		86010218		RTE		NON		PD,3PH,F														END R

		43				23-700		6534		Water Supply Non-Potable		1855		1855		225		7.2/12.4-277/480		86010218		RTE		NON		PD,3PH,F														"

		43				23-703		6535		Vehicle Fill Station		1855		1855		225		7.2/12.4-277/480		86010218		RTE		NON		PD,3PH,F														"

		43						6536				1855		1855		225		7.2/12.4-277/480		86010218		RTE		NON		PD,3PH,F														"

		43				23-707		6538		Golf Course Maintenance Bldg		1855		1855		225		7.2/12.4-277/480		86010218		RTE		NON		PD,3PH,F														"

		43																												JC-43-2

		43																												JC-43-3

		43																												JC-43-4

		43																												JC-43-5

		43																														786		43-7		256

		43																														787		43-8		257

		43								Street Lights		1699		1699		10		7.2/12.4-120/240		921037734		CP		1992		P, 1PH						788		43-9

		43																														789		43-10

		43																														790		43-11

		43																														791		43-12

		43																														792		43-13

		43																														793		43-14						L

		43																														794		43-14-L1		258

		43						8663		HORSE STABLE		602		602		167		7.2/12.4-120/240		N051583YSA		GE		TEST		PD,1PH,F														END L

		43						8661		HORSE STABLE		602		602		167		7.2/12.4-120/240		N051583YSA		GE		TEST		PD,1PH,F

		43						8659		HORSE STABLE		602		602		167		7.2/12.4-120/240		N051583YSA		GE		TEST		PD,1PH,F

		43																														795		43-15						R

		43				33-385		8675		Boy Scouts		827		827		25		7.2/12.4-120/240		911058161		CP		1991		P,1PH						796		43-15-R1						END R

		43																														797		43-16

		43																														798		43-17

		43																														799		43-18

		43																														800		43-19

		43																														801		43-20

		43																														802		43-21A						R

		43																														803		43-21-R1

		43																														804		43-29-R2		259				R2

		43						8704				1900		1900		750		12.4/7.2-277/480		95J984046		ABB		1995		PD,3PH														END R2

		43																														805		43/44-9				SA-44/43-1		END R

		43																														806		43-21		260				R2

		43										1901		1901		150		12.4/7.2-277/480		824991		JERRYS ELEC		NON		PD,3PH,F,FT														END R2

		43																														807		43-22

		43																														808		43-23

		43																														809		43-24						R,L

		43								MSWL		1860		1860		15		7.2/12.4-120/240		931069121		CP		1991		P,1PH						810		43-24-R1						END R

		43								MSWL		1861		1860		15		7.2/12.4-120/240		931069118		CP		1991		P,1PH						810		43-24-R1						"

		43								MSWL		1862		1860		15		7.2/12.4-120/240		931069120		CP		1991		P,1PH						810		43-24-R1						"

		43																														811		43-24-L1

		43																														812		43-33-L2

		43																														813		43-24-L3

		43																														814		43-24-L4

		43																														815		43-24-L5

		43																														816		43-24-L6

		43																														817		43-24-L7

		43																														818		43-24-L8

		43																														819		43-24-L9

		43																														820		43-24-L10		261

		43				33-320		9637		WASA II		988		988		75		7.2/12.4-120/208		88JA075117		WH		NON		PD

		43								BAK 12 PIT		686		686		25		7.2/12.4-240/480		711AG16311		WH		TEST		P,1PH						821		43-24-L11		262				END L

		43																														822		43-25

		43																														823		43-26

		43																														824		43-27

		43																														825		43-28

		43																														826		43-29

		43																														827		43-30

		43																														828		43-31

		43																														829		43-32

		43																														830		43-33

		43																														831		43-34

		43																														832		43-35		263				R

		43																										MH-1/43/72-1

		43																										MH-1/43/63/72-2

		43																										MH-1/43/63/72-3

		43																																				SC-63/43-1		END R

		43																														833		43-36						L,S

		43																														834		43-36-L1				SF-43-4

		43																														835		43-36-L2

		43																														836		43-36-L3

		43																														837		43-36-L4

		43																														838		43-36-L5

		43		13																												839		43-36-L6		264				L2

		43						11673				1864		1864		75		7.2/12.4-120/208		939002063		CP		NON		PD,3PH,F														END L2

		43																														840		43-36-L7

		43																														841		43-36-L8

		43																														842		43-36-L9						R

		43						12640				661		661		15		7.2/12.4-240/480		3203270		RTE		TEST		P,1PH						843		43-36-L9-R1		265				END R

		43						12640				662		661		15		7.2/12.4-240/480		3203269		RTE		TEST		P,1PH						843		43-36-L9-R1		265				"

		43						12640				663		661		15		7.2/12.4-240/480		3203271		RTE		TEST		P,1PH						843		43-36-L9-R1		265				"

		43																														844		43-36-L10

		43				33-200		11634		Zones Storage		658		658		15		7.2/12.4-240/480		70AG11103		WH		TEST		P,1PH						845		43-45-L11		266,267				END L

		43				33-200		11634		Zones Storage		659		658		15		7.2/12.4-240/480		70AF5111		WH		TEST		P,1PH						845		43-45-L11		266,267				"

		43				33-200		11634		Zones Storage		660		658		15		7.2/12.4-240/480		70AF5187		WH		TEST		P,1PH						845		43-45-L11		266,267				"

		43								STREET LIGHTS		1865		1865		10		12.4/7.2-120/240		N6107534YTW		GE		1985		P,1PH						846		43-37						END S

		43																														847		43-38

		43										2021		2021		10		12.4/7.2-								P,1PH						848		43-39

		43																														849		43-45-R4

		43						11735				667		667		37.5		7.2/12.4-240/480		881098668		RTE		TEST		P,1PH						850		43-45-R5		268				END 43

		43						11735				668		667		37.5		7.2/12.4-240/480		881098665		RTE		TEST		P,1PH						850		43-45-R5		268				"

		43						11735				669		667		37.5		7.2/12.4-240/480		881098671		RTE		TEST		P,1PH						850		43-45-R5		268				"



&CFeeder 43 Inventory

Eric.Allain:
Pole #s in blue need a pole # nailed to it.

Eric.Allain:
Put # stickers on xformer and get info with bucket truck.



Fdr 44

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		44																										MH-41-46-1

		44																										MH-41-46-2

		44																												JC-44-1

		44																												JC-44-2

		44																												JC-44-3

		44																												JC-44-4

		44																																				SC-44-1

		44										2022		2022		25		7.2/12.4-120/240		5021018		CP		NON		PD,1 PH,FT,F

		44		11																												851		44-1		269

		44		11																												852		44-2

		44		11																												853		44-3

		44		11																												854		44-4

		44																														855		44-4A

		44		11																												856		44-5

		44		11																												857		44-6

		44		11																												858		44-7

		44		11																												859		44-8

		44		11																												860		44-9				SA-44-2

		44		11																												861		44-10		270				L

		44		11																												805		43/44-9				SA-44/43-1		END L

		44		11						STREET LIGHTING		1866		1866		25		12.4/7.2-277/480		9289410		JERRYS		NON		P,1PH						862		44-11		271,272

		44		11						STREET LIGHTING		1867		1866		25		12.4/7.2-277/480		9289412		JERRYS		NON		P,1PH						862		44-11		271,272

		44		11						STREET LIGHTING		1868		1866		25		12.4/7.2-277/480		9289411		JERRYS		NON		P,1PH						862		44-11		271,272

		44		11																												739		44/72-1				SF-44-3

		44		11																												740		44/72-2

		44		11																												741		44/72-3

		44		11																												742		44/72-4

		44		11																												743		44/72-5

		44		11																												744		44/72-6

		44		11																												745		44/72-7

		44		11																												746		44/72-8

		44		11																												747		44/72-9

		44		11																												748		44/72-10

		44		11																												749		44/72-11

		44		11																												750		44/72-12

		44		11																												751		44/72-13

		44		11																												752		44/72-14

		44		11																												753		44/72-15

		44		11																												754		44/72-16

		44		11																												755		44-17		249

		44																												JC-44-5

		44																												JC-44-6

		44		11																												756		44-18		250

		44		11																												757		44/72-19

		44		11																												758		44/72-20

		44		11																												759		44/72-21

		44		11																												760		44/72-22

		44		11																												761		44/72-23

		44		11																												762		44/72-24

		44		11																												763		44/72-25

		44		11																												764		44/72-26

		44		11																												765		44/72-27

		44		11																												766		44/72-28

		44		11																												767		44/72-29

		44																														768		44/72-30

		44																														769		44/72-31

		44																														770		44/72-32						S,TRN R

		44																														863		44-66

		44		11																												864		44-67

		44		11																												865		44-68

		44		11																												866		44-69

		44		11																												867		44-70

		44		11																												868		44-71

		44		11																												869		44-72

		44		11																												870		44-73

		44		11																												871		44-74

		44		11																												872		44-75

		44		11																												873		44-76		273		SF-44-4

		44		11																										JC-44-11

		44		11																										JC-44-12

		44		11																										JC-44-13

		44		11																										JC-44-14

		44		11																										JC-44-15										R1,R2

		44		11		35-750		35750		FT. RICH ANT.SIGHT		688		688		300		12.4/7.2-120/208		830446B		SQUARE D		NON		PD,3PH,F,FT														END R1

		44		11		35-750		35750		FT. RICH ANT.SIGHT		689		689		300		12.4/7.2-120/208		830446		SQUARE D		NON		PD,3PH,F,FT														END R2

		44		11		35-750		35750		FT. RICH ANT.SIGHT		1869		1869		300		12.4/7.2-120/208		PAH0875		GEC ALSTHOM		NON		PD,3PH,F,FT														END S

		44		11																												771		44/72-33

		44		11																												772		44/72-34

		44		11																												773		44/72-35

		44		11																												774		44/72-36

		44		11																												775		44/72-37

		44		11																												776		44/72-38

		44		11																												777		44/72-39

		44		11																												778		44/72-40

		44		11																												779		44/72-41

		44		11																												780		44/72-45

		44		11																												781		44/72-46

		44																														874		44-23		274		SF-44-4A		L,S

		44																										MH-44/72-1

		44																										MH-44/72-2

		44																										MH-44/72-3

		44						6974				1876		1876		75		12.4/7.2-120/208		939004746		CP		NON		PD,3PH,F,FT,S

		44						6983		Pump House		1877		1877		225		12.4/7.2-277/480		98J713502		ABB		NON		PD,3PH,F														END L

		44						6983		Pump House		1878		1878		225		12.4/7.2-277/480		98J713114		ABB		NON		PD,3PH,F,FT,S

		44																														874		44-23		275		SF-44-5

		44		11						STREET LIGHTS		1870		1870		25		12.4/7.2-277/480		931122629		CP		NON		P,1PH						875		44-24A						END S

		44		11						STREET LIGHTS		1871		1870		25		12.4/7.2-277/480		931122697		CP		NON		P,1PH						875		44-24A						"

		44		11						STREET LIGHTS		1872		1870		25		12.4/7.2-277/480		931122693		CP		NON		P,1PH						875		44-24A						"

		44																										MH-44/72-1

		44																										MH-44-4

		44																										MH-44-5

		44		11																												876		44-25		276		SF-44-6		B

		44		11																												877		44-24		277,278				L END B

		44		11						Behind Hella Pad		1873		1873		75		12.4/7.2-120/208		939005209		CP		NON		PD,3 PH,F														END L

		44		11																												878		44-26		279		SF-44-7		R,S

		44		11				5970		Family Camp		1874		1874		50		12.4/7.2-120/240		9838022614		CP		NON		PD,1PH,FT,F

		44		11				5970		Family Camp		1875		1875		50		12.4/7.2-120/240		9838021718		CP		NON		PD,1PH,FT,F

		44		11				5970		Family Camp		1879		1879		100		12.4/7.2-120/240		9838021207		CP		NON		PD,1PH,FT,F

		44		11				5970		Family Camp		1880		1880		50		12.4/7.2-120/240		9838022615		CP		NON		PD,1PH,F														END R

		44		11																												879		44-27

		44		11																												880		44-28						R

		44		11																												881		44-29

		44		11				5893		Barracks		1881		1881		25		12.4/7.2-120/240		98NN160010		ME		NON		P,1PH						882		44-30		280				END R

		44		11				5893		Barracks		1882		1881		25		12.4/7.2-120/240		69NN200016		ME		NON		P,1PH						882		44-30		280				"

		44		11				5893		Barracks		1883		1881		25		12.4/7.2-120/240		90NK057005		CP		NON		P,1PH						882		44-30		280				"

		44		11		24-800																										883		44-31						L

		44		11		24-855																										885		44-33		281

		44		11		77-750		4905		USAF Regional Hospital		1984		1984		300		12.4/7.2-277-480		75D96023		WH		NON		PD,3PH,F,S														END L

		44		11		35-750						188		188		75		12.4/7.2-120/240		1639882		LM		TEST		P,1PH						884		44-34						END S

		44		11						Hosp Parking lot		1884		1884		10		12.4/7.2-277-480		541132602		CP		NON		P,1PH						886		44-35		282

		44		11																												887		44-36		283

		44		11																																		SC-54/44-2

		44		11																																		SC-54/44-1		END 44



&CElectrical Distribution System
44

Rick.Wolfe:
SPLITS INTO 3 XFORMERS

Rick.Wolfe:
Not  on Feeder 44 !
Only on when Hospital Gen is on !

Eric.Allain:
all pole #s in blue need a pole # nailed to the pole.

Eric.Allain:
Lable with stickers in summer

Eric.Allain:
Lable pole with pole #

Eric.Allain:
Need to lable j-box

Eric.Allain:
Need to lable j-box



Fdr 45

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral



&CElectrical Distribution System



Fdr 46

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		pole_id		Pole #		Riser_id		Switch #		Lateral

		46																										MH-41-46-1

		46																										MH-41-46-2

		46																										MH-42/46-1

		46																										MH-42/46-2

		46																										MH-42/46-3

		46																										MH-42/46-4

		46																										MH-42/46-5

		46																										MH-42/46-6

		46																										MH-42/46-7

		46																										MH-42/46-8

		46																														1127		46-1		394,395		SF-46-1		R

		46		7		11-530		11550		Wing Headquarters		587		587		225		12.4-120/208		S710476N		SPOKANE		TEST		PD,3PH														END R

		46																														1128		46-2

		46																														1129		46-3		396		SF-46-2

		46		7		11-620		11540		Admin Offices		1937		1937		150		7.2/12.4-120/208		816991		Jerry"s Electric		NON		PD,3PH,F,FT

		46																														1130		46-4		397		SF-46-3

		46																														1131		46-5		398,399				R2,R3

		46						11535		TOWER		520		520		300		12.4/7.2-		66H9805		WH		TEST		PD,3PH,F,LF														END R2

		46						11551		Hanger 1		2026		2026		1000		21.4/7.2-277/480		15174858-001001		Square D		NON		PD,3PH,F,FT

		46																														1132		46-6

		46								STREELTLIGHTS		510		510		10		7.2/12.4-120/240		79VC041009		ME		11-Apr		P,1PH						1133		46-7

		46																														1134		46-8						R2

		46																														1135		46-9		400,401				R3

		46								RAMP LIGHTS		506		506		112		7.2/12.4-277/480		906000712		RTE		TEST		PD,3PH,F,FT														END R3

		46		7		11-680		11567		Farm 3 Jet Fuel		1932		1932		225		7.2/12.4-277/480		37016723		CP		2000		PD,3P,F,FT,LpS

		46																														1136		46-10

		46																														1137		46-11

		46																														1138		46-42

		46																														1139		46-43		402				L

		46		7		11-750		11575		Flight Simulator		1933		1933		750		7.2/12.4-277/480		PYB0121		BALTEAU		NON		PD,3PH,F,FTLpS

		46		7		11-750		11575		Flight Simulator		503		503		100		7.2/12.4-120/240		71201628		WAGNER		TEST		P,1PH														END L

		46		7		11-750		11575		Flight Simulator		504		503		100		7.2/12.4-120/240		71191080		WAGNER		TEST		P,1PH														"

		46		7		11-750		11575		Flight Simulator		505		503		100		7.2/12.4-120/240		71201627		WAGNER		TEST		P,1PH														"

		46																														1140		46-44

		46								STREETLIGHTS		1664		1664		10		7.2/12.4-120/240		921037735		CP		1992		P,1PH						1141		46-45

		46																														1142		46-46		403

		46		7		11-880		11583		Farm 4 JP-4		1962		1962										2000		PD,3PH														END R

		46								HERITAGE PARK		867		867		25		7.2/12.4-120/240		911049264		CP		1991		P,1PH						1143		46-12		404

		46																														1144		46-13

																																1145		46-14

		46																														1146		46-15

		46																														1147		46-16

		46																														1148		46-17

		46																														1149		46-18

		46																														1150		46-19

		46																														1151		46-20

		46										541		541		10		7.2/12.4-120/240		911062007		CP		1991		P,1PH						1152		46-21

		46																														1153		46-22		405,406				L,R

		46																														1154		46-23		407

		46																																				SC-46-1		R2,R3

		46		7		5-900		10488		Communication Center		1935		1935		225		7.2/12.4-120/208		949000092		CP		NON		PD,3PH														END R2

		46		7		6-920		10480		Contracting / Services		469		469		300		7.2/12.4-120/208		742L450002		ME		TEST		PD,3PH,LF														END R3

		46		7		5-910		10492		Information Tickets Tours		470		470		25		7.2/12.4-120/240		1262077		LM		NON		P,1PH						1155		46-24						END L

		46		7		5-910		10492		Information Tickets Tours		471		470		25		7.2/12.4-120/240		1262093		LM		NON		P,1PH						1155		46-24						"

		46		7		5-910		10492		Information Tickets Tours		472		470		25		7.2/12.4-120/240		1262078		LM		NON		P,1PH						1155		46-24						"

		46		7		6-900		10471		Admin ALCOM Annex		1936		1936		500		7.2/12.4-120/208		919000516		CP		NON		PD,3PH,F,FT														END R

		46										1028		1026		25		7.2/12.4-277/480		M806244YERA		GE		NON								1156		46-25

		46										1026		1026		25		7.2/12.4-277/480		M080394YKMA		GE		NON								1156		46-25

		46										1027		1026		25		7.2/12.4-277/480		M081532YKMA		GE		NON								1156		46-25

		46																														1157		46-26

		46		7		6-860		9468		Document Destroyer		454		452		25		7.2/12.4-120/240		A456260K247AA		PT		TEST		P,1PH						1158		46-27

		46		7		6-860		9468		Document Destroyer		453		452		25		7.2/12.4-120/240		A456260K276AA		PT		TEST		P,1PH						1158		46-27

		46		7		6-860		9468		Document Destroyer		452		452		25		7.2/12.4-120/240		A456260K71AA		PT		TEST		P,1PH						1158		46-27

		46								Street Lights		451		451		25		7.2/12.4-120/240		7003683		LM		TEST		P,1PH						1159		46-28						S

		46																														1160		46-28-L1		408.,409,410

		46																										MH-46-10

		46																										MH-24/46-6

		46		7		5-800		9480		Alaska Command		450		450		750		12.4D-120/208		806007093		RTE		TEST		PD,3PH,F,FT,S,LA														END S

		46																														1161		46-29

		46																														1162		46-30

		46		7																												1163		46-31						L

		46		7		7-880		10449		Dental Clinic 1		835		835		50		7.2/12.4-120/240		911061098		CP		1991		P,1PH						1164		46-31-L1						END L

		46		7		7-880		10449		Dental Clinic 1		836		835		50		7.2/12.4-120/240		911057586		CP		1991		P,1PH						1164		46-31-L1						"

		46		7		7-880		10449		Dental Clinic 1		837		835		50		7.2/12.4-120/240		911057582		CP		1991		P,1PH						1164		46-31-L1						"

		46																														1165		46-32

		46																														1166		46-33						L

		46																														1167		46-33L1

		46																														278		24/46-65				SA-24/46-1		END L

		46																														1168		46-34						R

		46		7		9-854																										1169		46-34R1		411				END R

		46		7		9-854		10437		Post Office				846		275		7.2/12.4-120/208		337009918		CP		2003		PD,3PH,F														"

		46		7		9-854		10441		Pre-School						275		7.2/12.4-120/208		337009918		CP		2003		PD,3PH,F														"

		46		7		9-864																																		"

		46		7		9-864																																		"

		46		7		9-864																																		"

		46																														1170		46-35		412				L

		46				9-844		10435		Data Processing		458		458		500		7.2/12.4-277/480		89K38230		PAUWLES		NON		PD,3PH,F														END L

		46				9-844		10435		Data Processing		530		530		10		7.2/12.4-120/240		91106991		CP		1991		P,1PH						1171		46-36						L

		46				9-844		10435		Data Processing		462		462		50		7.2/12.4-120/240								P,1PH						1172		46-36L1						END L

		46				9-844		10435		Data Processing		463		462		50		7.2/12.4-120/240		L22990K73		GE				P,1PH						1172		46-36L1						"

		46				9-844		10435		Data Processing		464		462		50		7.2/12.4-120/240		L225965K73		GE				P,1PH						1172		46-36L1						"

		46				9-824		10427		Chapel Center		462		462		50		7.2/12.4-120/240								P,1PH						1172		46-36L1						"

		46				9-824		10427		Chapel Center		463		462		50		7.2/12.4-120/240		L22990K73		GE				P,1PH						1172		46-36L1						"

		46				9-824		10427		Chapel Center		464		462		50		7.2/12.4-120/240		L225965K73		GE				P,1PH						1172		46-36L1						"

		46																														1173		46-37		413

		46		7		10-875		11415		Fire Station 1		1938		1938		112		7.2/12.4-120/208		95600095		CP		1995		PD.3PH,F,S														END 46



&CFeeder 46 Inventory

John.Klohr:
To Padmount then to next riser.  Lable pole.

John.Klohr:
feeder 46 feeds thru this transformer

John.Klohr:
Replacement for 3 pole mounts listed above

John.Klohr:
located in basement audio/visual flight

Eric.Allain:
Relable xformer



Fdr 51

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		51		21																												888		1/51-1		284

		51		21																												889		1/51-2		285				R

		51		21																								MH-51-1

		51		21		24-865		3805		Car Wash		1800		1800		500		12.4/7.2-277/480		939004424		CP		1993		PD,3PHF,FT,S

		51																										MH-51-2

		51																										MH-51-3

		51		21																								MH-51-4

		51		21		25-025		5800		Commisasry		1801		1801		1500		12.4/7.2-277/480		986000616		CP		1998		PD,3PHF,FT,

		51																										MH-51-6

		51																										MH-51-7

		51		21		25-025		5800		BX		1802		1802		2000		12.4/7.2-277/480		960001053		CP		1996		PD,3PHF,FT,

		51																										MH-51-5

		51		21																										JC-51-1

		51																										MH-51-2

		51		21																								MH-51-1

		51		21																												890		1/51-3		286				END R

		51		21																												891		1/51-4

		51		21						COM BOX		698		698		5		12.4/7.2-120/240		7003089		LM		TEST		P,1PH						892		1/51-5		287

		51		21																												893		1/51-6		288				L

		51		21		24-856		3786		Fire Station 3		OO5O		OO5O		225		12.4/7.2-120/208		886009813		RTE		TEST		PD,3PH,S,F														END L

		51		21																												894		1/51-7

		51		21		24-859		3774		Working Dog Kennel		548		548		15		12.4/7.2-120/240		911057630		CP		1991		P,PH1						895		1/51-8		289

		51		21		24-858		3772		Kennel Administration		548		548		15		12.4/7.2-120/240		911057630		CP		1991		P,PH1						895		1/51-8		289

		51		21																												896		1/51-9		290		SF-51-1		S,R

		51						3748		Silver Run Housing		1999		1999		75		12.4/7.2-120/208		137010437		CP		NON		PD,3PH,FT,F														R

		51																																				SC-51-1

		51																										MH-51-8

		51																										MH-51-9

		51						4778		Silver Run Housing		1995		1995		75		12.4/7.2-120/240		105026533		CP		NON		PD,1PH,FT,F

		51						4776		Silver Run Housing		1995		1995		75		12.4/7.2-120/240		105026533		CP		NON		PD,1PH,FT,F

		51						4774		Silver Run Housing		1995		1995		75		12.4/7.2-120/240		105026533		CP		NON		PD,1PH,FT,F

		51						3760		Silver Run Housing		1995		1995		75		12.4/7.2-120/240		105026533		CP		NON		PD,1PH,FT,F

		51						5740		Silver Run Housing		2000		2000		50		12.4/7.2-120/240		105027028		CP		NON		PD,1PH,FT,F

		51						5742		Silver Run Housing		2000		2000		50		12.4/7.2-120/240		105027028		CP		NON		PD,1PH,FT,F

		51								Street Lights		2000		2000		50		12.4/7.2-120/240		105027028		CP		NON		PD,1PH,FT,F

		51						5734		Silver Run Housing		2001		2001		75		12.4/7.2-120/240		105026539		CP		NON		PD,1PH,FT,F

		51						5738		Silver Run Housing		2001		2001		75		12.4/7.2-120/240		105026539		CP		NON		PD,1PH,FT,F

		51						5744		Silver Run Housing		2001		2001		75		12.4/7.2-120/240		105026539		CP		NON		PD,1PH,FT,F

		51						5748		Silver Run Housing		2001		2001		75		12.4/7.2-120/240		105026539		CP		NON		PD,1PH,FT,F

		51						5730		Silver Run Housing		2002		2002		75		12.4/7.2-120/240				CP		NON		PD,1PH,FT,F

		51						5731		Silver Run Housing		2002		2002		75		12.4/7.2-120/240				CP		NON		PD,1PH,FT,F

		51						5732		Silver Run Housing		2002		2002		75		12.4/7.2-120/240				CP		NON		PD,1PH,FT,F

		51						5733		Silver Run Housing		2002		2002		75		12.4/7.2-120/240				CP		NON		PD,1PH,FT,F

		51						5726		Silver Run Housing		2003		2003		75		12.4/7.2-120/240		105026535		CP		NON		PD,1PH,FT,F

		51						5727		Silver Run Housing		2003		2003		75		12.4/7.2-120/240		105026535		CP		NON		PD,1PH,FT,F

		51						5728		Silver Run Housing		2003		2003		75		12.4/7.2-120/240		105026535		CP		NON		PD,1PH,FT,F

		51						5729		Silver Run Housing		2003		2003		75		12.4/7.2-120/240		105026535		CP		NON		PD,1PH,FT,F

		51						5716		Silver Run Housing		2004		2004		75		12.4/7.2-120/240		105026540		CP		NON		PD,1PH,FT,F

		51						5717		Silver Run Housing		2004		2004		75		12.4/7.2-120/240		105026540		CP		NON		PD,1PH,FT,F

		51						5720		Silver Run Housing		2004		2004		75		12.4/7.2-120/240		105026540		CP		NON		PD,1PH,FT,F

		51						5722		Silver Run Housing		2004		2004		75		12.4/7.2-120/240		105026540		CP		NON		PD,1PH,FT,F

		51								Street Lights		2004		2004		75		12.4/7.2-120/240		105026540		CP		NON		PD,1PH,FT,F

		51						5709		Silver Run Housing		2005		2005		75		12.4/7.2-120/240		105026536		CP		NON		PD,1PH,FT,F

		51						5710		Silver Run Housing		2005		2005		75		12.4/7.2-120/240		105026536		CP		NON		PD,1PH,FT,F

		51						5711		Silver Run Housing		2005		2005		75		12.4/7.2-120/240		105026536		CP		NON		PD,1PH,FT,F

		51						5712		Silver Run Housing		2005		2005		75		12.4/7.2-120/240		105026536		CP		NON		PD,1PH,FT,F

		51						5706		Silver Run Housing		2006		2006		75		12.4/7.2-120/240		105026541		CP		NON		PD,1PH,FT,F

		51						5707		Silver Run Housing		2006		2006		75		12.4/7.2-120/240		105026541		CP		NON		PD,1PH,FT,F

		51						5708		Silver Run Housing		2006		2006		75		12.4/7.2-120/240		105026541		CP		NON		PD,1PH,FT,F

		51						5749		Silver Run Housing		2006		2006		75		12.4/7.2-120/240		105026541		CP		NON		PD,1PH,FT,F

		51						5700		Silver Run Housing		1996		1996		75		12.4/7.2-120/240		105026530		CP		NON		PD,1PH,FT,F

		51						5701		Silver Run Housing		1996		1996		75		12.4/7.2-120/240		105026530		CP		NON		PD,1PH,FT,F

		51						5703		Silver Run Housing		1996		1996		75		12.4/7.2-120/240		105026530		CP		NON		PD,1PH,FT,F

		51						5704		Silver Run Housing		1996		1996		75		12.4/7.2-120/240		105026530		CP		NON		PD,1PH,FT,F

		51																										MH-51-10

		51																												JC-51-6

		51								Traffic Light		2023		2023		50		12.4/7.2-240/480		105037650		CP		NON		PD,1PH,FT,F

		51																												JC-51-2

		51						3747		Silver Run Housing		2007		2007		75		12.4/7.2-120/240		105026543		CP		NON		PD,1PH,FT,F

		51						3751		Silver Run Housing		2007		2007		75		12.4/7.2-120/240		105026543		CP		NON		PD,1PH,FT,F

		51						4775		Silver Run Housing		2007		2007		75		12.4/7.2-120/240		105026543		CP		NON		PD,1PH,FT,F

		51						4777		Silver Run Housing		2007		2007		75		12.4/7.2-120/240		105026543		CP		NON		PD,1PH,FT,F

		51						4701		Silver Run Housing		1998		1998		75		12.4/7.2-120/240		105026532		CP		NON		PD,1PH,FT,F

		51						4703		Silver Run Housing		1998		1998		75		12.4/7.2-120/240		105026532		CP		NON		PD,1PH,FT,F

		51						4705		Silver Run Housing		1998		1998		75		12.4/7.2-120/240		105026532		CP		NON		PD,1PH,FT,F

		51						3735		Silver Run Housing		1998		1998		75		12.4/7.2-120/240		105026532		CP		NON		PD,1PH,FT,F

		51						3737		Silver Run Housing		1998		1998		75		12.4/7.2-120/240		105026532		CP		NON		PD,1PH,FT,F

		51						3739		Silver Run Housing		1998		1998		75		12.4/7.2-120/240		105026532		CP		NON		PD,1PH,FT,F

		51						4702		Silver Run Housing		1997		1997		50		12.4/7.2-120/240		105027030		CP		NON		PD,1PH,FT,F

		51						4704		Silver Run Housing		1997		1997		50		12.4/7.2-120/240		105027030		CP		NON		PD,1PH,FT,F

		51						4706		Silver Run Housing		1997		1997		50		12.4/7.2-120/240		105027030		CP		NON		PD,1PH,FT,F

		51						3730		Silver Run Housing		2008		2008		50		12.4/7.2-120/240		105027032		CP		NON		PD,1PH,FT,F

		51						3731		Silver Run Housing		2008		2008		50		12.4/7.2-120/240		105027032		CP		NON		PD,1PH,FT,F

		51						3732		Silver Run Housing		2008		2008		50		12.4/7.2-120/240		105027032		CP		NON		PD,1PH,FT,F

		51						4710		Silver Run Housing		2008		2008		50		12.4/7.2-120/240		105027032		CP		NON		PD,1PH,FT,F

		51						3750		Silver Run Housing		2011		2011		50		12.4/7.2-120/240		105027031		CP		NON		PD,1PH,FT,F

		51						3752		Silver Run Housing		2011		2011		50		12.4/7.2-120/240		105027031		CP		NON		PD,1PH,FT,F

		51								Street Lights		2011		2011		50		12.4/7.2-120/240		105027031		CP		NON		PD,1PH,FT,F

		51						3736		Silver Run Housing		2010		2010		50		12.4/7.2-120/240		105027033		CP		NON		PD,1PH,FT,F

		51						3738		Silver Run Housing		2010		2010		50		12.4/7.2-120/240		105027033		CP		NON		PD,1PH,FT,F

		51						3740		Silver Run Housing		2010		2010		50		12.4/7.2-120/240		105027033		CP		NON		PD,1PH,FT,F

		51						3700		Silver Run Housing		2009		2009		75		12.4/7.2-120/240		105026534		CP		NON		PD,1PH,FT,F

		51						3702		Silver Run Housing		2009		2009		75		12.4/7.2-120/240		105026534		CP		NON		PD,1PH,FT,F

		51						3704		Silver Run Housing		2009		2009		75		12.4/7.2-120/240		105026534		CP		NON		PD,1PH,FT,F

		51						3706		Silver Run Housing		2009		2009		75		12.4/7.2-120/240		105026534		CP		NON		PD,1PH,FT,F

		51																												JC-51-3

		51																												JC-51-4

		51						3771		Silver Run Housing		2012		2012		75		12.4/7.2-120/240		105026531		CP		NON		PD,1PH,FT,F

		51						3779		Silver Run Housing		2012		2012		75		12.4/7.2-120/240		105026531		CP		NON		PD,1PH,FT,F

		51						3789		Silver Run Housing		2012		2012		75		12.4/7.2-120/240		105026531		CP		NON		PD,1PH,FT,F

		51						2737		Silver Run Housing		2012		2012		75		12.4/7.2-120/240		105026531		CP		NON		PD,1PH,FT,F

		51						3781		Silver Run Housing		2012		2012		75		12.4/7.2-120/240		105026531		CP		NON		PD,1PH,FT,F

		51						3783		Silver Run Housing		2012		2012		75		12.4/7.2-120/240		105026531		CP		NON		PD,1PH,FT,F

		51								Street Lights		2012		2012		75		12.4/7.2-120/240		105026531		CP		NON		PD,1PH,FT,F

		51						2719		Silver Run Housing		2013		2013		75		12.4/7.2-120/240		105026544		CP		NON		PD,1PH,FT,F

		51						2717		Silver Run Housing		2013		2013		75		12.4/7.2-120/240		105026544		CP		NON		PD,1PH,FT,F

		51						2721		Silver Run Housing		2013		2013		75		12.4/7.2-120/240		105026544		CP		NON		PD,1PH,FT,F

		51						2733		Silver Run Housing		2013		2013		75		12.4/7.2-120/240		105026544		CP		NON		PD,1PH,FT,F

		51						2735		Silver Run Housing		2013		2013		75		12.4/7.2-120/240		105026544		CP		NON		PD,1PH,FT,F

		51						3785		Silver Run Housing		2013		2013		75		12.4/7.2-120/240		105026544		CP		NON		PD,1PH,FT,F

		51						2711		Silver Run Housing		2014		2014		75		12.4/7.2-120/240		105026538		CP		NON		PD,1PH,FT,F

		51						2715		Silver Run Housing		2014		2014		75		12.4/7.2-120/240		105026538		CP		NON		PD,1PH,FT,F

		51						3703		Silver Run Housing		2014		2014		75		12.4/7.2-120/240		105026538		CP		NON		PD,1PH,FT,F

		51						3715		Silver Run Housing		2014		2014		75		12.4/7.2-120/240		105026538		CP		NON		PD,1PH,FT,F

		51						3717		Silver Run Housing		2014		2014		75		12.4/7.2-120/240		105026538		CP		NON		PD,1PH,FT,F

		51						2705		Silver Run Housing		2014		2014		75		12.4/7.2-120/240		105026538		CP		NON		PD,1PH,FT,F

		51						2707		Silver Run Housing		2014		2014		75		12.4/7.2-120/240		105026538		CP		NON		PD,1PH,FT,F

		51						2739		Silver Run Housing		2018		2018		75		12.4/7.2-120/240		105026542		CP		NON		PD,1PH,FT,F

		51						2749		Silver Run Housing		2018		2018		75		12.4/7.2-120/240		105026542		CP		NON		PD,1PH,FT,F

		51						2748		Silver Run Housing		2018		2018		75		12.4/7.2-120/240		105026542		CP		NON		PD,1PH,FT,F

		51						2750		Silver Run Housing		2018		2018		75		12.4/7.2-120/240		105026542		CP		NON		PD,1PH,FT,F

		51						2716		Silver Run Housing		2017		2017		50		12.4/7.2-120/240		105027029		CP		NON		PD,1PH,FT,F

		51						2720		Silver Run Housing		2017		2017		50		12.4/7.2-120/240		105027029		CP		NON		PD,1PH,FT,F

		51						2740		Silver Run Housing		2017		2017		50		12.4/7.2-120/240		105027029		CP		NON		PD,1PH,FT,F

		51						2706		Silver Run Housing		2016		2016		50		12.4/7.2-120/240		105027034		CP		NON		PD,1PH,FT,F

		51						2708		Silver Run Housing		2016		2016		50		12.4/7.2-120/240		105027034		CP		NON		PD,1PH,FT,F

		51						2714		Silver Run Housing		2016		2016		50		12.4/7.2-120/240		105027034		CP		NON		PD,1PH,FT,F

		51																												JC-51-5

		51						3712		Silver Run Housing		2015		2015		75		12.4/7.2-120/240		105026537		CP		NON		PD,1PH,FT,F

		51						3714		Silver Run Housing		2015		2015		75		12.4/7.2-120/240		105026537		CP		NON		PD,1PH,FT,F

		51						2700		Silver Run Housing		2015		2015		75		12.4/7.2-120/240		105026537		CP		NON		PD,1PH,FT,F

		51						2704		Silver Run Housing		2015		2015		75		12.4/7.2-120/240		105026537		CP		NON		PD,1PH,FT,F

		51																																				SC-51-2

		51		21																												902		1/51-19		291		SF-51-2		End R

		51		21																												897		1/51-10						S

		51		21																												898		1/51-15

		51		21																												899		1/51-16

		51		21																												900		1/51-17

		51		21																												901		1/51-18

		51		21																												902		1/51-19		291		SF-51-2

		51		21		24-109		3710		Boniface Gate		607		607		10		12.4/7.2-120/240		S57B2063		WH		TEST		P,PH1						903		1/51-20		292				END S

		51		21		24-111		3711		Boniface Gate Visitor Center		607		607		10		12.4/7.2-120/240		S57B2063		WH		TEST		P,PH1						903		1/51-20		292				END 51



&CFeeder 51 Inventory

Eric.Allain:
All pole #s in blue need to be labled with pole #s

Eric.Allain:
Lable pole with pole #s

Eric.Allain:
Xformer was pad locked with danger tag.  Need to go back to get Serial #

Eric.Allain:
Lable pole with pole #s



Fdr 52

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		52		4																								MH-52-1

		52		4																								MH-52-2

		52		4																								MH-52-3

		52		4																								MH-52-4

		52		4																								MH-52/72-5

		52		4																										ATS								SC-52/72-1

		52		4				4974		Composite Medical Facility		1803		1803		225		12.4/7.2-277/480		98J713176		ABB		NON		PD,3PH,F,FT														END 52



&CFeeder 52 Inventory

Eric.Allain:
Lable xformer with #stickers in summer



Fdr53

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		53																														904		53-1		293		SA-53-1

		53																														905		54/53-1

		53																														906		54/53-2

		53																														907		54/53-3		294,295

		53								Traffic Light		2024		2024		25		12.4/7.2-240/480		105037576		CP		NON		PD,1PH,FT,F

		53																														908		54/53-4

		53																														909		54/53-5

		53																														910		54/53-6

		53																														911		54/53-7

		53																														912		54/53-8

		53																														913		54/53-9

		53																														914		54/53-10						ST,TRN R

		53								Steam Pit		614		614		15		12.4/7.2-120-240		5512825		AC		TEST		P, 1PH						915		54/53-11						END ST

		53								Steam Pit		615		614		15		12.4/7.2-120-240		69V220759		MD		TEST		P, 1PH						915		54/53-11						"

		53								Steam Pit		616		614		15		12.4/7.2-120-240		5512829		AC		TEST		P, 1PH						915		54/53-11						"

		53								Street lighting		1960		1960		25		12.4/7.2-240/480		70AK0797				TEST		P, 1PH						916		53-2		296

		53																														917		53-3

		53																														918		53-4

		53																														919		53-5				SA-53-2

		53																														920		53-6						L

		53				24-371		2889		Chugach Housing		617		617		37.5		12.4/7.2-120-240		4848549K69A		GE		TEST		P, 1PH						921		53-7

		53				24-384		3892		Chugach Housing		617		617		37.5		12.4/7.2-120-241		4848549K69A		GE		TEST		P, 1PH						921		53-7

		53				24-387		3898		Chugach Housing		617		617		37.5		12.4/7.2-120-242		4848549K69A		GE		TEST		P, 1PH						921		53-7

		53																														922		53-8

		53				24-385		3894		Chugach Housing		618		618		25		12.4/7.2-120-242		H556120K68A		GE		TEST		P, 1PH						923		53-9

		53				24-386		3896		Chugach Housing		618		618		25		12.4/7.2-120-240		H556120K68A		GE		TEST		P, 1PH						923		53-9

		53																														924		54/53-13				SA-53/54-1		End L

		53																														925		53-10

		53				24-368		2885		Chugach Housing		619		619		50		12.4/7.2-120-240		H845797K68A		GE		TEST		P, 1PH						926		53-11						L

		53				24-370		2887		Chugach Housing		619		619		50		12.4/7.2-120-240		H845797K68A		GE		TEST		P, 1PH						926		53-11						"

		53				24-380		3902		Chugach Housing		619		619		50		12.4/7.2-120-240		H845797K68A		GE		TEST		P, 1PH						926		53-11						"

		53				24-383		3908		Chugach Housing		619		619		50		12.4/7.2-120-240		H845797K68A		GE		TEST		P, 1PH						926		53-11						"

		53																														927		53-12

		53				24-381		3904		Chugach Housing		699		699		25		12.4/7.2-120-240		H557663K68A		GE		TEST		P, 1PH						928		53-13						End L

		53				24-382		3906		Chugach Housing		699		699		25		12.4/7.2-120-240		H557663K68A		GE		TEST		P, 1PH						928		53-13						"

		53																														929		53-14

		53																														930		53-15

		53																														931		53-16						R,L

		53				24-362		2882		Chugach Housing		620		620		25		12.4/7.2-120-240		H8468K68A		GE		TEST		P, 1PH						932		53-17

		53				24-367		2910		Chugach Housing		620		620		25		12.4/7.2-120-240		H8468K68A		GE		TEST		P, 1PH						932		53-17

		53																														933		53-18

		53																														934		53-19						L2, R2

		53				24-365		2906		Chugach Housing		622		622		25		12.4/7.2-120-240		H556127K68A		GE		TEST		P, 1PH						935		53-20						END L2

		53				24-366		2908		Chugach Housing		622		622		25		12.4/7.2-120-240		H556127K68A		GE		TEST		P, 1PH						935		53-20						"

		53				24-352		1916		Chugach Housing		624		624		50		12.4/7.2-120-240		H845796K68A		GE		TEST		P, 1PH						936		53-21						END R2, END L

		53				24-353		1918		Chugach Housing		624		624		50		12.4/7.2-120-240		H845796K68A		GE		TEST		P, 1PH						936		53-21						"

		53				24-363		2902		Chugach Housing		624		624		50		12.4/7.2-120-240		H845796K68A		GE		TEST		P, 1PH						936		53-21						"

		53				24-364		2904		Chugach Housing		624		624		50		12.4/7.2-120-240		H845796K68A		GE		TEST		P, 1PH						936		53-21						"

		53				24-374		2897		Chugach Housing		621		621		25		12.4/7.2-120-240		H556119K68A		GE		TEST		P, 1PH						937		53-22						END R

		53				24-375		2899		Chugach Housing		621		621		25		12.4/7.2-120-240		H556119K68A		GE		TEST		P, 1PH						937		53-22						END L

		53				24-360		2881		Chugach Housing		623		623		37.5		12.4/7.2-120-240		H8640716K69A		GE		TEST		P, 1PH						938		53-23

		53				24-361		2883		Chugach Housing		623		623		37.5		12.4/7.2-120-240		H8640716K69A		GE		TEST		P, 1PH						938		53-23

		53				24-354		1920		Chugach Housing		623		623		37.5		12.4/7.2-120-240		H8640716K69A		GE		TEST		P, 1PH						938		53-23

		53																														939		53-24

		53																														940		53-25

		53				24-346		1901		Chugach Housing		627		627		25		12.4/7.2-120-240		H658352K68A		GE		TEST		P, 1PH						941		53-26						L

		53				24-347		1905		Chugach Housing		627		627		25		12.4/7.2-120-240		H658352K68A		GE		TEST		P, 1PH						941		53-26						"

		53				24-350		1912		Chugach Housing		628		628		25		12.4/7.2-120-240		H561567K68A		GE		TEST		P, 1PH						942		53-27

		53				24-351		1914		Chugach Housing		628		628		25		12.4/7.2-120-240		H561567K68A		GE		TEST		P, 1PH						942		53-27

		53				24-336		1908		Chugach Housing		629		629		25		12.4/7.2-120-240		H846142K68A		GE		TEST		P, 1PH						943		53-28						END L

		53				24-337		1910		Chugach Housing		629		629		25		12.4/7.2-120-240		H846142K68A		GE		TEST		P, 1PH						943		53-28						"

		53																														944		53-29						L

		53				24-332		1900		Chugach Housing		613		613		25		12.4/7.2-120-240		A7322A25AA1		WH		NON		P, 1PH						945		53-30

		53				24-333		1902		Chugach Housing		613		613		25		12.4/7.2-120-240		A7322A25AA1		WH		NON		P, 1PH						945		53-30

		53																														946		53-31

		53				24-334		1904		Chugach Housing		630		630		25		12.4/7.2-120-240		H556124A68A		GE		TEST		P, 1PH						947		53-32						END L

		53				24-335		1906		Chugach Housing		630		630		25		12.4/7.2-120-240		H556124A68A		GE		TEST		P, 1PH						947		53-32						"

		53																														948		53-33

		53				24-330		1888		Chugach Housing		632		632		75		12.4/7.2-120-240		H843643K69A		GE		TEST		P, 1PH						949		53-34						S,TRN R

		53				24-345		1889		Chugach Housing		632		632		75		12.4/7.2-120-240		H843643K69A		GE		TEST		P, 1PH						949		53-34						"

		53				24-344		1891		Chugach Housing		632		632		75		12.4/7.2-120-240		H843643K69A		GE		TEST		P, 1PH						949		53-34						"

		53				24-331		1892		Chugach Housing		632		632		75		12.4/7.2-120-240		H843643K69A		GE		TEST		P, 1PH						949		53-34						"

		53																														950		53-35

		53																														951		53-36

		53								STEAM PIT		633		633		10		12.4/7.2-120-240		74AB12590		WH		TEST		P, 1PH						952		53-37						END S

		53				24-341		1897		Chugach Housing		626		626		25		12.4/7.2-120-240		H558369K68A		GE		TEST		P, 1PH						953		53-39

		53				24-340		1899		Chugach Housing		626		626		25		12.4/7.2-120-240		H558369K68A		GE		TEST		P, 1PH						953		53-39

		53																														954		53-40

		53				24-343		1893		Chugach Housing		625		625		50		12.4/7.2-120-240		H845790K68A		GE		TEST		P, 1PH						955		53-41						END 53

		53				24-342		1895		Chugach Housing		625		625		50		12.4/7.2-120-240		H845790K68A		GE		TEST		P, 1PH						955		53-41						"

		53				24-372		2891		Chugach Housing		625		625		50		12.4/7.2-120-240		H845790K68A		GE		TEST		P, 1PH						955		53-41						"

		53				24-373		2895		Chugach Housing		625		625		50		12.4/7.2-120-240		H845790K68A		GE		TEST		P, 1PH						955		53-41						"



&CFeeder 53 Inventory

Eric.Allain:
lable xformer with #stickers in the spring.

Eric.Allain:
lable with metal #s



Fdr 54

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		54		6																												956		54-1		297		SA-54-1

		54		6																												905		54/53-1

		54		6																												906		54/53-2

		54		6																												907		54/53-3

		54		6																												908		54/53-4		`

		54		6																												909		54/53-5

		54		6																												910		54/53-6

		54		6																												911		54/53-7

		54		6																												912		54/53-8

		54		6																												913		54/53-9

		54		6																												914		54/53-10

		54		6																												915		54/53-11

		54		6																												957		54-12						R

		54		6																												924		54-13				SA-53/54-1		END R

		54		6																												958		54-2

		54		6																												959		54-3

		54		6																												960		54-4

		54		6																												961		54-5

		54		6																												962		54-5-R1						L

		54		6																												963		54-5-R2

		54		6						Street Lights		695		695		25		12.4/7.2-120-240		871023119		RTE		TEST		P, 1PH						964		54-5-R3						END L

		54		6																												965		54-6						R,S,TRN L

		54		6																												966		54-7						END R

		54		6																												967		54-8

		54		6																												968		54-9						R

		54		6				3924				1665		1665		25		12.4/7.2-120-240		910368634		COOPER		1993		P, 1PH						969		54-10		298				END R

		54		6																												970		54-11

		54		6						Muldon Guard Shack		1701		1701		37.5		12.4/7.2-120-240		931064608		COOPER		1993		P, 1PH						971		54-12A		299

		54		6				3952		Muldon gate		696		696		10		12.4/7.2-120-240		86119308		GE		TEST		P, 1PH						972		54-13		300				END S

		54		6						Giant Voice,street lights		1666		1666		25		12.4/7.2-120-240		931068636		COOPER		1993		P, 1PH						973		54-14		301

		54		6																												974		54-15

		54		6				3941				1667		1667		15		12.4/7.2-120-240		96A052429		COOPER		1996		P, 1PH						975		54-16		302

		54		6																												976		54-17

		54		6						Street Lights		1668		1668		10		12.4/7.2-277/480		931122696		COOPER		1993		P, 1PH						977		54-18		303,304

		54		6						Street Lights		1669		1668		10		12.4/7.2-277/480		931122694		COOPER		1993		P, 1PH						977		54-18		303,304

		54		6						Street Lights		1670		1668		10		12.4/7.2-277/480		931122692		COOPER		1993		P, 1PH						977		54-18		303,304

		54		6																												978		54-19

		54		6																												979		54-20

		54		6																												980		54-21						S,TRN R

		54		6																												981		54-22		305

		54		6		24-805		4917		NEW DOG KENNEL		850		850		50		12.4/7.2-120/240		911057585		COOPER		1991		P, 1PH						982		54-23		306,307				END S

		54		6		24-805		4917		NEW DOG KENNEL		851		850		50		12.4/7.2-120/240		911057590		COOPER		1991		P, 1PH						982		54-23		306,307				"

		54		6		24-805		4917		NEW DOG KENNEL		852		850		50		12.4/7.2-120/240		911057550		COOPER		1991		P, 1PH						982		54-23		306,307				"

		54		6		24-805		4911				850		850		50		12.4/7.2-120/240		911057585		COOPER		1991		P, 1PH						982		54-23		306,307				END S

		54		6		24-805		4911				851		850		50		12.4/7.2-120/240		911057590		COOPER		1991		P, 1PH						982		54-23		306,307				"

		54		6		24-805		4911				852		850		50		12.4/7.2-120/240		911057550		COOPER		1991		P, 1PH						982		54-23		306,307				"

		54		6						STREET LIGHTS		1671		1671		10		12.4/7.2-120/240		941132602		COOPER		1994		P, 1PH						983		54-24		308

		54		6						Electric Box		1672		1672		25		12.4/7.2-120/240		931100679		COOPER		1993		P, 1PH						984		54-25		309

		54		6						Electric Box		1673		1672		25		12.4/7.2-120/240		931100676		COOPER		1993		P, 1PH						984		54-25		309

		54		6						Electric Box		1674		1672		25		12.4/7.2-120/240		9410922461		COOPER		1994		P, 1PH						984		54-25		309

		54		6																												985		54-26

		54		6																												986		54-27		310,311

		54		6																																		SC54-44-1

		54		6																																		SC54-44-2

		54		6		24-800				Old Hospital		640		640		1000		12.4-480/277		950474A1		SQUARE D		NON		PD, 3PH, F, FT

		54		6		24-800				Old Hospital		641		641		1000		12.4-480/277		900074A2		SQUARE D		TEST		PD, 3PH, F, FT

		54		6						Old Hospital		1986		1986		1000		12.4-480/277		950474A1		SQUARE D		NON		PD,3PH,FT,F,S														END 54



&CFeeder 54 Inventory

Eric.Allain:
lable with metal #s

Eric.Allain:
lable all blue pole # with metal #

Eric.Allain:
Remove xformer # 1667 from xformer with bucket truck.



Fdr 61

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		61																										MH-61/62-1

		61																										MH-61/62-2

		61																										MH-61/62-3

		61																										MH-61/62-4

		61																										MH-61-5

		61																										MH-61-6

		61																												JC-61-1

		61																												JC-61-2												?

		61																										MH-61-11

		61								RAMP LIGHTS		1744		1744		75		7.2/12.4-277/480		906009674		CP		NON		PD,3PH,F,FT

		61																										MH-61-12

		61																										MH-61-13

		61																										MH-61-14

		61																														1011		61-1		327		SF-61-4

		61										745		745		15		7.2/12.4-240/480		3203274		RTE		TEST		P,1PH						1012		61-2		328

		61										746		745		15		7.2/12.4-240/480		3203272		RTE		TEST		P,1PH						1012		61-2		328

		61										747		745		15		7.2/12.4-240/480		3203273		RTE		TEST		P,1PH						1012		61-2		328

		61										742		742		50		7.2/12.4-120/240		72VG393004		ME		TEST		P,1PH						1013		61-3		329

		61										744		742		50		7.2/12.4-120/240		72VG393007		ME		TEST		P,1PH						1013		61-3		329

		61										743		742		50		7.2/12.4-120/240		72VG393005		ME		TEST		P,1PH						1013		61-3		329

		61										1745		1745		15		7.2/12.4-277/480		951027996		CP		1995		P,1PH						1014		61-4		330

		61																														606		61-5

		61		15																												607		61-6

		61																														608		61-7

		61						17511,17514				1746		1746		50		12.4/7.2-277/480		IB04813				NON		P,1PH						609		61-8		214,215

		61										1747		1746		50		12.4/7.2-277/480		IB04814				NON		P,1PH						609		61-8		214,215

		61										1748		1746		50		12.4/7.2-277/480		IB04812				NON		P,1PH						609		61-8		214,215

		61																														610		61-9		216

		61																														611		61-10						L

		61						17504		HNG 12		736		736		37.5		12.4/7.2-120/240		S56C0681		WH		TEST		P,1PH						612		61-11

		61						17504		HNG 12		737		736		37.5		12.4/7.2-120/240		S56C0685		WH		TEST		P,1PH						612		61-11

		61						17504		HNG 12		738		736		37.5		12.4/7.2-120/240		S55F1428		WH		TEST		P,1PH						612		61-11

		61						17504		HNG 12		739		739		25		7.2/12.4-240/480		S55F2861		WH		TEST		P,1PH						613		61-12						END L

		61						17504		HNG 12		740		739		25		7.2/12.4-240/480		F80853364K		WH		TEST		P,1PH						613		61-12						"

		61						17504		HNG 12		741		739		25		7.2/12.4-240/480		S55J1865		WH		TEST		P,1PH						613		61-12						"

		61										1750		1750		10		7.2-120/240								P,1PH						614		61-13		217

		61																														615		61-14

		61																														616		61-15		218		SF-61-5

		61																																				SC-61-6		R

		61																										MH-61-15

		61						18471		FUEL		1751		1751		225		12.4/7.2-277/480		980267VA		SQ D		NON		PD,3PH,F,FT,LA,LpS														END R

		61																																				SC-61-7		R,L

		61						17470		HNG 18		1753		1753		750		12.4/7.2-277/480		979005930		CP		1997		PD,3PH,F,FT,S,LA														END R

		61																														617		61-16		219,220				L2

		61						17470		HNG 18		1752		1752		150		12.4/7.2-120/208		979005955		CP		1997		PD,3PH,F,FT,S,LA														END L2

		61						17456		HNG 18		1752		1752		150		12.4/7.2-120/208		979005955		CP		1997		PD,3PH,F,FT,S,LA														"

		61						17458		HNG 18		1752		1752		150		12.4/7.2-120/208		979005955		CP		1997		PD,3PH,F,FT,S,LA														"

		61																														618		61-17

		61																														619		61-18

		61																														583		61/22-43				SA-61/22-2		END L

		61																										MH-61-16

		61																										MH-61-17

		61																										MH-61-18

		61																														1015		61-30		331		SF-61-6		L

		61										1754		1754		15		7.2-120/240		98NK250025		CP		1998		P,1PH						1016		61-31		332

		61																														1017		61-32						L2

		61																														1018		61-32A		333

		61						16521		HNG 14		1803		1803		225		12.4/7.2-277/480		V73E5154J4		ABB		NON		PD,3PH,F,FT

		61						16519		WEAPON SYSTEMS MAINT		749		749		50		12.4/7.2-120/240		K463825K71AA		GE		TEST		P,1PH						1019		61-33		334				END L2

		61						16519		WEAPON SYSTEMS MAINT		750		749		50		12.4/7.2-120/240		K463326K71AA		GE		TEST		P,1PH						1019		61-33		334				"

		61						16519		WEAPON SYSTEMS MAINT		751		749		50		12.4/7.2-120/240		K462206K71AA		GE		TEST		P,1PH						1019		61-33		334				"

		61						16521		HNG 14		749		749		50		12.4/7.2-120/240		K463825K71AA		GE		TEST		P,1PH						1019		61-33		334				END L2

		61						16521		HNG 14		750		749		50		12.4/7.2-120/240		K463326K71AA		GE		TEST		P,1PH						1019		61-33		334				"

		61						16521		HNG 14		751		749		50		12.4/7.2-120/240		K462206K71AA		GE		TEST		P,1PH						1019		61-33		334				"

		61						16527		STORAGE IGLOO		749		749		50		12.4/7.2-120/240		K463825K71AA		GE		TEST		P,1PH						1019		61-33		334				END L2

		61						16527		STORAGE IGLOO		750		749		50		12.4/7.2-120/240		K463326K71AA		GE		TEST		P,1PH						1019		61-33		334				"

		61						16527		STORAGE IGLOO		751		749		50		12.4/7.2-120/240		K462206K71AA		GE		TEST		P,1PH						1019		61-33		334				"

		61																														1020		61-34

		61																														1021		61-35

		61																														1022		61-36		335

		61								RAMP LIGHTS		2025		2025		150		12.4/7.2-277/480		237007710		CP		NON		PD,3PH,F,FT														END L

		61																														1023		61-37

		61																														1026		61-38

		61																														1027		61-39

		61						15512		AMMO		761		761		10				959537		Kuhlman		TEST		P,1PH						1028		61-40		336

		61						15512		AMMO		762		761		10				No Data Plate		Kuhlman		TEST		P,1PH						1028		61-40		336

		61						15512		AMMO		763		761		10				959135		Kuhlman		TEST		P,1PH						1028		61-40		336

		61																														1029		61-41						L

		61																														1030		61-42

		61																														1031		61-43

		61						15532		AMMO		377		377		10				911062006		CP		1991		P,1PH						1032		61-44		337				END L

		61						15532		AMMO		398		377		10				911057808		CP		1991		P,1PH						1032		61-44		337				"

		61						15532		AMMO		399		377		10				911061998		CP		1991		P,1PH						1032		61-44		337				"

		61																														1033		61-45

		61																														1034		61-46

		61						15525		AMMO		1756		1756		25		7.2/12.4-120/240		94NJ636049		CP		1994		P,1PH						1035		61-47		338,339

		61																														1024		61-48

		61								LIGHTS		1757		1757		10		7.2/12.4-120/240		931011822		CP		1993		P,1PH						1025		61-49

		61																														1036		61-50		340				L

		61						14542		PUMPHOUSE		765		765		100		7.2/12.4-240/480		N7322N99LL3		WH				P,1PH														END L

		61						14542		PUMPHOUSE		766		765		100		7.2/12.4-240/480		9814542		GE		TEST		P,1PH														"

		61						14542		PUMPHOUSE		767		765		100		7.2/12.4-240/480		9814543		GE		TEST		P,1PH														"

		61																														1037		61-51						R

		61																														1038		61-52		341

		61						15584				768		768		450		7.2/12.4-120/208		61774		REO		TEST		PD,3PH														END R

		61						15526				768		768		450		7.2/12.4-120/208		61774		REO		TEST		PD,3PH														"

		61																														1039		61-53		342				R

		61																										MH-22/61-37										SLB-22/61-3		END R

		61																														1040		61-54		343		SA-61-8

		61																																				SC-22/61-1		END 61



&CFeeder 61 Inventory

John.Klohr:
3PT JUNCTION IN MANHOLE

Eric.Allain:
Lable pole with this switch #

Eric.Allain:
lable with pole #

Eric.Allain:
lable this summer



Fdr 62

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		62								SUBSTATION																TWO CIRCUITS														R

		62																														620		62-1		221		SF-62-1		R2

		62																														621		62-2

		62																														622		62-3

		62																														623		62-4

		62																														624		62-5

		62																														625		62-6

		62																														626		62-7

		62																														627		62-8		222				R3

		62						17788				1804		1804		75		7.2/12.4-277/480		956001995		CP		1995		PD,3PH														END R3

		62										1072		1072		25		72/12.4-120/240		RT891113082		CP		1989		P,1PH						628		62-9

		62																														629		62-10

		62																														630		62-11		223

		62																														649		62-12

		62																												JC-62-15

		62										1993		1993		25		7.2/12.4-240/480		011022-17		Electric Supply Co.		NON		PD,1PH,FT

		62																												JC-62-16

		62																														631		62-15		224

		62																														632		62-16

		62																														633		62-17

		62																														634		62-18

		62																														635		62-19

		62																														636		62-20

		62																														637		62-21

		62																														638		62-22

		62																														639		62-23						R3

		62																														640		62-23-R1						END R3

		62																														641		62-24

		62																														642		62-25

		62																														643		62-26

		62						18877		GATOR SITE		942		942		37.5		7.2/12.4-		1745400		LM		TEST		P,1PH						644		62-27		225				END R2

		62						18877		GATOR SITE		943		942		37.5		7.2/12.4-		1745412		LM		TEST		P,1PH						644		62-27		225				"

		62						18877		GATOR SITE		944		942		37.5		7.2/12.4-		7006058		LM		TEST		P,1PH						644		62-27		225				"

		62																														645		62-1-R1

		62										456		456		25		7.2/12.4-120/240								P,1PH						646		62-1-L2

		62																														647		62-1-L3		226				L

		62								BIO VENTS		1760		1760		25		7.2-120/240		941124824		CP		1994		PD,1PH,														END L

		62																														648		62-1-L4						END R

		62								SECOND FEED FROM N. SUB

		62																										MH-61/62-1

		62																										MH-61/62-2

		62																										MH-61/62-3

		62																										MH-61/62-4

		62																														717		62-28		237		SF-62-2		L

		62						16708		Lift Station		1805		1805		10		7.2/12.4-277/480		941123523		CP		1994		P,1PH						718		62-28-L1		238

		62						16708		Lift Station		1806		1805		10		7.2/12.4-277/480		941123525		CP		1994		P,1PH						718		62-28-L1		238

		62						16708		Lift Station		1807		1805		10		7.2/12.4-277/480		941123524		CP		1994		P,1PH						718		62-28-L1		238

		62																														719		62-28-L2						R

		62																														720		62-28-L3		239		SF-62-13

		62																										MH-62-5

		62																																				SC-62/42-1		L,R2,

		62						15658		HANGAR 16		1763		1763		750		7.2/12.4-277/480		92047430		PAUWELS		NON		PD,3PH														END L

		62						17637		WARM-UP		1779		1779		25		7.2/120/240		941018459		CP		1994		PD,1PH,F,FT														END R2

		62																																				SC-62/42-2

		62		13		43-260		16670		Hanger 17		1761		1761		750		7.2/12.4-277/480		PZK1115		Gecalstham		NON		PD,3PHF,FT,S

		62		13		43-260		16670		Hanger 17		1762		1762		1500		7.2/12.4-277/480		PZK1112		Gecalstham		NON		PD,3PH														END R

		62																														721		62-28-L4				SA-62-11

		62																														722		62-28-L5						R

		62								Localizer		599		599		15		7.2-120/240		911057655		CP		1991		P,1PH						723		62-28-L6						R2

		62																														724		62-28-L

		62																														725		62-28-L7		240

		62						16710				581		581		225		12.4D-277/480		886004862		RTE				PD,3PH,F,FT,S														END R2

		62						16673				581		581		225		12.4D-277/480		886004862		RTE				PD,3PH,F,FT,S														"

		62						16675				581		581		225		12.4D-277/480		886004862		RTE				PD,3PH,F,FT,S														"

		62						15699				1016		1016		15		7.2/12.4-240/480		9907869		GE		NON		P,1PH						726		62-28-L8		241				END R

		62						15699				1017		1016		15		7.2/12.4-240/480		9907862		GE		NON		P,1PH						726		62-28-L8		241				"

		62						15699				1018		1016		15		7.2/12.4-240/480		9907861		GE		NON		P,1PH						726		62-28-L8		241				"

		62																														727		62-29		242,243				L

		62																										MH-62-8

		62		13		43-450		16716		Hanger 15		1664		1664		500		7.2/12.4-120/208		C37628456P		GE		DRY		PD,3PH														END L

		62																														728		62-30						L

		62		13		43-450		16716		Hanger 15		1053		1053		100		7.2/120/240		6023340		ET		TEST		P,1PH						729		62-30-L1						END L

		62		13		43-450		16716		Hanger 15		1054		1053		100		7.2/120/240		6023342		ET		TEST		P,1PH						729		62-30-L1						"

		62		13		43-450		16716		Hanger 15		1055		1053		100		7.2/120/240		6023341		ET		TEST		P,1PH						729		62-30-L1						"

		62																														730		62-31						L

		62						17718				1029		1029		25		7.2/12.4-240/480		9940173		GE		TEST		P,1PH						731		62-31-L1

		62						17718				1030		1029		25		7.2/12.4-240/480		9911449		GE		TEST		P,1PH						731		62-31-L1

		62						17718				1031		1029		25		7.2/12.4-240/480		9940182		GE		TEST		P,1PH						731		62-31-L1

		62						17718				858		858		25		7.2/12.4-120/240		911048345		CP		1991		P,1PH						732		62-31-L2

		62						17718				859		858		25		7.2/12.4-120/240		9113048398		CP		1991		P,1PH						732		62-31-L2

		62						17718				874		858		25		7.2/12.4-120/240		911049249		CP		1991		P,1PH						732		62-31-L2

		62																														733		62-31-L3		244

		62		13		43-460		17724		Water Pump Station		939		939		167		7.2/12.4-240/480		9894845		GE		TEST		P,1PH

		62		13		43-460		17724		Water Pump Station		940		939		167		7.2/12.4-240/480		9896931		GE		TEST		P,1PH

		62		13		43-460		17724		Water Pump Station		941		939		167		7.2/12.4-240/480		9894847		GE		TEST		P,1PH

		62		13		43-460		17724		Water Pump Station		848		848		25		7.2/12.4-120/240		7004263		LM		TEST		P,1PH														END L

		62		13		43-460		17724		Water Pump Station		847		848		25		7.2/12.4-120/240		7003685		LM		TEST		P,1PH														"

		62																														734		62-32		245				L

		62						17720				1764		1764		75		7.2/12.4-120/208		926002388		CP				PD,3PF,F,FT,S														END L

		62																														735		62-33

		62																														736		62-34				SA-62-12

		62																														737		62-35

		62																														738		62-36		246		SF-62-4

		62																																				SC-62-3		R,L

		62						18725		AMMO		1059		1059		75		7.2/12.4-120/208		916005531		CP		1991		PD,3PH,F,FT,S

		62						18729		AMMO		1766		1766		150		7.2/12.4-120/208		939002693		CP		NON		PD,3PH,F,FT,S

		62						18727		AMMO		1765		1765		75		7.2/12.4-120/208		94900326		CP		NON		PD,3PH,F,FT,S														END R

		62						18706		AMMO		1742		1742		25		7.2-120/240		5044182		CP		2000		PD,1PH,F,FT														END L

		62						18762		AMMO		1741		1741		112		7.2/12.4-120/208		939002093		CP		1993		PD,3PH,F,FT

		62																												JC-62-1										R

		62						19712		AMMO		1777		1777		25		7.2/12.4-120/208		2015952493		HOWARD		NON		PD,F,FT														END R

		62																																				SC-62-5

		62																												JC-62-2										L,R,R2

		62						18768		AMMO		1743		1743		25		7.2-120/240		851029600		RTE		NON		PD,1PH														END L

		62						18766		AMMO		1743		1743		25		7.2-120/240		851029600		RTE		NON		PD,1PH														"

		62						19713		AMMO		1767		1767		225		7.2/12.4-120/208		946001822		CP		NON		PD,3PH,F														END R

		62						19725		AMMO		1056		1056		75		7.2/12.4-120/208		916005529		CP		1991		PD,3PH,F,FT

		62						19755		AMMO		1057		1057		75		7.2/12.4-120/208		916005528		CP		1991		PD,3PH,F,FT

		62																												JC-62-3

		62						19773		AMMO		1058		1058		75		7.2/12.4-120/208		916005530		CP		1991		PD,3PH,F,FT														END R2

		62																														650		62-40		227		SF-62-6

		62																														651		62-41

		62																														652		62-42

		62																														653		62-43

		62																														654		62-44

		62																														655		62-45

		62																														656		62-46

		62																														657		62-47

		62																														658		62-48

		62																														659		62-49

		62																														660		62-50

		62																														661		62-51

		62																														662		62-52

		62																														663		62-53

		62																														664		62-54

		62																														665

		62																														666		62-56

		62																														667		62-57

		62						23702				1768		1768		50		7.2/12.4-277/480		IF02443		Magnetic Electric		NON		P,1PH						668		62-58

		62										1769		1768		50		7.2/12.4-277/480		IF02450		Magnetic Electric		NON		P,1PH						668		62-58

		62						23702				1770		1768		50		7.2/12.4-277/480		IF02451		Magnetic Electric		NON		P,1PH						668		62-58

		62																														669		62-59		228		SF-62-7

		62																												JC-62-4

		62																												JC-62-5

		62																												JC-62-6										R

		62																												JC-62-7

		62						26759		ANTENNA FIELD		966		966		75		7.2/12.4-120/208		622421F88		NECO		NON		PD,3PH,F														END R

		62																												JC-62-8

		62																												JC-62-10

		62																												JC-62-11

		62																														670		62-60		229		SF-62-8

		62																														671		62-61

		62																														672		62-62

		62																														673		62-63

		62																														674		62-64

		62																														675		62-65

		62																														676		62-66

		62																														677		62-67

		62																														678		62-68

		62																														679		62-69

		62																														680		62-73						R

		62																														681		62-74		230		SF-62-9

		62																												JC-62-12										L

		62						30680				1771		1771		25		7.2-120/240		2015962493		HOWARD		NON		PD,1PH														END L

		62																												JC-62-13

		62								MAD BULL		961		961		75		7.2/12.4-120/208		886009812		RTE		NON		PD,3PH,F,S														END R

		62																														682		62-75

		62																														683		62-76

		62																														684		62-77

		62																														685		62-78

		62																														686		62-79

		62																														687		62-80

		62																														688		62-81

		62																														689		62-82

		62																														690		62-83

		62																														691		62-84

		62																														692		62-85

		62		13		63-621		31562		611TH Challet		958		958		50		7.2-120/240		2560313001		PT		TEST		P,1PH						693		62-90						L

		62																														694		62-91

		62																														695		62-92

		62																														696		62-93		231

		62								SIX MILE CHALLET		1772		1772		112		12.4Delta-120/208		890838A1		SQ D		1990		PD,3PH														END L

		62																														697		62-94

		62																														698		62-95

		62																														699		62-96

		62																														700		62-97

		62																														701		62-98

		62																														702		62-99

		62																														703		62-100

		62																														704		62-101

		62																														705		62-102

		62																														706		62-103

		62																														707		62-115						R

		62																														708		62-162

		62																														709		62-163		232				R2

		62						32433		AMMO		1773		1773		75		7.2/12.4-120/208		92J141050		ABB		1992		PD,3PH,F														END R2

		62						32436		AMMO		950		950		25		7.2-120/240		M702937YARA		GE		TEST		P,1PH						710		62-164		233

		62						32448		AMMO		950		950		25		7.2-120/240		M702937YARA		GE		TEST		P,1PH						710		62-164		233

		62																														711		62-165

		62																														712		62-166

		62																														713		62-167		234				S

		62						33415		AMMO		952		952		15		7.2-120/240		76A441691				TEST		P,1PH						714		62-168		235				END S

		62						33415		AMMO		953		952		15		7.2-120/240		76A452069				TEST		P,1PH						714		62-168		235				"

		62						33415		AMMO		954		952		15		7.2-120/240		76A452106				TEST		P,1PH						714		62-168		235				"

		62																												JC-62-9										R2

		62		13		72-330		35465		Munitions Storage Igloo		955		955		15		7.2-120/240		821088370		RTE		1982		PD,1PH,FT

		62		13		72-340		35475		Munitions Storage Igloo		955		955		15		7.2-120/240		821088370		RTE		1982		PD,1PH,FT

		62		13		72-350		35485		Munitions Storage Igloo		955		955		15		7.2-120/240		821088370		RTE		1982		PD,1PH,FT

		62		13		73-010		35491		Munitions Storage Igloo		955		955		15		7.2-120/240		821088370		RTE		1982		PD,1PH,FT

		62		13		73-020		35499		Munitions Storage Igloo		955		955		15		7.2-120/240		821088370		RTE		1982		PD,1PH,FT

		62		13		73-030		35505		Munitions Storage Igloo		955		955		15		7.2-120/240		821088370		RTE		1982		PD,1PH,FT

		62		13		73-040		36537		Munitions Storage Igloo		956		956		15		7.2-120/240		82106828		RTE		1982		PD,1PH,FT														END R2

		62		13		73-050		36545		Munitions Storage Igloo		956		956		15		7.2-120/240		82106828		RTE		1982		PD,1PH,FT														"

		62		13		73-060		36557		Munitions Storage Igloo		956		956		15		7.2-120/240		82106828		RTE		1982		PD,1PH,FT														"

		62		13		73-070		36563		Munitions Storage Igloo		956		956		15		7.2-120/240		82106828		RTE		1982		PD,1PH,FT														"

		62		13		73-080		36535		Munitions Storage Igloo		956		956		15		7.2-120/240		82106828		RTE		1982		PD,1PH,FT														"

		62		13		73-090		36547		Munitions Storage Igloo		956		956		15		7.2-120/240		82106828		RTE		1982		PD,1PH,FT														"

		62		13		73-100		36553		Munitions Storage Igloo		956		956		15		7.2-120/240		82106828		RTE		1982		PD,1PH,FT														"

		62		13		73-110		36561		Munitions Storage Igloo		956		956		15		7.2-120/240		82106828		RTE		1982		PD,1PH,FT														"

		62		13		72-250		34387		Munitions Storage Igloo		957		957		15		7.2-120/240		821088369		RTE		1982		PD,1PH,FT														END R

		62		13		72-260		34395		Munitions Storage Igloo		957		957		15		7.2-120/240		821088369		RTE		1982		PD,1PH,FT														"

		62		13		72-270		34405		Munitions Storage Igloo		957		957		15		7.2-120/240		821088369		RTE		1982		PD,1PH,FT														"

		62		13		72-280		34413		Munitions Storage Igloo		957		957		15		7.2-120/240		821088369		RTE		1982		PD,1PH,FT														"

		62		13		72-290		34421		Munitions Storage Igloo		957		957		15		7.2-120/240		821088369		RTE		1982		PD,1PH,FT														"

		62		13		72-300		35427		Munitions Storage Igloo		957		957		15		7.2-120/240		821088369		RTE		1982		PD,1PH,FT														"

		62		13		72-310		35435		Munitions Storage Igloo		957		957		15		7.2-120/240		821088369		RTE		1982		PD,1PH,FT														"

		62		13		72-320		35443		Munitions Storage Igloo		957		957		15		7.2-120/240		821088369		RTE		1982		PD,1PH,FT														"

		62																														715		62-116

		62																														716		62-120		236		SF-62-10

		62																										MH-62-9

		62																										MH-62-10

		62																										MH-62-11

		62																										MH-62-12

		62																										MH-62-13

		62																																				SC-31/62-1		L

		62						29453		SIX MILE AIR STRIP		1758		1758		25		7.2-120/240		97LL618002		CP		1997		PD,F,FT														END L

		62																												JC-62-20

		62																												JC-62-21

		62																												JC-62-22

		62																												JC-62-23

		62																												JC-62-24

		62						28590		TOP OF THE HILL CHALLET		1759		1759		25		7.2-120/240		771364Y74AA		GE				PD,1PH,F,FT														END 62



&CFeeder 62 Inventory

John.Klohr:
62 has two circuits exiting the North Sub

Eric.Allain:
Need bucket truck to get info.

Eric.Allain:
Need bucket truck to get info.

Eric.Allain:
Need bucket truck to get info.

Eric.Allain:
Need bucket truck to get info.

Eric.Allain:
All pole #s in blue need to be nailed to pole

Eric.Allain:
Pole has been moved.  Need new GPS point for pole and  new pad xformer



Fdr 63

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		63																										MH-1/63/72-1

		63																										MH-1/63/72-2

		63																										MH-1/63/72-3

		63																										MH-1/43/63/72-3												R,L

		63																																				SC-63/43-1		R1,R2,L

		63																										MH-1/43/63/72-3												R1,R2,L

		63								STEAM PIT		1889		1889		10		12.4/7.2-120/240		99J835157		ABB		NON		PD,1PH,F,FT,S,LA														END R1

		63						14777		WEATHER HOUSE		1890		1890		150		12.4/7.2-277/480		00J82318		ABB		NON		PD,3PH,F,FT,S,LA														R2

		63																												JC-63-1

		63																												JC-63-2

		63																												JC-63-3

		63								RR CROSSING		2019		2019		25		12.4/7.2-120/240		5021022		COOPER		NON		PD,1PH,F,FT,S,LA

		63						12757		DRMO		1885		1885		45		12.4/7.2-120/208		00J081154		ABB		NON		PD,3PH,F,FT,S,LA

		63						12761		DRMO		1885		1885		45		12.4/7.2-120/208		00J081154		ABB		NON		PD,3PH,F,FT,S,LA

		63						12763		DRMO		1886		1886		150		12.4/7.2-277/480		00J081059		ABB		NON		PD,3PH,F,FT,S,LA

		63						12759		DRMO		1886		1886		150		12.4/7.2-277/480		00J081059		ABB		NON		PD,3PH,F,FT,S,LA

		63						12737		DRMO		1887		1887		75		12.4/7.2-120/208		00J084031		ABB		NON		PD,3PH,F,FT,S,LA

		63						12739		DRMO		1887		1887		75		12.4/7.2-120/208		00J084031		ABB		NON		PD,3PH,F,FT,S,LA

		63						12755		DRMO		1887		1887		75		12.4/7.2-120/208		00J084031		ABB		NON		PD,3PH,F,FT,S,LA														END R2

		63																										MH-1/43/63/72-2												L

		63								RR CROSSING		1888		1888		10		12.4/7.2-120/240		99J835175		ABB		NON		PD,1PH,F,FT,S,LA														END 63



&CFeeder 63 Inventory



Fdr 64

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		64		9		24-810		5955		Composite Medical Facility / Alt Fdr



&CElectrical Distribution System



Fdr 71

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral



&CElectrical Distribution System



Fdr 72

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		72		3																								MH-1/63/72-1

		72		3																								MH-1/63/72-2

		72		3																								MH-1/63/72-3

		72		3																								MH-1/43/63/72-3

		72																										MH-1/43/63/72-2

		72																										MH-1/43/72-1

		72																										MH-1/72-4

		72																										MH-1/72-5

		72																										MH-1/72-6

		72		3																												739		44/72-1		247		SF-72-1

		72		3																												740		44/72-2

		72		3																												741		44/72-3

		72		3																												742		44/72-4

		72		3																												743		44/72-5

		72		3																												744		44/72-6

		72		3																												745		44/72-7

		72		3																												746		44/72-8

		72		3																												747		44/72-9

		72		3																												748		44/72-10

		72		3																												749		44/72-11

		72		3																												750		44/72-12

		72		3																												751		44/72-13

		72		3																												752		44/72-14

		72		3																												753		44/72-15

		72		3																												754		44/72-16		248

		72		3																										JC-72-1

		72		3																										JC-72-2

		72		3																												757		44/72-19		251

		72		3																												758		44/72-20

		72		3																												759		44/72-21

		72		3																												760		44/72-22

		72		3																												761		44/72-23

		72		3																												762		44/72-24

		72		3																												763		44/72-25

		72		3																												764		44/72-26

		72		3																												765		44/72-27

		72		3																												766		44/72-28

		72		3																												767		44/72-29

		72		3																												768		44/72-30

		72		3																												769		44/72-31

		72		3																												770		44/72-32

		72		3																												771		44/72-33

		72		3																												772		44/72-34

		72		3																												773		44/72-35

		72		3																												774		44/72-36

		72		3																												775		44/72-37

		72		3																												776		44/72-38

		72		3																												777		44/72-39

		72		3																												778		44/72-40

		72		3																												779		44/72-41

		72		3																												780		44/72-45

		72		3																												781		44/72-46		252

		72		3																								MH-44/72-1

		72		3																								MH-44/72-2

		72		3																								MH-44/72-3

		72		3																								MH-72-4

		72		3																								MH-72-5

		72																										MH-72-6

		72																										MH-72-7

		72																										MH-52/72-5

		72		3																										ATS								SC-52/72-1		END 72



&CElectrical Distribution System
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Eric.Allain:
all pole #s in blue need a pole # nailed to the pole.

Eric.Allain:
lable pole with pole #s



Fdr 73

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral



&CElectrical Distribution System



Fdr 74

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral



&CElectrical Distribution System



34.5 Line

		Feeder		Priority		Old Facility #		Facility_id		Facility Description		Xformer #		tranbnk_id		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole_id		JC/LB #		Pole_id		Pole #		Riser_id		Switch #		Lateral

		34.5 line								From ML&P Sub at base fence

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line						3266		Power Plant

		34.5 line						3266		Power Plant																												130

		34.5 line

		34.5 line																																1/25-2

		34.5 line																																1/25-3

		34.5 line

		34.5 line																																1/25-5

		34.5 line																																1/25-5-R1

		34.5 line																																1/25-5-R2

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line																																				131

		34.5 line																																						L,S

		34.5 line																																						L

		34.5 line																																				135

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line								Central Sub																												136		END L

		34.5 line								Central Sub																												SC-137		L2

		34.5 line																												JC-1-1

		34.5 line																												JC-1-2

		34.5 line																												JC-1-3

		34.5 line																										MH-1-1

		34.5 line																										MH-1-2

		34.5 line																										MH-1-/72-6

		34.5 line																										MH-1-/72-5

		34.5 line																										MH-1/72-4

		34.5 line																										MH-1/43/72-1

		34.5 line																										MH-1/43/63/72-2

		34.5 line																										MH-1/43/63/72-3

		34.5 line																										MH-1/63/72-3

		34.5 line																										MH-1/63/72-2

		34.5 line								North Sub																		MH-1/63/72-1												End L2

		34.5 line								Power Plant																														S

		34.5 line																																				133

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line																																		Y		138

		34.5 line																																				SC-139		L,Sright

		34.5 line																										MH-1-3												L

		34.5 line																										MH-1-4

		34.5 line																										MH-1-5

		34.5 line																										MH-1-2

		34.5 line																										MH-1/72-6

		34.5 line																										MH-1/72-5

		34.5 line																										MH-1/72-4

		34.5 line																										MH-1/43/72-1

		34.5 line																										MH-1/43/63/72-2

		34.5 line																										MH-1/43/63/72-3

		34.5 line																										MH-1/63/72-3

		34.5 line																										MH-1/63/72-2

		34.5 line								North Sub																		MH-1/63/72-1												END L

		34.5 line								Power Plant																														S

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line

		34.5 line																														903		1/51-20		292

		34.5 line																														902		1/51-19		291

		34.5 line																														901		1/51-18

		34.5 line																														900		1/51-17

		34.5 line																														899		1/51-16

		34.5 line																														898		1/51-15

		34.5 line																														897		1/51-10

		34.5 line																														896		1/51-9		290

		34.5 line																														895		1/51-8		289

		34.5 line																														894		1/51-7

		34.5 line																														893		1/51-6		288

		34.5 line																														892		1/51-5		287

		34.5 line																														891		1/51-4

		34.5 line																														890		1/51-3		286

		34.5 line																														889		1/51-2		285

		34.5 line																														888		1/51-1		284

		34.5 line								Hospital Sub																														END S

		34.5 line								Hospital Sub																														S

																																956		54-1		297

		34.5 line								ML&P Side																						905		54/53-1

		34.5 line								ML&P Side																						906		54/53-2

		34.5 line								ML&P Side																						907		54/53-3

		34.5 line								ML&P Side																						908		54/53-4

		34.5 line								ML&P Side																						909		54/53-5

		34.5 line								ML&P Side																						910		54/53-6

		34.5 line								ML&P Side																						911		54/53-7

		34.5 line								ML&P Side																						912		54/53-8

										ML&P Side																						913		54/53-9

										ML&P Side																						914		54/53-10

										ML&P Side																						915		54/53-11

										ML&P Side																						957		54-12

										ML&P Side																						958		54-2

										ML&P Side																						959		54-3

										ML&P Side																						960		54-4

										ML&P Side																						961		54-5

										ML&P Side																						965		54-6

										ML&P Side																						967		54-8

										ML&P Side																						968		54-9

										ML&P Side																						970		54-11

										ML&P Side																						971		54-12A		299

										ML&P Side																						972		54-13		300

										Base fence to ML&P Sub



&C34.5 LINE

Eric.Allain:
lable pole # in blue with metal #



Storage Yard

		Feeder		Master Seq #		Priority		Feeder Seq.		Old Facility #		Facility #		New Facility #		Facility Description		Xformer #		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole #		JC/LB #		Seq. #		Pole #		Riser		Switch #		Lateral

		YARD																28		37.5		120/240		911063715		CP		NON		POLE

		YARD																64		25		7.2/12.4Y-120/240		1305865		Line Materials		Test		Pole, 1ph

		YARD																65		25		7.2/12.4Y-120/240		1274729		Line Materials		Test		Pole, 1ph

		YARD																67		37.5		12.4/7.2-120/240		G94974367K		GE		TEST		POLE

		YARD																69		37.5		12.4Y/7.2-120-240		G749267-67K		GE		TEST		POLE

		YARD																126		25		12.4/7.2-120/240		76A260190		WH		TEST		POLE

		YARD																127		25		12.4/7.2-120/240		77A463542		WH		TEST		POLE

		YARD																128		25		12.4/7.2-120/240		77A463555		WH		TEST		POLE

		YARD																203		75		12.4Y/7.2-120/240		N413912YMTA		GE		TEST		POLE

		YARD																205		75		12.4Y/7.2-240/120		N411456YMTA		GE		TEST		POLE

		YARD																218		25		12.4/7.2-120/240		73VJ0450205		ME		TEST		POLE

		YARD																222		50		12.4Y/7.2-120/240		78VB051018		ME		TEST		POLE

		YARD																223		50		12.4Y/7.2-120-/240		78VL023009		ME		TEST		POLE

		YARD																240		25		12.4/7.2-120/240		J731789-67K		GE		TEST		POLE

		YARD																252				12.4/7.2-120/240		89NC108005		ME		NON		POLE

		YARD																260		50		12.4Y/7.2-120-240		H848586K69A		GE		TEST		POLE

		YARD																262		50		12.4Y/7.2-240/120		H848587K69A		GE		TEST		POLE

		YARD																267		50		12.4Y/7.2-240/120		G74313067K		GE		TEST		POLE

		YARD																268		50		12.4Y/7.2-120-240		G74310067K		GE		TEST		POLE

		YARD																325		25		12.4/7.2-120/240		861048856		RTE		1986		POLE

		YARD																362		25		12.4/7.2-120/240		88104461		RTE		NON		POLE

		24		5				55						POL Headbolt Heaters				367		37.5		12.4/7.2-120/240		1685003K04		GE		Test		P, 1PH

		YARD																385		15		12.4/7.2-120/240		871101292		RTE		NON		POLE

		YARD																386		25		12.4Y/7.2-120-240		74VH04003		ME		TEST		POLE

		YARD																387		25		12.4Y/7.2-120-240		74VH04005		ME		TEST		POLE

		YARD																388		25		12.4/7.2-120/240		74VH04003		ME		TEST		POLE

		YARD																392		25		12.4/7.2-120/240		70AB1213		WH		TEST		POLE

		YARD																473		50		120/240		74VH078008		ME		TEST		POLE

		YARD																474		50		120/240		74VH078007		ME		TEST		POLE

		23				321		224						Old Airshow circuits				527		25		7.2/12.4Y-120/240		70FB5911		Westinghouse		TEST		Pole, 1ph								23-29-R21						END S

		23				322		225						Old Airshow circuits				528		25		7.2/12.4Y-120/240		70AB7350		Westinghouse		TEST		Pole, 1ph								23-29-R21						"

		23				323		226						Old Airshow circuits				529		25		7.2/12.4Y-120/240		70AB11007		Westinghouse		TEST		Pole, 1ph								23-29-R21						"

		YARD																571		15		120/240		911057652		CP		1991		POLE

		YARD																572		15		120/240		911008803		CP		1991		POLE

		YARD																585		15		120/240		911057634		CP		1991		POLE

		YARD																600		25		12.4/7.2-120/240		76A390610		WH		TEST		POLE

		YARD																643		25		12.4Y/7.2-120-240		851136594		RTE		NON		POLE

		YARD																644		25		12.4/7.2-120/240		78V156603		Dozen Electric		TEST		POLE

		YARD																672		15		12.4/7.2-120/240		K472897K72A		GE		TEST		POLE

		YARD																674		50		12.4Y/7.2-120-240		G74528867K		GE		TEST		POLE

		YARD																676		50		12.4-277/480Y		N830708YKX		GE		NON		POLE

		YARD																677		50		12.4-277/480Y		N830709YKX		GE		NON		POLE

		YARD																678		50		12.4Y/7.2-277/480		N830707YKX		GE		NON		POLE

		YARD																679		10		12.4/7.2-240/480		76VG072010		ME		TEST		POLE

		YARD																680		10		12.4/7.2-240/480		78VG072008		ME		TEST		POLE

		31		8				65								4		705		25		12.4/7.2-120/240		88JA072190		Westinghouse		88		PD,1PH,F,FT,LA														END R

		YARD																711		25		12.4/7.2-120/240		K456301K71AA		GE		TEST		POLE

		YARD																712		25		12.4/7.2-120/240		J789206K71AA		GE		TEST		POLE

		YARD																727		15		12.4/7.2-240/480		N640310YKW		GE		1983		POLE

		YARD																753		25		12.4/7.2-120/240		T789155K70AA		GE		TEST		POLE

		YARD																845		50		120/240		911057584		CP		1991		POLE

		YARD																871		25		120/240		89NJ211053		ME		NON		POLE

		YARD																888		37.5		120/240		911063731		CP		NON		POLE

		YARD																890		37.5		120/240		911063717		CP		1991		POLE

		YARD																891		37.5		120/240		911063722		CP		NON		POLE

		YARD																900		37.5		120/240		911063720		CP		NON		POLE

		YARD																949		25		12.4/7.2-120/240		M710314VARA		GE		TEST		POLE

		YARD																950		25		12.4/7.2-120/240		M702937YARA		GE		TEST		POLE

		YARD																951		25		12.4/7.2-120/240		M710314VARA		GE		TEST		POLE

		YARD																1000		10		7.2/12.4-240/480		P593890YOD		GE		TEST		Pole, 1ph

		YARD																1001		10		7.2/12.4-240/480		P593892YOD		GE		TEST		Pole, 1ph

		YARD																1002		10		12.4/7.2-240/480		P593883YOD		GE		1989		POLE

		YARD																1023		15		12.4/7.2-120/240		861048855		RTE		1986		POLE

		YARD																1024		25		12.4/7.2-120/240		N917032YEY		GE		1985		POLE

		YARD																1025		25		12.4/7.2-240/480		851137944		RTE		1985		POLE

		YARD																1033		37.5		12.4Y/7.2 -240/480		861031617		RTE		NON		POLE

		YARD																1052		100		12.4Y/7.2-120/240		M228505Y5NA		GE		NON		POLE

		YARD																1060		100		120/240		911095783		CP		NON		POLE

		YARD																1061		100		120/240		911095785		CP		NON		POLE

		YARD																1062		100		120/240		91194478		CP		NON		POLE

		YARD																1063		100		120/240		911119497		CP		NON		POLE

		YARD																1064		100		120/240		911094480		CP		NON		POLE

		YARD																1065		100		120/240		911094479		CP		NON		POLE

		YARD																1066		100		120/240		911095784		CP		NON		POLE

		YARD																1068		100		120/240		91119501		CP		NON		POLE

		YARD																1069		100		120/240		911119505		CP		NON		POLE

		YARD																1070		50		120/240		89A232484		WH		1989		POLE

		22		1				96						spare behind 381 bfeild				1678		75		12.4/7.2-240/480		88JA74123		WH		NON		PD,3PH,S,F,FT														END R

		22		1				157						OLD FUEL AREA				1689		75		7.2/12.4-277/480		979005759		CP		97		PD,3PH,F,FT,S														END L

		YARD																1702		15		120/240		931125853		CP		1993		POLE

		YARD																1704		15		12.4/7.2-120/240		97A470558		ABB		1997		POLE

		YARD																1705		15		12.4/7.2-120/240		97A4753206		ABB		1997		POLE

		YARD																1706		15		12.4/7.2-120/240		97A4532003		ABB		1997		POLE

		YARD																1707		25		12.4/7.2-120/240		911058156		CP		1991		POLE

		YARD																1708		37.5		240/480		97A452951		ABB		1995		POLE

		YARD																1709		37.5		12.4Y/7.2-120-240		911071290		CP		1991		POLE

		YARD																1710		37.5		12.4/7.2-120-240		911071285		CP		1991		POLE

		YARD																1711		37.5		12.4/7.2-240/480		97A461195		ABB		1997		POLE

		YARD																1712		37.5		12.4/7.2-240/480		97A45292		ABB		1997		POLE

		YARD																1713		50		12.4/7.2-240/480		941073800		CP		1994		POLE

		YARD																1714		50		12.4/7.2-240/480		941073799		CP		1994		POLE

		YARD																1715		50		12.4/7.2-240/480		941073801		CP		1994		POLE

		YARD																1716		75		12.4/7.2-120/240		911118449		CP		1991		POLE

		YARD																1717		75		12.4/7.2-120/240		911118450		CP		1991		POLE

		YARD																1718		75		12.4/7.2-120/240		911115306		CP		1991		POLE

		YARD																1719		100		12.4/7.2-120/240		M059008		ATSCO(GE)		NON		POLE

		YARD																1720		100		12.4/7.2-120/240		92A251435		ABB		1992		POLE

		YARD																1722		100		12.4/7.2-240/120		97J352249		ABB		1997		PAD

		YARD																1726		225		12.4/7.2-240/120		896006783		RTE		TEST		PAD

		YARD																1727		112.5		12.4/7.2-480/277		9926001825		CP		1999		PAD

		YARD																1728		150		12.4/7.2-208/120		99J801284		ABB		1999		PAD

		YARD																1729		500		12.4/7.2-480/277		PXC-0224		Balteau		NON		PAD

		YARD																1730		225		12.4/7.2-480/277		PXB0133		Balteau		NON		PAD

		YARD																1731		500		12.4/7.2-208/120		PDC0293		Culter Hammer		NON		PAD

		YARD																1733		500		12.4/7.2-208/120		93J295126		ABB		1993		PAD

		YARD																1734				8.3/14.4		9325229		Elliott		34060		S/C SWITCH

																		1856		25		7.2/12.4-240/480		1414929		LM				P, 1PH

																		1857		25		7.2/12.4-240/480		1386946		LM				P, 1PH

																		1858		25		7.2/12.4-240/480		1414923		LM				P, 1PH

		44		11										Behind Hella Pad				1873		75		12.4/7.2-120/208		939005209		CP		NON		PD,3 PH,F														END L

		44		11										Hosp Parking lot				1884		10		12.4/7.2-277-480		541132602		CP		NON		P,1PH								44-35

		YARD																1903		100		12.4/7.2-120/240		M059003R		ALAMO				P,1PH

		22		1				92										1992		25		7.2/12.4-120/240		88JA072174		WH		NON		PD,3PH,FT,LA,F,S														END L2



&CStorage Yard and In Service Benchstock Inventory

Rick.Wolfe:
Needs to be tested

Rick.Wolfe:
Needs to be tested

Rick.Wolfe: Needs to be tested



2001

		Feeder		Priority		Master Seq #		Feeder Seq #		Old Facility #		Facility #		Facility Description		Xformer Total		Xformer #		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole #		JC/LB #		Pole Total		Pole #		Riser		Switch #		Lateral

												9268		Oxygen General Plant				322		167		120/240		2560309001		PT		>7ppm		P,1PH

												9268		Oxygen General Plant				323		167		120/240		2560309003		PT		>5ppm		P,1PH

												9268		Oxygen General Plant				324		167		120/240		2560309002		PT		119ppm		P,1PH

		24		5				155						Crossing/Street Lights				1648		10		12.4/7.2-120/240		4616351		AC		TEST		P,1PH								24-60

		YARD												Old Commissary				485		1000		12.4/7.2-480/277		N005345TURA		GE		TEST		PAD

		YARD																199		50		120/240		6169655		WH		TEST		POLE

		YARD																234		50		12.4Y/7.2-240/120		74V5148		Vantran		TEST		POLE

		YARD																670		15		12.4/7.2-120/240		A472898K72A		GE		TEST		POLE

		YARD																173		10		240/480		M452140YLPA		GE		TEST		POLE

		YARD																264		25		120/240		K471056K71		GE		TEST		POLE

		24		5				51		10-300		7348		AF OSI / DIS				1034		37.5		12.4/7.2-120/240		Data Plate Missing				May-01

		YARD																217		15		240/480		G57243666K		GE		TEST		POLE

		34		16				25						Signal Box				818		5		7.2-120/240		1271322		Line Material		Test		Pole Mt., 1ph						21		34-25

		31										25304		Green Lake Chalet				970		15		7.2-120/240		6925272		WH		TEST		Pole Mt., 1ph								31-226						End L2

		33		12		1219		209						Streeting lighting/Steam Pit		69		1584		10		7.2/12.4-120/240		N405665YLTA		GE		NON		Pole Mt., 1ph

		33		12		1265		255		21-595		5126		Fire Station 2		83		157		25		7.2/12.4-120/240		G182911		Westinghouse		TEST								143		33-215

		33		12		1232		222		21-383		5074		Houston Housing		73		209		50		7.2/12.4-120/240		N409834YMTA		General Elec		TEST		Pd Mt., 1ph														END L

		33		12		1233		223		21-384		5076		Houston Housing				209		50		7.2/12.4-120/240		N409834YMTA		General Elec		TEST		Pd Mt., 1ph														"

		33		12		1274		264						Street lights		86		299		37.5		12.4/7.2-240/480		R9449404K		General Elec		TEST								150		33-222





2000

		Feeder		Priority		Master Seq #		Feeder Seq #		Old Facility #		Facility #		Facility Description		Xformer Total		Xformer #		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole #		JC/LB #		Pole Total		Pole #		Riser		Switch #		Lateral





1999

		Feeder		Priority		Master Seq #		Feeder Seq #		Old Facility #		Facility #		Facility Description		Xformer Total		Xformer #		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole #		JC/LB #		Pole Total		Pole #		Riser		Switch #		Lateral





1998

		Feeder		Priority		Master Seq #		Feeder Seq #		Old Facility #		Facility #		Facility Description		Xformer Total		Xformer #		KVA		Voltage		Serial #		Manufacturer		Year		Transformer Type		Manhole #		JC/LB #		Pole Total		Pole #		Riser		Switch #		Lateral





Test Transformers

		Feeder		Priority		Master Seq #		Feeder Seq #		Old Facility #		Facility #		Facility Description		Xformer Total		Xformer #		KVA		Voltage		Serial #		Manufacturer		Date		Transformer Type		Manhole #		JC/LB #		Pole Total		Pole #		Riser		Switch #		Lateral		POC

		24		5										Headbolt heater				1643		75		7.2/12.4y-120/208		PRF0552		Balteau Stnd		25-May		Pd, 3ph,														END R

		24		5								9361		Snowbarn				1644		225		12.4D-120/208		F52741264P		GE		25-May outage		Pd, 3ph, FT, LpS, LF														END L2

		33				1021		12				2218		Corp Engineer		2		1545		50		12.4/7.2-120/240		67AC47181		WH		11-Apr								11		31-33-12								753-2732

		33				1022		12				2218		Corp Engineer		3		1546		50		12.4/7.2-120/240		66AL940		WH		11-Apr								11		31-33-12

		33		12		1023		12		21-710		2218		Corp Engineer		4		1547		50		12.4/7.2-120/240		67AC6422		WH		11-Apr		Pole Mt., 1ph						11		31-33-12

		31				733		74		41-759		18176		Operations AFSS		8		1596		100		12470/7200-120-240		58E10231		Westinghouse		Outage ?		Pole Mt, Enclosed

		31				734		74		41-759		18176		Operations AFSS		9		1597		100		12470/7200-120-240		58E10233		Westinghouse		Outage ?		Pole Mt, Enclosed

		31				735		74		41-759		18176		Operations AFSS		10		1598		100		12470/7200-120-240		58E10232		Westinghouse		Outage ?		Pole Mt, Enclosed

		22		1								14408		Behind Awacs				902		75								Outage ?		P, 3PH								2241r6r6r12l2

		46		7						11-670		11551		Hanger 1				1926		167		7.2/12.4-120/240		3519552		Allies Chalmers		11-Apr		P,1PH																x2081

		46		7						11-670		11551		Hanger 1				1927		167		7.2/12.4-120/240		3519554		Allies Chalmers		11-Apr		P,1PH

		46		7						11-670		11551		Hanger 1				1928		167		7.2/12.4-120/240		3519553		Allies Chalmers		11-Apr		P,1PH

		46		7						11-670		11551		Hanger 1				1929		50		7.2/12.4-240/480		62SJ688		WH		11-Apr		P,1PH														END R2

		46		7						11-670		11551		Hanger 1				1930		50		7.2/12.4-240/480		62SJ691		WH		11-Apr		P,1PH														"

		46		7						11-670		11551		Hanger 1				1931		50		7.2/12.4-240/480		62SJ693		WH		11-Apr		P,1PH														"

		46												STREELTLIGHTS				510		10		7.2/12.4-120/240		79VC041009		ME		11-Apr		P,1PH								46-7

		46								9-844		10435		Data Processing				462		50		7.2/12.4-120/240				GE		10-May		P,1PH								46-36L1						END L

		46								9-844		10435		Data Processing				463		50		7.2/12.4-120/240		L22990K73		GE		10-May		P,1PH								46-36L1						"

		46								9-844		10435		Data Processing				464		50		7.2/12.4-120/240		L225965K73		GE		10-May		P,1PH								46-36L1						"

		42		10						11-470		10571		Hanger 3				1918		100		7.2/12.4-120/240		D64462458Y		GE		25-May		P,1PH														END R2

		42		10						11-470		10571		Hanger 3				1919		100		7.2/12.4-120/240		D64378658Y		GE		25-May		P,1PH														"

		42		10						11-470		10571		Hanger 3				1920		100		7.2/12.4-120/240		D62912458Y		GE		25-May		P,1PH														"

		42		10						11-110		8549		Jet Engine Shop				573		75		7.2/12.4-120/240		79A007230		WH		11-Apr		P,1PH								42-13R2						END R		5094

		42		10						11-110		8549		Jet Engine Shop				574		75		7.2/12.4-120/240		79A090082		WH		11-Apr		P,1PH								42-13R2						"

		42		10						11-110		8549		Jet Engine Shop				579		75		7.2/12.4-120/240		79A050749		WH		11-Apr		P,1PH								42-13R2						"

		42																559		100		7.2/12.4-277/480		J785268K71				11-Apr		P,1PH														END L

		42																560		100		7.2/12.4-277/480		J785269K71				11-Apr		P,1PH														"

		42																561		100		7.2/12.4-277/480		J785270K71				11-Apr		P,1PH														"

		42		10						11-120		8559		F15 Avionics Test ST Supply				1905		500		7.2/12.4-277/480		PVE0413		BALTEAU		10-May		PD,3,F														END L2

		43								23-714		6527		Jet Fuel Pump Station				1856		25		7.2/12.4-240/480		1414929		LM		to be removed ?		P, 1PH								43-1R2						END S

		43								23-714		6527		Jet Fuel Pump Station				1857		25		7.2/12.4-240/480		1386946		LM		to be removed ?		P, 1PH								43-1R2

		43								23-714		6527		Jet Fuel Pump Station				1858		25		7.2/12.4-240/480		1414923		LM		to be removed ?		P, 1PH								43-1R3

														YARD				1903		100		12.4/7.2-120/240		M059003R		ALAMO		10-May		P,1PH		P,1PH

														TOWER														11-Apr		DRUM

														AUDIO/VISUAL														11-Apr		OCB

		54		6				21				4911		Family Advacy				695		25		12.4/7.2-120-240		871023119		RTE		Outage ?		P, 1PH								54-5 R3						END L

		61										14542		PUMPHOUSE				767		100		7.2/12.4-240/480		N7322N99LL3		WH		Outage ?		P,1PH														END L

		62										28590		TOP OF THE HILL CHALLET				1759		25		7.2-120/240		771364Y74AA		GE		25-May		PD,1PH,F,FT

		62										17720						1764		75		7.2/12.4-120/208		926002388		CP		25-May		PD,3PF,F,FT,S														END 62

		33		12		1271		261						Paxton Park Restrooms		85		1589		25		7.2-120/240		84JE184245		WH		10-May		PD,1PH,F,FT														END L

		53						64		24-333				Chugach Housing				1960		25		12.4/7.2-120-240		70AK7097		WH		25-May		P, 1PH								53-30						END L

		23				282		185				8326		Age next to fuels				938		225		120/240		C864244		CP		25-May		Pd, 3ph

		23				283		186				8326		Age next to fuels				339		225		120/240		136A9844		CP		25-May		Pd, 3ph

		62										16710		Beside 90th				581		225		12.4D-277/480		886004862		RTE		non		PD,3PH,F,FT,S														END R

		42		10						11-031		8561		Farm 1 Issues AVGAS				562		37.5		240/480		9801483		GE		Outage ?		P,1PH														END R2

		42		10						11-031		8561		Farm 1 Issues AVGAS				563		37.5		240/480		9781426		GE		Outage ?		P,1PH														END L

		42		10						11-031		8561		Farm 1 Issues AVGAS				1934		37.5		240/480		9801482		GE		Outage ?		P,1PH

		41												OCB Switch Feeder 41														to be removed ?

		31												381OCB														to be removed ?

		31												381 OCB														to be removed ?

														Storage Shed OCB														to be removed ?

												14524		AF Vault								1460						To be tested		P,1PH

												14524		AF Vault								1460						To be tested		P,1PH

												14524		AF Vault								1460						To be tested		P,1PH



&CTransformers To Be Tested



List Of PCB Transformers

		Facility #		Xformer #		Serial #		PCB/PPM

		2212		123		2560307006		0.984

		8326		339		136A9844		49.4

		8549		574		79090082		2.91

		8326		938		C864244		43.3

		23400		971		71A613199		12.3

		9361		1644		F5274126P		167

		8565		1909		C862683		19

		8565		1910		C862684		34

		8565		1911		C862685		20

		8565		1912		C862686		9

		11525		1915		C861804		5

		11525		1916		C861803		10

		11551		1926		35119552		7.84

		11551		1927		35119554		8.09

		11551		1928		35119553		4.28

		11551		1929		62SJ688		3.96

		11551		1930		62SJ691		3.85

		11551		1931		62SJ683		3.61

		11551		1939		C861797A		5.77

		11551		1940		C861805		11

		11525		1941		C861807B		19

		11525		1942		C861797B		11.2

		11525		1943		C861807A		25

		11525		1944		C861806		20.8

		10571		1945		C861929		8.01

		10571		1946		C861930B		3

		10571		1947		C861931		141

		10571		1948		C861930A		12



&CList Of PCB Transformers




